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Introduction
This draft standard is based on national and international discussions. Y our comments on this draft are invited and will assist in
the preparation of the consegquent standard.

For international standards, comments will be reviewed by the relevant UK national committee before sending the consensus
UK vote and comments to the international committee, which will then decide appropriate action. If the international standard is
approved, it is usual for the text to be published as a British Standard.

For national standards, comments will be reviewed by the relevant UK national committee and the resulting standards published
as a British Standard.

UK Vote
Please indicate whether you consider the UK should submit a negative (with supporting technical reasons) or positive vote on
this draft. Pleaseindicate if you are aware of any reason why this draft standard should not be published as a British Standard.

Submission of Comments
Annotated drafts are not acceptable and will beregjected.

Template for comments and secr etariat observations

All comments should be submitted online at https.//standar dsdevelopment.bsigroup.com/. You will need to register in

order to comment.

Date; xx/xx/20xx

Document: 1SO/DIS xxxx

an alternative cannot be supported
as serious problems have been
lencountered in its use in the UK.

1 2 3 4 5 (6) 7
MB | Clause No./ Subclause| Paragraph/Figure/ Type of Commend (justification Proposed change by the MB Secretariat observations on
No./Annex (e.g. 3.1) Table/Note comment for change) by theMB each comment submitted
31 Definition 1 ed Definition is ambiguous and needs [JAmend to read '...so that the mains
clarifying. connector to which no connection...'
6.4 Paragraph 2 te The use of the UV photometer as  ||[Delete reference to UV photometer.
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CEN/CLC/]JTC 14.
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CEN and CENELEC members are the national standards bodies and national electrotechnical committees of Austria, Belgium,
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European foreword

This document (prEN 16247-3:2020) has been prepared by Technical Committee
CEN/CLC/JTC14 WG 1 “Energy audits”, the secretariat of which is held by BSI.

This Part provides additional material to Part 1 for the Process sector and should be used in
conjunction with Part 1.

This document is part of the series EN 16247 “Energy audits” which comprises the following:
— Part1l General requirement;

— Part2 Buildings;

— Part3 Processes;

— Part4 Transport;

— Part5 Competence of energy auditors.
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Introduction

An energy audit can help an organization to identify opportunities to improve energy efficiency.
It can be part of a site wide energy management system.

There are various sectors with important differences in processes and utilities. It should be
emphasized that there are many types of processes in industry and commerce. In general,
energy is used:

— directly by a process, e.g. furnaces, direct fired dryers, etc;
— indirectly by a process (e.g. heat exchange, distillation, extrusion, etc.) including the specific
conditions of production (e.g.start-up, shut-down, product change over, cleaning,

maintenance, laboratory and product transfer);

— utility processes (e.g. motor driven systems (fans, pumps, motors, compressors, etc.), steam,
hot water), including on site power plants;

— other processes (e.g. sterilization in hospitals, fume cupboards, laboratories etc.).

This document defines the attributes of an appropriate quality energy audit for processes in
addition to EN 16247-1| which gives the general requirements for energy audits.
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1 Scope

This document specifies the requirements, methodology and deliverables of an energy audit
within a process. These consist of:

a) organizing and conducting an energy audit;
b) analysing the data from the energy audit;
c) reporting and documenting the energy audit findings.

This part of the standard applies to sites where the energy use is due to process. It is used in
conjunction with and is supplementary to EN 16247-1] Energy audits — Part 1: General
requirements. It provides additional requirements to [EN 16247-1 and is applied
simultaneously.

A process could include one or more production lines, offices, laboratories, research centres,
packaging and warehouse sections with specific operational conditions and site transportation.
An energy audit could include the whole site or part of a site.

If buildings are included in the scope of the energy audit, the energy auditor may choose to
apply EN 16247-2, Energy Audits — Part 2: Buildings. If on-site transport on a site is included in

the scope of the energy audit, the energy auditor may choose to apply EN 16247-4, Energy
audits — Part 4: Transport.

NOTE The decision to apply Parts 2 and 4 could be made during the preliminary contact, see 5.1.

2 Normative references

The following documents are referred to in the text in such a way that some or all of their
content constitutes requirements of this document. For dated references, only the edition cited
applies. For undated references, the latest edition of the referenced document (including any
amendments) applies.

EN 16247-1:2012, Energy audits - Part 1: General requirements

3 Terms and definitions

For the purposes of this document, the terms and definitions in EN 16247-1 and the following
apply.

ISO and IEC maintain terminological databases for use in standardization at the following
addresses:

¢ |[EC Electropedia: available at http://www.electropedia.org/

¢ [SO Online browsing platform: available at http://www.iso.org/obp

3.1
production process
all the steps necessary to manufacture a product or delivery of a service

Note 1 to entry:  Production process could include specific facilities for health, safety and environment
pollution control.
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3.2
utility
energy carrier necessary for the process and auxiliary

Note 1 to entry: A utility could be generated on-site, off-site, or purchased from a third party.

EXAMPLE Steam, hot water, compressed air, etc.
3.3
utility process

set of utility equipment and distribution

Note 1 to entry: If the utility is purchased from a third party, utility process is only the utility
distribution.

3.4
site
processes within the boundary of the organization

Note 1 to entry:  This may include pollution treatment processes and energy recovery, and waste
product.

3.5

building

construction as a whole, including its envelope and all technical building systems, for which
energy may be used to condition the indoor climate, to provide domestic hot water and
illumination and other services related to the use of the building and the activities performed
within the building

Note 1 to entry: The term can refer to the building as a whole or to parts thereof that have been
designed or altered to be used separately.

Note 2 to entry:  The building could include its site location and related external environment.
[SOURCE: EN 16247-2:2012, 3.1]

3.6
energy
electricity, fuels, steam, heat, compressed air, and other similar media

Note 1 to entry:  For the purposes of this document, energy refers to the various type of energy,
including renewable, which can be purchased, stored, treated, used in equipment or in a process, or
recovered.

[SOURCE: EN ISO 50001, 2018, 3.5]

4 Quality requirements

4.1 Energy auditor

The qualification of an energy auditor is defined in EN 16247-5.
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4.2 Energy audit process

The quality of the energy audit depends on the knowledge of the processes, the site and
available data and information. Close collaboration between the energy auditor and the
organization is essential. When a sampling method is used, the selected samples shall be
representative of the whole audited objects.

NOTE An example energy audit process is shown in Annex A.

5 Elements of the energy audit process

5.1 Preliminary contact

The energy auditor shall obtain a preliminary description of the site and the process from the
organization or from a site visit.

NOTE The preliminary contact can be by telephone, webinar, meeting or other remote interactive
discussions.

The energy auditor shall agree with the organization on the scope and boundary of the energy
audit:

a) processes included in the energy audit;

NOTE A process can be defined as the whole process, part of a process, part of a system or a
component.

b) whether or not outsourced utilities are included in the energy audit;

c) depending of the thoroughness of the energy audit, it is recommended to check if a detailed
energy audit needs to be carried out for specific processes. In this case, reference shall be
made to the relevant standard (see bibliography).

For energy use not directly related to process (e.g. storing, packaging, logistics, offices, research
centre, laboratory and transport), the energy auditor shall agree with the organization the
applicability of EN 16247-2 and EN 16247-4). This choice and the agreed scope shall be clearly
stated in the final energy audit report (5.6).

For each audited process, the energy auditor and organization shall agree, the relevant
personnel, their roles which have an impact on energy consumption, and propose a preliminary
list of data to be collected.

5.2 Start-up meeting

The energy auditor and organization shall agree energy performance indicators which can be
used in the energy audit.

5.3 Collecting data

5.3.1 General

The data collection could be carried out over several stages during an energy audit.
During data collection, the energy auditor shall:
a) verify the data and information provided by the organization (e.g. the power or the number

of pieces of equipment);

Documents
Documentﬁharing Hub

Full document details: 20/30395939 DC


https://doi.org/10.3403/30257946U
https://doi.org/10.3403/30257952U
http://www.avadocuments.com/doc/20-30395939-dc
http://www.avadocuments.com/doc/20-30395939-dc

