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Introduction
This draft standard is based on national and international discussions. Your comments on this draft are invited and will assist in
the preparation of the consequent standard.

For international standards, comments will be reviewed by the relevant UK national committee before sending the consensus
UK vote and comments to the international committee, which will then decide appropriate action. If the international standard is
approved, it is usual for the text to be published as a British Standard.

For national standards, comments will be reviewed by the relevant UK national committee and the resulting standards published
as a British Standard.

UK Vote
Please indicate whether you consider the UK should submit a negative (with supporting technical reasons) or positive vote on
this draft. Please indicate if you are aware of any reason why this draft standard should not be published as a British Standard.

Submission of Comments
- Annotated drafts are not acceptable and will be rejected.

- All comments should be submitted online at https://standardsdevelopment.bsigroup.com/. You will need to register in
order to comment.

Template for comments and secretariat observations Date: xx/xx/20xx Document: ISO/DIS xxxx

1 2 (3) 4 5 (6) 7

MB Clause No./ Subclause
No./Annex (e.g. 3.1)

Paragraph/Figure/
Table/Note

Type of
comment

Commend (justification
for change) by the MB

Proposed change by the MB Secretariat observations on
each comment submitted

3.1 Definition 1 ed Definition is ambiguous and needs
clarifying.

Amend to read '...so that the mains
connector to which no connection...'

6.4 Paragraph 2 te The use of the UV photometer as
an alternative cannot be supported
as serious problems have been
encountered in its use in the UK.

Delete reference to UV photometer.
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European foreword 124 

This document (prEN 50131-2-2:2021) has been prepared by CLC/TC 79, “Alarm systems”. 125 

This document is currently submitted to the Enquiry. 126 

The following dates are proposed: 127 

• latest date by which the existence of this 
document has to be announced at national 
level 

(doa) dor + 6 months 

• latest date by which this document has to be 
implemented at national level by publication of 
an identical national standard or by 
endorsement 

(dop) dor + 12 months 

• latest date by which the national standards 
conflicting with this document have to be 
withdrawn 

(dow) dor + 36 months 
(to be confirmed or 
modified when voting) 

This document will supersede EN 50131-2-2:2017 and all of its amendments and corrigenda (if any). 128 

prEN 50131-2-2:2021 includes the following significant technical changes with respect to 129 
EN 50131-2-2:2017: 130 

— editorial changes and refinement of wording; 131 

— removal of significant reduction of range requirements; 132 

— addition of requirements, tests and corresponding Annexes throughout the overall standard, to 133 
support ceiling mounted detectors; 134 

EN 50131 will consist of the following parts, under the general title Alarm systems - Intrusion and hold-135 
up systems: 136 

— Part 1: System requirements 137 

— Part 2–2: Intrusion detectors – Passive infrared detectors 138 

— Part 2–3: Intrusion detectors – Microwave detectors 139 

— Part 2–4: Intrusion detectors – Combined passive infrared / Microwave detectors 140 

— Part 2–5: Intrusion detectors – Combined passive infrared / Ultrasonic detectors 141 

— Part 2–6: Intrusion detectors – Opening contacts 142 

— Part 2–7–1: Intrusion detectors – Glass break detectors – Acoustic 143 

— Part 2–7–2: Intrusion detectors – Glass break detectors – Passive 144 

— Part 2–7–3: Intrusion detectors – Glass break detectors – Active 145 

— Part 3: Control and indicating equipment 146 

— Part 4: Warning devices 147 

— Part 5–3: Requirements for interconnections equipment using radio frequency techniques 148 

— Part 6: Power supplies 149 

— Part 7: Application guidelines 150 

— Part 8: Security fog devices 151 
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Introduction 152 

This document deals with passive infrared detectors (to be referred to as the detector) used as part of 153 
intrusion alarm systems installed in buildings. It includes four security grades and four environmental 154 
classes. 155 

The purpose of the detector is to detect the broad spectrum infrared radiation emitted by an intruder, to 156 
analyse the resulting signals and to provide the necessary range of signals or messages to be used by 157 
the rest of the intrusion alarm system. 158 

The number and scope of these signals or messages will be more comprehensive for systems that are 159 
specified at the higher grades. 160 

This version of the document contains limited requirements for Grade 4 detectors. Future revisions of 161 
the document are expected to include enhanced requirements for Grade 4 detectors. 162 

This document is only concerned with the requirements and tests for the detector. Other types of 163 
detector are covered by other documents identified as in the EN 50131-2 series. 164 
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1 Scope 165 

This document is for passive infrared detectors installed in buildings and provides for security grades 1 166 
to 4 (see EN 50131-1), specific or non-specific wired or wire-free detectors, and uses environmental 167 
classes I to IV (see EN 50130-5). This document does not include requirements for detectors intended 168 
for use outdoors. 169 

The purpose of the detector is to detect the broad spectrum infrared radiation emitted by an intruder, to 170 
analyse the resulting signals and to provide the necessary range of signals or messages to be used by 171 
the rest of the intrusion alarm system. 172 

The grade-dependent requirements of this document apply and it is essential that a detector fulfils all 173 
the requirements of the specified grade. 174 

Functions additional to the mandatory functions specified in this document can be included in the 175 
detector, providing they do not influence the correct operation of the mandatory functions. 176 

Requirements for system interconnections are not included in this document. 177 

2 Normative references 178 

The following documents are referred to in the text in such a way that some or all of their content 179 
constitutes requirements of this document. For dated references, only the edition cited applies. For 180 
undated references, the latest edition of the referenced document (including any amendments) applies. 181 

EN 50130-4, Alarm systems - Part 4: Electromagnetic compatibility - Product family standard: Immunity 182 
requirements for components of fire, intruder, hold up, CCTV, access control and social alarm systems 183 

EN 50130-5, Alarm systems - Part 5: Environmental test methods 184 

EN 50131-1, Alarm systems - Intrusion and hold-up systems - Part 1: System requirements 185 

EN 60404-5, Magnetic materials - Part 5: Permanent magnet (magnetically hard) materials - Methods 186 
of measurement of magnetic properties (IEC 60404-5) 187 

EN 60404-8-1, Magnetic materials - Part 8-1: Specifications for individual materials - Magnetically hard 188 
materials (IEC 60404-8-1) 189 

EN 60404-14, Magnetic materials - Part 14: Methods of measurement of the magnetic dipole moment 190 
of a ferromagnetic material specimen by the withdrawal or rotation method(IEC 60404-14) 191 

3 Terms, definitions and abbreviations 192 

For the purposes of this document, the terms, definitions and abbreviations given in EN 50131-1 and 193 
the following apply. 194 

ISO and IEC maintain terminological databases for use in standardization at the following addresses: 195 

— IEC Electropedia: available at http://www.electropedia.org/ 196 

— ISO Online browsing platform: available at https://www.iso.org/obp 197 

3.1 Terms and definitions 198 

3.1.1 199 
basic detection target 200 
heat source designed to verify the operation of a detector 201 

3.1.2 202 
coverage angle 203 
width of field of view in degrees provided by the detector when measured in the horizontal plane 204 
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3.1.3 205 
detection settings 206 
adjustments which influence the performance of the detector  207 

EXAMPLE:   pulse count settings, gain settings 208 

3.1.4 209 
detector reference axis 210 
virtual line determined by the detector manufacturer projecting from the point of origin of the detection 211 
coverage pattern 212 

3.1.5 213 
incorrect operation 214 
physical condition that causes an inappropriate signal from a detector in the context of this document 215 

3.1.6 216 
masking 217 
interference with the ability to detect human intruders by the introduction of a physical obstruction such 218 
as metal, plastic, paper or sprayed paints or lacquers on or in close proximity to the detector 219 

3.1.7 220 
passive infrared detector 221 
device used to determine the presence of human intruders by sensing the broad-spectrum infrared 222 
emitted by a human being 223 

3.1.8 224 
simulated walk test target 225 
non-human or synthetic heat source designed to simulate the standard walk test target 226 

3.1.9 227 
standard walk test target 228 
human being of defined weight and height clothed in close fitting garments 229 

3.1.10 230 
walk test 231 
operational test to demonstrate detection performance during which a detector is stimulated by the 232 
standard walk test target in a controlled environment 233 

3.1.11 234 
walk test attitude, crawling 235 
orientation of the standard walk test target moving with hands and knees in contact with the floor 236 

3.1.12 237 
walk test attitude, upright 238 
orientation of the standard walk test target standing and walking with arms held at the sides of the body 239 

3.2 Abbreviations 240 

HDPE High Density PolyEthylene 

PIR Passive InfraRed 

EMC Electromagnetic Compatibility 

SWT Standard Walk-test Target 

BDT Basic Detection Target 

FOV Field Of View 
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4 Functional requirements 241 

4.1 Event Processing 242 

Detectors shall process the events shown in Table 1. 243 

Table 1 — Events to be processed by grade 244 

Event 
Grade 

1 2 3 4 

Intrusion Detection M M M M 

Tamper Detection Op M M M 

Masking Detection Op Op M M 

Low Supply Voltage Op Op M M 

Total Loss of Power Supply Op M M M 

Local Self-Test Op Op M M 

Remote Self-Test Op Op Op M 

M = Mandatory 
Op = Optional 

Detectors shall generate signals or messages as shown in Table 2. 245 
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Table 2 — Generation of Signals or Messages 246 

Event 
Signals or Messages 

Intrusion Tamper Fault 

No Event NP NP NP 

Intrusion M NP NP 

Tamper NP M NP 

Masking a M Op M 

Low Supply Voltage Op Op M 

Total Loss of Power Supply b M Op Op 

Local Self-Test Pass a NP NP NP 

Local Self-Test Fail NP NP M 

Remote Self-Test Pass a M NP NP 

Remote Self-Test Fail NP NP M 

M = Mandatory 
NP = Not Permitted 
Op = Optional 

This permits two methods of signalling a masking: either by the intrusion signal and fault signal, or by a 
dedicated masking or message. Use of the intrusion signal and fault signal is preferable, as this requires 
fewer connections between CIE and detector. If multiple events overlap there will be some signal 
combinations that could be ambiguous. To overcome this ambiguity it is suggested that detectors should 
not signal ‘intrusion‘ and ‘fault‘ at the same time except to indicate masking. This implies that the detector 
should prioritize signals, e.g. 1 Intrusion, 2 Fault, 3 Masking. 
When, in Table 1, an event may optionally generate signals or messages, they shall be as shown in this 
table. 

a An independent signal or message may be provided instead. 
b Total loss of Power Supply does not apply for message based detectors. 

4.2 Detection 247 

4.2.1 Detection performance 248 

The detector shall generate an intrusion signal or message when the standard or simulated walk-test 249 
target moves at velocities and attitudes specified in Table 3. For detection across the boundary the walk-250 
test distance shall be 1,5 m either side of the boundary. For test “Detection within the boundary” the 251 
walk-test distance shall be 3,0 m. 252 
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Table 3 — General walk test velocity and attitude requirements 253 

Test Grade 1 Grade 2 Grade 3 Grade 4 

Detection across the boundary Required Required Required Required 

Velocity 1,0 ms-1 1,0 ms-1 1,0 ms-1 1,0 ms-1 

Attitude Upright Upright Upright Upright 

Detection within the boundary Required Required Required Required 

Velocity 0,3 ms-1 0,3 ms-1 0,2 ms-1 0,1 ms-1 

Attitude Upright Upright Upright Upright 

Detection at high velocity Not required Required Required Required 

Velocity N/A 2,0 ms-1 2,5 ms-1 3,0 ms-1 

Attitude N/A Upright Upright Upright 

Close-in detection performance 
(For coverage angles less than or equal 
to 180°) 

Required Required Required Required 

Distance 2,0 m 2,0 m 0,5 m 0,5 m 

Velocity 0,5 ms-1 0,4 ms-1 0,3 ms-1 0,2 ms-1 

Attitude Upright Upright Crawling Crawling 

Detection of radial movement 
(For coverage angles of 360°) 

Required Required Required Required 

Velocity 0,5 ms-1 0,4 ms-1 0,3 ms-1 0,2 ms-1 

Attitude Upright Upright Upright Upright 

Intermittent movement detection 
performance a 

Not required Not required Required Required 

Velocity N/A N/A 1,0 ms-1 1,0 ms-1 

Attitude N/A N/A Upright Upright 

a For grade 3 and 4 detectors, the intermittent movement shall consist of the SWT walking 1 m at a velocity of 
1,0 ms-1 then pausing for 5 s before continuing. The sequence shall be maintained until the SWT has traversed 
through the entire detection area. This constitutes one walk test. The test shall be repeated in each of the 
directions shown in Figure C.3. 
The detector shall provide an intrusion signal or message either during the walk test or within 10 s of its 
completion 

The detection performance tests required for a detector will depend on the coverage angle claimed. 254 
Therefore this document differentiates between detectors with coverage angles less than or equal to 255 
180°, such as those typically used for wall mounted applications, and detectors with coverage angles of 256 
360° detectors intended for ceiling mounting. 257 

4.2.2 Indication of detection 258 

An indicator shall be provided at the detector to indicate when an intrusion signal or message has been 259 
generated. At grades 1 and 2 this indicator shall be capable of being enabled and disabled either 260 
remotely at Access Level 2 and/or locally enabled/disabled after removal of a cover which provides 261 
tamper detection as described in Tables 1 and 4. At grades 3 and 4 this indicator shall be capable of 262 
being enabled and disabled remotely at Access Level 2. 263 
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4.3 Operational requirements 264 

4.3.1 Time interval between intrusion signals or messages 265 

Detectors using wired interconnections shall be able to provide an intrusion signal or message not more 266 
than 15 s after the end of the preceding intrusion signal or message. 267 

Detectors using wire free interconnections shall be able to provide an intrusion signal or message after 268 
the end of the preceding intrusion signal or message within the following times: 269 

Grade 1 300 s 

Grade 2 180 s 

Grade 3 30 s 

Grade 4 15 s 

4.3.2 Switch on delay 270 

The detector shall meet all functional requirements within 180 s of the power supply reaching its nominal 271 
voltage as specified by the manufacturer. 272 

4.3.3 Self-tests 273 

4.3.3.1 General 274 

Self-tests shall detect failures of a critical function (e.g. unable to detect temperature differences) and 275 
signal these situations according to Table 2. As a minimum the self-tests shall detect failures of the 276 
output of the sensing technology. 277 

4.3.3.2 Local Self-Test 278 

The detector shall automatically test itself at least once every 24 h according to the requirements of 279 
Tables 1 and 2. If normal operation of the detector is inhibited during a local self-test, the detector 280 
inhibition time shall be limited to a maximum of 30 s in any period of 2 h. 281 

4.3.3.3 Remote Self-Test 282 

A detector shall process remote self-tests and generate signals or messages in accordance with 283 
Tables 1 and 2 within 10 s of the remote self-test signal being received, and shall return to normal 284 
operation within 30 s of the remote test signal being received. 285 

4.4 Immunity to incorrect operation 286 

4.4.1 General 287 

The detector shall be considered to have sufficient immunity to incorrect operation if the following 288 
requirements have been met. No intrusion signal or message shall be generated during the tests. 289 

4.4.2 Immunity to turbulent warm air flow 290 

The detector shall not initiate the generation of any signals or messages when turbulent warm air is 291 
blown over the face of the detector. 292 

4.4.3 Immunity to visible and near infrared radiation 293 

The detector shall not generate any signals or messages when a beam of visible light is swept across 294 
the front window or lens through two panes of glass. 295 

4.5 Tamper security 296 

4.5.1 General 297 

Tamper security requirements for each grade of detector are shown in Table 4. 298 
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Table 4 — Tamper security requirements 299 

Requirement Grade 1 Grade 2 Grade 3 Grade 4 

Resistance to access to the inside of the 
detector Required Required Required Required 

Detection of access to the inside of the 
detector Not Required Required Required Required 

Removal from the mounting surface wired 
detectors Not required Not Required Required Required 

Removal from the mounting surface 
wirefree detectors Not required Required Required Required 

Resistance to, or detection of, re-orientation Not required Required Required Required 

Applied torque   2 Nm 5 Nm 10 Nm 

Magnetic field immunity Not required Required Required Required 

Magnet Type defined in Annex A   Type 1 Type 2 Type 2 

Masking Detection Not required Not required Required Required 

4.5.2 Resistance to and detection of unauthorised access to components and means of 300 
adjustment 301 

All components, means of adjustment and access to mounting screws, which, when interfered with, 302 
could adversely affect the operation of the detector, shall be located within the detector housing. Such 303 
access shall require the use of an appropriate tool and depending on the grade as specified in Table 4 304 
shall generate a tamper signal or message before access can be gained. 305 

It shall not be possible to gain such access without generating a tamper signal or message or causing 306 
visible damage. 307 

4.5.3 Detection of removal from the mounting surface 308 

A tamper signal or message shall be generated if the detector is removed from its mounting surface for 309 
each claimed mounting type (e.g. wall, ceiling, corner, brackets) in accordance with Table 4. 310 

The tamper detection mechanism shall not be defeated by the use of small tools as per the examples 311 
in Annex H. 312 

4.5.4 Resistance to, or detection of, re-orientation 313 

Detectors mounted on adjustable mountings, shall resist or detect reorientation. 314 

After the torque given in Table 4 has been applied and then removed from the detector it shall not have 315 
rotated more than 5° from its original position. Alternatively, when the torque given in Table 4 has been 316 
applied, a tamper signal or message shall be generated if the detector rotates by more than 5°. 317 

4.5.5 Immunity to magnetic field interference 318 

It shall not be possible to inhibit any signal or message with a magnet of grade dependence according 319 
to Table 4. The magnet types shall be as described in Annex A. 320 

4.5.6 Detection of masking 321 

Means shall be provided to detect inhibition of the operation of the detector by masking according to the 322 
requirements of Table 4. 323 

The maximum response time for the masking detection device shall be 180 s. Masking shall be signalled 324 
according to the requirements of Table 2. The signals or messages shall remain for at least as long as 325 
the masking condition is present. A masking signal or message shall not be reset while the masking 326 
condition is still present. Alternatively, the masking signal or message shall be generated again within 327 
180 s of being reset if the masking condition is still present. 328 

Full document details: 21/30414214 DC

http://www.avadocuments.com/doc/21-30414214-dc
http://www.avadocuments.com/doc/21-30414214-dc


prEN 50131-2-2:2021 (E) 

15 

NOTE From a system design point of view, it would be preferable for masked detectors to automatically reset 329 
after the masking condition is removed. 330 

No masking signal or message shall be generated by normal human movement according to Figure C.5. 331 

For detectors where detection of masking may be remotely disabled, the detection of masking shall 332 
operate when the I&HAS is unset; it is not required to operate when the I&HAS is set. 333 

4.6 Electrical requirements 334 

4.6.1 General 335 

The grade-dependencies appear in Table 5. These requirements do not apply to detectors having 336 
internal Type C power supplies. For these detectors, refer to EN 50131-6. 337 

Table 5 — Electrical requirements 338 

Test Grade 1 Grade 2 Grade 3 Grade 4 

Detector current consumption Required Required Required Required 

Input voltage range Required Required Required Required 

Slow input voltage rise Not required Required Required Required 

Input voltage ripple Not required Required Required Required 

Input voltage step change Not required Required Required Required 

4.6.2 Detector current consumption 339 

The detector's quiescent and maximum current consumption shall not exceed the figures claimed by the 340 
manufacturer at the nominal input voltage. 341 

4.6.3 Slow input voltage change and voltage range limits 342 

The detector shall meet all functional requirements when the input voltage lies between ± 25 % of the 343 
nominal value, or between the manufacturer’s stated values if greater. When the supply voltage is 344 
lowered slowly, the detector shall function normally at the specified range limits. 345 

The detector shall generate a fault signal or message according to Table 1 and 2, prior to the situation 346 
where the detector is unable to function correctly due to low supply voltage. 347 

4.6.4 Input voltage ripple 348 

The detector shall meet all functional requirements during the modulation of the input voltage by a peak 349 
to peak voltage of 10 % of the nominal value, at a frequency of 100 Hz. 350 

4.6.5 Input voltage step change 351 

No signals or messages shall be caused by a step in the input voltage between nominal and maximum 352 
and between nominal and minimum. 353 

4.7 Environmental classification and conditions 354 

4.7.1 Environmental classification 355 

The environmental classification is described in EN 50131-1 and shall be specified by the manufacturer. 356 

4.7.2 Immunity to environmental conditions 357 

Detectors shall meet the requirements of the environmental tests described in Tables 7 and 8. These 358 
tests shall be performed in accordance with EN 50130-4 and EN 50130-5. 359 

Unless specified otherwise for operational tests, the detector shall not generate unintentional intrusion, 360 
tamper, fault or other signals or messages when subjected to the specified range of environmental 361 
conditions. 362 
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Impact tests shall not be carried out on delicate detector components such as LEDs, optical windows or 363 
lenses. 364 

For endurance tests, the detector shall continue to meet the requirements of this document after being 365 
subjected to the specified range of environmental conditions. 366 

5 Marking, identification and documentation 367 

5.1 Marking and/or identification 368 

Marking and/or identification shall be applied to the product in accordance with the requirements of 369 
EN 50131-1. 370 

5.2 Documentation 371 

The product shall be accompanied with clear and concise documentation conforming to the main 372 
systems document EN 50131-1. The documentation shall additionally state: 373 

a) a list of all options, functions, inputs, signals or messages, indications and their relevant 374 
characteristics; 375 

b) the manufacturer’s diagram as scaled drawing of the detector and its claimed detection boundary 376 
showing top and side elevations at the claimed nominal mounting height, superimposed upon a 377 
scaled 2,0 m squared grid. The size of the grid shall be directly related to the size of the claimed 378 
detection boundary; 379 

c) the claimed nominal mounting height, and the effect of changes to it on the claimed detection 380 
boundary; 381 

d) the effect of adjustable controls on the detector’s performance or on the claimed detection boundary 382 
including at least the minimum and maximum settings; 383 

e) any disallowed field adjustable control settings or combinations of these; 384 

f) any specific settings needed to meet the requirements of this document at the claimed grade; 385 

g) any non-compliant detection settings shall be identified; 386 

h) where alignment adjustments are provided, these shall be labelled as to their function; 387 

i) a warning to the user not to obscure partially or completely the detector’s field of view; 388 

j) the manufacturer’s quoted nominal operating voltage, and the maximum and quiescent current 389 
consumption at that voltage; 390 

6 Testing 391 

6.1 General 392 

The tests are intended to be primarily concerned with verifying the correct operation of the detector to 393 
the specification provided by the manufacturer. All the test parameters specified shall carry a general 394 
tolerance of ± 10 % unless otherwise stated. A list of tests appears as a general test matrix in Annex B. 395 
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