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Introduction
This draft standard is based on national and international discussions. Y our comments on this draft are invited and will assist in
the preparation of the consegquent standard.

For international standards, comments will be reviewed by the relevant UK national committee before sending the consensus
UK vote and comments to the international committee, which will then decide appropriate action. If the international standard is
approved, it is usual for the text to be published as a British Standard.

For national standards, comments will be reviewed by the relevant UK national committee and the resulting standards published
as a British Standard.

UK Vote
Please indicate whether you consider the UK should submit a negative (with supporting technical reasons) or positive vote on
this draft. Pleaseindicate if you are aware of any reason why this draft standard should not be published as a British Standard.

Submission of Comments
Annotated drafts are not acceptable and will beregjected.

Template for comments and secr etariat observations

All comments should be submitted online at https.//standar dsdevelopment.bsigroup.com/. You will need to register in

order to comment.

Date; xx/xx/20xx

Document: 1SO/DIS xxxx

an alternative cannot be supported
as serious problems have been
lencountered in its use in the UK.

1 2 3 4 5 (6) 7
MB | Clause No./ Subclause| Paragraph/Figure/ Type of Commend (justification Proposed change by the MB Secretariat observations on
No./Annex (e.g. 3.1) Table/Note comment for change) by theMB each comment submitted
31 Definition 1 ed Definition is ambiguous and needs [JAmend to read '...so that the mains
clarifying. connector to which no connection...'
6.4 Paragraph 2 te The use of the UV photometer as  ||[Delete reference to UV photometer.
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97 INTERNATIONAL ELECTROTECHNICAL COMMISSION

98

99

100 OPC UNIFIED ARCHITECTURE -

101

102 Part 13: Aggregates

103

104 FOREWORD

105 1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising all
106 national electrotechnical committees (IEC National Committees). The object of IEC is to promote international co-
107 operation on all questions concerning standardization in the electrical and electronic fields. To this end and in addition to
108 other activities, IEC publishes International Standards, Technical Specifications, Technical Reports, Publicly Available
109 Specifications (PAS) and Guides (hereafter referred to as "IEC Publication(s)"). Their preparation is entrusted to technical
110 committees; any IEC National Committee interested in the subject dealt with may participate in this preparatory work.
111 International, governmental and non-governmental organizations liaising with the IEC also participate in this preparation.
112 IEC collaborates closely with the International Organization for Standardization (ISO) in accordance with conditions
113 determined by agreement between the two organizations.

114 2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
115 consensus of opinion on the relevant subjects since each technical committee has representation from all interested IEC
116 National Committees.

117 3) IEC Publications have the form of recommendations for international use and are accepted by IEC National Committees
118 in that sense. While all reasonable efforts are made to ensure that the technical content of IEC Publications is accurate,
119 IEC cannot be held responsible for the way in which they are used or for any misinterpretation by any end user.

120 4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications transparently
121 to the maximum extent possible in their national and regional publications. Any divergence between any IEC Publication
122 and the corresponding national or regional publication shall be clearly indicated in the latter.

123 5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity assessment
124 services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any services carried out by
125 independent certification bodies.

126 6) All users should ensure that they have the latest edition of this publication.

127 7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and members
128 of its technical committees and IEC National Committees for any personal injury, property damage or other damage of
129 any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and expenses arising out of the
130 publication, use of, or reliance upon, this IEC Publication or any other IEC Publications.

131 8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is indispensable
132 for the correct application of this publication.

133 9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of patent rights.
134 IEC shall not be held responsible for identifying any or all such patent rights.

135 International Standard IEC 62541-13 has been prepared by subcommittee 65E: Devices and
136 integration in enterprise systems, of IEC technical committee 65: Industrial-process measurement,
137 control and automation.

138 This fourth edition cancels and replaces the third edition published in 2020. This edition constitutes a
139 technical revision.

140 This edition includes the following technical changes with respect to the previous edition:

141 a) Multiple fixes for the computation of aggregates

142 e The Raw status bit is always be set for non-bad StatusCodes for the Start and End
143 aggregates.
144 e Entries in the Interpolative examples Tables A2.2 Hisotorian1, Historian2, and Historian3
145 have been changed from Good to Good, Raw status codes when the timestamp matches with
146 the timestamp of the data source.
147 e Missing tables were added for DurationInStateZero and DurationInStateNonZero.
148 e The value of zero has been removed for reslts with a StatusCode of bad.
149 o Data Type was listed as "Status Code" when it should be "Double" for both Standard
150 Deviation and both Variance Aggregates.
151 e Rounding Error in TimeAverage and TimeAverage2 have been corrected.
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e The status codes have been corrected for the last two intervals and the value has been
corrected in the last interval.

e The wording has been changed to be more consistent with the certification testing tool.

o UsedSlopedExtrapolation set to true for Historian2 and all examples locations needed new
values or status' are modified.

e Values affected by percent good and percent bad have been updated.
e PercentGood/PercentBad are now accounted for in the calculation.

o TimeAverage must use Slopedlnterpolation but the Time aggregate is incorrectly allowed to
used Stepped Interpolation.

e Partial bit is now correctly calculated.

e Unclear sentence was removed.

e Examples have been moved to a CSV.

e The value and status code for Historian 3 have been updated.

e TimeAverage?2 Historian1 now takes uncertain regions into account when calculating
StatusCodes.

e TimeAverage?2 Historian2 now takes uncertain regions into account when calculating
StatusCodes.

e Total2 Historian1 now takes uncertain regions into account when calculating StatusCodes
e Total2 Historian2 now takes uncertain regions into account when calculating StatusCodes
e Maximum2 Historian1 now takes uncertain regions into account when calculating

StatusCodes

e MaximumActualTime2 Historian1 now takes uncertain regions into account when calculating
StatusCodes

e Minimum2 Historian1 now takes uncertain regions into account when calculating
StatusCodes

e MinimumActualTime2 Historian1 now has the StatusCodes calculated while using the
TreatUncertainAsBad flag.

e Range2 Historian1 now looks at TreatUncertainAsBad in the calculation of the StatusCodes.

e Clarifications were made to the text defining how PercentGood/PercentBad are used. The
TimeAverage2 and Total2 aggregets had their table values and StatusCodes corrected.

The text of this International Standard is based on the following documents:

CDV Report on voting
65E/XX/CDV 65E/XX/RVC

Full information on the voting for the approval of this International Standard can be found in the report
on voting indicated in the above table.

This document has been drafted in accordance with the ISO/IEC Directives, Part 2.

Throughout this document and the other parts of the IEC 62541 series, certain document conventions
are used:

Italics are used to denote a defined term or definition that appears in the "Terms and definition" clause
in one of the parts of the IEC 62541 series.

Italics are also used to denote the name of a service input or output parameter or the name of a
structure or element of a structure that are usually defined in tables.

The italicized terms and names are, with a few exceptions, written in camel-case (the practice of
writing compound words or phrases in which the elements are joined without spaces, with each
element's initial letter capitalized within the compound). For example, the defined term is
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197  AddressSpace instead of Address Space. This makes it easier to understand that there is a single
198 definition for AddressSpace, not separate definitions for Address and Space.

199 A list of all parts of the IEC 62541 series, published under the general titte OPC Unified Architecture,
200 can be found on the IEC website.

201 The committee has decided that the contents of this document will remain unchanged until the stability
202  date indicated on the IEC website under "http://webstore.iec.ch" in the data related to the specific
203 document. At this date, the document will be

204 e reconfirmed,

205 e withdrawn,

206 e replaced by a revised edition, or

207 e amended.

208
IMPORTANT - The 'colour inside’' logo on the cover page of this publication indicates
that it contains colours which are considered to be useful for the correct understanding
of its contents. Users should therefore print this document using a colour printer.

209
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210 OPC Unified Architecture Specification
211

212 Part 13: Aggregates
213
214
215

276 1 Scope

217 This part of IEC 62541 is part of the overall OPC Unified Architecture specification series and
218 defines the information model associated with Aggregates.

2199 2 Normative references

220 The following documents, in whole or in part, are normatively referenced in this document and
221 are indispensable for its application. For dated references, only the edition cited applies. For
222 undated references, the latest edition of the referenced document (including any amendments
223  and errata) applies.

224 IEC 62541-1, OPC Unified Architecture - Part 1: Overview and Concepts

225 IEC 62541-3, OPC Unified Architecture - Part 3: Address Space Model

226 IEC 62541-4, OPC Unified Architecture - Part 4: Services

227 IEC 62541-5, OPC Unified Architecture - Part 5: Information Model

228 IEC 62541-8, OPC Unified Architecture - Part 8: Data Access

229 IEC 62541-11, OPC Unified Architecture - Part 11: Historical Access

230 3 Terms, definitions, and abbreviated terms

231 3.1 Terms and definitions

232 For the purposes of this document, the terms and definitions given in IEC 62541-1, IEC 62541-
233 3, IEC 62541-4, and IEC 62541-11 as well as the following apply.

234 3.141
235 Processinginterval
236 timespan for which derived values are produced based on a specified Aggregate

237 Note 1 to entry: The total time domain specified for ReadProcessed is divided by the Processinginterval. For
238 example, performing a 10-minute Average over the time range 12:00 to 12:30 would result in a set of three intervals
239 of Processinglinterval length, with each interval having a start time of 12:00, 12:10 and 12:20 respectively. The rules
240 used to determine the interval Bounds are discussed in 5.4.2.2.

241 3.1.2

242 Interpolated data
243 data that is calculated from data samples

244 Note 1 to entry: Data samples may be historical data or buffered real time data. An interpolated value is calculated
245 from the data points on either side of the requested timestamp.
246 3.1.3

247 EffectiveEndTime
248  time immediately before endTime

249 Note 1 to entry: All Aggregate calculations include the startTime but exclude the endTime. However, it is sometimes
250 necessary to return an Interpolated End Bound as the value for an Interval with a timestamp that is in the interval.
251 Servers are expected to use the time immediately before endTime where the time resolution of the Server determines
252 the exact value (do not confuse this with hardware or operating system time resolution). For example, if the endTime

253 is 12:01:00, the time resolution is 1 second, then the EffectiveEndTime is 12:00:59. See 5.4.2.4.

254 If time is flowing backwards, Servers are expected to use the time immediately after endTime wjpgr i
255 resolution of the Server determines the exact value. D&&ﬁﬁ‘ients
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3.1.4
Extrapolated data
data constructed from a discrete data set but is outside of the discrete data set

Note 1 to entry: It is similar to the process of interpolation, which constructs new points between known points, but
its result is subject to greater uncertainty. Extrapolated data is used in cases where the requested time period falls
farther into the future than the data available in the underlying system. See example in Table 1.

3.1.5
Slopedinterpolation

simple linear interpolation

Note 1 to entry: Compare to curve fitting using linear polynomials. See example in Table 1.

3.1.6
SteppedIinterpolation

Interpolation holding the last data point constant or interpolating the value based on a horizontal

line fit

Note 1 to entry: Consider the following Table 1 of raw and Interpolated/Extrapolated values:

Table 1 - Interpolation examples

Timestamp Raw Value Sloped Interpolation Stepped Interpolation
12:00:00 10

12:00:05 15 10

12:00:08 18 10

12:00:10 20

12:00:15 25 20

12:00:20 30

SlopedExtrapolation SteppedExtrapolation

12:00:25 35 30

12:00:27 37 30

3.1.7
bounding values
values at the startTime and endTime needed for Aggregates to compute the result

Note 1 to entry: If Raw data does not exist at the startTime and endTime a value shall be estimated. There are two
ways to determine Bounding Values for an interval. One way (called Interpolated Bounding Values) uses the first
non-Bad data points found before and after the timestamp to estimate the bound. The other (called Simple Bounding
Values) uses the data points immediately before and after the boundary timestamps to estimate the bound even if
these points are Bad. Subclauses 3.1.8 and 3.1.9 describe the two different approaches in more detail.

In all cases the TreatUncertainAsBad (see 4.2.1.2) flag is used to determine whether Uncertain values are Bad or
non-Bad.

If a Raw value was not found and a non-Bad bounding value exists the Aggregate Bits (see 5.3.3) are set to
‘Interpolated’.

When calculating bounding values, the value portion of Raw data that has Bad status is set to null. This means the
value portion is not used in any calculation and a null is returned if the raw value is returned. The status portion is
determined by the rules specified by the bound or Aggregate.

The Interpolated Bounding Values approach (see 3.1.8) is the same as what is used in Classic OPC Historical Data
Access (HDA) and is important for applications such as advanced process control where having useful values at all
times is important. The Simple Bounding Values approach (see 3.1.9) is new in this standard and is important for
applications which shall produce regulatory reports and cannot use estimated values in place of Bad data.

3.1.8
interpolated bounding values
bounding values determined by a calculation using the nearest Good value

Note 1 to entry: Interpolated Bounding Values using Slopedinterpolation are calculated as follows:
. if a non-Bad Raw value exists at the timestamp then it is the bounding value;
. find the first non-Bad Raw value before the timestamp;
. find the first non-Bad Raw value after the timestamp;

. draw a line between before value and after value;

. use point where the line crosses the timestamp as an estimate of the bounding value.

Full document details: 24/30484436 DC
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The calculation can be expressed with the following formula:

Vbound = (Tbound - Tbefore)x( Vafter - Vbefore)/( Tafter - Tbefore) + Vbefore

where 7, is a value at 'x’ and Ty is the timestamp associated with V.

If no non-Bad values exist before the timestamp the StatusCode is Bad_NoData. The StatusCode is
Uncertain_DataSubNormal if any Bad values exist between the before value and after value. If either the before
value or the after value are Uncertain the StatusCode is Uncertain_DataSubNormal. If the after value does not exist
the before value shall be extrapolated using SlopedExtrapolation or SteppedExtrapolation.

The period of time that is searched to discover the Good values before and after the timestamp is Server dependent,
but if a Good value is not found within some reasonable time range then the Server will assume it does not exist.
The Server as a minimum should search a time range which is at least the size of the Processinglinterval.

Interpolated Bounding Values using SlopedExtrapolation are calculated as follows:

. find the first non-Bad Raw value before timestamp;

. find the second non-Bad Raw value before timestamp;

e draw a line between these two values;

. extend the line to where it crosses the timestamp;

. use the point where the line crosses the timestamp as an estimate of the bounding value.
The formula is the same as the one used for Slopedinterpolation.

The StatusCode is always Uncertain_DataSubNormal. If only one non-Bad raw value can be found before the
timestamp then SteppedExtrapolation is used to estimate the bounding value.

Interpolated Bounding Values using Steppedinterpolation are calculated as follows:
. if a non-Bad Raw value exists at the timestamp then it is the bounding value;
. find the first non-Bad Raw value before timestamp;
. use the value as an estimate of the bounding value.

The StatusCode is Uncertain_DataSubNormal if any Bad values exist between the before value and the timestamp.
If no non-Bad Raw data exists before the timestamp then the StatusCode is Bad_NoData. If the value before the
timestamp is Uncertain the StatusCode is Uncertain_DataSubNormal. The value after the timestamp is not needed
when using Steppedinterpolation; however, if the timestamp is after the end of the data then the bounding value is
treated as extrapolated and the StatusCode is Uncertain_DataSubNormal.

SteppedExtrapolation is a term that describes Steppedinterpolation when a timestamp is after the last value in the
history collection.

3.1.9
simple bounding values
bounding values determined by a calculation using the nearest value

Note 1 to entry: Simple Bounding Values using Slopedinterpolation are calculated as follows:

. if any Raw value exists at the timestamp then it is the bounding value;

. find the first Raw value before timestamp;

. find the first Raw value after timestamp;

. if the value after the timestamp is Bad then the before value is the bounding value;

. draw a line between before value and after value;

. use point where the line crosses the timestamp as an estimate of the bounding value.
The formula is the same as the one used for Slopedinterpolation in Clause 3.1.5.

If a Raw value at the timestamp is Bad the StatusCode is Bad_NoData. If the value before the timestamp is Bad the
StatusCode is Bad_NoData. If the value before the timestamp is Uncertain the StatusCode is
Uncertain_DataSubNormal. If the value after the timestamp is Bad or Uncertain the StatusCode is
Uncertain_DataSubNormal.

Simple Bounding Values using Steppedinterpolation are calculated as follows:
. if any Raw value exists at the timestamp then it is the bounding value;
. find the first Raw value before timestamp;
. if the value before timestamp is non-Bad then it is the bounding value.

If a Raw value at the timestamp is Bad the StatusCode is Bad_NoData. If the value before the timestamp is Bad the
StatusCode is Bad_NoData. If the value before the timestamp is Uncertain the StatusCode is
Uncertain_DataSubNormal.

If either bounding time of an interval is beyond the last data point then the Server may use extrapolation or return an
error. If extrapolation is used by the server the type [SteppedExtrapolation or SloppedExtrapolation] o

is server specific. fﬂ((tia&olljﬁm entS
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356 In some Historians, the last Raw value does not necessarily indicate the end of the data. Based on the Historian's
357 knowledge of the data collection mechanism, i.e. frequency of data updates and latency, the Historian may extend
358 the last value to a time known by the Historian to be covered. When calculating Simple Bounding Values the Historian
359 will act as if there is another Raw value at this timestamp.

360 In the same way, if the earliest time of an interval starts before the first data point in history and the latest time is
361 after the first data point in history, then the interval will be treated as if the interval extends from the first data point
362 in history to the latest time of the interval and the StatusCode of the interval will have the Partial bit set (see 5.3.3.2).
363 The period of time that is searched to discover the values before and after the timestamp is Server dependent, but
364 if a value is not found within some reasonable time range then the Server will assume it does not exist. The Server
365 as a minimum should search a time range which is at least the size of the Processinglinterval.

366 3.2 Abbreviated terms

367 DA Data Access

368 HA Historical Access (access to historical data or events)
369 HDA Historical Data Access

370 UA Unified Architecture

371 4 Aggregate information model

372 4.1 General

373 IEC 62541-3 and IEC 62541-5 standards define the representation of Aggregate historical or
374 buffered real time data in the OPC Unified Architecture. This includes the definition of
375  Aggregates used in processed data retrieval and in historical retrieval. This definition includes
376 both standard Reference types and Object types.

377 4.2 Aggregate Objects
378  4.21 General

379 4.2.1.1 Overview

380 OPC UA Servers can support several different functionalities and capabilities. The following
381 standard Objects are used to expose these capabilities in a common fashion, and there are
382 several standard defined concepts that can be extended by vendors.

383 4.2.1.2 AggregateConfigurationType

384  The AggregateConfigurationType defines the general characteristics of a Node that defines the
385  Aggregate configuration of any Variable or Property. AggregateConfiguration Object represents
386 the browse entry point for information on how the Server treats Aggregate specific functionality
387  such as handling Uncertain data. It is formally defined in Table 2.

388 Table 2 — AggregateConfigurationType Definition
Attribute Value
BrowseName AggregateConfigurationType
IsAbstract False
References NodeClass | BrowseName | DataType | TypeDefinition | ModellingRule
Subtype of the BaseObjectType defined in IEC 62541-5
HasProperty Variable TreatUncertainAsBad Boolean PropertyType Mandatory
HasProperty Variable PercentDataBad Byte PropertyType Mandatory
HasProperty Variable PercentDataGood Byte PropertyType Mandatory
HasProperty Variable UseSlopedExtrapolation Boolean PropertyType Mandatory
Conformance Units
Aggregate Master Configuration

389

300 The TreatUncertainAsBad Variable indicates how the Server treats data returned with a
391 StatusCode severity Uncertain with respect to Aggregate calculations. A value of True indicates
392  the Server considers the severity equivalent to Bad, a value of False indicates the Server
393 considers the severity equivalent to Good, unless the Aggregate definition says otherwise. The
394  default value is True. Note that the value is still treated as Uncertain when the StatusCode for
395 the result is calculated.

396 The PercentDataBad Variable indicates the minimum percentage of Bad data in a given interval
397 required for the StatusCode for the given interval for processed data request to beqégﬁments
398 (Uncertain is treated as defined above.) Refer to 5.4.3 for details on using this Va
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assigning StatusCodes. For details on which Aggregates use the PercentDataBad Variable, see
the definition of each Aggregate. The default value is 100.

The PercentDataGood Variable indicates the minimum percentage of Good data in a given
interval required for the StatusCode for the given interval for the processed data requests to be
set to Good. Refer to 5.4.3 for details on using this Variable when assigning StatusCodes. For
details on which Aggregates use the PercentDataGood Variable, see the definition of each
Aggregate. The default value is 100.

The following calculations are used to detemine the StatusCode which will be used to calculate
the value of the aggregate. Refer to 5.4.3 for details on using these Variables when assigning
StatusCodes. The PercentDataGood and PercentDataBad shall follow the following relationship
PercentDataGood = (100 — PercentDataBad). If they are equal the result of the
PercentDataGood calculation is used. If the values entered for PercentDataGood and
PercentDataBad do not result in a valid calculation (e.g. Bad = 80; Good = 0) the result will
have a StatusCode of Bad_Aggregatelnvalidlinputs The StatusCode
Bad_Aggregatelnvalidinputs will be returned if the value of PercentDataGood or
PercentDataBad exceed 100.

The UseSlopedExtrapolation Variable indicates how the Server interpolates data when no
boundary value exists (i.e. extrapolating into the future from the last known value). A value of
False indicates that the Server will use a SteppedExtrapolation format, and hold the last known
value constant. A value of True indicates the Server will project the value using
UseSlopedExtrapolation mode. The default value is False. For SimpleBounds this value is
ignored.

4.2.2 AggregateFunction Object
4.2.21 General

This Object is used as the browse entry point for information about the Aggregates supported
by a Server. The content of this Object is already defined by its type definition. All Instances of
the FolderType use the standard BrowseName of ‘AggregateFunctions’. The HasComponent
Reference is used to relate a ServerCapabilities Object and/or any
HistoryServerCapabilitiesType Object to an AggregateFunction Object. AggregateFunctions is
formally defined in Table 3.

Table 3 — Aggregate Functions Definition

Attribute Value

BrowseName AggregateFunctions

References Node BrowseName DataType TypeDefinition ModellingR
Class ule

HasTypeDefinition | Object FolderType Defined in IEC 62541-5
Type

Conformance Units

Historical Access Aggregates

Each ServerCapabilities and HistoryServerCapabilitiesType Object shall
AggregateFunction Object. In addition, each HistoricalConfiguration Object belonging to a
HistoricalDataNode may reference an AggregateFunction Object using the HasComponent

Reference.

4.2.2.2 AggregateFunctionType

reference an

This ObjectType defines an Aggregate supported by a UA Server. This Object is formally
defined in Table 4.
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Table 4 — AggregateFunctionType Definition

Attribute Value

BrowseName AggregateFunctionType

IsAbstract False

References Node BrowseName DataType Type Mod.
Class Definition Rule

Subtype of the BaseObjectType defined in IEC 62541-5

Conformance Units

Historical Access Aggregates

For the AggregateFunctionType, the Description Attribute (inherited from the Base NodeClass),
is mandatory. The Description Attribute provides a localized description of the Aggregate.

Table 5 specifies the BrowseName and Description Attributes for the standard Aggregate
Objects. The description is the localized “en” text. For other locales it shall be translated.
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444 Table 5 — Standard AggregateType Nodes
BrowseName Description
Interpolation Aggregate
Interpolative At the beginning of each interval, retrieve the calculated value from the data points on either
side of the requested timestamp.
Average Retrieve the average value of the data over the interval.
TimeAverage Retrieve the time weighted average data over the interval using Interpolated Bounding
Values.
TimeAverage2 Retrieve the time weighted average data over the interval using Simple Bounding Values.
Total Retrieve the total (time integral) of the data over the interval using Interpolated Bounding
Values.
Total2 Retrieve the total (time integral) of the data over the interval using Simple Bounding Values.
Minimum Retrieve the minimum raw value in the interval with the timestamp of the start of the interval.
Maximum Retrieve the maximum raw value in the interval with the timestamp of the start of the
interval.
MinimumActualTime Retrieve the minimum value in the interval and the timestamp of the minimum value.
MaximumActualTime Retrieve the maximum value in the interval and the timestamp of the maximum value.
Range Retrieve the difference between the minimum and maximum value over the interval.
Minimum2 Retrieve the minimum value in the interval including the Simple Bounding Values.
Maximum2 Retrieve the maximum value in the interval including the Simple Bounding Values.
MinimumActualTime2 Retrieve the minimum value with the actual timestamp including the Simple Bounding
Values.
MaximumActualTime2 Retrieve the maximum value with the actual timestamp including the Simple Bounding
Values.
Range2 Retrieve the difference between the Minimum2 and Maximum2 value over the interval.
Count Retrieve the number of raw values over the interval.
DurationInStateZero Retrieve the time a Boolean or numeric was in a zero state using Simple Bounding Values.
DurationInStateNonZero Retrieve the time a Boolean or numeric was in a non-zero state using Simple Bounding
Values.
NumberOfTransitions Retrieve the number of changes between zero and non-zero that a Boolean or numeric
value experienced in the interval.
Start Retrieve the value at the beginning of the interval.
End Retrieve the value at the end of the interval.
Delta Retrieve the difference between the Start and End value in the interval.
StartBound Retrieve the value at the beginning of the interval using Simple Bounding Values.
EndBound Retrieve the value at the end of the interval using Simple Bounding Values.
DeltaBounds Retrieve the difference between the StartBound and EndBound value in the interval using
Simple Bounding Values.
DurationGood Retrieve the total duration of time in the interval during which the data is Good.
DurationBad Retrieve the total duration of time in the interval during which the data is Bad.
PercentGood Retrieve the percentage of data (0 to 100) in the interval which has Good StatusCode.
PercentBad Retrieve the percentage of data (0 to 100) in the interval which has Bad StatusCode.
WorstQuality Retrieve the worst StatusCode of data in the interval.
WorstQuality2 Retrieve the worst StatusCode of data in the interval including the Simple Bounding Values.
AnnotationCount Retrieve the number of Annotations in the interval (applies to Historical Aggregates only).
StandardDeviationSample Retrieve the standard deviation for the interval for a sample of the population (n-1).
VarianceSample Retrieve the variance for the interval as calculated by the StandardDeviationSample.
StandardDeviation Retrieve the standard deviation for the interval for a complete population (z) which includes
Population Simple Bounding Values.
VariancePopulation Retrieve the variance for the interval as calculated by the StandardDeviationPopulation
which includes Simple Bounding Values.
445
446 4.3 Monitoredltem AggregateFilter
447 4.3.1 Monitoredltem AggregateFilter Defaults

448  The default values used for Monitoredltem Aggregates are the same as those used for historical
449  Aggregates. They are defined in 4.2.1.2. For additional information on Monitoreditem

450  AggregateFilter see |IEC 62541-4. Documents
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