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Introduction
This draft standard is based on national and international discussions. Your comments on this draft are invited and will assist in
the preparation of the consequent standard.

For international standards, comments will be reviewed by the relevant UK national committee before sending the consensus
UK vote and comments to the international committee, which will then decide appropriate action. If the international standard is
approved, it is usual for the text to be published as a British Standard.

For national standards, comments will be reviewed by the relevant UK national committee and the resulting standards published
as a British Standard.

UK Vote
Please indicate whether you consider the UK should submit a negative (with supporting technical reasons) or positive vote on
this draft. Please indicate if you are aware of any reason why this draft standard should not be published as a British Standard.

Submission of Comments
- Annotated drafts are not acceptable and will be rejected.

- All comments should be submitted online at https://standardsdevelopment.bsigroup.com/. You will need to register in
order to comment.

Template for comments and secretariat observations Date: xx/xx/20xx Document: ISO/DIS xxxx

1 2 (3) 4 5 (6) 7

MB Clause No./ Subclause
No./Annex (e.g. 3.1)

Paragraph/
Figure/Table/Note

Type of
comment

Commend (justification
for change) by the MB

Proposed change by the MB Secretariat observations on
each comment submitted

3.1 Definition 1 ed Definition is ambiguous and needs
clarifying.

Amend to read '...so that the mains
connector to which no connection...'

6.4 Paragraph 2 te The use of the UV photometer as
an alternative cannot be supported
as serious problems have been
encountered in its use in the UK.

Delete reference to UV photometer.
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European foreword 

This document (prEN 12541:2024) has been prepared by Technical Committee CEN/TC 164“Water 
supply”, the secretariat of which is held by AFNOR. 

This document is currently submitted to the CEN Enquiry. 

This document will supersede EN 12541:2002. 

prEN 12541:2024 includes the following significant technical changes with respect to EN 12541:2002: 

— the document has been technically updated; 

— the classifications for flushing and urinal valves have been updated; 

— the 4l flow rate was introduced. 
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Introduction 

As for possible unfavourable effects of the product to which this document applies on the quality of 
water for human consumption, no information is provided by this document on possible use 
restrictions of the product in any of the member states of the EU or the EFTA. 
NOTE While awaiting the adoption of verifiable European criteria, attention is also drawn to existing national 
regulation that can apply. 
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1 Scope 

This document applies to flushing valves for WCs and valves for urinals, with automatic hydraulic 
closure, intended for: 

— WC pans EN 997; 

— single flush urinals EN 13407; 

— siphon acting urinals EN 13407. 

It does not apply to no-contact detection valves. 

It is intended to specify: 

— marking and identification, physico-chemical, dimensional, leaktightness, pressure behaviour, 
hydraulic, mechanical endurance and acoustic characteristics of flushing valves for WCs and urinals 
with automatic closure; 

— test methods used to verify these characteristics; 

— and to determine requirements for the atmospheric interrupter which shall be an integral part of 
the WC flushing valve. 

It applies in the following pressure and temperature conditions: 

Table 1 — Conditions of use for tapware 

Dynamic Pressure 
range recommended 

for a good working 

Urinals 
WC DN 15 
WC DN 20 

0,1 MPa ≤ P ≤ 0,5 MPa 
(1 bar ≤ P ≤ 5 bar) 

WC DN 25 0,08 MPa ≤ P ≤ 0,25 MPa 
(0,8 bar ≤ P ≤ 2,5 bar) 

WC DN 32 0,08 MPa ≤ P ≤ 0,25 MPa 
(0,8 bar ≤ P ≤ 2,5 bar) 

Maximum static pressure 1 MPa (10 bar) 

Water temperature ≤ 25 °C 

NOTE 1 Although this document limits the pressure for WC DN 25 and WC DN 32 valves till 0,25 MPa (2,5 bar), 
some European countries have legislation and recommendations for higher pressures. 

Health and quality requirements in accordance to European and national legislation for final materials 
in contact with water intended for human consumption are not covered by this document. 

2 Normative references 

The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. For 
undated references, the latest edition of the referenced document (including any amendments) applies. 

EN 248, Sanitary tapware — General specification for electrodeposited coatings of Ni-Cr 

EN 997, WC pans and WC suites with integral trap 
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EN 13407:2015+A1:2018, Wall-hung urinals — Functional requirements and test methods 

EN ISO 3822-1, Acoustics — Laboratory tests on noise emission from appliances and equipment used in 
water supply installations — Part 1: Method of measurement (ISO 3822-1) 

EN ISO 3822-4, Acoustics — Laboratory tests on noise emission from appliances and equipment used in 
water supply installations — Part 4: Mounting and operating conditions for special appliances (ISO 3822) 

ISO 228-1:2000, Pipe threads where pressure-tight joints are not made on the threads — Part 1: 
Dimensions, tolerances and designation 

3 Terms and definitions and abbreviated terms 

3.1 Terms and definitions 

For the purposes of this document, the following terms and definitions apply. 

ISO and IEC maintain terminological databases for use in standardization at the following addresses: 

• IEC Electropedia: available at https://www.electropedia.org/ 

• ISO Online browsing platform: available at https://www.iso.org/obp 

3.1.1 
automatic closing valve 
tapware whose opening is operated by a mechanical action on the control device, and whose closure 
happens automatically after a period of adjustable or non-adjustable duration 

3.1.2 
WC flushing valve 
automatic closing valve intended to ensure the flushing out of WC pans in accordance with EN 997, and 
comprising an atmospheric interrupter 

3.1.2.1 
stop valve for flushing valve 
valve used to stop water flow upstream of the flushing valve 

Note 1 to entry: It may be integrated into the flushing valve, or separate from it. 

3.1.2.2 
flow control equipment 
manual or automatic equipment controlling the flush flow and which is an integral part of the flushing 
valve or of the stop valve 

Note 1 to entry: If it is part of the stop valve, this latter shall not be linked to the flushing valve by a ISO 228-1 
thread. 

3.1.2.3 
volume control equipment 
equipment used to control the volume of water delivered by a flushing valve 

3.1.3 
urinal valve 
  

Full document details: 24/30490618 DC

https://www.electropedia.org/
https://www.iso.org/obp
https://doi.org/10.3403/BSENISO3822?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/01552491U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
http://www.avadocuments.com/doc/24-30490618-dc
http://www.avadocuments.com/doc/24-30490618-dc


prEN 12541:2024 (E) 

8 

3.1.3.1 
single flush urinal valve 
valve intended for flushing single flush urinals in accordance with EN 13407:2015+A1:2018, 3.6 and 3.7 

3.1.3.2 
siphon action urinal valve 
valve intended for flushing siphon acting urinals in accordance with EN 13407:2015+A1:2018, 3.4 

3.1.3.3 
stop valves for urinal valve 
valve used to stop water supply 

Note 1 to entry: It may be integrated in the urinal valve and may be used to control the flow. 

3.2 Abbreviated terms 

For the purposes of this document, the abbreviated terms in Table 2 apply. 

Table  2 — Abbreviated terms 

DESIGNATION ABBREV. UNIT DEFINITION 

Nominal size DN mm Defines the hydraulic and dimensional values 
of the valve 

Flow rate Q l/s Volume of water supplied in the unit of time 

Operating time T s Time elapsing between the start of activation 
and the return to 0 of the flow rate 

Volume of 
water 

V l Volume of water supplied during the 
operating time 

Static pressure Ps MPa (bar) Pressure upstream of valve in absence of 
flow 

Dynamic 
pressure 

Pd MPa (bar) Pressure upstream of valve during flow 

Water hammer ΔP MPa (bar) Overpressure occurring upstream of valve at 
time of closure 

Impact force F N Force produced by jet at outlet of flushing 
pipe. 

4 Classification and Designation 

4.1 Classification of flushing valves 

Flushing valves are classified according to their volume class as shown in Table 3: 

Table  3 — Volume class of flushing valves 

Class Amount of delivered water (v) 

4 4 l ≤ v < 6 l 

6 6 l ≤ v < 9 l 
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9 9 l ≤ v < 10 l 

4.2 Classification of urinal valves 

Urinal valves are classified according to their “volume class” as shown in Table 4: 

Table  4 — Volume class of urinal valves 

Class Amount of delivered water (v) 

1 v ≤ 1 l 

2 1 l < v ≤ 2 l 

4 2 l < v ≤ 4 l 

6 4 l < v ≤ 6 l 

4.3 Designation 

An automatic closing flushing or urinal valve is designated by: 

— the type of appliance for which it is intended (WC, siphon action urinal, single flush urinals…); 

— volume class (e.g. class 6, class 9, etc); 

— type of control (push-button, remote control...); 

— mounting method (top-entry, side-entry, flush...); 

— its nominal DN size; 

— its connecting dimension; 

— the presence of an incorporated stop valve; 

— the acoustic group (if classified). 

EXAMPLE flushing valve / for WC / Class 6 / push-button / top-entry / DN 20 / G3/4 B with incorporated 
stop valve / Group 1 

5 Marking 

Tapware complying with this document shall be marked indelibly and permanently on the appliance 
with the mark or name of the manufacturer and the acoustic group, if tested. 

6 Materials 

6.1 Condition of exposed surfaces and quality of coating 

Coated visible surfaces shall comply with the requirements of EN 248. 

7 Dimensional characteristics 

7.1 General comments on drawings 

The design and construction of components without defined dimensions permits various design 
solutions to be adopted by the manufacturer. 
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7.2 WC flushing valve 

7.2.1 General 

Table 5 — Threads and outlet pipe (see Figure 1 and Figure 2) 

Dimensions Designation DN15 DN20 DN25 DN32 

A Male thread (ISO 228-1:2000) G1/2B G3/4B G1B G1 1/4B 

D Female thread (ISO 228-1:2000) G1/2 G1/2 G3/4 G1 

G (+0/-0,5) mm Diameter of pipe connection sleeve 20 26 26 or 30 30 

H (+0,2/+0,5) 
mm 

Diameter of valve outlet for 
connection to pipe by compression 
joint 

22 28 28 or 32 32 

Table 6 — Permitted thread lengths (see Figure 1 and Figure 2) 

Dimension Comment G1/2B G1/2 G3/4B G3/4 G1B G1 G1 
1/4B 

C min Useful thread length (mm) 8 - 10 - 10 - 11 

L min Male thread (mm) 11 - 13 - 15 - 19 

F min Female thread (mm) - 10 - 12 - 12 - 
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