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Introduction
This draft standard is based on national and international discussions. Y our comments on this draft are invited and will assist in
the preparation of the consegquent standard.

For international standards, comments will be reviewed by the relevant UK national committee before sending the consensus
UK vote and comments to the international committee, which will then decide appropriate action. If the international standard is
approved, it is usual for the text to be published as a British Standard.

For national standards, comments will be reviewed by the relevant UK national committee and the resulting standards published
as a British Standard.

UK Vote
Please indicate whether you consider the UK should submit a negative (with supporting technical reasons) or positive vote on
this draft. Pleaseindicate if you are aware of any reason why this draft standard should not be published as a British Standard.

Submission of Comments
Annotated drafts are not acceptable and will beregjected.

Template for comments and secr etariat observations

All comments should be submitted online at https.//standar dsdevelopment.bsigroup.com/. You will need to register in

order to comment.

Date; xx/xx/20xx

Document: 1SO/DIS xxxx

an alternative cannot be supported
as serious problems have been
lencountered in its use in the UK.

1 2 3 4 5 (6) 7
MB | Clause No./ Subclause| Paragraph/Figure/ Type of Commend (justification Proposed change by the MB Secretariat observations on
No./Annex (e.g. 3.1) Table/Note comment for change) by theMB each comment submitted
31 Definition 1 ed Definition is ambiguous and needs [JAmend to read '...so that the mains
clarifying. connector to which no connection...'
6.4 Paragraph 2 te The use of the UV photometer as  ||[Delete reference to UV photometer.
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

AUTOMATIC ELECTRICAL CONTROLS -

Part 2-15: Particular requirements for automatic electrical
air flow, water flow and water level sensing controls

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports,
Publicly Available Specifications (PAS) and Guides (hereafter referred to as "IEC Publication(s)"). Their
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with
may participate in this preparatory work. International, governmental and non-governmental organizations liaising
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence between
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) IEC draws attention to the possibility that the implementation of this document may involve the use of (a)
patent(s). IEC takes no position concerning the evidence, validity or applicability of any claimed patent rights in
respect thereof. As of the date of publication of this document, IEC had not received notice of (a) patent(s), which
may be required to implement this document. However, implementers are cautioned that this may not represent
the latest information, which may be obtained from the patent database available at https://patents.iec.ch. IEC
shall not be held responsible for identifying any or all such patent rights.

IEC 60730-2-15 has been prepared by IEC technical committee 72: AUTOMATIC ELECTRICAL
CONTROLS. It is an International Standard.

This 4.0 edition cancels and replaces the 3.0 edition published in 2017. This edition constitutes
a technical revision.

This edition includes the following significant technical changes with respect to the previous
edition:

a) adoption to IEC 60730-1 Ed.6.0 with all of its significant changes to IEC 60730-1 Ed.5.0
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170  The text of this International Standard is based on the following documents:

Draft Report on voting

XXIXX/FDIS XXIXX/IRVD

171
172 Full information on the voting for its approval can be found in the report on voting indicated in
173 the above table.

174 The language used for the development of this International Standard is English.

175 This document was drafted in accordance with ISO/IEC Directives, Part 2, and developed in
176 ~ accordance with ISO/IEC Directives, Part 1 and ISO/IEC Directives, IEC Supplement, available
177  at www.iec.ch/members_experts/refdocs. The main document types developed by IEC are
178 described in greater detail at www.iec.ch/publications.

179 A list of all parts of the IEC 60730 series, under the general title: AUTOMATIC ELECTRICAL
180 CONTROL, can be found on the IEC website.

181 This part 2-15 is intended to be used in conjunction with IEC 60730-1. It was established on the
182 basis of the sixth edition of that standard (2022). Consideration may be given to future editions
183 of, or amendments to, IEC 60730-1.

184  This part 2-15 supplements or modifies the corresponding clauses in IEC 60730-1, so as to
185 convert that publication into the IEC standard: Particular requirements for electric actuators.

186 Where this part 2-15 states "addition", "modification" or "replacement”, the relevant require-
187 ment, test specification or explanatory matter in part 1 should be adapted accordingly.

188 Where no change is necessary part 2-15 indicates that the relevant clause or subclause applies.

189 In the development of a fully international standard it has been necessary to take into
190 consideration the differing requirements resulting from practical experience in various parts of
191 the world and to recognize the variation in national electrical systems and wiring rules.

192 The reader's attention is drawn to the fact that Annex Q, Annex R, Annex S, and Annex T list
193 all of the "in-some-country" clauses on differing practices of a less permanent nature relating
194  to the subject of this document.

195 In this publication:

196 1) The following print types are used:

197 — requirements proper: in roman type;

198 — test specifications: in italic type;

199 — explanatory matter: in smaller roman type.

200 — Defined terms: bold type.

201 2) Subclauses, notes or items which are additional to those in Part 1 are numbered starting
%8% from 101, additional annexes are lettered AA, BB, etc.
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The committee has decided that the contents of this document will remain unchanged until the
stability date indicated on the IEC website under webstore.iec.ch in the data related to the
specific document. At this date, the document will be

e reconfirmed,

e withdrawn,

e replaced by a revised edition, or

e amended.

IMPORTANT - The 'colour inside’' logo on the cover page of this publication indicates
that it contains colours which are considered to be useful for the correct understanding

of its contents. Users should therefore print this document using a colour printer.
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213 AUTOMATIC ELECTRICAL CONTROLS -

214

215 Part 2-15: Particular requirements for automatic electrical
216 air flow, water flow and water level sensing contros

217

218

219

220 1 Scope
221 This clause of Part 1 is replaced by the following:

222 This document applies to automatic electrical air flow, water flow and water level sensing
223  controls

224 e for use in, on, or in association with boilers with a maximum pressure rating of 2 000 kPA

225 (20 bar) and equipment for general household and similar use including controls for heating,
226 air-conditioning and similar applications;

227 NOTE 1 Throughout this document, the word "equipment" means "appliance and equipment" and ,controls“ means
228 ,automatic electrical air flow, water flow and water level sensing controls®.

229 EXAMPLE 1 Water flow and water level sensing controls of the float or electrode-sensor type used in boiler
230 applications and air flow, water flow and water level sensing controls for swimming pool pumps, water tank pumps,
231 cooling towers, dishwashers, washing machines, air conditioning chillers and ventilation applications.

232 e for building automation within the scope of |SO 16484 series and IEC 63044 series
233 (HBES/BACS);

234 EXAMPLE 2 Independently mounted air flow, water flow and water level sensing controls in smart grid systems and
235 controls for building automation systems within the scope of ISO 16484-2.

236 o for equipment that is used by the public, such as equipment intended to be used in shops,
237 offices, hospitals, farms and commercial and industrial applications;

238 EXAMPLE 3 Controls for commercial boilers, heating and air-conditioning equipment.

239 e that are smart enabled controls;

240 EXAMPLE 4 Smart grid control, remote interfaces/control of energy-consuming equipment including computer or
241 smart phone.

242 e that are AC or DC powered controls with a rated voltage not exceeding 690 V AC or 600 V
243 DC where the DC source is provided by primary or secondary batteries;

244 e used in, on, or in association with equipment that use electricity, gas, oil, solid fuel, solar
245 thermal energy, etc., or a combination thereof;

246 o utilized as part of a control system or controls which are mechanically integral with
247 multifunctional controls having non-electrical outputs;

248 e using NTC or PTC thermistors and to discrete thermistors, requirements for which are
249 contained in Annex J;

250 o that are mechanically or electrically operated, responsive to or controlling air flow, water
251 flow and water level,

252 e as well as manual controls when such are electrically and/or mechanically integral with
253 automatic controls.

254 NOTE 2 Requirements for manually actuated mechanical switches not forming part of an automatic control are
255 contained in |JEC 61058-1-1.

256 This document applies to

257 — the inherent safety of automatic electrical air flow, water flow and water level sensing

258 controls, and Documents
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259  — functional safety of automatic air flow, water flow and water level sensing electrical controls
260 and safety related systems,

261 — controls where the performance (for example the effect of EMC phenomena) of the product
262 can impair the overall safety and performance of the controlled system,

263 — the operating values, operating times, and operating sequences where such are associated
264 with equipment safety.

265 This document specifies the requirements for construction, operation and testing of automatic
266 electrical air flow, water flow and water level sensing controls used in, on, or in association with
267 an equipment.

268 This document takes into account the response value of an automatic action of a control where
269  such a response value is dependent upon the method of mounting the control. Where a
270 response value is of significant purpose for the protection of the user, or surroundings, the
271 value defined in the appropriate household equipment standard or as determined by the
272 manufacturer shall apply.

273 This document does not

274 e apply to air flow, water flow and water level sensing controls intended exclusively for

275 industrial process applications unless explicitly mentioned in the relevant part 2 or the
276 equipment standard. However, this document can be applied to evaluate air flow, water flow
277 and water level sensing controls intended specifically for industrial applications in cases
278 where no relevant safety standard exists.

279 e address the integrity of the output signal to the network devices, such as interoperability
280 with other devices unless it has been evaluated as part of the control system.

281 e apply to pressure sensing controls, the requirements for which are contained in IEC 60730-
282 2-6.

283 2 Normative references

284 This clause of part 1 is applicable.

285 3 Terms and definitions

286 3.2 Definitions of types of control according to purpose
287  Add the following definitions

288 3.2.101

289 boiler water level cut-out

290 water level sensing control of the float or electrode-sensor type for boiler applications intended
291 to respond to a low water level during abnormal operating conditions and which has no provision
292  for setting by the user

293 Note 1 to entry: A water level cut-out may be of the automatic or of the manual reset type. A boiler water level
294 cutout has a type 2 action, it is a type of water level protective control (see 3.2.105).
295 3.2.102

296 boiler water level limiter

297 water level sensing control of the float or electrode-sensor type for boiler applications which
298 is intended to keep a water level below or above one particular value during normal operating
299  conditions and which may have provision for setting by the user

300 Note 1 to entry: A boiler water level limiter has a type 2 action and is normally of the automatic reset type.
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301 3.2.103

302 boiler water feed control

303 water level sensing control of the float or electrode-sensor type for boiler applications which
304 is intended to keep the water level in a boiler above one particular value during normal operating
305  conditions and which may have provision for setting by the user

306 Note 1 to entry: A boiler water feed control is of the automatic reset type and has a type 1 action. A boiler water
307 feed control is used on a boiler to cycle a feeder pump or feeder water valve. For the purposes of this document, a
308 type 2 boiler water feed control is considered to be a boiler water level limiter.

309 3.2.104

310  water level operating control
311 control which is intended to keep the water level below or above one particular value during
312 normal operating conditions and which may have provision for setting by the user

313 Note 1 to entry: A water level operating control is of the automatic reset type.

314  3.2.105

315 water level protective control

316  control which is intended to prevent a hazardous situation during abnormal operation of the
317 equipment either by

318 a) keeping the water level below or above one or more particular values, or by

319  b) energizing or de-energizing the associated equipment at one or more particular values of
320 water level

321 3.2.106

322 water flow operating control

323 flow sensing control intended to sense or maintain the water flow between two particular
324 values during normal operating conditions and which may have provision for setting by the

325 user
326 Note 1 to entry: A water flow operating control is of the automatic reset type.
327 3.2.107

328 air flow operating control
329 flow sensing control intended to sense or maintain the air flow between two particular values
330 during normal operating conditions and which may have provision for setting by the user

331 Note 1 to entry: An air flow operating control is of the automatic reset type.

332 3.2.108

333  water flow cut-out

334 flow sensing control intended to respond to a lack of water flow during abnormal operating
335 conditions and which has no provision for setting by the user

336 Note 1 to entry: A water flow cut-out is of the automatic or manual reset type.

337  3.2.109

338 air flow cut-out

339 flow sensing control intended to respond to a lack of air flow during abnormal operating
340  conditions and which has no provision for setting by the user

341 Note 1 to entry: An air flow cut-out is of the automatic or manual reset type.
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342 3.3 Definitions relating to the function of controls
343  Add the following definitions

344 3.3.101

345 response delay
346 delay provided to increase the response value of a water level operating control for the
347 purpose of preventing unnecessary cycling of the equipment due to fluctuating liquid level

348 Note 1 to entry: This is usually expressed in units of time.
349 4 General
350 This clause of Part 1 is applicable except as follows:

351 4.3 General notes on tests
352 4.3.2 Conditions of tests

353  4.3.2.7 Addition:

354 The rates of change of level or flow declared in Table 1, requirement 31 and used in Clause 19
355 (iLe. a1, B1, a2, B2) shall have test tolerances as declared by the manufacturer.

356 4.3.4 Instructions for test
357 4.3.4.1 According to submission

358 Additional subclause:

359 4.3.4.1.101 The values in Table AA.1 apply for the testing of independently mounted water level
360 sensing controls used in boiler applications in Clause 19 unless a higher number is declared.
361 The values in Table CC.1 apply for the testing of independently mounted air and water flow
362 sensing controls in Clause 19 unless otherwise declared. Values for integrated and incorporated
363 controls are specified in the appropriate equipment standard.

364 4.3.4.5 According to purpose

365 4.3.4.51 Replace the second sentence with the following text:

366 For multi-purpose controls other than combinations of boiler water level sensing controls using
367 a common sensing mechanism, during the tests for any one purpose, the activating quantities
368 and prime movers applicable to all other purposes, shall be maintained constant at the most
369 arduous value or position within the declared range or ranges.

370 5 Required technical information
371 This clause of Part 1 is applicable except as follows:

372 5.2 Methods of providing technical information

373 Table 1 — Required technical information and methods of providing these information
Information Clause or Method
subclause

Modifications:

16 | Temperature limits of mounting surfaces (7 ) 19.3 Doéuments
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Information Clause or Method
subclause
20 | Number of automatic cycles (A) for each automatic action. 10 13.1.3.3, X
Preferred values are: 300 000 cycles; 200 000 cycles: 100 000 cycles; T?g"; 234‘
30 000 cycles; 20 000 cycles; 10 000 cycles; 6 000 cycles; 3 000 cycles™; 19' 8. 4’
1 000 cycles"; 300 cycles?); 30 cycles?4); 1 cycled). o
) Not applicable to thermostats or to other fast cycling actions.
2) Applicable only to manual reset.
3)  Applicable only to actions which require the replacement of a part after
each operation.
4) Can only be reset during manufacturer servicing.
NOTE For controls having more than one automatic action, a different value
can be declared for each.
29 | Not applicable
38 | Not applicable
Addition:
101 | Maximum fluid temperature (T ) in °C 16.5 a), D
20.101.2
102 | Response time, if applicable, for boiler water level sensing controls H.17 C
103 | Maximum working pressure, if applicable 3.3.28, c/D 104
20.101.1
104 | Method of determining response time for boiler water level sensing controls | H.17.6.101 X
105 | Test method for 20.101.3 for boiler water level sensing controls 20.101.1, X
20.101.3
106 | Any special environmental conditions in which the control is intended to be 14.1.101,
used (other than declared in Table 1, requirement 9)102 14.1.102,
20.8.101,
H.25.4.101.
2,
H.25.5.1.10
1.2,
H.25.5.2.10
1.2,
H.25.6.101.
2,
H.25.8.101. D
2,
H.25.9.101.
2,
H.25.10.101
.2,
H.25.11.101
.2,
H.25.12.101
.2,
H.25.13.101
2
107 | Cord-connected float control which may be wholly or partially submerged in 9.7.1.1,
water or any other special environmental conditions declared in 9.7.1.2, D
requirement 106 14.1.101,
20.8.101
108 | Response delay 3.3.101,
9.4.101, D
Table BB.1
109 | Unique or common type reference of special mounting means, if any'%3 9.6.3.1
110 | Leveling indication for mounting, if any 9.11.101
111 | The output condition of air flow cut-outs, water flow cut-outs and boiler water 13.1.3.2,
. fi ian105
level cut-outs and limiters after operation H.25 4 101.
2, X
H.25.5.1.10
1.2,
Hos520 DOCUM
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