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AWWA Standard

Thisdocumentis an American Water Works Association (AWWA) standard. Itis not a specification. AWWA standards describe
minimum requirements and do not contain all of the engineering and administrative information normally contained in
specifications. The AWWA standards usually contain options that must be evaluated by the user of the standard. Until each
optional feature is specified by the user, the product or service is not fully defined. AWWA publication of a standard does
not constitute endorsement of any product or product type, nor does AWWA test, certify, or approve any product. The
use of AWWA standards is entirely voluntary. This standard does not supersede or take precedence over or displace any
applicable law, regulation, or code of any governmental authority. AWWA standards are intended to represent a consensus
of the water industry that the product described will provide satisfactory service. When AWWA revises or withdraws this
standard, an official notice of action will be placed in the Official Notice section of Journal AWWA. The action becomes
effective on the first day of the month following the month of Journal AWWA publication of the official notice.

American National Standard

An American National Standard implies a consensus of those substantially concerned with its scope and provisions. An
American National Standard is intended as a guide to aid the manufacturer, the consumer, and the general public. The
existence of an American National Standard does not in any respect preclude anyone, whether that person has approved
the standard or not, from manufacturing, marketing, purchasing, or using products, processes, or procedures not
conforming to the standard. American National Standards are subject to periodic review, and users are cautioned to obtain
the latest editions. Producers of goods made in conformity with an American National Standard are encouraged to state
on their own responsibility in advertising and promotional materials or on tags or labels that the goods are produced in
conformity with particular American National Standards.

Caution NoTice: The American National Standards Institute (ANSI) approval date on the front cover of this standard indicates
completion of the ANSI approval process. This American National Standard may be revised or withdrawn at any time. ANSI
procedures require that action be taken to reaffirm, revise, or withdraw this standard no later than five years from the
date of ANSI approval. Purchasers of American National Standards may receive current information on all standards by
calling or writing the American National Standards Institute, 25 West 43rd Street, Fourth Floor, New York, NY 10036; (212)
642-4900; or emailing info@ansi.org.
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Committee Personnel

The AWWA Subcommittee on Disinfection of Water Treatment Plants, which developed

revisions to this standard, had the following personnel at the time:

Gerald J.R. Rhoads, Chair

R.C. Lorenz, Westerville Water Plant, Westerville, Ohio

J. Nilson, Seattle Public Utilities, Seattle, Wash.

D. O’Connor, Philadelphia Water Dept., Philadelphia, Penn.

B. Reilley, Massachusetts Water Resources Authority (MWRA), Boston, Mass.
G.]J.R. Rhoads, Metro Water District of Southern California, La Verne, Calif.
A. Waldron, Jacobs, Englewood, Colo.

M.L. Wentink, Nebraska DHHS Division of Public Health, North Platte, Neb.

The AWWA Standards Committee on Disinfection of Facilities, which reviewed and approved

this standard, had the following personnel at the time of approval:

Betsy Reilley, Chair
Gerald J.R. Rhoads, Vice Chair

General Interest Members

K.C. Choquette, Des Moines, lowa

J.M. Henderson, West Linn, Ore.

E. Meek (liaison, nonvoting), Standards Engineer Liaison, AWWA, Denver, Colo.
A.A. Rosenblatt, Gordon & Rosenblatt LLC, New York, N.Y.

S. Vidika, Dixon Engineering Inc., Medina, Ohio

M.A. Waer, Lake Forest, Calif.

J.S. Wailes, Black Hawk, Colo.

A. Waldron, Jacobs, Englewood, Colo.

M.L. Wentink, Nebraska DHHS Division of Public Health, North Platte, Neb.

Producer Members

M.P. Parker, Statewide Aquastore Inc., East Syracuse, N.Y.
PL. Smith, Smith LaSalle Inc., Western Springs, Ill.
T. Trocha, Miles & Miles of Texas, Buda, Tex.

" Documents

D t Sharing Hub
Copyright © 2020 American Water Works Association. All Rights Reserved oeumen aring Ad

Full document details: ANSI AWWA C653-20


http://www.avadocuments.com/doc/ansi-awwa-c653-20
http://www.avadocuments.com/doc/ansi-awwa-c653-20

User Members

K. Billedo, Los Angeles Dept. of Water and Power, Los Angeles, Calif.

Z. Bukhari, New Jersey American Water Company, Camden, N.].

R.C. Lorenz, Westerville Water Plant, Westerville, Ohio

M. MacConnell (liaison, nonvoting), Standards Council Liaison, Vancouver, B.C.
PM. Marchand, Bristol County Water Authority, Warren, R.I.

J. Nilson, Seattle Public Utilities, Seattle, Wash.

D. O’Connor, Philadelphia Water Dept., Philadelphia, Penn.

B. Reilley, Massachusetts Water Resources Authority (MWRA), Boston, Mass.
G.J.R. Rhoads, Metro Water District of Southern California, La Verne, Calif.
E.D. Schwartz (alternate), New Jersey American Water Company, Plainsboro, N.]J.
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Contents

All AWWA standards follow the general format indicated subsequently. Some variations from this
format may be found in a particular standard.
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