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Nothing contained in any API publication js to be construed as granting any
right, by implication or otherwise, for the manufacture, sale, or use in connection
with any method, apparatus, or product covered by letters patent, nor as insuring
anyone against lability for infringement of letters patent.

API publications may be used by anyone desiring to do so. Every effort has been
made by the Institute to assure the accuracy and reliability of the data contained in
them. However, the Institute makes no representation, warranty, or guarantee in
connection with API publications and hereby expressly disclaims any liability or
responsibility for loss or damage resulting from their use; for any violation of any
federal, state, or municipal regulation with which an API publication may conflict;
or for the infringement of any patent resulting from the use of an API publication,

Copyright © 1976 American Petrofeum Institute
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FOREWORD

The object of this publication is to provide a purchase specification to facilitate
the manufacture and procurement of full voltage motor starters for the starting, con-
trol, and protection of squirrel cage induction motors for petroleum industry service,
The specification is limited to motor starters rated for 2,400, 4,160, and 4,800 volts,

This specification requires the purchaser to specify certain details and features.
Also it is recognized that the purchaser may desire to modify, delete, or simplify
sections of the specification. 1t is strongly recommended that such modifications be
made by supplementing this specification rather than by rewriting or by incorporat-
ing sections thereof into another complete specification.

Suggested revisions are invited and shouid be submitted 1o the director of the
Refining Department, American Petroleum Institute, 2101 L Street, Northwest,
Washington, D. C. 20037.
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