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Preface

This Standard was prepared by the Standards Australia Committee FP-002, Fire Detection, Warning,
Control and Intercom Systems, to supersede AS 1603.17—2011, Automatic fire detection and alarm
systems, Part 17: Warning equipment for people with hearing impairment.

The objective of this document is to provide design and performance requirements for warning
equipment that acts in conjunction with smoke alarms or other emergency detection systems to alert
people with hearing impairment to potential danger.

The major changes in this edition are as follows:

(@ Terminology aligned with the AS 1670 series and BS 5446-3.
(b) Normative references updated.

(9 Power supply requirements clarified.

(d) Conformance of VAD to AS ISO 7240.23.

(e) Conformance of AAD to ASISO 7240.3 or AS 3786.

() Fault response timings aligned with the AS 7240 series.

(g) Component assessment requirements clarified.
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Introduction

Smoke alarm systems and smoke detection systems for use in residential applications are intended to
warn of the presence of fire by emitting an audible warning. However, people with hearing impairment
may be unable to hear the audible alarm that is normally produced.

There are recognized methods of alerting people with hearing impairment: the use of vibro-tactile,
low-frequency sounds and visual alarm devices. To provide a fire warning for people with hearing
impairment, it has become common practice for such devices to be coupled to smoke alarms or smoke
detection systems. For example, vibrating pads can be used to awaken sleeping people and visual
alarms to alert those already awake. This part of the AS 1603 series specifies the requirements for
supplementary warning devices for use in residential accommodation to warn people with hearing
impairment of fire. This document does not claim to provide an exclusive or definitive solution to the
problem of providing reliable fire safety protection to people with hearing impairment.

This document provides tests and requirements for vibro-tactile devices, visual alarm devices, and
any control equipment required for the connection of these components to smoke alarm or smoke
detection systems.

Reference is made to international and national Standards throughout this document and in the
component conformance table to increase the options for conformance and to reduce the time and
cost in demonstrating conformance. Conformance refers to fulfilling the requirements of a Standard
or document.
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