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PREFACE

This Standard was prepared by the Joint Standards Australia/Standards New Zealand
Committee on Automatic Fire Detection and Alarm Systems and has been produced to
augment the existing AS 1603 series of product standards which have not, until now, made
an allowance for aspirated smoke detector systems.
This Standard is the result of a consensus among representatives on the joint committee to
produce it as an Australian Standard.

First published as AS 1603.8— 1996.

 Copyright STANDARDS AUSTRALIA
Users of Standards are reminded that copyright subsists in all Standards Australia publications and software. Except where the
Copyright Act allows and except where provided for below no publications or software produced by Standards Australia may be
reproduced, stored in a retr ieval system in any form or transmitted by any means without prior permission in writ ing from
Standards Australia. Permission may be conditional on an appropriate royalty payment. Requests for permission and information on
commercial software royalties should be directed to the head off ice of Standards Australia.

Standards Australia will permit up to 10 percent of the technical content pages of a Standard to be copied for use exclusively
in-house by purchasers of the Standard without payment of a royalty or advice to Standards Australia.
Standards Australia wil l also permit the inclusion of its copyright material in computer software programs for no royalty
payment provided such programs are used exclusively in-house by the creators of the programs.

Care should be taken to ensure that material used is from the current edition of the Standard and that it is updated whenever the
Standard is amended or revised. The number and date of the Standard should therefore be clearly identif ied.
The use of material in print form or in computer software programs to be used commercially, with or without payment, or in
commercial contracts is subject to the payment of a royalty. This policy may be varied by Standards Australia at any time.
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STANDARDS AUSTRALIA

Australian Standard
Automatic fire detection and alarm systems

Part 8: Multi-point aspirated smoke detectors

S E C T I O N 1 S C O P E A N D G E N E R A L

1.1 SCOPE This Standard specifies requirements for the design, construction and
performance of aspirated system type smoke detectors used in automatic fire detection and
alarm systems. This Standard covers multi-point aspirated systems and their associated
detector and control facilities. Single-point detectors installed with probes in air-handling
ducts are not included.
NOTE: Some of the requirements of this Standard are more onerous than those nominated in
AS 1603.2 point-type smoke detectors as one multi-point aspirated detector can be installed to
cover the total area nominated for one AZF in AS 1670.

1.2 APPLICATION This Standard applies to smoke detectors intended for installation in
accordance with AS 1670 and connected to control and indicating equipment in accordance
with AS 1603.4.

1.3 REFERENCED DOCUMENTS The following documents are referred to in this
Standard:
AS
1159 Polyethylene pipes for pressure applications
1319 Safety signs for the occupational environment
1603 Automatic fire detection and alarm systems
1603.2 Part 2: Point type smoke detectors
1603.4 Part 4: Control and indicating equipment
1670 Automatic fire detection and alarm systems—System design, installation and

commissioning
2053 Non-metallic conduits and fittings
2211 Laser safety
2362 Automatic fire detection and alarm systems—Methods of test for actuating devices
2362.4 Method 4: Voltage stability test
2362.5 Method 5: Insulation resistance test
2362.6 Method 6: Static discharge test
2362.7 Method 7: Electromagnetic interference test
2362.8 Method 8: Impulse voltage withstand test
2362.9 Method 9: High frequency disturbance test
2362.10 Method 10: Low temperature test
2362.11 Method 11: Damp heat test
2362.12 Method 12: Dry heat test
2362.13 Method 13: Corrosion test
2362.15 Method 15: Vibration test
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