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This  Australian Standard was  prepared by Committee  CH-009,  Safe  Handling of 
Chemicals.  It was  approved on behalf of the  Council of Standards  Australia on  
5  April 2005 .  This  Standard was  published on 26  April  2005 .  

 

The  following are  represented on Committee  CH-009:  
 

Air Conditioning and Refrigeration Wholesalers  Association 

Australasian Fire  Authorities  Council 

Australasian Railways  Association 

Australian Consumer & Specialty Products  Association 

Australian Institute  of Petroleum 

Avcare  

Consumers’  Federation of Australia 

Department of Emergency Services,  Queensland 

Department of Environment &  Conservation,  N.S.W.  

Department of Industry &  Resources,  W.A.  

Engineers  Australia 

New Zealand Chemical Industry Association 

New Zealand Fire  Service  

Plastics  and Chemicals  Industry Association 

TRANZ Rail 

Victorian WorkCover Authority 

 

Keeping Standards up-to-date 

Standards  are  living documents  which reflect progress  in science,  technology and 
systems.  To  maintain their currency,  all  Standards  are  periodically reviewed,  and 
new editions  are  published.  Between editions,  amendments  may be  issued.  
Standards  may also  be  withdrawn.  It  is  important that readers  assure  themselves  
they are  using a current Standard,  which should include  any amendments  which 
may have  been published since the  Standard was  purchased.  

Detailed information about Standards  can be  found by visiting the  Standards  Web 
Shop  at www.standards. com.au and looking up  the  relevant Standard in the  on-line 
catalogue.  

Alternatively,  the  printed Catalogue  provides  information current at 1  January each 
year,  and the  monthly magazine,  The Global Standard,  has  a full  listing of revisions 
and amendments  published each month.  

Australian StandardsTM  and other products  and services  developed by Standards  
Australia are  published and distributed under contract by SAI Global,  which 
operates  the  Standards  Web Shop.  

We  also  welcome suggestions  for improvement in our Standards,  and especially 
encourage  readers  to  notify us  immediately of any apparent inaccuracies  or 
ambiguities.  Contact us  via email at mail@standards.org.au,  or write  to  the  Chief 
Executive,  Standards  Australia,  GPO Box 5420,  Sydney,  NSW 2001 .  
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i i

PREFACE 

This  Standard was  prepared by Joint Australian/New Zealand Standards Committee CH-009,  Safe 

Handling of Chemicals,  to  supersede  AS/NZS  21 06.6: 1 999,  Methods for the determination  of the flash 

point of flammable  liquids  (closed cup) ,  Part 6:   Determination  of flash point—Closed cup equilibrium 

method.  It is  identical  with,  and has  been reproduced from ISO 1 523 :2002,  Determination  of flash 

point—Closed cup equilibrium method.  

The  obj ective  of this  Standard is  to  describe  the  determination of flash point using a closed cup 

equilibrium method such as  that using the Abel  apparatus.  

The  main changes between this  edition and that published in 1 999  include information on sampling 

and calibration of apparatus.  

As  this  publication has  been reproduced from an International  Standard,  the  following modifications 

apply:  

(a)  Its  number does  not appear on each page  of text and its  identity is  shown on the  cover and title  

page.  

(b)  In the  source text ‘ this  International Standard’  should read ‘ this  Australian Standard. ’  

(c)  Substitute a full  point for a comma when referring to  a decimal marker.  

References  to  International  Standards should be  replaced by Australian Standards,  as  follows:  

Reference to  International Standard Australian  Standard 

ISO AS/NZS  

1 51 3  Paints  and varnishes—Examination and 
preparation of samples for testing 

1 580  Paints  and related materials—
Methods  of test 

 1 580.1 03 .1  Method 1 03 .1 :   Examination and 
preparation of samples for testing 

 AS  

1 51 6  Determination of flash/no flash point—
Closed cup equilibrium method 

21 06  Methods  for the  determination of 
the  flash point of flammable  liquids 
(closed cup)  

 21 06.5  Part 5 :   Determination of flash/no 

flash—Rapid equilibrium method 

271 9  Determination of flash point—Pensky-
Martens closed cup method 

21 06.2  Part 2:   Determination of flash 
point—Pensky-Martens closed cup 
method 

3 679  Determination of flash point—Rapid 
equilibrium closed cup method 

21 06.4  Part 4:   Determination of flash 
point—Rapid equilibrium closed 
cup method 

1 373 6 Petroleum products  and other liquids—
Determination of flash point—Abel closed 
cup method 

21 06.1  Part 1 :   Abel  closed cup  method 

Other International  Standards  referenced in the  source  document have  not been adopted as  Australian 

Standards.  
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INTRODUCTION  

 

 

This International  Standard  describes one of two closed  cup equil ibrium  methods for the determination  of the flash 
point of paints,  varnishes,  petroleum and related  products,  and  i t should  be read in  conjunction  with  the second 
equil ibrium  method,  ISO 3679 ([5]  in  the bibl iography),  when selecting a method.  

The determination of the flash/no flash temperature using  the same equipment is described  in  ISO 1 51 6 ([4]  in  the 
bibl iography).  

By the procedure specified,  d ifferences between test apparatus of various standard  designs are minimized by 
ensuring that the test is carried  out only when the product under test and the air/vapour mixture above it in  the test 
vessel  are considered  to be in  temperature equi l ibrium.  

Full document details: AS 2106.6-2005 (2016)

http://www.avadocuments.com/doc/as-2106-6-2005-2016
http://www.avadocuments.com/doc/as-2106-6-2005-2016

