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Preface

This Standard was prepared by the Standards Australia Committee EL-005, Secondary Batteries, to
supersede AS 4029.1—1994, Stationary batteries—Lead-Acid, Part 1: Vented type (based on and including
the full text of IEC 896-1).

The objective of this document is to specify general requirements and the main characteristics,
together with corresponding test methods associated with all types and construction modes of lead-
acid stationary batteries, excluding valve-regulated types.

Alist of all parts in the AS 60896 series can be found in the Standards Australia online catalogue.

This document is an adoption with national modifications, and has been reproduced from, IEC 60896-
11:2002, Stationary lead-acid batteries - Part 11: Vented types — General requirements and methods of tests.

The modifications are additional requirements and are set out in Appendix ZZ, which has been added at
the end of the source text.

The modifications made to [EC 60896-11:2002 form the Australian modifications for the purpose of the
IECEE CB Scheme for recognition of testing to standards for safety of electrical equipment.

Appendix ZZ lists the modifications to IEC 60896-11:2002, for the application of this document
in Australia.

As this document has been reproduced from an International document, the following apply:
(@ In the source text “this part of IEC 60896” should read “this document”.
(b) A full point substitutes for a comma when referring to a decimal marker.

Australian or Australian/New Zealand Standards that are identical adoptions of international
normative references may be used interchangeably. Refer to the online catalogue for information on
specific Standards.

The terms “normative” and “informative” are used in Standards to define the application of the
appendices or annexes to which they apply. A “normative” appendix or annex is an integral part of a
Standard, whereas an “informative” appendix or annex is only for information and guidance.
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

STATIONARY LEAD-ACID BATTERIES -

Part 11: Vented types —
General requirements and methods of tests

FOREWORD

1) The IEC (International Electrotechnical Commission) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of the IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, the IEC publishes International Standards. Their preparation is
entrusted to technical committees; any IEC National Committee interested in the subject dealt with may
participate in this preparatory work. International, governmental and non-governmental organizations liaising
with the IEC also participate in this preparation. The IEC collaborates closely with the International
Organization for Standardization (ISO) in accordance with conditions determined by agreement between the
two organizations.

2) The formal decisions or agreements of the IEC on technical matters express, as nearly as possible, an
international consensus of opinion on the relevant subjects since each technical committee has representation
from all interested National Committees.

3) The documents produced have the form of recommendations for international use and are published in the form
of standards, technical specifications, technical reports or guides and they are accepted by the National
Committees in that sense.

4) In order to promote international unification, IEC National Committees undertake to apply IEC International
Standards transparently to the maximum extent possible in their national and regional standards. Any
divergence between the IEC Standard and the corresponding national or regional standard shall be clearly
indicated in the latter.

5) The IEC provides no marking procedure to indicate its approval and cannot be rendered responsible for any
equipment declared to be in conformity with one of its standards.

6) Attention is drawn to the possibility that some of the elements of this International Standard may be the subject
of patent rights. The IEC shall not be held responsible for identifying any or all such patent rights.

International Standard IEC 60896-11 has been prepared by IEC technical committee 21:
Secondary cells and batteries.

This first edition of IEC 60896-11 cancels and replaces IEC 60896-1 (first edition) published
in 1987 and its amendments 1 (1988) and 2 (1990), and constitutes a technical revision.

The text of this standard is based on the following documents:

FDIS Report on voting
21/572/FDIS 21/579/RVD

Full information on the voting for the approval of this standard can be found in the report on
voting indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 3.

Annex A is for information only.
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This standard constitutes part 11 of the IEC 60896 series, published under the general title
Stationary lead acid batteries. At the time of the publication of this part, the following parts
had already been published or were in the process of being published:

« Part 11: Vented types — General requirements and methods of tests (this part)

« Part 21: Valve regulated types — Functional characteristics and methods of test 1.

The committee has decided that this publication remains valid until 2008. At this date, in
accordance with the committee’s decision, the publication will be

e reconfirmed;
« withdrawn;
¢ replaced by a revised edition, or

¢ amended.

1 To be published. This standard will replace IEC 60896-2:1995, Stationary lead-acid batteri — General
requirements and methods of test — Part 2: Valve regulated types. ﬁocuments
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STATIONARY LEAD-ACID BATTERIES -

Part 11: Vented types —
General requirements and methods of tests

1 Scope and object

This part of IEC 60896 is applicable to lead-acid cells and batteries which are designed for
service in fixed locations (i.e. not habitually to be moved from place to place) and which are
permanently connected to the load and to the d.c. power supply. Batteries operating in such
applications are called “stationary batteries”.

Any type or construction of lead-acid battery may be used for stationary battery applications.
This part 11 of the standard is applicable to vented types only.

The object of this standard is to specify general requirements and the main characteristics,
together with corresponding test methods associated with all types and construction modes of
lead-acid stationary batteries, excluding valve-regulated types.

Recommendations on the use of tests for stationary battery application are given in Table A.1.

Recommendations relating the type of cell or monobloc to the use of tests are given in
Table A.2.

Statements and claims of basic performance data by the manufacturer shall correspond
to those tests.

The tests may also be used for type qualification.

2 Normative references

The following referenced documents are indispensable for the application of this document.
For dated references, only the edition cited applies. For undated references, the latest edition
of the referenced document (including any amendments) applies.

IEC 60050(151), International Electrotechnical Vocabulary (IEV) — Part 151: Electrical and
magnetic devices

IEC 60051 (all parts), Direct acting indicating analogue electrical measuring instruments
and their accessories

IEC 60359, Electrical and electronic measurement equipment — Expression of performance
IEC 60417 (all parts), Graphical symbols for use on equipment

IEC 60485, Digital electronic d.c. voltmeters and d.c. electronic analogue-to-digital converters
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