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Keeping Standards up-to-date 

Standards are living documents which reflect progress in science, technology and 
systems. To maintain their currency, all Standards are periodically reviewed, and 
new editions are published. Between editions, amendments may be issued. 
Standards may also be withdrawn. It is important that readers assure themselves 
they are using a current Standard, which should include any amendments which 
may have been published since the Standard was purchased. 

Detailed information about joint Australian/New Zealand Standards can be found by 
visiting the Standards Web Shop at www.standards.com.au or Standards New 
Zealand web site at www.standards.co.nz and looking up the relevant Standard in 
the on-line catalogue. 

Alternatively, both organizations publish an annual printed Catalogue with full 
details of all current Standards. For more frequent listings or notification of 
revisions, amendments and withdrawals, Standards Australia and Standards New 
Zealand offer a number of update options. For information about these services, 
users should contact their respective national Standards organization. 

We also welcome suggestions for improvement in our Standards, and especially 
encourage readers to notify us immediately of any apparent inaccuracies or 
ambiguities. Please address your comments to the Chief Executive of either 
Standards Australia or Standards New Zealand at the address shown on the back 
cover. 

 

This Standard was issued in draft form for comment as DR 06053. 
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PREFACE 

This Standard was prepared by the Joint Standards Australia/Standards New Zealand Committee 

TE-003, Electromagnetic Interference to supersede AS/NZS 61000.4.1:1999. It is one of a series 

of Standards intended to facilitate control of electromagnetic interference and the compatibility of 

electrical and electronic equipment. 

This Standard is identical with, and has been reproduced from IEC 61000-4-1:2000, 

Electromagnetic compatibility (EMC)—Part 4-1: Testing and measurement techniques—

Overview of IEC 61000-4 series. 

The objective of this Standard is to provide designers, manufacturers, and testers of equipment 

incorporating electrical or electronic operation with methods of test for ascertaining immunity 

to electromagnetic disturbances.  

As this Standard is reproduced from an international standard, the following applies: 

(a) Its number appears on the cover and title page while the international standard number 

appears only on the cover 

(b) In the source text ‘this part of IEC 61000’ should read ‘this Australian/New Zealand 

Standard’. 

(c) A full point substitutes for a comma when referring to a decimal marker. 

(d) Refer to current edition of superseded Standards. 

References to International Standards should be replaced by references to Australian or 

Australian/New Zealand Standards, as follows: 

Reference to International Standard  Australian/New Zealand Standard 

IEC   AS/NZS  

60050 International Electrotechnical 

Vocabulary (IEV) 

 —  

60050-16 Chapter 161: Electromagnetic 

compatibility 

 —  

61000 Electromagnetic compatibility 

(EMC) 

 61000 Electromagnetic compatibility 

(EMC) 

61000-1-1 Part 1: General—Section 1: 

Application and interpretation of 

fundamental definitions and terms 

 61000.1.1 Part 1.1: General—Application and 

interpretation of fundamental 

definitions and terms 

 61000-2-5 Part 2: Environment— 

Section 5: Classification of 

electromagnetic environments. 

Basic EMC Publication 

 

61000.2.5 Part 2.5: Environment—

Classification of electromagnetic 

environments 

 61000-3-2 

 

Part 3: Limits—Section 2: Limits 

for harmonic current emissions 

(equipment input current ≤16 A per 

phase) 

 

61000.3.2: Part 3.2: Limits—Limits for 

harmonic current emissions 

(equipment input current less than or 

equal to 16 A per phase) 

 61000-3-3 Part 3: Limits—Section 3: 

Limitation of voltage fluctuations 

and flicker in low-voltage supply 

systems for equipment with rated 

current ≤16 A 

 

61000.3.3 Part 3.3: Limits—Limitation of 

voltage changes, voltage fluctuations 

and flicker in public low-voltage 

supply systems, for equipment with 

rated current less than or equal to 

16 A per phase and not subject to 

conditional connection 
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IEC   AS/NZS  

61000-3-4 Part 3: Limits—Section 4: 

Limitation of emission of harmonic 

currents in low-voltage power 

supply systems for equipment with 

rated current greater than 16 A 

 —  

61000-3-5 Part 3: Limits—Section 5: 

Limitation of voltage fluctuations 

and flicker in low-voltage power 

supply systems for equipment with 

rated current greater than 16 A 

 61000.3.5 Part 3.5: Limits—Limitation of 

voltage fluctuations and flicker in 

low-voltage power supply systems 

for equipment with rated current 

greater than 16 A 

 61000-4-2 Part 4: Testing and measurement 

techniques—Section 2: 

Electrostatic discharge immunity 

test 

 

61000.4.2 Part 4.2: Testing and measurement 

techniques—Electrostatic discharge 

immunity test 

61000-4-3 Part 4: Testing and measurement 

techniques—Section 3: Radiated, 

radio-frequency, electromagnetic 

field immunity test 

 61000.4.3 Part 4.3: Testing and measurement 

techniques—Radiated radio-

frequency electromagnetic field 

immunity test 

61000-4-4 Part 4: Testing and measurement 

techniques—Section 4: Electrical 

fast transient/burst immunity test 

 61000.4.4 Part 4.4: Testing and measurement 

techniques—Electrical fast 

transient/burst immunity test 

61000-4-5 Part 4: Testing and measurement 

techniques—Section 5: Surge 

immunity test 

 61000.4.5 Part 4.5: Testing and measurement 

techniques—Surge immunity test 

61000-4-6 Part 4: Testing and measurement 

techniques—Section 6: Immunity 

to conducted disturbances, induced 

by radio-frequency fields 

 61000.4.6 Part 4.6: Testing and measurement 

techniques—Immunity to conducted 

disturbances, induced by radio-

frequency fields 

61000-4-7 Part 4: Testing and measurement 

techniques—Section 7: General 

guide on harmonics and 

interharmonics measurements and 

instrumentation, for power supply 

systems and equipment connected 

thereto 

 61000.4.7 Part 4.7: Testing and measurement 

techniques—General guide on 

harmonics and interharmonics 

measurements and instrumentation, 

for power supply systems and 

equipment connected thereto 

61000-4-8 Part 4: Testing and measurement 

techniques—Section 8: Power 

frequency magnetic field immunity 

test 

 61000.4.8 Part 4.8: Testing and measurement 

techniques—Power frequency 

magnetic field immunity test 

61000-4-9 Part 4: Testing and measurement 

techniques—Section 9: Pulse 

magnetic field immunity test 

 —  

61000-4-10  Part 4: Testing and measurement 

techniques—Section 10: Damped 

oscillatory field immunity test 

 —  

61000-4-11 Part 4: Testing and measurement 

techniques—Section 11: Voltage 

dips, short interruptions and 

voltage variations immunity test 

 61000.4.11 Part 4.11: Testing and measurement 

techniques—Voltage dips, short 

interruptions and voltage variations 

immunity test (IEC 61000-4-11, 

Ed. 2.0 (2004) MOD) 

61000-4-12 Part 4: Testing and measurement 

techniques—Section 12: 

Oscillatory waves immunity test 

 —  
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iv

IEC   AS/NZS  

61000-4-14 Part 4: Testing and measurement 

techniques—Section 14: Voltage 

fluctuation immunity test. Basic 

EMC Publication 

 —  

61000-4-15 Part 4: Testing and measurement 

techniques—Section 15: 

Flickermeter—Functional and 

design specifications 

 61000.4.15 Part 4.15: Testing and measurement 

techniques—Flickermeter—Function 

and design specifications 

61000-4-16 Part 4: Testing and measurement 

techniques—Section 16: Test for 

immunity to conducted common 

mode disturbances in the frequency 

range 0 Hz to 150 kHz immunity 

test 

 61000.4.16 Part 4.16: Testing and measurement 

techniques—Test for immunity to 

conducted common mode 

disturbances in the frequency range 

0 Hz to 150 kHz 

61000-4-17 Part 4: Testing and measurement 

techniques—Section 17: Ripple on 

d.c. input power port immunity test

 
— 

 

61000-4-24 Part 4: Testing and measurement 

techniques —Section 24: Test 

methods for protective devices for 

HEMP conducted disturbance. 

Basic EMC Publication 

 
— 

 

61000-4-28 Part 4: Testing and measurement 

techniques—Section 28: Variation 

of power frequency, immunity test 

 
— 
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