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PREFACE 

This Standard was prepared by the Joint Standards Australia/Standards New Zealand Committee  

EL-034, Power Quality, to supersede AS/NZS 61000.4.8:2002, Electromagnetic compatibility 

(EMC)—Part 4.8: Testing and measurement techniques—Power frequency magnetic field immunity 

test. 

The objective of this Standard is to determine the immunity requirements of equipment, only under 

operational conditions, to magnetic disturbances at power frequency related to residential and 

commercial locations, industrial installations and power plants, and medium voltage and high voltage 

sub-stations. 

This Standard is identical with, and has been reproduced from IEC 61000-4-8, Ed.2.0 (2009), 

Electromagnetic compatibility (EMC)—Part 4-8: Testing and measurement techniques—Power 

frequency magnetic field immunity test. 

As this Standard is reproduced from an International Standard, the following applies: 

(a) Its number appears on the cover and title page while the International Standard number appears 

only on the cover. 

(b) In the source text ‘this part of IEC 61000’ should read ‘this part of AS/NZS 61000’. 

(c) A full point substitutes for a comma when referring to a decimal marker. 

None of the normative references in the source document have been adopted as Australian or 

Australian/New Zealand Standards. 

The terms ‘normative’ and ‘informative’ have been used in this Standard to define the application of 

the annex to which they apply. A ‘normative’ annex is an integral part of a Standard, whereas an 

‘informative’ annex is only for information and guidance. 
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INTERNATIONAL ELECTROTECHNICAL COMMISSION 
____________ 

 
ELECTROMAGNETIC COMPATIBILITY (EMC) –  

 
Part 4-8: Testing and measurement techniques –  

Power frequency magnetic field immunity test 
 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote 
international co-operation on all questions concerning standardization in the electrical and electronic fields. To 
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications, 
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC 
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested 
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely 
with the International Organization for Standardization (ISO) in accordance with conditions determined by 
agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees. 

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence 
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in 
the latter. 

5) IEC provides no marking procedure to indicate its approval and cannot be rendered responsible for any 
equipment declared to be in conformity with an IEC Publication. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications. 

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of 
patent rights. IEC shall not be held responsible for identifying any or all such patent rights. 

International Standard IEC 61000-4-8 has been prepared by subcommittee 77A: Low 
frequency phenomena, of IEC technical committee 77: Electromagnetic compatibility. 

This edition includes the following significant technical changes with respect to the previous 
edition: the scope is extended in order to cover 60 Hz. Characteristics, performance and 
verification of the test generator and related inductive coils are revised. Modifications are also 
introduced in the test set-up (GRP) and test procedure. 

It forms Part 4-8 of the IEC 61000 series of standards. It has the status of a basic EMC 
publication in accordance with IEC Guide 107. 
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ELECTROMAGNETIC COMPATIBILITY (EMC) –  
 

Part 4-8: Testing and measurement techniques –  
Power frequency magnetic field immunity test 

 
 
 

1 Scope 

This part of IEC 61000 relates to the immunity requirements of equipment, only under 
operational conditions, to magnetic disturbances at power frequencies 50 Hz and 60 Hz 
related to: 

– residential and commercial locations; 
– industrial installations and power plants; 
– medium voltage and high voltage sub-stations. 

The applicability of this standard to equipment installed in different locations is determined by 
the presence of the phenomenon, as specified in Clause 4. This standard does not consider 
disturbances due to capacitive or inductive coupling in cables or other parts of the field 
installation. 

Other IEC standards dealing with conducted disturbances cover these aspects. 

The object of this standard is to establish a common and reproducible basis for evaluating the 
performance of electrical and electronic equipment for household, commercial and industrial 
applications when subjected to magnetic fields at power frequency (continuous and short 
duration field). 

The standard defines: 

– recommended test levels; 
– test equipment; 
– test set-up; 
– test procedure. 

2 Normative references 

The following referenced documents are indispensable for the application of this document. 
For dated references, only the edition cited applies. For undated references, the latest edition 
of the referenced document (including any amendments) applies. 

IEC 60050(161), International Electrotechnical Vocabulary (IEV) – Chapter 161: Electro-
magnetic compatibility 

3 Terms and definitions 

For the purposes of this document the following terms and definitions apply to the restricted 
field of magnetic disturbances as well as the terms and definitions from IEC 60050(161) [IEV]. 

3.1  
current distortion factor 
ratio of the root-mean square value of the harmonics content of an alternating current to the 
root-mean square value of the fundamental current 
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3.2  
EUT 
equipment under test 

3.3  
inductive coil 
conductor loop of defined shape and dimensions, in which flows a current, generating a 
magnetic field of defined constancy in its plane and in the enclosed volume 

3.4  
inductive coil factor 
ratio between the magnetic field strength generated by an inductive coil of given dimensions 
and the corresponding current value; the field is that measured at the centre of the coil plane, 
without the EUT 

3.5  
immersion method 
method of application of the magnetic field to the EUT, which is placed in the centre of an 
inductive coil (see Figure 1) 

3.6  
proximity method 
method of application of the magnetic field to the EUT, where a small inductive coil is moved 
along the side of the EUT in order to detect particularly sensitive areas 

3.7  
ground (reference) plane 
GRP 
flat conductive surface whose potential is used as a common reference for the magnetic field 
generator and the auxiliary equipment (the ground plane can be used to close the loop of the 
inductive coil, as in Figure 5) 

[IEV 161-04-36, modified] 

3.8  
decoupling network, back filter 
electrical circuit intended to avoid reciprocal influence with other equipment not submitted to 
the magnetic field immunity test 

4 General 

The magnetic fields to which equipment is subjected may influence the reliable operation of 
equipment and systems. 

The following tests are intended to demonstrate the immunity of equipment when subjected to 
power frequency magnetic fields related to the specific location and installation condition of 
the equipment (e.g. proximity of equipment to the disturbance source). 

The power frequency magnetic field is generated by power frequency current in conductors 
or, more seldom, from other devices (e.g. Ieakage of transformers) in the proximity of 
equipment. 

As for the influence of nearby conductors, one should differentiate between: 

– the current under normal operating conditions, which produces a steady magnetic field, 
with a comparatively small magnitude; 
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– the current under fault conditions which can produce comparatively high magnetic fields 
but of short duration, until the protection devices operate (a few milliseconds with fuses, a 
few seconds for protection relays). 

The test with a steady magnetic field may apply to all types of equipment intended for public 
or industrial low voltage distribution networks or for electrical plants. 

The test with a short duration magnetic field related to fault conditions, requires test levels 
that differ from those for steady-state conditions; the highest values apply mainly to 
equipment to be installed in exposed places of electrical plants. 

The test field waveform is that of power frequency. 

In many cases (household areas, sub-stations and power plant under normal conditions), the 
magnetic field produced by harmonics is negligible. 

5 Test levels 

The preferential range of test levels, respectively for continuous and short duration application 
of the magnetic field, applicable to distribution networks at 50 Hz and 60 Hz, is given in Table 1 
and Table 2. 

The magnetic field strength is expressed in A/m; 1 A/m corresponds to a free space magnetic 
flux density of 1,26 μT. 

Table 1 – Test levels for continuous field 

Level Magnetic field strength 
A/m 

1 1 
2 3 
3 10 
4 30 
5 100 
xa special 

a "x" can be any level, above, below or in-between 
the other levels. This level can be given in the product 
specification. 
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Table 2 – Test levels for short duration: 1 s to 3 s 

Level Magnetic field strength 
A/m 

1 n.a.b 
2 n.a.b 
3 n.a.b 
4 300 
5 1 000 
xa special 

a "x" can be any level, above, below or in-between 
the other levels. This level, as well the duration of the 
test, can be given in the product specification. 
b "n.a." = not applicable. 

Information on the selection of the test levels is given in Annex C. 

Information on actual levels is given in Annex D. 

6 Test equipment 

6.1 General 

The test magnetic field is obtained by a current flowing in an inductive coil; the application of 
the test field to the EUT is by the immersion method. 

An example of application of the immersion method is given in Figure 1. 

The test equipment includes the current source (test generator), the inductive coil and 
auxiliary test instrumentation, that are also given in Figure 3. 

6.2 Test generator 

6.2.1 Current source 

The current source typically consists of a voltage regulator (connected to the mains 
distribution network, or other sources), a current transformer and a circuit for the control of 
short duration application. The generator shall be able to operate in continuous mode or short 
duration mode. 

The connection between the current transformer and the inductive coil input should be as 
short as possible to avoid that the currents which flow in the connection produce magnetic 
fields that affect the magnetic field in the test volume. Preferably the cables should be twisted 
together. 

The characteristics and performances of the current source or test generator for the different 
fields and for different inductive coils considered in this standard, are given in 6.2.2. 

6.2.2 Characteristics and performances of the test generator for different inductive 
coils 

Table 3 specifies characteristics and performances of the test generator for different inductive 
coils. 
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Table 3 – Specification of the generator for different inductive coils 

 With standard square 
coil  

1 m × 1 m 1 turn  

With standard 
rectangular coil  

1 m × 2,6 m 1 turn  

With other inductive 
coils 

Output current range for 
continuous operation  1 A up to 120 A 1 A up to 160 A 

As necessary to 
achieve required field 
strength in Table 4 

Output current range for short 
duration 320 A up to 1 200 A 500 A up to 1 600 A 

As necessary to 
achieve required field 
strength in Table 4 

Current/Magnetic field 
waveform Sinusoidal Sinusoidal Sinusoidal 

Current distortion factor 
≤8 % ≤8 % ≤8 % 

Continuous mode Up to 8 h Up to 8 h Up to 8 h 

Short time operation 1s up to 3 s 1s up to 3 s 1 s up to 3 s 

Transformer output Floating not connected to 
PE 

Floating not connected to 
PE 

Floating not connected 
to PE 

The schematic circuit of the generator is given in Figure 2. 

6.2.3 Verification of the characteristics of the test generator 

In order to compare the results for different test generators, the essential characteristics of 
the current parameters in the standard inductive coils shall be verified. 

The characteristics to be verified are: 
– current value in the standard inductive coils; 
– field strength in all other inductive coils; 
– total distortion factor in the inductive coils. 

For standard inductive coils the verifications shall be carried out with a current probe and 
measurement instrumentation having better than ±2 % accuracy. Figure 4 shows the 
verification set-up. 

For all other inductive coils the verification should be carried out with field strength meter, 
having an <±1dB accuracy. 

Table 4 – Verification parameter for the different inductive coils 

Table 1 
Level 

Current values for the 
1 m × 1 m standard coil 

A 

Current values for the 
1 m × 2,6 m standard coil 

A 

Field strength in the centre for 
all other inductive coils 

A/m 

1 1,15 1,51 1 

2 3,45 4,54 3 

3 11,5 15,15 10 

4 34,48 45,45 30 

5 114,95 151,5 100 
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