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Standard Specification for
Resilient Connectors Between Reinforced Concrete Manhole
Structures and Corrugated Steel Drainage Pipes1

This standard is issued under the fixed designation A1107/A1107M; the number immediately following the designation indicates the
year of original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last
reapproval. A superscript epsilon (´) indicates an editorial change since the last revision or reapproval.

1. Scope

1.1 This specification covers the design, material, and mini-
mum performance requirements of resilient connectors used
for connections between reinforced concrete structures con-
forming to Specifications C478 and C913 to corrugated steel
drainage pipe conforming to Specifications A760 or A762.

1.1.1 These connectors are designed to provide a positive
seal between the pipe and manholes or other structures
subjected to internal and external hydrostatic pressures less
than 10.8 psi [74 KPa].

1.1.2 Testing under this standard is limited to hydrostatic
pressures. Alternate air and vacuum pressure testing involve
unique testing protocols and are not addressed under this
standard.

1.1.3 Testing under this standard is conducted in a labora-
tory as a proof of design certification. Actual field performance
testing would be accomplished and accepted under individual
project performance standards or pipeline acceptance criteria,
which is outside the scope of this standard.

NOTE 1—Infiltration or exfiltration quantities for an installed system are
dependent upon many factors other than the connections between manhole
structures and pipe, and allowable quantities must be covered by other
specifications and suitable testing of the installed pipeline and system.

1.2 The values stated in either inch-pound units or SI units
are to be regarded separately as standard. Within the text the SI
units are shown in brackets. The values stated in each system
may not be exact equivalents: therefore, each system shall be
used independently of the other. Combining values from the
two systems may result in nonconformance with the standard.

1.3 The following precautionary caveat pertains only to the
test methods portion, Section 7, of this specification: This
standard does not purport to address all of the safety concerns,
if any, associated with its use. It is the responsibility of the user
of this standard to establish appropriate safety, health, and

environmental practices and determine the applicability of
regulatory limitations prior to use. For a specific precaution
statement, see 7.2.4.

1.4 This international standard was developed in accor-
dance with internationally recognized principles on standard-
ization established in the Decision on Principles for the
Development of International Standards, Guides and Recom-
mendations issued by the World Trade Organization Technical
Barriers to Trade (TBT) Committee.

2. Referenced Documents

2.1 ASTM Standards:
A153/A153M Specification for Zinc Coating (Hot-Dip) on

Iron and Steel Hardware
A760 Specification for Corrugated Steel Pipe, Metallic-

Coated for Sewers and Drains
A762 Specification for Corrugated Steel Pipe, Polymer Pre-

coated for Sewers and Drains
B633 Specification for Electrodeposited Coatings of Zinc on

Iron and Steel
B695 Specification for Coatings of Zinc Mechanically De-

posited on Iron and Steel
C478 Specification for Circular Precast Reinforced Concrete

Manhole Sections (Metric) C0478_C0478M
C822 Terminology Relating to Concrete Pipe and Related

Products
C913 Specification for Precast Concrete Water and Waste-

water Structures
D624 Test Method for Tear Strength of Conventional Vul-

canized Rubber and Thermoplastic Elastomers
D746 Test Method for Brittleness Temperature of Plastics

and Elastomers by Impact
D1566 Terminology Relating to Rubber
F412 Terminology Relating to Plastic Piping Systems
F477 Specification for Elastomeric Seals (Gaskets) for Join-

ing Plastic Pipe

3. Terminology

3.1 Definitions:
3.1.1 Terms relating to plastics and rubber shall be as

defined in Terminologies F412 and D1566, respectively.

1 This specification is under the jurisdiction of ASTM Committee A05 on
Metallic-Coated Iron and Steel Products and is the direct responsibility of
Subcommittee A05.17 on Corrugated Steel Pipe Specifications.
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3.1.2 Terms relating to precast concrete manholes and
related products shall be as defined in Terminology C822 and
as modified in 3.2.3.3 to 3.4.

3.1.3 connector—the entire assembly including resilient
seals and metallic or nonmetallic mechanical devices, if any,
used therein.

3.1.4 lateral—the small diameter pipe connected to the
main line pipe.

3.1.5 pipe—the inlet or outlet pipe connected to the man-
hole.

3.1.6 pipe stub—a short section of pipe, installed in the
structure as an inlet or outlet pipe, for future connection.

4. Materials and Manufacture

4.1 All materials shall conform to the following require-
ments:

4.1.1 Resilient materials for connectors and filler rings shall
be manufactured from natural or synthetic rubber and shall
conform to the requirements prescribed in Specification F477,
Section 6, Low Head Physical Requirements for Elastomeric
Seals for Plastic Pipe.

4.1.2 Low Temperature Brittle Point. Resilient materials for
connectors shall display no fracture at -40 ºF [-40 ºC] when
tested in accordance with Test Method D746.

4.1.3 Tear Resistance. Resilient materials for connectors
shall meet a minimum tear resistance of 200 lbf/in [34 kN/m]
when tested in accordance with Test Method D624 with a
nicked Die B.

4.2 Mechanical Devices—Expansion rings, tension bands,
and take-up devices used for mechanically compressing the
resilient portion of the connector against the pipe, manhole or
wastewater structure shall be made from a material or materials
in combination that will ensure durability, strength, resistance
to corrosion, and have properties that will ensure continued
resistance to leakage. Bolts, nuts, and other threaded items
used with joining systems shall be zinc coated by one of the
following processes: hot-dip process as provided in Specifica-
tion A153/A153M; electroplating process as provided in Speci-
fication B633, Class Fe/Zn 8; or mechanical process as
provided in Specification B695, Class 8. Other hardware items
used with coupling bands shall be zinc coated by one of the
following processes: hot-dip process as provided in Specifica-
tion A153/A153M; electroplating process as provided in Speci-
fication B633, Class Fe/Zn 25; or mechanical process as
provided in Specification B695, Class 25.

NOTE 2—Experience has shown that successful performance of this
product depends on the type of bedding and backfill and the care in the
field installation of the manhole or structure and connecting pipes. The
owner is cautioned to require inspection at the construction site.

5. Principles of Design

5.1 The design of the connector shall be such that positive
seal is accomplished at two locations: (1) between the connec-
tor and the wall of the manhole or structure and (2) between the
connector and the pipe.

5.1.1 The seal between the connector and the wall of the
manhole or structure shall be made by either mechanical
means, compression of the resilient material between the

outside surface of the pipe and the pipe opening in the wall of
the manhole or structure, or by casting the connector integrally
with the wall of the manhole or structure.

5.1.2 The seal between the connector and the pipe shall be
made by mechanical means or by compression of the resilient
material against the outside of the pipe.

5.1.3 Due to the corrugated outer wall of the pipe, resilient
filler rings are not prohibited from being used between the pipe
and the connector to provide a seal.

5.2 The connector shall be capable of maintaining a
resilient, hydrostatic seal under the performance conditions in
Section 7. Devices used to effect mechanical seals shall
conform to the requirements specified in Section 4.

5.3 If so fabricated, all pipe stubs installed to allow for
future connection to the manhole or structure shall be mechani-
cally restrained from movement by means of, and in addition
to, the resilient connectors. Movement of these optional stubs
will affect the results of the test.

6. Basis of Acceptance

6.1 For diameter 36 in. [900 mm] and smaller, at least one
connector shall be tested for each 6 in. [150 mm] increment in
diameter. For diameters larger than 36 in. [900 mm], at least
one connector shall be tested for each 12 in. [300 mm]
increment in diameter.

6.2 The acceptability of the resilient connector shall be
determined by the results of the physical tests prescribed in this
specification, if and where required, and by inspection, to
determine whether the connector conforms to the specification
with regards to design and freedom from defects.

6.3 When requested, a current certification shall be fur-
nished as the basis of acceptance. The certification shall consist
of the connector manufacturer’s test report, or statement by the
manufacturer, accompanied by a copy of the test results, that
the resilient connector has been tested and inspected in
accordance with the provisions of Section 4 and Section 7.
Each certification so furnished shall be signed by the connector
manufacturer or an authorized agent, such as an independent
professional engineer, who has witnessed the testing.

NOTE 3—Certification shall be deemed current, if it represents present
design, and bears a date that is no more than five years older than the
current date.

7. Test Methods and Requirements

7.1 Install a pipe(s) and the resilient connector(s) to be
tested in the base section of a manhole or structure. For joints
other than soil tight or silt tight, subject the assembly to the
prescribed hydrostatic pressure in 7.2 at the centerline of the
connector for a period of 10 min for each test condition.
Restrain the pipe against axial movement during the tests.

NOTE 4—The user of this specification is advised that all safety
requirements and procedures should be reviewed prior to the test.

7.2 There shall be no leakage under any of the following
conditions:

7.2.1 Straight alignment of the pipe(s) subjected to a hydro-
static pressure of 10.8 psi [74 kPa] for 10 min.

A1107/A1107M − 17 (2022)

2

Full document details: ASTM A1107/A1107M-17(2022)

http://www.avadocuments.com/doc/astm-a1107-a1107m-17-2022
http://www.avadocuments.com/doc/astm-a1107-a1107m-17-2022

