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INTERNATIONAL
Standard Specification for
Copper, Bus Bar, Rod, and Shapes and General Purpose
1
Rod, Bar, and Shapes
This standard is issued under the fixed designation B 187/B 187M; the number immediately following the designation indicates the year
of original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval.
A superscript epsilonef indicates an editorial change since the last revision or reapproval.
This standard has been approved for use by agencies of the Department of Defense.
1. Scope values from the two systems may result in nonconformance

1.1 This specificatichestablishes the requirements for cop- With the specification.
per conductor bar, rod, and shapes for electrical (bus) applica- Nore 1—Material for hot forging will be found in Specification
tions and rod, bar, and shapes for general applications. B 124/B 124M.

1.1.1 The products for electrical (bus) applications shall be
made from the following coppers: 2. Referenced Documents

Copper UNS No.® Reference Designation 2.1 ASTM Standards:

2.1.1 The following documents in the current issue of the
poees orF Book of Standards form a part of this specification to the extent
C10300 OFXLP referenced herein.
€10400, C10500, C10700 OFs B 124/B 124M Specification for Copper and Copper Alloy
g 020, C10930, €10940 p— Forging Rod, Bar, and Shafes .

C11300, C11400, C11500, STP B 170 Specification for Oxygen-Free Electrolytic Copper—
C11600 Refinery Shapés

1.1.1.1 The product may be furnished from any copper B 193 Test Method for ReSlSt|V|ty of Electrical Conductor
listed unless otherwise specified in the contract or purchase Material$

order. B 216 Specification for Tough-Pitch Fire-Refined Copper—
1.2 The product for general applications shall be made from  Refinery Shapés
any of the coppers in 1.1.1 or the following coppers: B 224 Classification of Coppefs _
Copper UNS No.® Reference Designation B 249/B 249M Specification for General Requirements for
Wrought Copper and Copper-Alloy Rod, Bar, Shapes and
C10800 OFLP Forging§
ggggg Bhﬁ B 577 Test Methods for Detection of Cuprous Oxide (Hy-

i ) drogen Embrittlement Susceptibility) in Copper
1.2.1 The product may be furnished from any copper listed g g1 Cjassification for Temper Designations for Copper
above unless otherwise specified in the contract or purchase .4 Copper Alloys—Wrought and CAst

order. Other coppers may be used upon agreement betweeng gsg Terminology for Copper and Copper Alldys

supplier and purchaserer. o _ E 53 Test Methods for Determination of Copper in Unal-
1.3 Units—The values stated in either inch-pound units or loyed Copper by Gravimetfy

in S units are to be regarded separately as the standard. Within g g5 Test Methods for Chemical Analysis of Copper and
the text, the Sl units are shown in brackets. The values stated Copper Alloys (Photometric Methods)

in each system are not exact equivalents; therefore, each g 555 practice for Sampling Copper and Copper Alloys for
system shall be used independently of the other. Combining 1o Determination of Chemical Compositfon

E 478 Test Methods for Chemical Analysis of Copper
Alloys®

1 This specification is under the jurisdiction of ASTM Committee BO5 on Copper
and Copper Alloys and is the direct responsibility of Subcommittee B05.02 on Rod,
Bar, Wire, Shapes, and Forgings. -

Current edition approved Oct. 10, 2002. Published December 2002. Originally 4 onnual Book of ASTM Standardéol 02.01.
approved in 1944. Last previous edition approved in 2000 as B 187 00 5 Annual Book of ASTM Standardéol 02.03.

2For ASME Boiler and Pressure Vessel Code applications, see related Specifi- 6 Annual Book of ASTM Standardéol 03.05.
cation SB-187 in Section Il of that Code.

3 Refer to Practice E 527 for an explanation of the Unified Numbering System.
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E 527 Practice for Numbering Metals and Alloys (UNS)

3. General Requirements

surfaces and round or other simple regularly shaped edges up
to and including 12 in. in width and 0.090 in. and over in
thickness.

3.1 The following sections of Specification B 249/B 249M  4.2.2 bus conductor stogkir—a bar, rod, or shape of high

are a part of this specification:
3.1.1 Terminology,
3.1.2 Material and Manufacture,
3.1.3 Workmanship, Finish, and Appearance,
3.1.4 Sampling,
3.1.5 Number of Tests and Retests,
3.1.6 Test Methods,
3.1.7 Specimen Preparation,
3.1.8 Significance of Numerical Limits,
3.1.9 Inspection,
3.1.10 Rejection and Rehearing,
3.1.11 Certification,
3.1.12 Test Reports, and
3.1.13 Packaging and Package Marking.

conductivity copper used to make electrical conductors.

4.2.3 bus rod n—includes solid round and regular polygons
of six and eight sides.

4.2.4 bus shapesr—a solid section other than regular rod,
bar, plate, sheet, strip, or flat wire, that may be oval, half oval,
half round, triangular, pentagonal, or of any special cross
section furnished in straight lengths. Shapes shall not include
tube and pipe or other hollow sections.

4.3 Definitions of Terms Specific to This Standard:

4.3.1 orange peeln—the surface roughness resulting from
working metal of large grain size. The surface is similar in
texture to that of the outside surface of an orange.

5. Ordering Information

3.2 Identical sections in this specification supplement the 5.1 Include the following information in orders for product

referenced section.

4. Terminology

under this specification:
5.1.1 ASTM specification designation and year of issue,
5.1.2 Copper UNS No. (see 7.1 and Table 1),

4.1 For definitions of terms related to copper and copper 5.1.3 Temper required (see 8.1 and Table 2),

alloys, refer to Terminology B 846.
4.2 Definitions:

5.1.4 Dimensions and form,
5.1.5 Shapes; dimensional tolerances required and agreed

4.2.1 bus bar n—includes material of solid rectangular or upon (see 13.3), _
square cross section or a solid section with two plane parallel 5.1.6 Quantity; number of pounds, pieces, or footage re-

7 Annual Book of ASTM Standardgol 01.01.

quired,
5.1.7 Length: stock or specific (see 13.5), and
5.1.8 When material is purchased for agencies of the U.S.

TABLE 1 Chemical Requirements

Note 1—If the type of silver-bearing copper is not specified (that is whether tough pitch, phosphorized, or oxygen-free), any one of the three types

may be supplied at the option of the manufacturer.

Composition % Maximum (Unless shown as a range or minimum)

Copper Copper Phos- Silver Oxygen Tellurium Tin
UNS No. (Incl. Silver) phorus

C10100 99.99%min B B 5 B B
C10200 99.95min 0.0010

C10300 99.95°min 0.001-0.005

C10400% 99.95%min 8F 0.0010

C10500% 99.95min 107 0.0010

C10700% 99.95min 25F 0.0010

C10800 99.95°min 0.005-0.012

C10920 99.90 min 0.02

C10930 99.90 min 137 0.02

C10940 99.90 min 25F 0.02

C11000 99.90 min G

C11300" 99.90 min 8F G

C11400" 99.90 min 107 G

C11500" 99.90 min 167 G

C11600" 99.90 min 25F G

C12000 99.90 min 0.004-0.012

C12200 99.90 min 0.015-0.040

A Copper value is determined by the difference between the impurity total and 100 %. The copper value is exclusive of Ag.
B Impurity maximums in ppm of C10100 shall be: antimony 4, arsenic 5, bismuth 1, cadmium 1, iron 10, lead 5, manganese 0.5, nickel 10, oxygen 5, phosphorus 3,

selenium 3, silver 25, sulfur 15, tellurium 2, tin 2, and zinc 1.

€ Copper value is determined by the difference between the impurity total and 100 %.

P Copper (includes silver) + phosphorus, min.

E 10400, C10500, and C10700 are oxygen-free coppers with the addition of a specified amount of silver. The compositions of these alloys are equivalent to C10200

plus the intentional addition of silver.

FValues are minimum silver in Troy ounces per Avoidupois ton (1 oz/ton is equivalent to 0.0034 %).

© Oxygen and trace elements may vary depending on the process.

"C11300, C11400, C11500, and C11600 are electrolytic tough-pitch copper with silver additions. The compositions of these alloys are equivalerﬁ&laol(j)lus ﬂénts

intentional addition of silver.
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TABLE 2 Mechanical (All Alloys) and Electrical Requirements A (Conductor Alloys Only)

Tensile Strength,  Yield Strength,
ksi, [MPa]® ksi, [MPa] Min® Elongation

Temper Designation Electrical Resistivity,E Max, (-g/m? at 20°C (68°F)

Diameter or )
Distance in 4 x Bend Test €10200, C10400, Rockwell
Between orl?rlingirgeerss Angle of C10500, C10700, Hardness
| o
Standard ~ Former Sut’fgf:;”:'m Min Max Min of Specimen Bend ° 10100 giggig: gﬁggg" €10300 GO'ikzcﬁ'; "
T Min. %° C11300, C11400, Yagein.
C11500, C11600 Ball
060 Soft Rod and bar:
anneal
All sizes 28 [195] 37 [255] 8 [55]¢ 25 180 0.151 76 0.153 28 0.156 14 50 max
HO4 Hard  Rod:
Up to ¥s [10] incl. 45[310] 60 [410] — 12 120 0.155 85 0.157 37 0.159 40 —
Over ¥ [10] to 40 [275] 55[380] — 12 120 0.155 85 0.157 37 0.159 40 80 min
1 [25] incl.
Over 1 [25] to 35[240] 50 [345] — 15 120 0.155 85 0.157 37 0.159 40 75 min
2 [50] incl.
Over 2 [50] to 33[230] 48[330] — 15 120 0.154 25 0.155 77 0.159 40 65 min
3 [75] incl.
Over 3 [75] 30[205] 48[330] — 15 120 0.154 25 0.155 77 0.159 40 —
Bar:
Up to ¥s [10] incl.  37.5[260] 50 [345] — 10 120 0.155 85 0.157 37 0.159 40 80 min
thickness and
up to 4 [110] incl.
in width
All other sizes 33[230] 50[345] — 15 120 0.154 25 0.155 77 0.159 40 65 min
Channels, angles F F — 15 — 0.154 25 0.155 77 0.159 40 —
and shapes
A See 9.1.
B ksi = 1000 psi.
€ Light-straightening operation is permitted.
P1n any case, a minimum gage length of 1 in. shall be used.
E See Appendix X1.
F Special agreement shall be made between the manufacturer or supplier and the purchaser.
government (see Section 12). 7.2 These specification limits do not preclude the possible

5.2 The following options are available and should bepresence of other elements. Limits for unnamed elements may
specified in the contract or purchase order when required: be established and analysis required by agreement between the

5.2.1 Heat identification or traceability details required,  manufacturer or the supplier and the purchaser.

5.2.2 Hydrogen embrittlement test,

5.2.3 Bend test, 8. Temper
5.2.4 Certification, 8.1 Tempers available under this specification and as de-
5.2.5 Mill test reports, scribed in Classification B 601 are as follows:
5.2.6 Special packaging requirements, Temper Designation
5.2.7 Edges other than finished edges (see 6.2.1.2), and Standard Former
5.2.8 Edge contours other than square edge (see 13.7). 060 soft anneal
HO4 hard

6. Materials and Manufacture
6.1 Material: 9. Physical Property Requirements

6.1.1 The materials shall conform to the published compo- 9.1 Electrical Resistivity—Bar, rod, and shapes of alloys
sitional requirements of the Copper or Copper Alloy UNS No.Copper UNS Nos. C10100, C10200, C10300, C10400,
designation specified in the ordering information. C10500, C10700, C10920, C10930, C10940, C11000, C11300,

6.1.2 In the event heat identification or traceability is C11400, C11500, and C11600, shall conform to the electrical
required, the purchaser shall specify the details desired. resistivity limits prescribed in Table 2 for specified copper,

6.2 Manufacture temper, form, and size when determined in accordance with

6.2.1 Edges Test Method B 193.

6.2.1.1 Bar shall be furnished with finished edges (see 13.7{ ) )
unless otherwise specified at the time of order placement. 10- Mechanical Property Requirements

6.2.1.2 Bar may be furnished with sawed edges and de- 10.1 Tensile Requirements
burred corners upon agreement between the manufacturer or10.1.1 The bars and rod shall conform to the tensile, yield,

supplier and the purchaser (see 5.2.7). and elongation requirements of Table 2.
) - 10.1.1.1 For shapes, the tensile requirements (if any) shall
7. Chemical Composition be by agreement between the manufacturer and the purchaser.
7.1 The specified copper shall conform to the chemical 10.2 Rockwell Hardness-Rockwell hardness tests offer a
requirements prescribed in Table 1. quick and convenient method. of chemclﬂ)mentﬁ
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