S
NOTICE: This standard has either been superseded and replaced by a new version or discontinued.
Contact ASTM International (www.astm.org) for the latest information.

ﬁPIM) Designation: B 857 — 0la

v’

INTERNATIONAL

Standard Specification for
Shaped Wire Compact Concentric-Lay-Stranded Aluminum
Conductors, Coated-Steel Supported (ACSS/TW) *

This standard is issued under the fixed designation B 857; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilone] indicates an editorial change since the last revision or reapproval.

1. Scope B 232 Specification for Concentric-Lay-Stranded Alumi-
1.1 This specification covers shaped wire compact num Conductors, Coated Steel Reinforced (ACSR)
concentric-lay-stranded aluminum conductors, steel supported B 263 Test Method for Determination of Cross-Sectional

(ACSS/TW) for use as overhead electrical conductors (see _Area of Stranded Conductdrs _
Explanatory Note 1). B 341/B 341M Specification for Aluminum-Coated (Alu-

1.2 The values stated in inch-pound or SI units are to be minized) Steel Core Wire for Aluminum Conductors, Steel
regarded separately as standard. Each system shall be used Reinforced (ACSR/AZ) _ _
independently of the other. Combining values from the two B 354 Terminology Relating to Uninsulated Metallic Elec-
systems may result in non-conformance with the specification. _trical Conductors _ _

For conductor sizes designated by AWG or kcmil sizes, the B 498/B 498M Specification for Zinc-Coated (Galvanized)
requirements in SI units are numerically converted from the ~ Steel Core Wire for Aluminum Conductors, Steel Rein-
corresponding requirements in inch-pound units. For conductor _forced (ACSR} _

sizes designation by AWG or kcmil, the requirements in SI B 500/B 500M SpeC|f|(_:at|on for Metallic Coated Sftranded
units have been numerically converted from corresponding Steel Core for Aluminum Conductors, Steel Reinforced
values stated or derived in inch-pound units. For conductor _(ACSRF . .
sizes designated by Sl units only, the requirements are stated orB 502 Specification for Aluminum-Clad Steel Core Wire for

derived in SI units. Aluminum Conductors, Aluminum-Clad Steel Reinforéed
1.2.1 For density, resistivity, and temperature, the values B 549 Specification for Concentric-Lay-Stranded Alumi-
stated in Sl units are to be regarded as standard. num Conductors, Aluminum-Clad Steel Reinforced

1.3 ACSS/TW is designed to increase the aluminum areafor (ACSRIAWE _ .
a given diameter of conductor by the use of trapezoidal shaped B 606 Specification for High-Strength Zinc-Coated (Galva-
wires (TW). The conductors consist of a central core of round ~ nized) Steel Core Wire for Aluminum and Aluminum-
steel wire(s) surrounded by two or more layers of trapezoidal _Alloy Conductors, Steel Reinforcéd
aluminum 1350-0 wires. Different strandings of the same size B 609/B 609M Specification for Aluminum 1350 Round
of conductor are identified by type, which is the approximate ~ Wire, Annealed and Intermediate Tempers, for Electrical
ratio of steel area to aluminum area expressed in percent (see PUTPOses . .
Table 1, Table 2, and Table 3). For the purpose of this B 779 Specification fqr Shaped Wire Compact Concentric-
specification, the sizes listed in Table 1 and Table 2 are Lay-Stranded Aluminum Conductors, Steel-Reinforced
tabulated on the basis of the finished conductor having an area (ACSR/TWY o ] ]
or outside diameter equal to that of specified sizes of standard B 802/B 802M Specification for Zinc-5 % Aluminum-
ACSR, ACSS, and ACSR/TW so as to facilitate conductor ~ Mischmetal Alloy-Coated Steel Core Wire for Aluminum

selection. Conductors, Steel-Reinforced (ACSR)
B 803 Specification for High-Strength  Zinc-5 %
2. Referenced Documents Aluminum-Mischmetal Alloy-Coated Steel Core Wire for

2.1 The following documents of the issue in effect on date ~ Aluminum and Aluminum-Alloy Conductors, Steel-

of material purchase form part of this specification to the extent Reinforce_& _ o o
referenced herein: E 29 Practice for Using Significant Digits in Test Data to
22 ASTM Standards: Determine Conformance with Specificatidns
E 527 Practice for Numbering Metals and Alloys (UNS)

L This specification is under the jurisdiction of ASTM Committee BO1 on
Electrical Conductors and is the direct responsibility of Subcommittee BO1.07—————
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TABLE 1 Construction Requirements for Shaped Wire Compact Concentric-Lay-Stranded Aluminum Conductors, Coated Steel
Supported 4

Note 1—Sized to have area equal to ACSR or ACSS, Class AA.

Size and Stranding

ACSS/TW. of ACSS with Alumingm Steel Core Stranding Rated Strength (by type of
Conductor Size E Stranding Nominal steel core wire) )
qual Area Mase Nominal
Code Word? Number Individual ACSS/HS/ ACSS/HS/ ACSS/GA/ Outside
of ~ Number i mber of Strand Wire  TW. w W cssiawr Do
kemil®  Type kemil  Standing  Alumi- of Wi ; 1b/1000 ft ACSSIMS/ ACSS/MA/ n.
ires Diameter, TW,
num Layers in TW, TW, KIPS
Wires ’ KIPS KIPS
477.0 13 Flicker/ACSS/TW 477.0 2417 18 2 7 0.0940 612 14.2 13.0 12.5 0.78
477.0 16 Hawk/ACSS/TW 477.0 26/7 18 2 7 0.1053 655 17.1 15.6 14.9 0.79
556.5 13  Parakeet/ACSS/TW  556.5  24/7 18 2 7 0.1015 714 16.6 15.2 14.6 0.84
556.5 16 Dove/ACSS/TW 556.5 26/7 20 2 7 0.1138 764 19.9 18.2 17.5 0.85
636.0 13 Rook/ACSS/TW 636.0  24/7 18 2 7 0.1085 818 19.0 17.3 16.7 0.89
636.0 16  Grosheak/ACSS/TW  636.0  26/7 20 2 7 0.1216 873 224 20.7 19.9 0.91
795.0 7 Tern/ACSS/TW 795.0 45/7 17 2 7 0.0886 891 15.2 14.2 135 0.96
795.0 10 Puffin/ACSS/TW 795.0 2217 18 2 7 0.1108 974 20.6 18.9 18.3 0.98
795.0 13 Condor/ACSS/TW 795.0  54/7 20 2 7 0.1213 1020 23.3 21.7 20.9 0.99
795.0 16 Drake/ACSS/TW 795.0 26/7 20 2 7 0.1360 1091 28.0 25.9 24.4 1.01
954.0 5 Phoenix/ACSS/TW 954.0 427 30 3 7 0.0837 1028 15.2 14.2 13.6 1.05
954.0 7 Rail/ACSS/TW 954.0  45/7 32 3 7 0.0971 1074 18.0 16.7 16.2 1.06
954.0 13 Cardinal/ACSS/TW 954.0 54/7 20 2 7 0.1329 1227 28.0 26.0 24.6 1.08
1033.5 5  Snowbird/ACSS/TW 1033.5  42/7 30 3 7 0.0871 1114 16.4 15.4 14.8 1.09
1033.5 7 Ortolan/ACSS/TW 10335  45/7 32 3 7 0.1010 1163 19.5 18.1 17.6 1.10
1033.5 13 Curlew/ACSS/TW 1033.5 54/7 21 2 7 0.1383 1326 30.3 28.2 26.1 1.13
1113.0 5 Avocet/ACSS/TW 1113.0 42/7 30 3 7 0.0904 1199 17.5 16.3 15.9 1.13
1113.0 7 Bluejay/ACSS/TW  1113.0  45/7 33 3 7 0.1049 1253 21.0 19.5 18.9 1.14
1113.0 13 Finch/ACSS/TW 1113.0 54/19 38 3 19 0.0862 1427 33.2 30.4 28.8 1.19
1192.5 5 Oxbird/ACSS/TW 11925  42/7 30 3 7 0.0936 1285 18.7 17.5 17.0 1.17
1192.5 7 Bunting/ACSS/TW 11925  45/7 33 3 7 0.1085 1342 225 20.9 20.3 1.18
11925 13 Grackle/ACSS/TW 11925  54/19 38 3 19 0.0892 1529 355 32.6 30.8 1.22
1272.0 5 ScissortaillACSS/TW 1272.0  42/7 30 3 7 0.0967 1371 20.0 18.7 18.2 1.20
1272.0 7 Bittern/ACSS/TW ~ 1272.0  45/7 35 3 7 0.1121 1432 24.0 22.3 21.6 1.22
1272.0 13 Pheasant/ACSS/TW 1272.0 54/19 39 3 19 0.0921 1630 37.3 34.1 32.8 1.26
1351.5 7 Dipper/ACSS/TW 1351.5 45/7 35 3 7 0.1155 1521 255 23.7 23.0 1.26
13515 13 Martin/ACSS/TW ~ 1351.5  54/19 39 3 19 0.0949 1732 39.6 36.2 34.9 1.30
1431.0 7 Bobolink/ACSS/TW  1431.0 45/7 36 3 7 0.1189 1611 27.0 25.1 24.3 1.29
1431.0 13 Plover/ACSS/TW 1431.0 54/19 39 3 19 0.0977 1834 41.9 38.4 36.9 1.34
1590.0 7 Lapwing/ACSS/TW  1590.0  45/7 36 3 7 0.1253 1790 29.6 27.9 27.0 1.36
1590.0 13 Falcon/ACSS/TW  1590.0 54/19 42 3 19 0.1030 2038 46.6 42.6 41.1 1.41
1780.0 8 Chukar/ACSS/TW  1780.0 84/19 37 3 19 0.0874 2061 38.2 35.3 33.6 1.45
2156.0 8 Bluebird/ACSS/TW  2156.0  84/19 64 4 19 0.0961 2512 45.5 421 40.7 1.61

A Conversion factors:
1 cmil = 5.067E-04 mm?(0.0005067 mm?)
1in. = 2.54E+01 mm (25.4 mm)
1 Ib/1000ft = 1.488 kg/km
1 ft = 3.048E-01 m (0.3048 m)
11b =4.536E-01 kg (0.4536 kg)
1 Ibf = 4.448E-03 kN (0.0044448 kN)
B Code Words shown in this column are obtained from “Publication 50, Code Words for Overhead Aluminum Electrical Conductors,” by the Aluminum Association. They
are provided for information only.
€ See Explanatory Note 4.

2.3 Other Standards: 3.1.2 aluminum-clag—aluminum bonded.
NBS Handbook 106-Copper Wire Tables of the National  3.1.3 galvanized—zinc coated.
Bureau of Standards 3.2 Abbreviations:
Aluminum Association Publication 50 Code Words for 3.2.1 ACSS/TW-shaped wire aluminum conductor, steel
Overhead Aluminum Electrical Conductbrs supported.
. 3.2.2 ACSS/TW/AZ-supported with aluminized steel core
3. Terminology wire in accordance with Specification B 341.

3.1 Definitions:For definitions of terms relating to conduc-  3.2.3 ACSS/TW/AW-supported with aluminum-clad core
tors also refer to definitions found in Specification B 354.  wire in accordance with Specification B 502.
3.1.1 aluminized—aluminum coated. 3.2.4 ACSS/TW/GA-supported with galvanized steel core
wire, coating Class A in accordance with Specification B 498.
3.2.5 ACSS/TW/GB-supported with galvanized steel core
o pvalaple Trom Natonel Technical Information Services, 5285 Port Royal wire, coating Class B in accordance with Specification B 498.
0g‘lA’vai?alblg ;rorr’I the Alumiﬁum Association Inc., 900 19th Street NW, Suite 300, 3.2.6 ACSS/TW/GGsupported with galvaniZEd steel core

Washington, DC 20006. wire, coating Class C in accordance with cuitnents
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