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QHny) Designation: C 447 — 85 (Reapproved 1995) <!

Standard Practice for

Estimating the Maximum Use Temperature of Thermal

Insulations *

This standard is issued under the fixed designation C 447; the number immediately following the designation indicates the year of

original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilonef indicates an editorial change since the last revision or reapproval.

€' Note—Editorial changes were made and Keywords were added editorially in April 1995.

1. Scope Modulus of Rupture of Preformed Insulation for Pipes
1.1 This practice covers estimation of the maximum use C 518 Test Method for Steady-State Heat Flux Measure-
temperature of thermal insulation including loose fill, blanket, ~ Ments and Thermal Transmission Properties by Means of

block, board, and preformed pipe insulation. It is based upon _the Heat Flow Meter Apparatéis
selected performance criteria, and characterization of product C 569 Test Method for Indentation Hardness of Preformed

properties during and after use conditions. Thermal Insulatior _ . o
1.2 This standard does not purport to address all of the D 1621 Test Method for Compressive Properties of Rigid

safety concerns, if any, associated with its use. It is the _Cellular Plastic’ _ o
responsibility of the user of this standard to establish appro- D 1622 Test Method for Apparent Density of Rigid Cellular
priate safety and health practices and determine the applica-  Plasticé

bility of regulatory limitations prior to use. 3. Terminology

2. Referenced Documents 3.1 Definitions C 168 shall apply to the terms used in this

2.1 ASTM Standards: practice.

C 165 Test Method for Measuring Compressive Propertie
of Thermal Insulatior’s } i . . ]

C 167 Test Methods for Thickness and Density of Blanket 4-1 Dimensions, weightand other pertinent properties of the
or Batt Thermal Insulatios insulation are measured before, during, and after exposure to a

C 168 Terminology Relating to Thermal Insulating Materi- hot surface. , _
al? 4.2 Properties during and after exposure, and, in some cases,

C 177 Test Method for Steady-State Heat Flux Measurethe degree of change in properties are reported for use in
ments and Thermal Transmission Properties by Means diStablishing the maximum service temperature of the insulation
the Guarded-Hot-Plate Apparatus material.

C 203 Test Methods for Breaking Load and Flexural Prop

erties of Block-Type Thermal Insulatién . o o :
C 302 Test Method for Density of Preformed Pipe- 5.1 This practice is intended for use as a guide in evaluating
Covering-Type Thermal Insulatién the behavior of insulations at elevated temperatures, and in

C 303 Test Method for Density of Preformed BIock-Typerdging suitability for use under the conditions of an intended
Thermal Insulatio® application. It is not intended for acceptance or certification

C 335 Test Method for Steady-State Heat Transfer Propef€Sting on a lot basis. o ,
ties of Horizontal Pipe Insulatién 5.2 No single test for estimating maximum use temperature

C 411 Test Method for Hot-Surface Performance of High-C&n be used that will apply to all types of insulations, nor can
Temperature Thermal Insulatidn any single maximum use temperature be applied to any

C 421 Test Method for Tumbling Friability of Preformed insulation that will be applicable under all possible conditions
Block-Type Thermal Insulatich of use. Maximum use temperature may depend on thickness,

C 446 Test Method for Breaking Load and Calculatedt€mperature gradlent,.heatmg rate, and other factors. When the
various test methods listed herein are employed, the test results
serve as guides and, as such, must be applied with good

1 This practice is under the jurisdiction of ASTM Committee C-16 on Thermal engineering judgment in arriving at an acceptable temperature

Insulation and is the direct responsibility of Subcommittee C16.31 on Chemical angimit for the products and applications being considered.
Physical Properties.
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5.3 The criteria used to establish acceptable performancg Test Conditions
should be as provided in the material specification or as agreed g 1 |t is recommended that testing begin at the hot face
upon between the purchaser and seller. temperature of the desired application or that claimed as the
5.4 In most cases, the properties covered by the applicabl@aximum use temperature. If there has been significant dete-
material standards (for example, thermal transmissionsioration of the properties tested during or after exposure at the
strength, etc.) are the properties important to the end use of theaximum hot face temperature, additional specimens may be
product. Major changes in those properties resulting fromexposed at lower temperatures (third or quarter points of the
in-service conditions can cause failure or substandard perfotemperature range from ambient to maximum) to establish the
mance of the installed system. critical temperature. Additional tests should be made until
5.5 Unless removal and reuse of the insulation is an imporenough data have been obtained to establish acceptable perfor-
tant consideration, properties that relate primarily to handlingnance.
and installation should be eliminated from the evaluation. 6.2 The criteria necessary to establish acceptable perfor-
_ _ _._mance by any of the methods described should be as provided
NOTE. 1—Installation assemblies: some systems may create condmonﬁ] the material specification or as agreed upon between the
that will affect the performance from the data obtained in the test .
procedures of this practice. purchaser_ and seller. For exam_ple, a minimum valut_a of
compressive strength or a maximum percent dimensional
5.6 The listing of a test procedure in this practice does nothange might be specified as the criterion for estimating the
imply that the performance of that particular procedure ismaximum use temperature.
required. Only those tests should be performed which are 6.3 With anisotropic materials that are produced initially in
relevant to the requirements of the application involved, ofarge cross-sections and mechanically fabricated in subsequent
which are agreed upon between the purchaser and the sellegperations to produce boards or preformed pipe insulation, it is
5.7 Most of the changes that occur in the functionallyadvisable to examine properties of interest in all three axes.
important characteristics of all types of thermal insulation 6.4 Since soaking heat exposure seldom occurs under “as
during service result from changes in the matrix or binderinstalled” conditions, and such exposure will produce maxi-
system first, followed by changes in the bulk filler materialsmum change results that may be misleading, it is recommended
where such fillers have been used. that samples be conditioned using hotface-coldface methods
5.7.1 In general, these changes are temperature-dependéather than soaking heat. Soaking heat exposure should be
and the major portion of the change takes place fairly quicklylimited to preliminary evaluation and quality control testing.
once the critical temperature has been reached. 6.5 The elevated temperature exposure time required to
5.7.2 Typically, organic thermoplastic materials or binders€fféCt major change may vary with the generic type of product
will change in the 140 to 240°F (60 to 116°C) temperatureP€ing tested; however, such change will usually be essentially
range. Thermosetting organic materials or binders will start t¢omMPplete within 96 h after reaching temperature equilibrium.
deteriorate above 350°F (177°C). Hydrated inorganic binder§reliminary trials should be made to establish the minimum hot
such as clays, portland and lumnite cements, gypsum, sodiufi¥rface exposure time required for a particular insulation
silicates, oxysulfates, and oxychlorides will lose varyingMaterial. The minimum exposure time has been reached when
amounts of water of crystallization at temperatures from 250 tgh€ Property of interest shows no more than expected random
900°F (121 to 482°C) dependent on the compound involvedvariations in three consecutive readings taken at three hour
Glass fibers and glass foams may start to sinter around 1000*ftervals.
(538°C). Rock or slag wools, perlites and refractory fibers may; Test Specimens

Zgg\;vnSZﬁ? gﬁ :;;;?Cpggz;t]l;rgssitgnexcess of 1300°F (704°C) 7.1 The test specimens shall be selected to be representative
. ' . of the material under evaluation. Original surfaces shall be
5'.8 If, after tesiing Saf'?p'es exposed to the maximuMyeiained at least on the hot face of the specimens.
service temperature, additional tests are made of samples; 5 Giher specimen dimensions shall conform to the re-
exposed to intermediate temperatures (third or quarter points ig irements of Test Method C 411. Where further fabrication of
the full service temperature range), the results of such testg,o snecimen after exposure is not practical, additional speci-

when plotted with proper curve fit techniques, may give Somgnang hrecut to the required size, may be exposed separately.
indication of changes in product characteristics throughout the

service range. These results may also be used to bracket tBe Procedure
temperature range within which a change has occurred (sig- 8.1 Hot Surface PerformaneeTest and report the hot
nificant change in slope of curve). surface performance of the insulation in accordance with Test
5.9 Some properties of thermal insulations containingMethod C 411 with the following exceptions and additions.
trapped gases other than air change with time, and at different 8.1.1 The thickness of the test specimens shall be the
rates, depending upon the age, thickness, facing and boundantended thickness of the application or the manufacturer’s
conditions. Elevated temperature exposure accelerates theseommended minimum and maximum thickness for the test
changes. Changes in properties of these materials may contintemperature. The number of layers of insulation exposed and
over a very long period of time, however, and it is beyond thetested shall be representative of the intended application or the
scope of this recommended practice to establish a minimummanufacturer’'s recommendation at the test thickness.
time period for evaluation of these long-term changes. 8.1.2 Unless a specific heat-up perioDieéWéhfg
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