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Standard Test Methods for
Concrete Pipe, Manhole Sections, or Tile [Metric]

This standard is issued under the fixed designation C 497M; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilonef indicates an editorial change since the last revision or reapproval.

This standard has been approved for use by agencies of the Department of Defense.

1. Scope Concrete Specimens

manhole sections, and tile. The test methods described are used and Sawed Beams of Concréte _
in production testing and acceptance testing to evaluate the C 617 Practice for Capping Cylindrical Concrete Speci-

properties provided for in the specifications. mens , _ . _
1.2 The test methods appear in the following order: C 670 Practice for Preparing PrQC|S|on anq Bias Statements
Section for Test Methods for Construction Materials
External Load Crushing Strength 4 C 822 Terminology Relating to Concrete Pipe and Related
Flat Slab Top 5 Producté
‘Afg;zrspgsr?gth 6 C 1231 Practice for Use of Unbonded Caps in Determina-
Hydrostatic 8 tion of Compressive Strength of Hardened Concrete Cyl-
Permeability 9 inderg
hole S 0
'g';:‘n d°e'f tep 11 D 2240 Test Method for Rubber Property—Durometer
Hardnes$

1.3 The test specimens shall not have been exposed 0 ag 4 practices for Force Verification of Testing Machihes
temperature below 4°C for the 24 h immediately preceding the

test. 3. Terminology

1.4 If any test specimen fails because of mechanical reasons3 1 pefinitions—For definitions of terms relating to con-
such as failure of testing equipment or improper specimeRete pipe, see Terminology C 822.
preparation, it shall be discarded and another specimen taken.

1.5 Specimens shall be selected in accordance with thé. External Load Crushing Strength Test by the Three-

specifications for the type of pipe or tile being tested. Edge Bearing Test Method
1.6 These methods are the metric companion of Test Meth- 4.1 Summary of Test MethedThe test specimen is tested in
ods C 497. a machine designed to apply a crushing force upon the

1.7 This standard does not purport to address all of thegpecimen in a plane through the vertical axis extending along
safety concerns, if any, associated with its use. It is thgne length of the specimen.
responsibility of the user of this standard to consult and 42 Significance and UseThe crushing test method shall
establish appropriate safety and health practices and deterpe ejther a quality control test performed to establish that the
mine the applicability of regulatory limitations prior to use. finjshed, shippable pipe has sufficient strength to withstand the
crushing loads stated in the specifications or a proof of design

2. Referenced Documents test performed to prove the adequacy of design.

2.1 ASTM Standards: 4.3 Apparatus
C 31 Practice for Making and Curing Concrete Test Speci- 4.3.1 The testing machine shall be of any type of sufficient
mens in the Fiel@ capacity and shall be capable of providing the rate of loading

C 39 Test Method for Compressive Strength of Cylindrical yrescribed in 4.5.3.

4.3.2 The testing machine shall be substantial and rigid

! These test methods are under the jurisdiction of ASTM Committee C13 onthrothOUt’ so that the distribution of the load will not be

Concrete Pipe and are the direct responsibility of Subcommittee C13.09 on Methods

of Test. I —
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affected appreciably by the deformation or yielding of any partmm nor more than 38 mm in height and shall have the top
4.3.3 The three-edge-bearing method of loading shall béside corners rounded to a radius of 13 mm. Hard rubber strips
used. The test specimen shall be supported on a lower bearisgall have a durometer hardness of not less than 45 nor more
of two parallel longitudinal strips and the load applied throughthan 60. They shall be rectangular in cross section, having a
an upper beam (Fig. 1, Fig. 2, Fig. 3, and Fig. 4). At the optionwidth of not less than 50 mm, a thickness of not less than 25
of the manufacturer, either or both the lower bearing and thenm nor more than 38 mm, and shall have the top inside corner
upper bearing shall extend the full length or any portion of therounded to a radius of 13 mm.
length of the specimen. 4.3.5 The lower bearing strips shall be fastened to a wooden
4.3.4 The lower bearings shall consist of wood or hardor steel beam or directly to a concrete base, any of which shall
rubber strips. Wooden strips shall be straight, have a crogsrovide sufficient rigidity so that the deflection is not greater
section of not less than 50 mm in width and not less than 2%han %720 of the specimen length when the maximum load is
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Note 1—The figures illustrate a method of applying the load to the pipe

FIG. 1 Three-Edge-Bearing Test, Circular Pipe Docu ments
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RIGID STEEL MEMBER
I-BEAM OR OTHER TYPE

UPPER BEARING
WOOD BLOCK

R
\ LOWER
BEARING STRIPS

RIGID BASE (See Fig. 5)

Note 1—The figure illustrates a method of applying the load to the pipe.
FIG. 2 Three-Edge-Bearing Test, Arch Pipe

RIGID STEEL MEMBER
I-BEAM OR OTHER TYPE

UPPER BEARING
WOOD BLOCK

WALL OF PIPE

LOWER
BEARING STRIPS
(See Fig. 5)

RIGID BASE

Note 1—The figure illustrates a method of applying the load to the pipe.
FIG. 3 Three-Edge-Bearing Test, Horizontal Elliptical Pipe

applied. The rigid base shall be at least 150 mm wide. Thepecimen (Fig. 1, Fig. 2, Fig. 3, and Fig. 4). At the option of the
interior vertical sides of the strips shall be parallel and spacedhanufacturer, the center of the load shall be applied at any
a distance apart of not more than 80 mm/m of specimemoint of the overall lengthL(;) of the specimen. The load shall
diameter, but in no case less than 25 mm. The bearing faces bé applied either at a single point or at multiple points
the lower strips shall not vary from a straight line vertically or dependent on the length of the specimen being tested and the
horizontally by more than 2.5 mm/m of length under no load.rigidity of the test frame.

.4'3'6 The upper bearing shall bg a rigid wood beam with or Note 1—The user of these test methods is advised that multiple points
without an attached ha,rd rubber strip. The wood shall be soun%f load applications to the upper bearing will permit use of Iightgr bgams
free of knots, and straight and true from end to end. It shall bgihout excessive deflection.
fastened to a steel or wood-faced steel beam of such dimen- o i i i
sions that deflections under maximum load will not be greater 4-4 Calibration—The loading device shall be one which
than¥r20 of the specimen length. The bearing face of the uppefhall provide an accuracy of2 % at the specified test loads.
bearing shall not deviate from a straight line by more than 2.8* calibration curve shall be used. The machines used for
mm/m of length. When a hard rubber strip is used on thgPerforming tht_a three-(_adge—beanng tests shall be verified in
bearing face it shall have a durometer hardness of not less th&¢cordance with Practices E 4. _

45 nor more than 60, and shall have a width of not less than 50 4.5 Conditioning—The moisture requirements of 1.3 are not
mm and a thickness of not less than 25 mm nor more than 3gquired, at the option of the manufacturer.

mm and shall be secured to a wood beam meeting the above4.6 Procedure

requirements. 4.6.1 Place the specimen on the two lower bearing strips in

4.3.7 If mutually agreed upon by the manufacturer and théuch a manner that the pipe or tile rests firmly and with uniform
owner prior to the test, before the specimen is placed, a fillet dpearing on each strip.
plaster of paris not exceeding 25 mm in thickness shall be cast 4.6.2 Mark the two ends of the specimen at a point
on the surface of the upper and lower bearings. The width ofmidway between the lower bearing strips and then establish the
the fillet cap, upper or lower, shall be not more than 80 mm/ndiametrically opposite point on each end. Place the upper
of the specimen diameter, but in no case less than 25 mm. bearing so that it is aligned with these marks.

4.3.8 The equipment shall be so designed that the load will 4.6.3 For reinforced concrete pipe, any rate or load appli-
be distributed about the center of the overall lengt}) 6f the  cation up to a maximum of 109.4 kN/lindah@Exld m;eﬂ‘lis
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