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Cellulosic Fiber (Wood-Base) Loose-Fill Thermal Insulation
This standard is issued under the fixed designation C 739; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilonej indicates an editorial change since the last revision or reapproval.
This standard has been approved for use by agencies of the Department of Defense.
€' Note—Section 10.1 was editorially revised in September 2001.
1. Scope Loose-Fill Building Insulatiof

1.1 This specification covers the composition and physical C 1045 Practice for Calculating Thermal Transmission
requirements of chemically treated, recycled cellulosic fiber _Properties from Steady-State Heat Flux Measurements
(wood-base) loose-fill type thermal insulation for use in attics C 1114 Test Method for Steady-State Thermal Transmission
or enclosed spaces in housing, and other framed buildings _Properties by Means of the Thin-Heater Apparatus
within the ambient temperature range from - 45.6 to 82.2°C E 970 Test Method for Critical Radiant Flux of Exposed
(-50 to 180°F) by pneumatic or pouring application. While ~ Attic Floor Insulation Using a Radiant Heat Energy
products that comply with this specification may be used in Sourcé
various constructions, they are adaptable primarily, but no
exclusively, to wood joist, rafters, and stud construction. L o o )

1.2 The values stated in SI units are to be regarded as the 3.1 Definitions—For definitions of terms used in this speci-

standard. The values in parentheses are provided for inform&cation, see Terminology C 168. _
tion only. 3.2 Definitions of Terms Specific to This Standard:

1.3 This standard does not purport to address all of the 321 attic—an enclosed space between the roof and ceiling
safety concerns, if any, associated with its use. It is thef the occupied part of a building. . _
responsibility of the user of this standard to establish appro- 3-2-2 critical radiant flux—the level of incident radiant heat
priate safety and health practices and determine the applicafe”ergy on the attic floor insulation system at the most distant

5 Terminology

H 2
bility of regulatory limitations prior to use. lame-out point (W/crh (Btu/ft*: s)).

2. Referenced Documents 4. Materials and Manufacture
21 ASTM Standards: 4.1 The basic material shall be recycled wood-based cellu-
B 152 Specification for Copper Sheet, Strip, Plate, andosic fiber made from selected paper, paperboard stock, or
Rolled Baf ground wood stock, excluding contaminated materials, which
C 168 Terminology Relating to Thermal Insulating Materi- May reasonably be expected to be retained in the finished
als product. Suitable chemicals are introduced to provide proper-

C 177 Test Method for Steady-State Heat Flux Measureli€s such as flame resistance, processing, and handling charac-

ments and Thermal Transmission Properties by Means dfristics. , _ ,
the Guarded-Hot-Plate Apparatus 4.2 The basic material may be processed into a form
C 236 Test Method for Steady-State Thermal Performancétitable for installation by pneumatic or pouring methods.
of Building Assemblies by Means of a Guarded Hot Box 5 Physi : .
. sical and Chemical Properties
C 518 Test Method for Steady-State Heat Flux Measure- y , . p. )
ments and Thermal Transmission Properties by Means of 51 Design Density-The design density shall be deter-
the Heat Flow Meter Apparatdis mined in accordance with Section 8. Report all units in ky/m
3
C 687 Practice for Determination of Thermal Resistance of P/ft)- , L .
5.1.1 Design density is not a basis for acceptance or
rejection.
* This specification is under the jurisdiction of ASTM Committee C-16 on 5.2 Corrosweness—The loose-fill InSL.J|.<':ltIOITI mater!al shall
Thermal Insulation and is the direct responsibility of Subcommittee C16.23 onbe tested for corrosiveness as specified in Section 9. The

Blanket and Loose Fill Insulation. _ ~composition of the insulation material shall be such that after
Current edition approved May 10, 2000. Published August 2000. Originally

published as C 739 — 73. Last previous edition C 739 — 97.
2 Annual Book of ASTM Standardgol 02.01. —_—
3 Annual Book of ASTM Standardgol 04.06. 4 Annual Book of ASTM Standardgol 04.07.
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testing, no perforation of the 3-mil (76-um) metal specimengroperty tests requiring the use of design density for sample
shall be evident when the specimens are observed over a 40-Weparation.

appliance light bulb. Notches extending into the coupon 3 mm 8.2 Significance and UseThe design density is the ap-
or less from any edge shall be ignored. proximate density expected after long-term attic application.

5.3 Critical Radiant Flux—When tested in accordance with 8.3 Apparatus and Materials
Section 10, the critical radiant flux shall be equal to greater 8.3.1 Insulation Specimen ContainefA beaker having a
than 0.12 W/crfi (0.11 Btu/ff- s). All values shall be reported flat bottom and an inside diameter of 15.@ cm (5.9+ 0.39
to two significant digits. in.), straight sides. The height of the beaker shall be such that

5.4 Fungi Resistance-The loose-fill insulation material the distance between the bottom of the cyclone and the top
shall be tested and shall pass fungi resistance as specified édge of the beaker is 8.56 1.0 cm (3.35+ 0.39 in.).

Section 11. If the growth on two or more of the replicate test 8.3.2 Flat Rigid Disk having a total weight of 75 5 g
items is greater than that on the comparative item, the test ite2.65 + 0.18 0z) and of a suitable diameter to fit loosely into
shall be considered to fail. the specimen container. Weight may be added to the center of

Note 1—If the manufacturing claims the insulation kills or controls the disk to bring the total weight to the required 755 g.
insects or rodents, or both, the product must be registered as a pesticide8.3.3 Balance having a 2-kg (4.41-Ib) capacity accurate
under the Federal Insecticide, Fungicide and Rodentic Act, as amendetg* 0.2 g (£0.007 0z).
and must also be registered in accordance with state pesticide statutes. 8.3.4 Blower Apparatushaving two blower units (supply

5.5 Moisture Vapor Sorptioa-Moisture gain in the insula- and overflow) meeting the following specifications:
tion shall be no more than 15 % by weight when tested in 8.3.4.1 Each blower apparatus shall be capable of blowing
accordance with Section 12. an average of 272.2 kg (600 Ib) of insulation per hour.

5.6 Odor Emission—Any sample producing a detectable 8.3.4.2 Each blower apparatus shall have a nominal air flow
odor that is classified as objectionable and strong or very strongelocity of 0.38 m/s (75 ft/min).
by more than two panel members shall be considered to have 8.3.4.3 Each blower apparatus shall have a nominal motor
failed the test when tested in accordance with Section 13. speed of 16 450 r/min at 115 V (a-c).

5.7 Smoldering CombustieaWhen tested in accordance 8.3.5 Shaker Unithaving a capability of shaking 4.5 kg (10
with the smoldering combustion test method in Section 14, théb) of weight with a vertical motion of 0.5 g rms acceleration
insulation shall show no evidence of flaming and a weight losat an approximate frequency of 9 Hz and displacement of
no greater than 15 %. approximately 1.1Z 0.08 cm (%32 £ Y321in.).

5.8 Thermal ResistaneeThe standard thermal resistance 8.3.6 Fill Chamber, having inside dimensions of 45.7 cm
values recommended for application shall be expressed i(L8 in.) high by 38.1 cm (15 in.) wide by 38.1 cm (15 in.) deep,
K-m?/W (°F-h-fé/Btu). The thermal resistand® for the aver-  with covered openings that will allow a radiant panel tray to be
age of any (four) randomly selected samples shall not be morslid through the chamber (see Fig. 1).
than 5 % below the liste® value when tested in accordance 8.3.7 Cyclone ReceiverSee Fig. 2.
with Section 15.R values other than those listed shall be as 8.3.8 Hose—Various lengths of nominal 5.08-cm (2-in.)
agreed upon between the supplier and the purchaser. diameter hose (see Fig. 1):
8.3.8.1 Supply Source Hos274.3+ 5.1 cm (108* 2 in.).
8.3.8.2 Cyclone Receiver Hosd82.9+ 5.1 cm (72* 2
8.3.8.3 Fill Chamber Exit Hosg91.4+ 5.1 cm (36 2 in.).
8.3.8.4 Overflow Exhaust Hosdength as needed.

TEST METHODS 8.3.9 Blower Controls having capability of operating the
two blowers at 40 V rms and 12 A.

7. Summar
h ?‘/II . hods shall b d q 8.3.10 Insulation Holding Container capable of holding
7.1 The following test methods shall be conducted ory,,  {imes the amount of insulation required to fill the

loose-fill cellulosic insulation at the measured design d_ens'tyépecimen container.
corrosiveness, critical radiant flux, fungal growth, moisture 8.3.11 Garden Rakewith steel teeth
absorption, odor emission, smoldering combustion, and ther- 8.4.Conditioning ’

mal resistance. 8.4.1 Condition specimens to equilibrium at 21 2.0°C

Note 2—The importance of an insulation’s product to maintain its fire (69.8 = 3.6°F) and 50t 5 % relative humidity in an open top
retardant characteristics is recognized. A task group in ASTM C16.31 isnesh bottom container not exceeding 10.16 cm (4 in.) in depth
fon o fre performance characteristos o celluiose msciaion. Shouid tng"d POSItON i such a way to allow free movement of air on
need for appermanency test be determined by this task group and a tﬁ%%(posed Slcies'. A change in n.et Welght.Of the.SpeCImen that is
method be developed and finalized, it will become a part of this/€SS thar! 1 _/0 In two QOnseCUt'\{? welghlngs with 24 h between
specification. each weighing constitutes equilibrium.

) ] 8.4.2 If ambient laboratory conditions are different from the

8. Design Density conditioning requirements specified in 8.4.1, begin testing the

8.1 Scope-This test method provides a basis for calculat-specimen for design density within 10 min after it has been
ing the product coverage values and for conducting physicalemoved from the conditioned area. Documents

6. Workmanship, Finish, and Appearance

6.1 The product shall be free of extraneous foreign material
such as metals and glass that will adversely affect the perfor-"
mance in service.
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FIG. 1 Partial Insulation Preparation Apparatus

8.5.3 Set up the apparatus as shown in Fig. 1. Connect one
end of the supply source hose to the intake of the supply
: blower. Use the other end of the supply source hose to pick up

insulation from the holding container. Connect one end of the
i cyclone receiver hose to the outlet of the supply blower and the

other end to the fill chamber. Place the fill chamber on a flat
and level surface. Connect one end of the variable length
overflow exhaust hose to the outlet of the overflow blower.
Conveniently place the other end to reduce insulation dust in
. 12" 0ie COVER the test area.
134 w/4"Dia HOLE 8.5.4 Weigh the empty insulation specimen container and
record its weight.

8.5.5 Place the empty insulation specimen container in the

4ad 1 8°Lg VENT STACK fill chamber, centered under the cyclone receiver, and close the

front cover.
] 8.5.6 Adjust the blower control(s) so that the supply and
overflow blowers will operate at a no-load voltage of 40 V rms.

8.5.7 Simultaneously turn on the blowers and proceed to fill
the insulation specimen container by picking up material from
the holding container using the supply source hose.

8.5.8 The container may fill unevenly, that is, a void may
tend to form off center in the container. If this occurs, stop the
blowing process and rotate the container. If, for any reason, the
filling process is interrupted for more than 1 min or for more
than the time allowed to rotate the container once, begin the

v, , process again.
8.5.9 Gently remove the excess material using a straight
edge to leave a uniform surface on the insulation flush with the
top of the container.

8.5.10 Weigh the filled and leveled container and record the
weight. Take care not to bump or jar the container so not to

| 112 SPS INPUT PIPE

17178

FIG. 2 Cyclone Receiver Weldment

8.5 Procedure for Pneumatic Applications introduce any extraneous settling of the insulation.
8.5.1 Conduct the test in an area conditioned in accordance 8.5.11 Cover the container to prevent spilling and secure the
with 8.4.1. container to the shaker. Operate the shaker for a period of 5

8.5.2 Blow the material through a commercial blower usingmin = 15 s.
30.48 m (100 ft.) of 5.08 cm (2 in.) hose into a sample receiver 8.5.12 Remove the container from the shaker and uncover,
while holding the hose horizontally at a height of four feet. taking care not to bump or jar it. Lower mlumenI‘JS
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into the container until it starts to contact the insulation. At this TABLE 1 Precision for Cellulose Insulation
point, release the disk and allow it to settle onto the insulations spec., 7 labs,  Avg. Repeatability/ Reproducibility/
under its own Weight. 4 replicates (PCF) % Mean % Mean
8.5.13 Measure the volume of the space occupied by the Sample N 3.06 r=0.211020/6.90% R = 0.847863/27.74 %
; ; ; ; Sample K 3.20 r=0.261434/8.26 % R = 0.741396/23.15 %
|n§ulat|on using the bottom edge of the dlsk_as the upper dgtum Sample L 329 02036376 18% R = 0.901550/27 37 o¢
point. If the disk is not level, measure the high and low points  sample 0 3.50 r=0.288375/8.25% R = 0.429642/12.29 %
of the bottom of the disk and average the readings and use this Sample M 3.88 r=0272431/7.02% R =1.053352/27.14 %

as the height measurement in calculating the volumg. (
Calculate the design density using the insulation volume and 8.9.2 Bias—No information can be presented on the bias of

insulation massW). . : :
8.5.14 Repeat 8.5.1-8.5.13 using another specimen of thtgIIS test method becaqse no materials having an accepted
reference value are available.

insulation until four densities are obtained for a given material.
Then average these figures to determine the design density.9. Corrosiveness

8.6 Procedure for Pouring Applications

8.6.1 Pour loose-fill insulation into a simulated attic spacey,
until full. The attic space shall be formed by two nominal 2 by
6 by 8-ft long joists placed 40.6 cm (16 in.) on center with
1.27-cm {2-in.) plywood nailed to the ends and bottom. Fluff
the material with a garden rake, applying a series of smal
amplitude strokes while moving the rake slowly along the joist
Repeat the flufing process six times.

9.1 Scope—This test method covers the determination of
e corrosiveness of cellulosic insulation. The cellulosic insu-
lation shall be tested for corrosiveness using the measured
design density, as determined in Section 8. The pass/fail
?riteria is given in 5.2.

9.2 Significance and UseThis test method provides a
‘basis for estimating the corrosiveness of cellulosic insulation in
862 iah th nsulati . . ontact with steel, copper, and aluminum test materials. The
recé)rd it\s/\ﬁgsst € empty insulation specimen container angegs methoq represgnts one sgt of exposure conditions dgsigned

' to accelerate possible corrosive effects, and may not simulate

8.6.3 Using a shovel, remove the insulation from the Slmu'e]xposure conditions experienced in actual field applications.

Itated at';ic_ space tagd placte it int(;lthe specimen container unti 9.3 Apparatus and Materials
%%OE i'nlfr Jutsh eglnsdo over O‘.’]Y.' din 8.5.9-8.5.13 9.3.1 Humidity Chamber (Test Method ,Aair-circulating,
0.4 TOTOW INE procedure specified In ©..5-6.o. 5. capable of maintaining a temperature of 48:94.7°C (120+

. 8?,[5 Rep?ﬁ 8'%2'8'.,?'4 u3|ngbtqnotcri1?r specimen ff .tTg"F) and 97+ 1.5 % relative humidity throughout the active
insulation until four densities are obtained for a given material portion of the chamber.

Then average these values to determine the design density. 9320 oo .
: ; o .3.2 Oven (Test Method B)air circulating, capable of
8.7 Procedure for Pouring and Pneumatic Applicatiertd maintaining a(temperature of)48.ﬁ 1.7°C %1203 3°F)
the insulation is intended for both pouring and pneumaticthroughout the active portion of the chamber -

applications, or if it is uncertain whether the insulation will be 9.3.3 Crystallizing Dishessix, glass, 90 mm (3.54 in.) in
poured or installed pneumatically, test the insulation for desigrgjliar'm'eter by 50 mm (1.97 in.) ih heigﬁt ' '

density in accordance with 8.4, 8.5, and 8.6 for each of the 9.3.4 Containers six, glass, polyethylene or polypropylene,

applications. with screw cap or friction top lid capable of sealing, 127 mm
8.8 Calculations—Calculate the design density, in kgim (5 in.) in norrﬁnal diameterpand 72 mm (3 in.) i?]' nominal
(Ib/ft3), of each specimen using Eq 1: height

Design density= W/V, () 9.3.5 Gloves clean and in good condition.

9.3.6 Chemicals—Reagent-grade chemicals shall be used in
all tests. Unless otherwise indicated, it is intended that all
reagents shall conform to the specifications of the Committee
on Analytical Reagents of the American Chemical Society,
where such specifications are available.

9.3.7 Water, sterile and either distilled or deionized.

where:
W = combined mass of the container and insulation minus
the mass of the container, g, and
Vg, = volume of insulation in container after shaking, L.
8.9 Precision and Bias-
8.9.1 Precisioi*—The precision of this test method was
determined from a report published in the Federal Register, 2-3-8 Forceps
March 8, 1979. Seven laboratories participated in an interlabo- 9.3.9 Test Coupons .
ratory test program designed to determine the repeatability and 9.3.9.1 Two, 3003, Bar(_e Aluminum alloy, zero temper.
reproducibility of the proposed CPSC settled density test for 9-3-9-2 Two, Specification B 152, Type ETP, Cabra No. 110
cellulosic loose fill insulation. Each laboratory conducted theSCft COPPer. _ _
settled density test on seven different cellulosic loose fill 9.3.9.3 Two, low-carbon, _commermal quality, cold-rolled,
insulation materials. Four replicate tests were run on eaclfSS than 0.30 % carbon, shim steel.
sample. Table 1 shows an estimate of precision based onthe
interlaboratory tests. The results for two materials, cotton and sRreagent Chemicals, American Chemical Society Specificatiomerican

groundwood, are not included. Chemical Society, Washington, DC. For suggestions on the testing of reagents not
listed by the American Chemical Society, sAealar Standards for Laboratory
Chemicals BDH Ltd., Poole, Dorset, U.K., and thgnited States Pharmacopeia
and National FormularyU.S. Pharmacopeial Convention, . (USPC), Rockville,
A technical report on the interlaboratory test series is available from ASTM. MD. ﬁéc dm ents
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