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Standard Specification for

Elastomeric Joint Sealants *

This standard is issued under the fixed designation C 920; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilonef indicates an editorial change since the last revision or reapproval.

This standard has been approved for use by agencies of the Department of Defense.

1. Scope Loss, Cracking and Chalking of Elastomeric Sealants After
1.1 This specification covers the properties of a cured Curé N

single- or multicomponent cold-applied elastomeric joint seal- C 1247 Test Method for Durability of Sealants Exposed to

ant for sealing, caulking, or glazing operations on buildings, ~ Constant Immersion in Liquids

plazas, and decks for vehicular or pedestrian use, and types gf ;

construction other than highway and airfield pavements ang' Termln_ol_qu ) o

bridges. 3.1 Deﬂmtpns—Refer to Terr_nlnol_ogy C 717 fqr deflnltlon_s
1.2 A sealant meeting the requirements of this specificatio®f the following terms used in this specification: adhesive

shall be designated by the manufacturer to be one or more ilure, caulking, chemllcally curing fsealar)t, cohesive failure,

the types, classes, grades, and uses defined in Section 7. Cure; cured, elastomeric, glazing, joint, primer, seal, sealant.
1.3 The values stated in Sl units are to be regarded as th£ Classification of Sealants

standard. The values given in parentheses are for information o i L
4.1 A sealant qualifying under this specification shall be

only. classified as to type, grade, class, and use as follows:
2. Referenced Documents 4.1.1 Type S—A single-component sealant.
2.1 ASTM Standards: 4.1.2 Type M—A multicomponent sealant.
C 510 Test Method for Staining and Color Change of 4.1.3 Grade P—A pourable or selfleveling sealant that has
Single- or Multicomponent Joint Sealafts sufficient flow to form a smooth, level surface when applied in

C 639 Test Method for Rheological (Flow) Properties of & Norizontal joint at 4.4°C (40°F). _
Elastomeric Sealarfts 4.1.4 Grade NS—A nonsag or gunnable sealant that permits

C 661 Test Method for Indentation Hardness of@application in joints on vertical surfaces without sagging or
Elastomeric-Type Sealants by Means of a Duronfeter slumping when applied at temperatures between 4.4 and 50°C

C 679 Test Method for Tack-Free Time of Elastomeric(40 and 122°F). ,
Sealantd 4.1.5 Class 100/56-A sealant that when tested for adhesion

C 717 Terminology of Building Seals and Sealdnts and cohesion under cyclic movement (8.8) shall withstand an
C 719 Test Method for Adhesion and Cohesion of Elastoincrease of at least 100 % and a decrease of at least 50 % of the

meric Joint Sealants Under Cyclic Movement (HockmanlOint width as measured at the time of application, and, in
Cycle} addition, meet all the requirements of this specification.

C 793 Test Method for Effects of Accelerated Weathering 4-1-6 Class 56—A sealant that when tested for adhesion and
on Elastomeric Joint Sealafts cohesion under cyclic movement (8.8) shall withstand an
C 794 Test Method for Adhesion-in-Peel of Elastomericincrease and decrease of at least 50 % of the joint width as
Joint Sealants measured at the time of application, and, in addition, meet all
C 1183 Test Method for Extrusion Rate of Elastomericth€ requirements of this specification. _
Sealantd 4.1.7 Class 35—-A sealant that when tested for adhesion and
C 1193 Guide for Use of Joint Sealahts cohesion under cyclic movement (8.8) shall withstand an
C 1246 Test Method for Effects of Heat Aging on Weight increase and decrease of at least 35 % of the joint width as
measured at the time of application, and, in addition, meet all
the requirements of this specification.

1 This specification is under the jurisdiction of ASTM Committee C24 on ;
Building Seals and Sealants and is the direct responsibility of Subcommittee C24.20 4.1.8 Class 25—A sealant that when tested for adhesion and

on General Sealant Standards. cohesion under cyclic movement (8.8) shall withstand an
Current edition approved May 10, 2001. Published May 2001. Originally increase and decrease of at least 25 % of the joint width as
published as C 920 —79. Last previous edition C 920,98 measured at the time of application, and, in addition, meet all

2 Annual Book of ASTM Standardgol 04.07.
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the requirements of this specification. C 1193. This guide also describes proper methods for joint design,
4.1.9 Class 12> —A sealant that when tested for adhesion back-up materials, surface preparation, tooling of sealant, and other
and cohesion under cyclic movement (8.8) shall withstand aff"Portant procedures in sealant application in buildings.

increase and decrease of at least>1% of the joint width as 6.4 The same conditions of time, temperature, and humidity
measured at the time of application, and, in addition, meet alshall be used for cure of test specimens for Test Methods
the requirements of this specification. C 661, C719, C 794, and C 1247.

4.1.10Use A sealant designed for use in joints in 7. Significance and Use

pedestrian and vehicular traffic areas such as walkways, plazas, , o o
decks and parking garages. 7.1 This specification covers several classifications of seal-

4.1.11Use NT—A sealant designed for use in joints in ants as described in Section 4 for various applications. It
nontraffic areas. should be recognized by the purchaser or design professional

4.1.12 Use A sealant designed for use in joints which are that not all sealants meeting this specification are suitable for
submerged continuously in a liquid. all appllqatlons and all substrates. It is essential, ther(_afore, that

4.1.13 Use M—A sealant that meets the requirements of thisth® applicable type, grade, class, and use be specified so that
specification when tested on mortar specimens in accordandBe proper classification of sealant is provided for the _mtended
with 9.9 and 9.10. use. Test methods relate to special standard specimen sub-

4.1.14 Use G—A sealant that meets the requirements of thisStrates of mortar, glass, and aluminum. If tests are required
specification when tested on glass specimens in accordant§ing substrates in addition to or other than the standard, they
with 9.9-9.11. should be so specified for testing.

4.1.15 Use A—A sealant that meets this specification wheng. Physical Requirements
tested on aluminum specimens in accordance with 9.9 and 8.1 Rheological Properties

9.10. I h hi ificat h 8.1.1 Grade P (pourable or selfleveling) sealant shall have
4.1.16 Use O—A sealant that meets this specification wheng ., characteristics such that when tested in accordance with

tested on substrates other than the standard substrates T8st Method C 639 it shall exhibit a smooth, level surface.

accordance with 9.9 and 9.10. (Refer to Types | and Ill in the test.)

5. Materials and Manufacture 8.1.2 Grade NS (nonsag) or gunnable sealant shall have

5.1 A single-component sealant shall be a uniform mixture'FlOW characteristics such that when tested in accordance with
of a consistency suitable for immediate application by hand of €St Method C 639 it does not sag more than 4.8 #imi(.)

pressure caulking gun or by hand tool. The sealant whe verticgl o!isplac_:ement. .AISO the sealant shall show no
completely cured shall form an elastomeric solid capable o eformation in horizontal displacement. (Refer to Types Il and

maintaining a seal. Vsmzt?; test.) o

5.2 A multicomponent chemically curing sealant shall be o2 1x_}_ru5|og ate I rade P N
furnished in two or more components. The resulting mixture 5:2-1 Type S (single component), Grade P (pourable or
shall be uniform and of a consistency suitable for immediateselflevel!ng) sealant shall have an extrusion r_ate of not less than
application by hand or pressure caulking gun, or by hand tOOI10mL/m|n when tested in accordance with Test Method

(€ 1183.

The sealant when completely cured shall form an elastomerlg .

solid capable of maintaining a seal. 8.2.2 Type S (single component), Qrade NS (nonsag or
gunnable sealant) shall have an extrusion rate of not less than

6. General Requirements 10 mL/min when tested in accordance with Test Method
6.1 Stability: C1183.
6.1.1 A single-component sealant, when stored in the origi- 8.3 Application Life
nal unopened container at temperatures of not more than 27°C8.3.1 Type M (multicomponent), Grade P (pourable or
(80°F) shall be capable of meeting the requirements of thiselfleveling) sealant, when tested in accordance with Test
specification for at least 6 months after date of delivery. Method C 1183 shall be extrudable at a rate of not less than 10
6.1.2 A multicomponent sealant, when stored in the originamL/min 3 h after mixing.
unopened container at temperatures of not more than 27°C 8.4 Hardness
(80°F) shall be capable of meeting the requirements of this 8.4.1 Use T (traffic) sealant shall have a hardness reading,
specification for at least 6 months after date of delivery. ~ after being properly cured, of not less than 25 or more than 50
6.2 Color—The color of the sealant, after curing 14 days inwhen tested in accordance with Test Method C 661.
a laboratory controlled at 23 2°C (73.4+ 3.6°F) and 50+ Note 2—In applications of proper design, some sealants with less than
5% relative humidity, shall be that color which has beenzs hardness may be used in traffic-bearing areas if recommended for use
agreed upon between the purchaser and the supplier. by the manufacturer and accepted by the purchaser.

6.3 The sealant sh{ill be_intended for use only on clean, dry g 4 2 Uyse NT (nontraffic) sealant shall have a hardness
surfaces. Where a primer is recommended by a manufacturggaging, after being properly cured, of not less than 15 or more
for a specific surface, all tests on that surface shall include thg,5n 50 when tested in accordance with Test Method C 661.
primer. 8.5 Effects of Heat Aging-The sealant shall not lose more

Note 1—The proper use of primers (or surface conditioners) inthan 7% of its original weight or show_any cracking or
connection with the application of sealants is described in detail in Guideehalking when tested in accordance with
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