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Standard Test Methods for
Iron in Water *

This standard is issued under the fixed designation D 1068; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilonej indicates an editorial change since the last revision or reapproval.

This standard has been approved for use by agencies of the Department of Defense. Consult the DoD Index of Specifications and
Standards for the specific year of issue which has been adopted by the Department of Defense.

1. Scope D 2777 Practice for Determination of Precision and Bias of
1.1 These test methods cover the determination of iron in _Applicable Methods of Committee D-19 on Water
water. Procedures are given for determining total iron, dis- D 3370 Practices for Sampling Water from Closed Con-

solved iron, and ferrous iron. Undissolved iron may be duits? )
calculated from the total iron and dissolved iron determina- D 3558 Test Methods for Cobalt in Wateér

tions. The test methods are given as follows: D 3559 Test Methods for Lead in Water _
R . D 3919 Practice for Measuring Trace Elements in Water by
ange Sections . X A
Test Method A—Atomic Absorption, 0.1to0 5.0 mg/L 710 15 Graphite Furnace Atomic Absorption Spectrophotométry
Direct _ . D 4841 Practice for Estimation of Holding Time for Water
g‘;ztpm:h;f”;;mm'c Absorption, 5 10 100 pg/L 16024 Samples Containing Organic and Inorganic Constitu&nts
Test Method D—Photometric 40 to 1000 pg/L 25 to 36 E 60 Practice for Photometric and Spectrophotometric
Bathophenanthrolinep g/L Methods for Chemical Analysis of Metats
1.2 It is the user's responsibility to ensure the validity of E 275 Practice for Describing and Measuring Performance
these test methods to waters of untested matrices. of Ultraviolet, Visible, and Near Infrared Spectrophotom-

1.3 This standard does not purport to address all of the eters’
safety concerns, if any, associated with its use. It is the3 .
responsibility of the user of this standard to establish appro->: 'erminology
priate safety and health practices and determine the applica- 3.1 Definitions:—For definitions of terms used in these test
bility of regulatory limitations prior to useSpecific hazards methods, refer to Terminology D 1129.

statements are given in Note 3, Note 5, and Note X1.1. 3.2 Definitions of Terms Specific to This Standard:
1.4 Two former photometric test methods were discontin- 3.2.1 total recoverable irorR-an arbitrary analytical term
ued. See Appendix X2 for historical information. relating to the recoverable forms of iron that are determinable
by the digestion method which is included in these test
2. Referenced Documents methods.

2.1 ASTM Standards:

4. Signifi
D 858 Test Methods for Manganese in Water Signi |c§nce and Use . )
D 1066 Practice for Sampling Stedm 4.1 Ironis the second most abundant metallic element in the

D 1129 Terminology Relating to Wat&r earth’s crust and is essential in the metabolism of plants and

D 1192 Specification for Equipment for Sampling Water @nimals. If presented in excessive amounts, however, it forms
and Steam in Closed Conduis oxyhydroxide precipitates that stain laundry and porcelain. As

D 1193 Specification for Reagent Water a result, the recommended limit for iron in domestic water
D 1687 Test Methods for Chromium in Water supplies is 0.3 mg/L. These test methods are useful for
D 1688 Test Methods for Copper in Watfer determining iron in many natural waters.

D 1691 Test Methods for Zinc in Watér

D 1886 Test Methods for Nickel in Watér 5. Purity of Reagents

5.1 Reagent grade chemicals shall be used in all tests.
1 These test methods are under the jurisdiction of ASTM Committee D-19 onUnless otherwise indicated, it is intended that all reagents shall
Water and are the direct responsibility of Subcommittee D19.05 on Inorganic

Constituents in Water. 3 Annual Book of ASTM Standardgol 03.05.
Current edition approved Feb. 10, 1996. Published May 1996. Originally 4 Annual Book of ASTM Standardgol 03.06.
published as D 1068 — 49 T. Last previous edition D 1068 — 90.
2 Annual Book of ASTM Standagdgol 11.01.
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v D 1068

conform to the specifications of the Committee on Analyticaldure may be used to determine total recoverable nickel (Test
Reagents of the American Chemical Society, where suclMethods D 1886), chromium (Test Methods D 1687), cobalt
specifications are available.Other grades may be used, (Test Methods D 3558), copper (Test Methods D 1688), lead
provided it is first ascertained that the reagent is of sufficiently(Test Methods D 3559), manganese (Test Methods D 858), and
high purity to permit its use without lessening the accuracy ofzinc (Test Methods D 1691).
the determination.

5.2 Purity of Water—Unless otherwise indicated, references9. Interferences
to water shall be understood to mean reagent water conforming 9.1 Sodium, potassium, barium, chloride and sulfate (5000
to Specification D 1193, Type |. Other reagent water types mayng/L each), calcium, magnesium, chromium, manganese,
be used, provided it is first ascertained that the water is Of;obalt, nickel, copper, zinc, palladium, silver, cadmium, tin,
sufficiently high purity to permit its use without adversely |ead, lithium, mercury, selenium, aluminum, antimony, arsenic,
affecting the bias and precision of the test method. Type Ivanadium, boron, and molybdenum (100 mg/L) do not inter-
water was specified at the time of round-robin testing of thesgere.,
test methods. In addition, water used in preparing solutions for 9.2 Background correction (or chelation-extraction) may be
the determination of ferrous iron shall be freshly boiled al’ldnecessary to determine low levels of iron in some waters.

essentially oxygen free. . . -
Note 1—Instrument manufacturers’ instructions for use of the specific

correction technique should be followed.

6. Sampling
6.1 Collect the sample in accordance with Practice D 106610. Apparatus

6.2 Samples should bg- prese_rved with I-LNiD HCI (sp ar  nm.
1.42) to a pH of 2 or less immediately at the time of collection.
If only dissolved iron is to be determined, the sample shall be Note 2—The manufacturer’s instructions should be followed for all
filtered through a 0.45-um membrane filter before acidiﬁcationinstrumental parameters. A wavelength other than 248.3 nm may be used

. . . if it has been determined to be equally suitable.
The holding time for samples can be calculated in accordance uaty

with Practice D 4841. 10.1.1 Iron Hollow-Cathode Lamp-Multielement hollow-

6.3 If ferrous iron is to be determined, the sample should b&athode lamps are available and have also been found satis-
analyzed as soon as possible after collection and contact wiflRctory.

atmospheric oxygen should be minimized. 10.2 Pressure-Reducing ValvesThe supplies of fuel and
6.4 Additional information on sampling requirements for 0xidant shall be maintained at pressures somewhat higher than
Test Method D is provided in 32.1. the controlled operating pressure of the instrument by suitable
valves.

TEST METHOD A—ATOMIC ABSORPTION, DIRECT _
11. Reagents and Materials
7. Scope 11.1 Hydrochloric Acid(sp gr 1.19)—Concentrated hydro-
7.1 This test method covers the determination of dissolve@hloric acid (HCI).
and total _recoverable 'ro_n In m_ost Wa_ters and wastewaters. Note 3—If the reagent blank concentration is greater than the method
7.2 This test method is applicable in the range from 0.1 tQyetection limit, distill the HCI or use a spectrograde agldecaution—
5.0 mg/L of iron. The range may be extended to concentrationgnhen HCl is distilled an azeotropic mixture is obtained (approximately 6
greater than 5.0 mg/L by dilution of the sample. N HCI). Therefore, when concentrated HCl is specified for the preparation
7.3 This test method has been used successfully withfreagents orinthe procedure, use double the volume specified if distilled
reagent water; tap, ground, and surface waters; unspecifigid is used.
wastewaters; and a refinery primary treatment water. It is the 11.2 Nitric Acid (sp gr 1.42)—Concentrated nitric acid
user’s responsibility to ensure the validity of this test method HNO,).

for waters of untested matrices. .
Note 4—If the reagent blank concentration is greater than the method

detection limit, distill the HNQ or use a spectrograde acid.
_ 11.3 Nitric Acid (1 + 499)—Add 1 volume of HNQ(sp gr

8. Summary of Test Method

8.1 Iron is determined by atomic absorption spectrophotoml 42) 1 499 vol ;
etry. Dissolved iron is determined by atomizing the filtered -11);(3' SV(I) U_messo Walter.L 10 | Sissol
sample directly with no pretreatment. Total recoverable iron is, +1-4 Iron Solution, Stock1 mL = 1.0 mg Iron)—Dissolve

determined by atomizing the sample following hydrochloric—ﬁéozgo 30(2; F;li]fg :jricl)th;ntg()loLmle;it%f xgttr(l +1) with the aid of
nitric acid digestion and filtration. The same digestion proce- ' ) ’ :
g g P 11.5 Iron Solution, Standar@l mL = 0.1 mg Iron)—Dilute

100.0 mL of the iron stock solution to 1 L with water.

®Reagent Chemicals, American Chemical Society Specificatismerican 11.6 Oxidant
Chemical Society, Washington, DC. For suggestions on the testing of reagents not 11.6.1 Air, which has been passed through a suitable filter to

listed by the American Chemical Society, s@aalar Standards for Laboratory ; ; ;
Chemicals BDH Ltd., Poole, Dorset, U.K., and thegnited States Pharmacopeia remove oil, water, and other forelgn substances is the usual

and National FormularyU.S. Pharmaceutical Convention, Inc. (USPC), Rockville, oxidant.

MD. 11.7 Fuel: Documents
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v D 1068
11.7.1 Acetylene—Standard, commercially available acety- Sy = 0.047X + 0.053
lene is the usual fuel. Acetone, always present in acetylene S, = 0.030X + 0.037
cylinders can effect analytical results. The cylinder should bewnater of Choice:
replaced at 50 pSlg (345 kPa) S, =0.050 X + 0.114
Note 5—Warning: “Purified” grade acetylene containing a special S, = 0.024X + 0.078

proprietary solvent rather than acetone should not be used with poly vinyl
chloride tubing as weakening of the tubing walls can cause a potentiallywhere:
hazardous situation. <

12. Standardization X

12.1 Prepare 100 mL each of a blank and at least four 15.2 Recoveries of known amounts of iron in a series of
standard solutions to bracket the expected iron concentratigprepared standards were as shown in Table 1.
range of the samples to be analyzed by diluting the standard 15.3 The collaborative test data were obtained on reagent
iron solution with HNQ (1 + 499). Prepare the standards eachwater; tap, lake, ground and surface water; unspecified
time the test is to be performed. wastewater; and a refinery primary treatment water. It is the
12.2 When determining total recoverable iron add 0.5 mL ofuser’s responsibility to ensure the validity of this test method
HNO; (sp gr 1.42) and proceed as directed in 13.1 througHor waters of untested matrices.

13.5. When determining dissolved iron proceed as directed in TEST METHOD C—ATOMIC ABSORPTION,

Note 6, 13.1.
12.3 Aspirate the blank and standards and record the instru- GRAPHITE FURNACE

ment readings. Aspirate HNO(1 + 499) between each stan- 16. Scope

dard. ) ) 16.1 This test method covers the determination of dissolved
12.4 Prepare an analytical curve by plotting the absorbancgnq total recoverable iron in most waters and wastewaters.

versus concentration for each standard on linear graph paper.16.2 This test method is applicable in the range from 5 to
Alter_natlvely read Q|rectly in concentration if this capability is 19 Hg/L of iron using a 20-pL injection. The range can be
provided with the instrument. increased or decreased by varying the volume of sample
13. Procedure injected or the instrumental settings. High concentrations may
be diluted but preferably should be analyzed by direct
aspiration atomic absorption spectrophotometry (Test Method
A).

Note 6—If only dissolved iron is to be determined, start with 13.3. )16,3 This test method has been used successfully with

13.2 Add 5 mL of HCI (sp gr 1.19) to each sample. reagent grade water, filtered tap water, well water,

13.3 Heat the Samp|es on a steam bath or hotp|ate in ggmineralized water, boiler blowdown water, and condensate
well-ventilated hood until the volume has been reduced to 1470m a medium Btu-coal gasification process. It is the user's

to 20 mL, making certain that the samples do not boil. responsibility to ensure validity of this test method to waters of

) ) ~untested matrices.
Note 7—When analyzing samples of brines or samples containing 16.4 The analyst is encouraged to consult Practice D 3919
appreciable amounts of suspended matter or dissolved solids, the amOL*nt | di . f interf d | VSi
of reduction in volume is left to the discretion of the analyst. Ora general discussion ot Interierences and sample analysis

, ) . procedures for graphite furnace atomic absorption
13.4 Cool and filter the samples through a suitable f'lterspectrophotometry.

(such as fine-textured, acid-washed, ashless paper), into
100-mL volumetric flasks. Wash the filter paper two or threel7. Summary of Test Method
times with water and adjust a volume. 17.1 Iron is determined by an atomic absorption

13.5 Aspirate each filtered and acidified sample and detegpectrophotometer used in conjunction with a graphite furnace.
mine its absorbance or concentration at 248.3 nm. Aspirate

overall precision,
single-operator precision, and
determined concentration of iron, mg/L.

13.1 Measure 100.0 mL of a well-mixed acidified sample
into a 125-mL beaker or flask.

HN03 (1 + 499) between each sample. TABLE 1 Determination of Bias, Atomic Absorption, Direct
. Reagent Water Type II: Statistically
14. Calculation Significant
14.1 Calculate the concentration of iron in the sample, inAmount Added, Amount Found, oo - B2 oo sk
milligrams per litre, referring to 12.4. mg/L mg/L ' Level)
.. . 0.2 0.2 +0.0 0.0 no
15. Precision and Bias® 2.4 2.4 +0.0 0.0 no
4.4 4.3 -0.1 -23 yes

15.1 The precision of this test method for 10 laboratories,

which include 16 operations within its designated range may be Natural Water: Ssﬂztr;fftl'g;‘ﬂ{
expressed as follows: Bias, % (95 %
. Amount Added, Amount Found, ) ’ )
Reagent Water Type Il: mg/L m/L Bias, mg/L Colr_1flde|r)1ce
eve
0.2 0.2 +0.0 0 no
2.4 2.3 -01 -4.17 yes
 Supporting data are available from ASTM Headquarters. Request RR: D19 - 4.4 4.2 -0.2 - 4. yes
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