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INTERNATIONAL
Standard Practice for
Examination of Water-Formed Deposits by Chemical
H 1
Microscopy
This standard is issued under the fixed designation D 1245; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilonef indicates an editorial change since the last revision or reapproval.
1. Scope 3.2.2 Becke line—a faint, halo-like line that surrounds a

1.1 This practice describes a procedure for the examinatiof’yStal when the crystal is mounted in an oil of different
of water-formed deposits by means of chemical microscop)f.efraCt!Ve |_ndex. Itincreases in intensity as the ghfference in the
This practice may be used to complement other methods dgfractive index between the crystal and the oil increases.
examination of water-formed deposits as recommended in 3.2.3 dispersior—the variation of index of refraction with
Practices D 2331 or it may be used alone when no othewavelength. -
instrumentation is available or when the sample size is very 3-2.4 dispersion staining-the color effects produced when
small. a transparent object, immersed in a liquid having a refractive

1.2 This standard does not purport to address all of theindex near that of the object is viewed under the microscope by
safety concerns, if any, associated with its use. It is thdransmitted white light and precise aperture control.
responsibility of the user of this standard to establish appro- 3-2.5 extinction angle—the angle between the extinction
priate safety and health practices and determine the applicaP0sition and some plane, edge, or line in a crystal.

bility of regulatory limitations prior to use. 3.2.6 extinction positioa-the position in which an aniso-
tropic crystal, between crossed polars, exhibits complete dark-
2. Referenced Documents ness.
2.1 ASTM Standards: 3.2.7 index of refractior—the numerical expression of the
D 887 Practices for Samp“ng Water-Formed Dep(fsn:s ratiO Of the VeIOCity Of ||ght in avacuum to the Velocity Of I|ght
D 1129 Terminology Relating to Watér in a substance. . _ o
D 1193 Specification for Reagent Wafer 3.2.8 isotropic—having the same optical properties in all
D 2331 Practices for Preparation and Preliminary Testing oflirections. ) o o
Water-Formed Deposifs 3.2.9 petrographie—pertaining to the description of rocks
D 2332 Practice for Analysis of Water-Formed Deposits byOr rocklike substances. Such description is usually in terms of
Wavelength-Dispersive X-Ray Fluorescerce morphology and optical properties. .
D 3483 Test Methods for Accumulated Deposition in a 3-2.10 solid solutior—a homogeneous mixture of two or
Steam Generator TubBe more components, in the solid state, retaining substantially the

structure of one of the components.
3. Terminology )
3.1 Definitions—For definitions of terms in this practice 4. Summary of Practice

relating specifically to water and water-formed deposits, refer 4.1 The practice is essentially chemical microscopical,
to Terminology D 1129. supplemented by optical data obtained by the petrographic

3.2 Descriptions of Terms Specific to This Standardmethod. The identification of compounds is made by observ-
—Certain terms in this practice that relate specifically toind, under the microscope, characteristic reactions and precipi-
chemical microscopy are described as follows: tates resulting from the action of specific reagents on the solid

3.2.1 anisotropie—having different optical properties in Sample or solutions thereof, and by measuring the optical
different optical planes. These planes are referred to as tH¥operties.

alpha, beta, and omega axes. 5. Significance and Use

i derth . ' . 5.1 Chemical composition of water-formed deposits is a
This practice is under the jurisdiction of ASTM Committee D-19 on Water an ; [RH ; ;
is the direct responsibility of Subcommittee D19.03 on Sampling of Water andmajor indicator of p_roper or |m_pro_per chemical tr_eatment of
Water-Formed Deposits, Surveillance of Water, and Flow Measurement of WaterPrOCESS water, and is often an indicator of operatlonal param'
Current edition approved Oct. 26, 1984. Published February 1985. Originallyeters as well, for example, temperature control. This practice
published as D1245 - 52 T. Last previous edition D1245 - 79. allows for rapid determination of constituents present in these

2 Annual Book of ASTM Standardgol 11.02. . . R .
s Annual Book of ASTM Standadgol 11.01. deposits, particularly those indications of improper water
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Ay D 1245

treatment, since they usually have very distinctive and easilaccessories. Aperture stops are necessary for observing the
recognized optical properties. color effects of dispersion, that is, dispersion staining. A

5.2 This practice, where applicable, eliminates the need focardboard “washer” in the objective and a cover glass with a
detailed chemical analysis, which is time-consuming, anctentered dried drop of India ink are sufficient; however, a
which does not always reveal how cations and anions ardevice is available commercially.
mutually bound. 7.11 Porcelain CruciblesNo. 0.

5.3 Qualitative use of this practice should be limited to 7.12 Reagent Bottles for Immersion Liquidsslass drop-
those deposits whose control is generally known or predictablgying bottles of 30-mL capacity. These bottles shall be equipped
based on treatment and feedwater mineral content, and whogéth groundglass stoppers with dropping rods integral with the
constituents are crystalline, or in other ways optically orstoppers. Inert plastic bulbs and caps may be used, but
morphologically distinctive. If these criteria are not met, otherdropping bottles with rubber bulbs are unsatisfactory because
techniques of analysis should be used, such as Practice D 2382the effect of some of the immersion liquids on the rubber. It
or Test Methods D 3483, or both. is essential that the bottles be marked with the refractive index

5.4 Quantitative use of this practice should be limited toof the contained liquid. Commercially available liquids come
estimates only. For more precise quantitative results, othen dropping bottles which are acceptable.

methods should be used (see 5.3). 7.13 Refractometerfor measuring the refractive index of
immersion liquids.
6. Interferences 7.14 Sample Vials45 by 15-mm.

6.1 Organic material may interfere with both the petro- 7.15 Sieve No. 100 (149 um).
graphic and the chemical procedures. Organics can usually be7.16 Small Alloy Magnet
removed by solvent extraction as recommended in Practice
D 2331. 8. Reagents

_ 6.2_ Deposits_ containing solid solutions present a complica- g 1 Purity of Reagents-Reagent grade chemicals shall be
tion in that optical data vary throughout such a system, angise in all tests. Unless otherwise indicated, it is intended that
unless the presence of this complication is known, the data mayjj yeagents shall conform to the specifications of the Commit-

be misinterpreted. tee on Analytical Reagents of the American Chemical Society,

6.3 Extremely fine material and opaque material are difiicult, here such specifications are availabl@ther grades may be
to identify. When present in appreciable amounts they may,seq provided it is first ascertained that the reagent is of

cloud over and obscure details of otherwise recognizablgfciently high purity to permit its use without lessening the

particles. ) ) ) , _accuracy of the determination.
6.4 Interference with the chemical tests will be discussed in g 1 1 ‘Unless otherwise indicated. references to water shall
the procedures. be understood to mean reagent water conforming to Specifi-

7. Apparatus cation D 1193, Type II.
7.1 Beakers 30-mL, borosilicate glass 8.2 Ammonium Hydroxidésp gr 0.90)—Concentrated am-
' o g monium hydroxide (NHOH).

7.2 Cover GlassesNo. 1 or No. 1% thickness, round or 8.3 Ammonium Molybdate Solutiq00 g/L)—Dissolve 1

square cover glasses. ; ;
. g of ammonium molybdate ((NHgMo-0O,,-4H,0) in water,
7.3 Glass qu,;lso by 5 mm for transferring drops, and_ [ add 35 mL of nitric acid HNQ(sp gr 1.42) and dilute to 1 L
by 1 mm for stirring and leading reagent drops on the slldesWith water

7.4 Hotplate . .
. . . ) 8.4 Ammonium Persulfate—((NH Oy), crystalline.
7.5 Light Source-Microscope lamp with concentrated fila- 'z 5 ium Chloride Solutio(ré1004)gzlls_2)—8)Diss)glve 100 g of
ment bulb and a focusing lens. barium chloride (BaG}l2H,0) in water and dilute to 1 L.

;g m!cro gastB]urner 8.6 Cesium Sulfate-Cs,SO, crystals, 10 to 20-mesh.
L VICTo spatula 8.7 Chloroform

7.8 Microscope Slidgsof selected grade, 25.4 by 76.2 or 8.8 Chloroplatinic Acid Solution-Dissolve 1 g of chloro-

25.4 by 50.8 mm (1 by 3 or 1 by 2 in.). . . )
. . platinic acid HPtCl-6H,0 in 5 mL of water and add 0.5 mL
7.9 Mortar and Pestle of tool steel, mullite, or aluminum of HCI (sp gr 1.19),

oxide.

7.10 Petrographic Microscope-A microscope equipped ? 8.9 Diammonium Phosphate Soluti¢h00 g/L)—Dissolve

00 g of diammonium phosphate (WBEHPO, in water and
ilute to 1 L.
8.10 Dimethylglyoximecrystalline.

with a circular rotating stage, graduated in degrees. The optic
system shall include two polarizing devices, one mounte
below the condenser and the other just above the objective;
4x, 10X, and 45< objectives; and 5 and 10< eyepieces
fitted with crosshairs. The optic axis of the microscope shallbe

adjustable so that it can be brought into coincidence with the “Rreagent Chemicals, American Chemical Society Specificatfomesrican

center of rotation of the revolving stage. A Bertrand-Amici lensChemical Society, Washington, DC. For suggestions on the testing of reagents not

B ; e ; [H isted by the American Chemical Society, sAaalar Standards for Laboratory
equped with an iris dlaphragm, ora Slldlng stop ocular, shal hemicals,BDH Ltd., Poole, Dorset, U.K., and thenited States Pharmacopeia

be used for viewing interferer_wce figures. A quartz wedgegng national Formularyl.S. Pharmaceutical Convention, Inc. (USPC), Rockuville,
gypsum plate, and standard mica plate are necessary extermad. Documents
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