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Standard Test Method for
Effects of Gamma Radiation on Coatings for Use in Light-
Water Nuclear Power Plants 1

This standard is issued under the fixed designation D 4082; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilonef indicates an editorial change since the last revision or reapproval.

1. Scope Coatings in Level Il areas (outside primary containment) are
ating the lifetime radiation tolerance of coatings to be used irh

nuclear power plants. This test method is applicable to Coating Preparation of Test Samples

Service Levels | and 1. 4.1 Steel Panels-Panels shall be prepared in accordance
with Specification D 5139.
2. Referenced Documents 4.2 Concrete Blocks-Blocks shall be prepared in accor-
2.1 ASTM Standards: dance with Specification D 5139.

D 659 _Test Method of Evaluating Degree of Chalking of5. Sampling
Exterior Paint3 ) _ )

D 660 Test Method for Evaluating Degree of Checking of 5.1 Erepare 5a_nd test specimens at least in duplicate, or as
Exterior Paintd otherwise specified by the owner.

D 661 _Test Method for Evaluating Degree of Cracking of6. Procedures
Exterior Paint3 o

D 714 Test Method for Evaluating Degree of Blistering of ~6-1 Irradiation Dose Rate

Paints 6.1.1 Make the gamma energy field at the position of the test
D 772 Test Method for Evaluating Degree of Flaking (Scal-SPecimen 1x 10° rads/h, or greater. It shall be uniform to
ing) of Exterior Paint® within 10 % from one position of the specimen to another.

D 5139 Specification for Sample Preparation for Qualifica- ©6-1-2 Make provisions so that all areas receive the same
tion Testing of Coatings to be Used in Nuclear Power2Verage exposure and dose, if the specimen is irradiated by a

Planté nonuniform source.
6.1.3 Determine the dose rate by a procedure acceptable to
3. Significance and Use the coating manufacturer or as otherwise specified by the

3.1 Variations can occur in surface preparation, applicationWner.
and curing of coating materials. They may affect the perfor- 6-2 Irradiation Accumulated Dose-Make the total accu-
mance of a coating system exposed to radiation when considulated dose X 10° rads, unless otherwise specified by the
ered in conjunction with applicable engineered safety require@Wner. _ L ,
ments. This test method is designed to provide a uniform test 6.3 Radiation Source-Simulate conditions at a reactor site,
to assess the suitability of coatings, used in nuclear pOWéflO_SESt to the preferred type of gamma source, such as, but not
facilities, under continuous radiation exposure for the projectedMited to, a fuel assembly.
40-year lifetime of the facilities, including radiation during a  6-4 Test Environment L _
DBA. Specific plant radiation exposure may exceed or be less 6-4-1 Specimens may be in air or in water during exposure
than the amount specified in 6.2 of this standard. The gamm® the gamma source, depending on the intended service as
dose used may exceed the actual anticipated plant gamma dd¥&scribed by the owner.

in order to account for expected beta exposure as well. 6-4-2 Do th exceed atemperature of _140°F (60°C) for the
specimen during irradiation, or as otherwise acceptable to the

coating manufacturer or as specified by the owner.

1 This test method is under the jurisdiction of ASTM Committee D-33 on . . .
Protective Coating and Lining Work for Power Generating Facilities and is the direct7- Examination and Reportlng

responsibility of Subcommittee D33.02 on Service and Material Parameters. 7.1 Examine and evaluate specimens immediately after
Current edition approved Oct. 10, 1995. Published December 1995. Originally

published as D 4082 — 83. Last previous edition D 4082 — 89. irradiation for_the following coating defects:
2 Discontinued; sed993 Annual Book of ASTM Standardl 06.01. 7.1.1 Chalking (Method D 659)—Report extent.
# Annual Book of ASTM Standardebl 06.01. 7.1.2 Checking(Test Method D 660)—Report extent.

4 Annual Book of ASTM Standagdgol 06.02.
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b D 4082
7.1.3 Cracking (Test Method D 661)—Report extent. 9.1.3 Both the initial dose rate and the total accumulated
7.1.4 Blistering (Test Method D 714)—Report number and dose.
extent.
7.1.5 Flaking (Test Method D 772)—Report extent. 10. Testing Laboratory
7.1.6 Delaminatior—Report extent. 10.1 Testing shall be conducted by an independent labora-
7.1.7 Peeling—Report extent. tory that shall not be affiliated in any manner with the coatings

7.1.8 Report any observation of unusual appearance Gpanufacturer unless otherwise specified by the owner.
deterioration. 10.2 The testing laboratory shall be responsible for the
8. Acceptance Criteria documentation qnd certification of all test resu_lts. _
10.3 The testing laboratory shall be responsible for meeting

8.1 Unless otherwise specified, checking, cracking, ﬂakingthe quality assurance requirements of the owner

delamination, peeling, and blistering are not permitted.
9. Report 11. Precision and Bias

9.1 Report the following information: 11.1 The precision and bias of this test method is reflected
9.1.1 The procedures and conditions relating to the tedp the precision and certified bias of the test instruments used.
specimen preparation,
9.1.2 The type of radiation source and the test procedure antf- Keywords
environment, and 12.1 coatings; dose rate; gamma radiation resistance

The American Society for Testing and Materials takes no position respecting the validity of any patent rights asserted in connection
with any item mentioned in this standard. Users of this standard are expressly advised that determination of the validity of any such
patent rights, and the risk of infringement of such rights, are entirely their own responsibility.

This standard is subject to revision at any time by the responsible technical committee and must be reviewed every five years and
if not revised, either reapproved or withdrawn. Your comments are invited either for revision of this standard or for additional standards
and should be addressed to ASTM Headquarters. Your comments will receive careful consideration at a meeting of the responsible
technical committee, which you may attend. If you feel that your comments have not received a fair hearing you should make your
views known to the ASTM Committee on Standards, 100 Barr Harbor Drive, West Conshohocken, PA 19428.
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