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Standard Test Method for

Fire Testing of Upholstered Furniture *

This standard is issued under the fixed designation E 1537; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilonef indicates an editorial change since the last revision or reapproval.

1. Scope 1.11 This standard does not purport to address all of the
1.1 This is a fire-test-response standard. safety concerns, if any, associated with its use. It is the

1.2 The purpose of this test method is to determine théeSponsibility of the user of this standard to establish appro-
burning behavior of upholstered furniture used in publicPriate safety and health practices and determine the applica-
occupancies by measuring specific fire-test responses when tR#ity of regulatory limitations prior to use.
specimen of furniture is subj_ected to a@lspecmed flamlngz_ Referenced Documents
ignition source under well-ventilated conditions.

1.3 Data are obtained describing the burning behavior from 2-1 ASTM Standards: _

a specific ignition source until all burning has ceased, a period D 123 Terminology Relating to Textilés o
of 1 h has elapsed, or flashover appears inevitable. E 84_ 'I_'est Meth_od for Surface Burning Characteristics of

1.4 This test method does not provide information on the _Building Mfatenalé _
fire performance of upholstered furniture in fire conditions E 176 Terminology of Fire Standartis ,
other than those conditions specified. In particular, this test E 380 Practice for Use of the International System of Units

method does not apply to smoldering ignition by cigarettes. _(S!) (the Modernized Metric Systefh)

See X1.6 for further information. E 800 Guide for Measurement of Gases Present or Gener-
1.5 The rate of heat release of the burning specimen is _ated During Fire$ o

measured by an oxygen consumption method. See X1.6.4 for E 1354 Test Method for Heat and Visible Smoke Release

further information. Rates for Materials and Products Using an Oxygen Con-
1.6 The production of light obscuring smoke is measured _Sumption Calonm(.etér

and the concentrations of certain toxic gas species in the 2-2 |SO Standards:

combustion gases are determined. See X1.6.5 for further 15O 3261 Fire Tests—\Vocabulary

information. ISO 4880 Burning Behaviour of Textiles and Textile
1.7 The burning behavior is visually documented by photo- _Products—Vocabulafy
graphic or video recordings, whenever possible. ISO 9705 Fire Tests—Full Scale Room Test for Surface

1.8 The system of units to be used in referee decisions is the Product3 _
Sl system of units, see Practice E 380 only. The units given in 2-3 UL Standard: _
parentheses are for information only. UL 1056 Fire Test of Upholstered FurnitGre

1.9 This standard is used to measure and describe the 24 CA Standard: N
response of materials, products, or assemblies to heat and CA Technical Bulletin 133 Flammability Test Procedure for
flame under controlled conditions, but does not by itself _ Seating Furniture for Use in Public Occupanties

incorporate all factors required for fire hazard or fire risk 22 BSI.Standa.rd:_ _
assessment of the materials, products or assemblies underBS 5852: Part 2: Fire Tests for Furniture, Part 2. Methods of

actual fire conditions Test for the Ignitability of Upholstered Composites for

1.10 Fire testing of products and materials is inherently Seating by Flame Sources
hazardous, and adequate safeguards for personnel and prop-
erty shall be employed in conducting these tests. This test ——
method may involve hazardous materials, operations, and .Annual Book of ASTM Standardéol 07.01.
. ! ! 3 Annual Book of ASTM Standardgol 04.07.
equipment 4 Annual Book of ASTM Standardgol 14.02.
5 Available from American National Standards Institute, 11 West 42nd Street,
13th Floor, New York, NY 10036.
1 This test method is under the jurisdiction of ASTM Committee EO5 on Fire  © Available from Underwriters Laboratories, 333 Pfingsten Road, Northbrook, IL
Standards and is the direct responsibility of Subcommittee E05.15 on Furnishing0062.
and Contents. 7 Available from State of California, Department of Consumer Affairs, 3485
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2.6 Nordtest Standard: 5. Significance and Use
Nordtest Method NT Fire 032 Upholstered Furniture: Burn- 5 1 This test method provides a means to measure a variety
ing Behavior—Full Scale Tedt of fire-test-response characteristics resulting from burning a
3. Terminology specimen of upholstered furniture. The upholstered furniture

specimen is allowed to burn freely under well-ventilated
Cfonditions after ignition using a propane gas burner. The most
H’nportant fire-test-response characteristic measured is the rate
of heat release, which quantifies the intensity of the fire

3.1 Definitions:

3.1.1 For definitions of terms used in this test method an
associated with fire issues, refer to the terminology containe
in Terminology E 176 and in ISO 3261. ted

3.1.2 For definitions of terms used in this test method and S &0

: : - . . 5.2 The rate of heat release is measured by the principle of
associated with textile issues refer to the terminology contained : . S
. ) oxygen consumption. The assumptions and limitations of
in Terminology D 123.

3.2 Definitions of Terms Specific to This Standard: oxygen depletion calorimetry are discussed in Annex A4, and

. e in particular in A4.1.2.
3.2.1 product n—the upholstered furniture for which infor 5.3 Other fire-test-response characteristics are measured,
mation is required.

! . namely smoke obscuration and combustion gas release, as they
3.2.2 specimenn—manufactured item of the product, rep- : X : - h
resentative prototvpe of the bproduct. or mock-up of the®'€ also important in making decisions on fire safety.
roduct P yp P ' P 5.4 The most important gaseous components of smoke are
P P . the carbon oxides, present in all fires. They are indicators of the
3.2.2.1 Discussior—The mock-up shall be constructed as, .~
. : toxicity of the atmosphere and of the completeness of combus-
described in Annex Al. . . :
: . . . tion. Measurement of concentrations of carbon oxides are
3.2.3 upholsteredadj—covered with material (as fabric or ) '
: : useful for two purposes: as part of fire hazard assessment
padding) to provide a soft surface. . ;
calculations and to improve the accuracy of heat release

324 upholstered seatl_ng furnituren—a. unit .Of Interior - measurements. Other toxic combustion gases, which are spe-
furnishing that (1) contains any surface that is covered, in

. ) . cific to certain materials, are less crucial for determining
whole or in part, with a fabric or other upholstery cover : : .
. . : - ombustion completeness and are optional measures, but fire
material, (2) contains upholstery material, and (3) is intende

L azard assessment often requires their measurement.
or promoted for sitting upon.

3.2.5 upholstery cover materiah—the outermost layer of 55 The type of ignition chosen (a flaming source) is

; i ; ommon in both accidental and intentional fires in public
fabric or related materials used to enclose the main suppor ; . ) .
: ; - ~occupancies. This test method is thus applicable to upholstered
system, or upholstery materials, or both, used in the furnitur

unit Surniture in public occupancies. Such facilities include, but are

. . ) not limited to, jails, prisons, nursing care homes, health care
3.2.6 upholstery materialn—the padding, stuffing, or fill facilities, public auditoriums, hotels, and motels.

ing material used in a furniture unit, which may be either loose 5.6 It has been shown that if the gas burner is used at a flow

or attached, enclosed by an upholstery cover material, Orr{;\te of 13 L/min for 80 s (equivalent to 19.3 kW), as is the case
located between the upholstery cover material and suppor Californi hnical Bulletin (G 33 i :
system, if present. in California Technical Bulletin (CA TB) 133, it approximates

3.2.6.1 Discussior—This includes, but is not limited to, the ignition propensity of five crumpled sheets of newspaper

material, such as foams, cotton battin olyester fiberfilllocated on the seating cushion.
' ' 9. poly ' 5.7 This test method specifies both a particular flow rate of
bonded cellulose, or down.

propane gas and a period of gas flow. If the ignition conditions
4. Summary of Test Method are changed, the results would then deviate from the model

4.1 This test method determines a number of fire-testSelected for this test. . o
response characteristics from a full-scale specimen of uphol- 5-8 This test method is not applicable to ignition of uphol-
stered furniture ignited with a propane gas burner. Measurestéred furniture by cigarettes. o
ments to be made include rate of heat and smoke release, tota®>-9 One of the following three test configurations is to be
amount of heat and smoke released, rate and concentration $ed in this test method: o _
carbon oxides released, and rate and amount of mass of9:9-1 A—A test room with the following dimensions: 3.66
specimen lost. Other optional measurements are also describdty. 2-44 by 2.44 m high. S _

4.2 Three options are provided, in all of which the uphol- 5.9.2 B—A test room with the following dimensions: 3.66
stered furniture specimen to be tested is placed on a weighiry 3:05 by 2.44 m high.

platform and measurements of heat release, smoke release, an@-9-3 C—An open calorimeter (or furniture calorimeter).
combustion gas release are made in an exhaust duct. 5.10 Measurements in the three test configurations listed in

4.3 In Options A and B the duct is located outside thed-9 have been shown to give similar results for heat release in

doorway of a test room. In Option C the duct is located directlytkl")alguct for heat release rates lower than 600 kW (see X1.4)

over the specimen. _
4.4 Additional (optional) instrumentation placed in the test ©-11 Measurements of temperatures, gas concentrations, and

room is also described.

19The boldface numbers in parentheses refer to a list ﬁeferences at the en%of
° Available from Nordtest, PO Box 22, SF-00341, Helsingfors, Finland. the text. Ocu men S
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smoke obscuration in the room, which are optional in this tesmake test measurements. Construct the test room of wooden or
method, are dependent on room size. metal studs, and line it with fire rated gypsum wallboard or

5.12 This test method has been designed to give details faralcium silicate wallboard. Position a hood, as described in
the means to build and operate equipment capable of runningnnex A2, outside of the room doorway, such that it collects all
tests as required by CA TB 133. This test method is, howevethe combustion gases. There shall be no obstructions to the air
more general than that technical bulletin. supply to the test setup.

6. Test Specimen Note :L_—Both_Type X gypsum wallboard and c_alcium silicate wall-

. . . board with a thickness of at least 13 mm (0.5 in.) have been found
~ 6.1 The test specimen consists of a full-size manufacturegcceptable. I the thickness of the wallboard is larger, it will not affect the
item of upholstered furniture, a representative prototype of theesults of this test.

upholstered furniture, or a mock-up of the upholstered furni- 7 5 Test Room Layout (Test Configuration—BJhe test
ture, constructed in accordance with Annex Al. . room shall have dimensions of 3.05:m25 mm by 3.66 m*

6.2 When a full-scale upholstered furniture mock-up iS5 mm by 2.44 m+ 25 mm high (10 by 12 by 8 ft high). The
used, the mock-up shall in all .possible rr—;spec.ts reflect thggom shall have no openings other than a doorway opening
construction of the actual furniture that it is intended t04 97 m+ 6.4 mm by 2.06 m* 6.4 mm (38 by 81 in.), located
represent. as indicated in Fig. 2, and other small openings, as necessary,
7. Room Layout and Instrumentation to make test measurements. Construct the test room of wooden

' _ _ or metal studs, and line it with fire-rated gypsum wallboard or

7.1 Test Room Layout (Test Configuration-A¥he test  cqicium silicate wallboard. Position a hood, as described in

room shall have dimensions of 2.44:m25 mm by 3.66 M= aApnex A2, outside of the room doorway, such that it collects all

25 mm by 2.44 m= 25 mm high (8 by 12 by 8 ft high). The - e combustion gases. There shall be no obstructions to the air
room shall have no openings other than a doorway openingynply to the test set-up. (See Note 1.)

0.76 m+ 6.4 mm by 2.03 mt 6.4 mm (30 by 80 in.), located
as indicated in Fig. 1, and other small openings, as necessary to 4—305m— )

0.76 M —M8M8M8 — > Furniture 4
44— A ® Specimen
X
TEST BURN ROOM
TEST BURN ROOM
Cliont Sourea " Datactor " []3.66 m
o Clmsam Soaaeere Gossm ]
1i2m
1i2m
X
Furniture @ ¢ 0.97 " ¢
+ Specimen O ‘
< 244 m >
[:j Location of Smoke Obscuration Monitor
l:i Location of Smoke Obscuration Monitor
4+ Celling Thermocouple
+ Ceiling Thermocouple x 1.2 m Thermocouple
X 1.2 m Thermocouple 0 Gas Sampling Line
00 Gas Sampling Line
NoTe 1—See text for tolerances; room instrumentation is optional. NoTe 1—See text for tolerances; room instrumentation is optional.
FIG. 1 Test Room Configuration for Option A for Items of FIG. 2 Test Room Configuration for Option B Iltems of
Furniture Less Than 1 m Across Furniture Less Than 1. m Acros JOCU ments
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7.3 Open Calorimeter Layout (Test Configuration-€Jhe 4—305 m— )
area surrounding the test specimen shall be sufficiently large O
that there are no heat radiation effects from the walls or any T
other nearby objects. The airflow to the test specimen shall be l specimen
symmetrical from all sides. .

7.4 General Discussion of Room LayedHeat release
measurements in the duct, made in Options A, B, and C have TEST BURN ROOM
been shown to give similar results for heat release rates lower
than 600 kW (See X1401) Smoke Obscuration Smoke Obscuration 3

7.5 Other Test Room FurnishingsThe test room shall T L {lignt sourca Detector ]

.66 m

contain no furnishings except for the item to be tested.

7.6 Test Room Instrumentation (Optional)

7.6.1 Location of optional test room instruments is de-
scribed in Figs. 1-4.

7.6.2 Carry out optional room temperature measurements
with chromel-alumel Type K thermocouples, shielded against
high heat with insulation resisting up to 1200°C. Use a wire
gage in the range of 24 to 30 AWG (0.51 to 0.36 mm) diameter, 0.97 m
and mount the thermocouples in two test locations: 2

7.6.2.1 Over the geometric center of the igniter, 25 mm (1
in.) below the ceiling (ceiling thermocouple), and

7.6.2.2 At a distance of 0.91 m (3 ft) in front of the center [1 Location of Smoke Obscuration Monitor
of the igniter, away from the furniture specimen, and 1.22 m (4
ft) below the ceiling.

7.6.3 Carry out optional optical density of smoke measure- x 1.2 m Thermocouple
ments with a smoke obscuration monitor, placed at a height of O Gas Sampling Line
1.22 m (4 ft) above the floor level. A white light or laser

photometer system similar to that described for the duct is also Note 1—See text for tolerances; room instrumentation is optional.
suitable (see 8.2.4 or Annex A3). FIG. 4 Test Room Configuration for Option B for Items of
Furniture Between 1 and 2.44 m Across

12m

4+ Caeiling Thermocouple

076 m —
‘f 7.6.4 Carry out optional carbon monoxide concentration
measurements with a gas sampling line located 165 mm (6.5
in.) below the ceiling and 165 mm (6.5 in.) from each wall of
the corner where the specimen is placed.
TEST BURN ROOM 7.7 Location of Specimen
7.7.1 Test Configurations A or B
] f;g::esoi'::g“'a“f’" g:&ﬁo?bscuration [ ]3.66 m 7.7.1.1 Position the furniture specimen on a weighing plat-
form in a corner so that the furniture is at a distance of between
T 0.10 and 0.25 m (4 and 10 in.) from both walls.
1.2m 7.7.1.2 The location for the furniture specimen is such that
it faces the wall containing the doorway, with the preferred
location at the greatest distance from the doorway.
7.7.1.3 If the furniture specimen is no more than 1.0 m (40
x in.) in width, refer to Fig. 1 or 2 for the furniture specimen
| spe;men | location. If the furniture specimen is more than 1.0 m (40 in.)
O J, in width, refer to Fig. 3 or Fig. 4.
2.44 m . 7.7.1.4 These test configurations shall not be used to test
v furniture specimens that are more than 2.44 m (8 ft) in length.
7.7.2 Test Configuration C
7.7.2.1 Position the furniture specimen on a weighing plat-
form underneath the hood.
7.7.2.2 This test method, in Test Configuration C, is suitable
for furniture specimens more than 2.44 m (8 ft) in length only
O Gas Sampling Line if the hood is large enough to collect all the smoke generated.
Note 1—See text for tolerances; room instrumentation is optional. 7.8 Ignition Source . L
FIG. 3 Test Room Configuration for Option A for Items of 7.8.1 Use a square gas burner, as described in Figs. 5 and 6,
Furniture Between 1 and 2.44 m Across and Fig. 7. Docu ments
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14 HOLES POINT.
STRAIGHT OUT FRONT
< 250 >
<4o.5>l<—\E 169 — 1€ 40.59 S
65— '4— L as %o 7t
A / 0QOoo4g000 \ FRONT SIDE BACK
OQ\ \ \ FIG. 7 Cross-sectional View of Each Side of Square Gas Burner
925 4 HOLES WELD SEAM |,
? NWARD four holes pointing inward at a 45° angle and spacedt5p
! 50 mm (2 in.) apart. All holes shall be of £ 0.05 mm (0.039 in.)
o5 A28 Lol —Y 9 HOLES PONT oii diameter (see Fig. 5, Fig. 6, and Fig. 7). The straight arm of the
] b | y” wiobtetoe e burner shall be 1.07 0.05 m (42 in.) long and welded on to
L lt CENTERED; SAME | (. 13 the rear of the front side (see Fig. 5) at a 30° angle. Mount the
5 13 MM SPACING . . .
Po ___!{_ C—f burner on an adjustable height pole at a height of #6IB mm
’ ) 4HOLES/OC (18 = 0.5 in.) and balance it by a counterweight or other
50 45° INWARD i i i
i 457 INWARD appropriate mechanism (see Fig. 8).
o AT LEFT [} P .
\ﬂ 6 HOLES Note 2—Caution: It is common for the burner holes to become
l \ ¥ j g%’:\TIGH clogged up following a test. Inspect burner holes after each test, and clean
Y / ° ° 2 out thoroughly, if required. Take care not to enlarge the holes when cleaning
them.
BACK
ST oot 7.8.3 The burner is described in detail in R€).
. 7.8.4 Use propane gas, with a known net heat of combustion
BT SEATONG LORITIOAL of 2050 + 50 kJ/mol, as a fuel for this ignition source. Meter
SHOULD BE STRAIGHT ¥ the flow rate of propane and keep it constant throughout the
- 1/_ test.
7.8.5 Use the gas burner at a flow rate of £3.25 L/min
for a total of 80 s. Measure the gas flow rate at a pressure of
101 + 5 kPa (standard atmospheric pressure, measured at the

flow gage) and a temperature of 205°C. The approximate
Note 1—All tubing 13 mm outside diameter, stainless steel, 0.89 mmratio of heat release rate output to gas flow rate is 1.485 kW
wall thickness. min/L, under standard conditions.
Nore 3—All units are mm unless otherwise noted. 7.9.1 If the furniture specimen is less than 1.0 m wide
Note 4—See text for tolerances. .
(overall), place the gas burner at the center of the furniture
seating surface, 5¢ 5 mm (2 = 0.2 in.) away from the
furniture back and 25 5 mm (1= 0.2 in.) above the seating
surface.
7.9.2 Test any specimen over 1.0 m wide with the gas
burner located at 125 10 mm (5% 0.4 in.) from the side of

FIG. 5 Plan View of Square Gas Burner

Counter

460mm
50
@ (18"

G, - 0o 09 000 L ) -
FIG. 6 Side View of Square Gas Burner

7.8.2 Construct the 256 10 by 250+ 10 mm (approxi- /
mately 10 by 10 in.) square burner of 3 1 mm (0.5 in.) 2508
outside diameter stainless steel tubing, with 0:8®.05 mm S
(0.035in.) wall thickness (see Fig. 5). The front side shall have
14 holes pointing straight out and spaced13 mm (0.5 in.)
apart and nine holes pointing straight down and spaced 13
mm (0.5 in.) apart. The right and left sides shall have six holes NoTe 1—See text for toleranges.
pointing straight out and spaced 31 mm (0.5 in.) apart and FIG. 8 Positioning of Square Gas Burner ﬁoeiuments
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the piece of furniture, 5¢ 5 mm (2= 0.2 in.) away from the measurement of flow rate in accordance with 8.2.
furniture back and 25- 5 mm (1+ 0.2 in.) above the seating  8.1.4 Measure all combustion product (smoke obscuration
surface. and gas concentrations) at a position in the exhaust duct where

7.9.3 In order to facilitate repeatability and reproducibility, the exhaust is uniformly mixed and there is a nearly uniform
it has been found useful to determine the exact location of thgelocity across the duct section. A distance of 10 to 30 duct
gas burner on the furniture by using a back line marker gagediameters is satisfactory for this purpose.

7.10 Mass Loss Measurements 8.2 Details of Instrumentation in Exhaust Duct

7.10.1 Use a weighing platform to continuously measure the 8.2.1 The following specifications are minimum require-
mass of the burning specimen. Construct a weighing platformments for exhaust duct instrumentation. Additional information
consisting of a horizontal thermal barrier, as described iris found in Annex A3.
7.10.2 and 7.10.3, and placed on top of a mass measuring 8.2.2 Flow Rate—Measure the flow rate in the exhaust duct
device. by means of a bidirectional probe located at the center line of

7.10.2 Construct a thermal barrier large enough to preverthe duct (see A3.1 for further details). Measure the flow rate in
melting or falling material from the tested furniture specimenthe exhaust duct with an accuracy of at least %. The
from falling off the thermal barrier. The barrier shall be used toresponse time to a stepwise change of the duct flow rate shall
protect the load cell. be a maximum D5 s toreach 90 % of the final value.

7.10.3 The barrier shall consist of a galvanized steel pan 8.2.3 Combustion Gas Analysis
with gypsum board lining placed under the furniture specimen. 8.2.3.1 Sampling Line— Make the sampling line tubes of a
The pan shall be consturcted of nominally 1.6—mis (n.) material not influencing the concentration of the combustion
thick steel, and have dimensions of no less than 1.0 by 1.0 mas species to be analyzed. The recommended sequence of the
(which corresponds to approximately 39 by 39 in.), with agas train is: sampling probe, soot filter, cold trap, gas path
uniform raised lip of the same material, 106 10 mm  pump, vent valve, plastic drying column and carbon dioxide
(approximately 4 in.) high, on each side, to catch fallingremoval columns (if used), flow controller and oxygen ana-
material. The bottom of the pan shall be covered by a tightyzer (see Fig. 9 and A3.2 for further details). The gas train
fitting section of standard gypsum board (finish side up), ofshall also include appropriate spanning and zeroing facilities.
nominally 13 mm (0.5 in.) thickness. The gypsum board shall 8.2.3.2 Oxygen MeasurementMeasure the oxygen con-
be clean before the start of a test; the board shall be replacegntration with an accuracy of at leas0.04 % of full scale in
for each test. Pans with dimensions of #20.1 by 2.1+ 0.1  the output range of 0 to 21 vol % oxygen, @10.01 vol %

m (4 ft = 4 in. by 8 ft = 4 in.) have been found satisfactory for oxygen, in order to have adequate measurements of rate of heat
testing large furniture specimens. release. Take the combustion gas sample from the end of the
7.10.4 Measure the specimen mass continuously with gampling line. Calculate the time delay, including the time
device capable of an accuracy of no less thab0 g, up to at  constant of the instrument, from the test room; it is a function
least 90 kg. Install it in such a way that neither the heat fronof the exhaust duct flow rate. It shall be a maximum of 30 s.
the burning specimen nor any eccentricity of the load affect théSee A3.3 for further details.) A discussion of the calculations

accuracy. Do not make any range shifts during measurementr rate of heat release is given in Annex A4.
Install all parts of the mass measuring device below the top 8.2.3.3 Carbon Monoxide and Carbon Dioxide
level of the thermal barrier. Measuremert-Measure the combustion gas species with an
7.10.5 The distance from the upper surface of the thermahstrument having an accuracy of at leas6.1 vol % for
barrier to floor level shall not exceed 0.5 m (20 in.). The areacarbon dioxide and+0.02 vol % for carbon monoxide. A
between the thermal barrier and the floor level shall be shieldeguitable output range is 0 to 1 vol % for carbon monoxide and
in order to avoid lifting forces, due to fire induced air flow, that0 to 6 vol % for carbon dioxide. Take the combustion gas
influence the measurement. sample from the end of the sampling line. Calculate the time
delay, including the time constant of the instrument, from the
test room; it is a function of the exhaust duct flow rate. It shall
8.1 General be a maximum of 30 s. (See A3.3 for further details.)

8.1.1 The exhaust collection system shall consist of a g 2.4 Smoke Obscuration Measuremerihstall an optical
blower, steel hood, duct, bidirectional probe, thermocouple(s),

oxygen measurement system, smoke obscuration measuring
system (white light photocell lamp/detector or laser), and
combustion gas sampling and analysis system. It shall be
constructed as shown in Fig. A2.1 and as explained in Anne
A2.

8.1.2 The system for collecting the combustion products’
shall have a capacity and be designed in such a way that all of Soat
the combustion products leaving the burning specimen are Separation
collected. Design the capacity of the evacuation system so asto ~ Chamoer
exhaust all combustion gases leaving the furniture specimen To COz.and CO ,

(see A2.1.4). Anelyzers presiuts ransde

8.1.3 Place probes for sampling of combustion gas and for FIG. 9 Schematic of Gas Tain  DOcuUuments

8. Exhaust Collection System

00009-» T0 Optional H0,
HCI, THC Analyzers

Oz
Analyzer*

Flow
Waste Controller
] Regulator

ampler

Outflow

T 7 um Filter
Desiccant | CO, Rotameter

i Removal .
Media NOTE: Rotameter is on outlet
of O, analyzer
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system for measurement of light obscuration across the cen-9.2.4 Obtain a minimum of two calibration points. Obtain a
terline of the exhaust duct. Determine the optical density of théower heat release rate value of 40 kW and then a higher heat
smoke by measuring the light transmitted with a photometerelease rate value of 160 kW. Approximate propane flow rates
system consisting of a lamp, plano convex lenses, an aperturiar any required heat release rate value are estimated using the
a photocell, and an appropriate power supply. See Fig. 10 arnfdllowing constant: 1.485 kW min/L, determined at a pressure
A3.4 for further details. Construct the system so that soobf 101 = 5 kPa (standard atmospheric pressure, measured at
deposits on the optics during a test do not reduce the lighthe flow gage) and a temperature of 205°C. Accurate flow
transmission by more than 5 %. Alternatively, instrumentatiorrates of propane gas are calculated using the mass flow rate (Eq
using a laser beam system, with an 0.5 to 2.0 mW helium-neoA5.1 or Eq A5.2).

laser, instead of white light system is also acceptable. See Fig. 9.2.5 Take measurements at least onceye@es and start 1

11 and A3.4 for further details. It has been shown that whitemin prior to ignition of the burner. Determine the average rate
light and laser systems will give similar results (see Refsof heat release over a period of at least 1 min by the oxygen

(3-6)). consumption method and calculating the heat release rate from
o the gas mass flow rate and the net heat of combustion. The
9. Calibration difference between the two values shall not exceed 5 %. Make

9.1 Calibrate all instruments carefully with standard sourceshis comparison only after steady state conditions have been
after initial installation. Among the instruments to be calibratedreached.
are load cells or weighing platforms, smoke meters, flow or 9.2.6 Perform a calibration test according to 9.5 prior to
velocity transducers, and gas analyzers. Perform recalibratiogach continuous test series. Perform a full basic calibration on
tests on the entire system, for example, using standard outpatnew system or when modifications are introduced.

burners. 9.2.7 When calibrating a new system, or when modifica-
9.2 Heat Release tions are introduced, it is recommended to check the response
9.2.1 Perform the calibration of the heat release instrumentime of the measuring system by the following test sequence:

tation in the exhaust duct by burning propane or methane gas  Time, min Burner Output, KW

and comparing the heat release rates calculated from the  0to5 0

metered gas input and those calculated from the measured o010 -

oxygen consumption. The value of net heat of combustion for 15 to 20 0

memf”me Is 50.0 Mg/kg and that for. propane is 46.5 MJ/kg. Take measurements at least once every 6 s. The response of
Position the burner in the same location where the upholstereﬁ%e svstem to a stepwise change of the heat outout from the
furniture specimen is to be placed during the test. Measure thg Y P 9 b

urner shall be a maximum of 12 s to 90 % of final value.
gas flow rate at a pressure of 10 t 5 kPa (standard L .
. 9.2.8 Check the precision of the system at various flow rates
atmospheric pressure, measured at the flow gage) and ,a

temperature of 26 5°C by increasing t[]e flow in the exhaust duct in four st.eps, starting
9.2.2 Asuitable calibr'ation burner is a sand diffusion burner]crom 0.25 ris* (at 0.1 MPa and 25°C) up to maximum. The
T recommended heat output from the burner is 160 kW. The
hange in measured rate of heat release, comparing time
verage values over 1 min, shall not be more than 10 % of the

ctual heat output from the burner.

with a 0.3 by 0.3-m (12 by 12-in.) top surface and a 0.15-m
(6-in.) depth. Construct such a gas burner with a 25 mm (1 in.
thick plenum. Alternatively, use a minimum 100 mm (4 in.) a
layer of Ottawa sand to provide the horizontal surface through 9.2.9 The use of a higher rate of heat release for calibration
which the gas is supplied. This type of burner is shown in Figfo . '

12. The gas supply to the burner shall be propane, of the san%ggte;(:gﬂﬁlse 500 kw, will generally lead to higher accuracy in

quality as that used for the ignition burner, or methane. The gas 9.3 Mass Loss-Perform calibration of the mass measurin
for the burner flame shall not be premixed with air. Meter the , ™" 9

flow rate of gas and keep it constant throughout the calibratiofﬂhhz"vIce by Ipadlng the welgh!ng platform .W'th known masses
test. corresponding to the measuring range of interest, to ensure that

9.2.3 Another suitable calibration burner is a pipe, with anthe requirements of accuracy in 7.10.3 are fulfilled. Carry out

inner diameter of 106 1.5 mm (4 in.), supplied with gas from this calibration daily, prior to testing.

beneath (see ISO 9705). The gas for the burner flame shall npt ?IA t% ereI;ed %ﬁfsggt'egfat%’éafej?% Sgg;:;‘?t mf(ialttirrsmgf
be premixed with air. y y y

significantly different values and also at 100 % transmission.
Once this calibration is set, only the zero value of extinction

walt of coefficient (100 % transmission) needs to be verified each day,
duct prior to testing. Investigate any excessive departure from the
¥ ) Aperture zero line at the end of a test, and correct it.

9.5 Gas Analysis— Calibrate gas analyzers daily, prior to
testing (see Guide E 800 for further guidance).

10. Conditioning

Smoke Detector
particles 10.1 Prior to testing, condition the specimen for at least 48
FIG. 10 Optical System, Using a White Light h in an atmosphere at a temperature of vments
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