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Standard Test Method for

Fire Testing of Mattresses *

This standard is issued under the fixed designation E 1590; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilonej indicates an editorial change since the last revision or reapproval.

1. Scope method may involve hazardous materials, operations, and

1.1 This is a fire-test-response standard. equipment

1.2 This test method provides a means of determining the 1.12 This standard does not purport to address all of the
burning behavior of mattresses used in public occupancies b§afety concerns, if any, associated with its use. It is the
measuring specific fire test responses when the test specimdfSPonsibility of the user of this standard to establish appro-
a mattress or mattress with foundation, is subjected to Rriate safety and health practices and determine the applica-
specified flaming ignition source under well ventilated condi-Pility of regulatory limitations prior to use.
tions.

1.3 This is a test method for mattresses or mattresses with Referenced Documents
foundations. 2.1 ASTM Standards:

1.4 Test data are obtained describing the burning behavior, D 123 Terminology Relating to Textiles o
following application of a specific ignition source, from E 84 Test Method for Surface Burning Characteristics of

ignition until all burning has ceased, a periofi b h has Building Material$
elapsed, or flashover appears inevitable. E 176 Terminology of Fire Standar’ds_ _
1.5 This test method does not provide information on the E 380 Practice for Use of the International System of Units

fire performance of mattresses under fire conditions other than _(S1) (the Modernized Metric Systerh)
those specified in this test method. In particular, this test E 800 Guide for Measurement of Gases Present or Gener-

method does not apply to smoldering ignition by cigarettes. _ated During Fire$ _
See 5.12 for further information. E 1354 Test Method for Heat and Visible Smoke Release

1.6 The rate of heat release of burning test specimen is Rates for Materials and Products Using an Oxygen Con-

measured by an oxygen consumption method. See 5.12.4 for _Sumption Calorimetér o
further information. E 1474 Test Method for Determining the Heat Release Rate

1.7 Other measurements are the production of light- of Upho}stered_Furniture and Mattress Components or
obscuring smoke and the concentrations of certain toxic gas COMPosites Using a Bench Scale Oxygen Consumption
species in the combustion gases. See 5.12.5 for further infor- Calorimete?

mation. E 1537 Test Method for Fire Testing of Seating Upholstered
1.8 The burning behavior is documented visually by photo- Furniture ‘
graphic or video recordings. 2.2 1SO Standards:

1.9 Use the SI system of units in referee decisions; see SO 3261 Fire Tests—Vocabuldry

Practice E 380. The units given in parentheses are for infor- 1SO 4880 Burning Behaviour of Textiles and Textile
mation only. Products—Vocabulafy

1.10 This standard is used to measure and describe the SO 9705 Fire Tests—Full Scale Room Test for Surface

response of materials, products, or assemblies to heat and Products

flame under controlled conditions, but does not by itself 2-3 UL Standards: .
incorporate all factors required for fire hazard or fire risk UL 1056 Fire Test of Upholstered Furnitdire
assessment of the materials, products or assemblies underYL 1895 Fire Test of Mattresses

actual fire conditions. 2.4 CA Standards: -
1.11 Fire testing of products and materials is inherently ~CA Technical Bulletin 121 Flammability Test Procedure for

hazardous, and adequate safeguards for personnel and prop——
erty shall be employed in conducting these tests. This test ?Annual Book of ASTM Standardéol 07.01.

3 Annual Book of ASTM Standardéol 04.07.

4 Annual Book of ASTM Standardgol 14.02.

5 Available from International Standardization Organization, P.O. Box 56,
H-1211, Geneva 20, Switzerland.

8 Available from Underwriters Laboratories, Inc., 333 Pfingsten Rd., Northbrook,
IL 60062.

1 This test method is under the jurisdiction of ASTM Committee E-5 on Fire
Standards and is the direct responsibility of Subcommittee E05.15 on Fumishing
and Contents.

Current edition approved Feb. 10, 1999. Published July 1999. Originally
published as E 1590 — 94. Last previous edition E 1590%%.96
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b £ 1590
Mattresses for Use in Public Occupandies most important fire-test-response characteristic measured in
CA Technical Bulletin 129 Flammability Test Procedure for this test method is the rate of heat release, which quantifies the
Mattresses for Use in Public Buildings intensity of the fire generated.
CA Technical Bulletin 133 Flammability Test Procedure for 5.2 The rate of heat release is measured by the principle of
Seating Furniture for Use in Public Occupanéies oxygen consumption. Annex A3 discusses the assumptions and
2.5 Other Documents: limitations.

CFR Part 1632 Standard for the Flammability of Mattresses 5.3 This test method also provides measures of other fire-
and Mattress Pads (formerly DOC FF4-72, 40 FR 59940)test-response characteristics, including smoke obscuration (as
Nordtest Method NT Fire 032 Upholstered Furniture: Burn-the rate of smoke release, total smoke released, or optical

ing Behavior—Full Scale Te%t density of smoke), combustion gas release (as concentrations
) of combustion gases), and mass loss, which are important to
3. Terminology making decisions on fire safety.

3.1 Definitions—For definitions of terms used in this test 5.4 In the majority of fires, the most important gaseous
method and associated with fire issues, refer to the terminologgomponents of smoke are the carbon oxides, present in all fires.
contained in Terminology E 176 and ISO 3261. In case ofThey are indicators of the toxicity of the atmosphere and of the
conflict, the definitions given in Terminology E 176 shall completeness of combustion. Measurement of concentrations
prevail. For definitions of terms used in this test method andf carbon oxides are useful for two purposed:gs part of fire
associated with textile issues, refer to the terminology conhazard assessment calculations &)dd improve the accuracy
tained in Terminology D 123 and ISO 4880. In case of conflict,of heat release measurements. Other toxic combustion gases,
the definitions given in Terminology D 123 shall prevail. which are specific to certain materials, are also indicators of the

3.2 Definitions of Terms Specific to This Standard: toxicity of the atmosphere, but are less crucial for determining

3.2.1 product n—mattress, or mattress with foundation, for combustion completeness and are optional measures; however,
which fire-test-response characteristics are to be measured. fire hazard assessment often requires their measurement.

3.2.2 specimenn—the manufactured item of the product, or 5.5 The type of ignition chosen (flaming source) is common

representative prototype of the product. in both accidental and intentional fires in public occupancies.
The test method is thus applicable to mattresses in public
4. Summary of Test Method occupancies. Such facilities include, but are not limited to,

4.1 This fire-test-response test method determines a numbkealth-care facilities, old age convalescent and board and care
of fire-test-response characteristics associated with a full-scaleomes, and college dormitories and residence halls.
test specimen, mattress or mattress with foundation, ignited 5.6 One of the following three configurations is to be used
with a propane gas burner. Measurements to be made includie this test method:
the rate of heat and smoke release, total amount of heat 5.6.1 Test Configuration A-A test room with the following
released, rates and concentrations of carbon oxides releaselimensions: 3.66 by 2.44 by 2.44 m (12 by 8 by 8 ft) high.
and rates and amounts of mass of test specimen lost. Other5.6.2 Test Configuration B-A test room with the following
optional measurements are also described. dimensions: 3.66 by 3.05 by 2.44 m (12 by 10 by 8 ft) high.
4.2 In Test Configurations A and B, the test specimen is 5.6.3 Test Configuration €&-An open calorimeter (or furni-
placed on a weighing platform located in a test room. Anture calorimeter).
exhaust hood, connected to a duct, is located at the doorway of 5.7 Rooms of other dimensions are acceptable where it has

the room. been shown that egivalent test results are obtained.

4.3 In Test Configuration C, the test specimen is placed on 5.8 Measurements in the three test configurations listed in
a weighing platform located directly under a hood. 5.6 have been shown to give similar results for heat release in

4.4 Heat, smoke, and combustion gas release instrumenttie duct, and mass loss, up to a rate of heat release of 600 kW
tion is placed in the duct. (1).x0

4.5 Additional (optional) instrumentation placed in the test 5.9 Measurements of temperatures, gas concentrations, and
room is also described. smoke obscuration in the room are dependent on room size.

o 5.10 This test method has been designed to provide details

5. Significance and Use for the means to build and operate equipment capable of

5.1 This test method provides a means of measuring &inning tests as required by CA TB 129. However, this test
variety of fire-test-response characteristics resulting from burnmethod is more general than that technical bulletin.
ing a test specimen, mattress or mattress with foundation. After 5.11 Studies on the flammability performance of mattresses
ignition using a propane gas burner, the test specimen igdicate that bench scale fire tests are useful for preliminary
permitted to burn freely under well-ventilated conditions. Theevaluations of component materials for substitution purposes
(see Appendix X3).
5.12 Limitations

7 Available from California Bureau of Home Furnishings and Thermal Insula-  5.12.1 This test method is not applicable to ignition by

tion, State of California, Dept. of Consumer Affairs, 3485 Orange Grove Ave., Northci arettes. or by anv other smoldering source
Highlands, CA 95660-5595. 9 ! y any 9 )

8 Available from Consumer Product Safety Commission, Washington, DC
20207. 1°The boldface numbers in parentheses refer to the list of references at the end
9 Available from Nordtest, P.O. Box 22, SF-00341, Helsingfors, Finland. of this test method. Docu ments
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5.12.2 The ignition source in this test method is a flamingmetal studs, and line it with fire-rated gypsum wallboard or
source, and it has been shown that mattresses, particularly galcium silicate wallboard. Position a hood, as described in
public occupancies, are involved in fires with flaming ignition Annex A1, outside of the room doorway, such that it collects all
sources. Moreover, this particular ignition source has beenf the combustion gases. There shall be no obstructions to the
shown to be able to provide a distinction between differentir supply to the test setup.
kinds of mattress items. However, the fraction of actual . .

. . . L Note 1—Both Type X gypsum wallboard and calcium silicate wall-
flaming mattress fires occurring with ignitions more or Iessboard with a thickness of at least 13 mm (0.5 in.) have been found

intense than that used here is not known. . acceptable. If the thickness of the wallboard is larger, it will not affect the
5.12.3 Itis not known whether the results of this test methodesults of this test method.

will be equally valid when a mattress is burned under condi- ¢ 1 5 Test Room Layout (Test Configuration-BJhe test
tions different from those specified. In particular, it is unclear,y5 1 shall have dimensions of 3.05m25 mm by 3.66 m-
whether the use of a different ignition source, or the sameg by 2.44 m= 25 mm (10 by 12 by 8 ft) high. The room
ignition source but having a different duration of flame gy a1 have no openings other than a doorway opening 0.87 m
exposure or a different gas-flow rate, will change the.results. 4 mm by 2.06 m* 6.4 mm (38 by 81 in.), located as
5.12.4 The value of rate of heat release corresponding 10 thgicated in Fig. 2, and other small openings, as necessary, to
critical limit between propagating mattress fires and nOnyn,ue test measurements. Construct the test room of wooden or
propagating fires is not known. _ _metal studs, and line it with fire-rated gypsum wallboard or
5.12.5 As yet, there is not a known direct correlation ciym silicate wallboard. Position a hood, as described in
between smoke obscuration or smoke toxicity measurements Rinnex A1, outside of the room doorway, such that it collects all
the exhaust duct and overall fire hazard. of the combustion gases. There shall be no obstructions to the
6. Apparatus air supply to the test method setup. (See Note 1.)
6.1.3 Open Calorimeter Layout (Test Configuration: C)
6.1.3.1 The area surrounding the test specimen in an open
calorimeter layout shall be sufficiently large that there are no
heat radiation effects from the walls or any other nearby
objects. The airflow to the test specimen shall be symmetrical

6.1 Room Layout and Instrumentation

6.1.1 Test Room Layout (Test Configuration-Ajhe test
room shall have dimensions of 2.44:m25 mm by 3.66 m*
25 mm by 2.44 m= 25 mm (8 by 12 by 8 ft) high. The room
shall have no openings other than a doorway opening 0.76 m from all sides

6.4 mm by 2.03 m* 6.4 mm (30 by 80 in.), located as 6.1.3.2 If the heat release rate of the test specimen is below

indicated in Fig. 1, and other small openings, as necessary, %bo kW, a load cell sited under a hood, and where the distance
make test measurements. Construct the test room of wooden or ’ ’
——305m— )

076 m ——
+“—> 4 = . 4
, specimen
X
TEST BURN ROOM TEST BURN ROOM
Smoke Obscuration Smoke Obscuration Smokse Obscuration Smoke Obscuration
T ] Light Source Detector [ [3.66m T L Light Source Detsctor | ]3.66 m
1i2m 2m
X
| § |
specimen
0.97 m
v E1 I 4 v pernl J'
244 m
< >
Ei Location of Smoke Obscuration Monitor [:1 Location of Smoke Obscuration Monitor
+ Ceiling Thermocouple 4+ Ceiling Thermocouple
X 1.2 m Thermocouple X 1.2 m Thermocouple
[0 Gas Sampling Line 00 Gas Sampling Line
Note 1—See text for tolerances; room instrumentation is optional. Note 1—See text for tolerances; room instrumentation is optional.
FIG. 1 Test Room Configuration A FIG. 2 Test Room Configuration EDocu ments
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between the test specimen and any wall im (3.3 ft) or more,
is acceptable.

6.1.3.3 The air supply to the calorimeter shall be sufficient
so that it does not affect the burning process.

6.1.4 General Discussion of Room LayedHeat release
measurements in the duct, made in Test Configurations A, B,
and C, have been shown to yield similar results for heat release
rates below 600 kW (see X1.4)).

6.1.5 Other Test Room FurnishingsThe test room shall
contain no furnishings except for the test specimen.

6.1.6 Location of Test Specimen, for Test Configurations A
or B—Paosition the test specimen on a weighing platform in a
corner. Ensure that the test specimen is at a distance of between
0.10 and 0.25 m (4 and 10 in.) from both walls (Fig. 1 and Fig.
2).

6.1.7 Location of Test Specimen, for Test Configuration
C—Position the test specimen on a weighing platform under-
neath the hood (Fig. 3).

6.2 Ignition Source

6.2.1 As the ignition source, use a gas burner in the shape of
a T, as described in Fig. 4.

6.2.2 Construct the burner of stainless steel, with wall
thicknesses of 0.8 0.05 mm (0.035+ 0.002 in.). Make the
head of the T205- 10 mm (approximately 8 0.4 in.) long
and 13+ 1 mm (0.5% 0.04 in.) in outer diameter. Plug the
ends of the T. As shown in Fig. 4a and Fig. 4b, construct the
burner with two sets of holes equally spaced and centered
along the head of the burner and oriented 90° to one another.
One set consists of 14 holes and the other of nine holes, with
each hole spaced 18 1 mm (0.5+ 0.04 in.) from the next.
Make the holes & 0.04 mm (0.032+ 0.002 in.) in diameter.

Note 2—Caution: It is common for the burner holes to become
clogged up following a test. Inspect burner holes after each test, and clean
thoroughly, if required. Take care not to enlarge the holes when cleaning
them.

6.2.3 Construct thdandleof the burner of stainless steel,
with the same diameter and thickness as the head. Weld it to the

Diameter of holes = 1 mm

To gas supply (propane)
12 L/min

(a) T-Burner Top View

50.5mm 104.0mm 50.5mm
l

& »le »le ».

13mm |

To gas supply (propane)
12 L/min

(b) T-Burner Bottom View

To gas supply (propane
12 L/min )

14 Holes

9 Holes
(c) T-Burner End View

Note 1—See text for tolerances.

head in the orientation shown in Fig. 4c. When the 14 holes in F'GS-“ Vm" ?f T‘jgage‘j Ga; Bumer: 4a, Buner Hesad thgwling_
the head are oriented 45° above the horizontal and the ninP Set of Holes: 4b, Burmer Head Showing Bottom Set of Holes;

holes are oriented 45° below the horizontal, the handle is

Nominal 16 inch diameter steel duct

‘_—

Blower and
instrumentation
located down-

stream Steel
in duct collection/exhaust
hood

I |

Specimen on weigh
frame centered beneath
collection/exhaust hood

{ )
I i

%
[ I S T s SR O O i (R | 1
FIG. 3 Test Configuration for Mattress in Furniture Calorimeter
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and 4c, Side View of Burner Showing Orientation of the Head
with the Handle

approximately 30° above the horizontal. Construct the handle
such that it is at least 450 mm (approximately 18 in.) long, in
order to facilitate its attachment to the support and the propane
line.

Note 3—In order to align the burner to the test specimen properly, it is
necessary to position the head as described below; therefore, the angle
between the handle and the head is not critical.

6.2.4 Use propane gas, with a known net heat of combustion
of 46.5 = 0.5 MJ/kg, as a fuel for this ignition source. Meter
the flow rate of propane at 12 0.25 L/min, at a pressure of
101+ 5 kPa (standard atmospheric pressure, measured at the
flow gage) and a temperature of 20 5°C, or at a flow
calculated to be equivalent to these values. To deliver the
propane to the burner, use flexible tubing fed into the handle of
the burner. Maintain the flow rate of propane constant while the
propane gas flame is lit. Mount the burner on an adjustable

pole, with a counterweight if necessary, [gfieLirAONtS
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Center Line
of Mattress

burner to be positioned in the proper location for ignition of the
test specimen and then swung out of the way after the propane
gas flame is turned off.

6.2.5 The approximate ratio of heat release rate output to
gas-flow rate is 1.485 kW min/L under standard conditions.
The calculated rate of heat release from the burner at the
temperature and pressure given above is 17.8 kW.

6.2.6 Location of Gas Burner

6.2.6.1 Orient the burner with respect to the test specimen as
shown in Fig. 5.

6.2.6.2 Ensure that the horizontal plane of the head of the
burner (depicted in Fig. 4c) is level with the bottom horizontal
surface of the test specimen. This orientation shall be such that
the 14 holes are directed at the test specimen at an angle of 45°
above the horizontal and the nine holes are directed under the
test specimen (at the mattress or mattress foundation, if one is
used) at an angle 45° below the horizontal. The handle will
thus be set, nominally, at a 30° angle above the horizontal. each side, to catch falling material. The bottom of the pan shall

6.2.6.3 Locate the burner during ignition in such a way thalpe covered by a tight fitting section of standard gypsum board
the nearest point of the head of the burner is228 mm (1= (finish side up), of nominally 13 mm (0.5 in.) thickness. The
0.1 in.) from the vertical edge of the test specimen. gypsum board shall be clean before the start of a test; the board

6.3 Mass Loss Measurements shall be replaced for each test.

6.3.1 Use a weighing platform to measure the mass of the 6.3.3 Measure the test specimen mass continuously with a
burning test specimen continuously. Construct a weighingjevice capable of an accuracy of no less tharb0 g, up to at
platform, consisting of a horizontal thermal barrier, as dedeast 90 kg. Install it in such a way that neither the heat from
scribed in 6.3.2, and placed on top of a mass measuring devigRe burning test specimen nor any eccentricity of the load will
(Fig. 6). affect the accuracy. Do not make any range shifts during

6.3.2 Construct a thermal barrier large enough to preventeasurements. Install all parts of the mass measuring device
melting or falling material from the tested mattress specimerbelow the top level of the thermal barrier.
from falling off the thermal barrier. The barrier shall consist of  6.3.4 The distance from the upper surface of the thermal
a galvanized steel pan with a gypsum lining placed under th@arrier to floor level shall not exceed 0.3 m (12 in.). The area
mattress specimen. The barrier shall be used to protect the log@étween the thermal barrier and the floor level shall be

Mattress )/Ma!al Bed Frame
Adjustable

{

U/ Legs

N\Non Combustible
Material

I T T 1]

{

1
Weighing Platform

CIT T T T T T T 717
Side View

I

Mattress

| !
He Adjustable Legs el

Weighing Platform

Front View
FIG. 6 Setup for Mass Loss Measurement

cell. The pan shall be constructed of nominally 1.6 mfis (n.)
thick steel, and have dimensions of 120.1 by 2.4+ 0.1 m
(4 ft = 4in. by 8 ft = 4 in.), with a uniform raised lip of the
same material, 10& 10 mm (approximately 4 in.) high, on
to

shielded, by providing a skirt at the perimeter of the barrier, in
order to prevent lifting forces, due to fire-induced air flow, that
influence the measurement.

6.3.5 Alternatively, use a suspension-gage weighing system
measure the mass loss of the test specimen in a test room.

For this test method, suspend the bed frame from the ceiling
with chains (Fig. 7), resulting in penetration through the ceiling

Mattress

Bed Frame

|

Mattress

5}
ko

Foundation

|

Bed Frame
FIG. 5 T-Burner Impingement With And Without A Mattress
Foundation
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Load Cell

Pillow &
Pillow Case

Bottom Sheet
(tucked in)

Blanket

Metal Bed Frame
FIG. 7 Bed Assembly With Suspending Strain G@wam ents
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of the test room. Keep the hole at the ceiling at an absolute 6.6 Combustion Gas Analysis
minimum size. 6.6.1 Sampling Line— Construct the sampling line tubes of
6.4 Exhaust Collection System a material not influencing the concentration of the combustion
6.4.1 General gas species to be analyzed. The following sequence of the gas

6.4.1.1 Construct the exhaust collection system with thdrain has been shown to be acceptable: sampling probe, soot
following minimal requirements: a blower, steel hood, duct,filter, cold trap, gas path pump, vent valve, plastic drying
bidirectional probe, thermocouple(s), oxygen measuremerdolumn and carbon dioxide removal columns (if used), flow
system, smoke obscuration measurement system (white liglksbntroller, and oxygen analyzer (see Fig. 9 and Annex A2 for
photocell lamp/detector or laser), and combustion gas samplinfyrther details). Alternative designs of the sampling line must
and analysis system. Construct the exhaust collection system gield equivalent results. The gas train shall also include
shown in Fig. 8 and as explained in Annex Al. appropriate spanning and zeroing facilities.

6.4.1.2 Ensure that the system for collecting the smoke 6.6.2 Oxygen MeasurementMeasure the oxygen concen-
(which includes gaseous combustion products) has sufficieritation with an accuracy of0.01 vol % oxygen, or better, in
exhaust capacity and is designed in such a way that all of therder to have adequate measurements of the rate of heat
combustion products leaving the burning test specimen areelease. Take the combustion gas sample from the end of the
collected. Design the capacity of the evacuation system suckampling line. Calculate the time delay, including the time
that it will exhaust, minimally, all combustion gases leaving theconstant of the instrument, from the test room; it is a function

test specimen (see Al.1.4), of the exhaust duct flow rate. This time delay shall not exceed
6.4.1.3 Place probes for the sampling of combustion gas an0 s (see Annex A2 for further details).
measurement of flow rate in accordance with 6.5. 6.6.3 Carbon Monoxide and Carbon Dioxide

6.4.1.4 Make all measurements of smoke obscuration, gageasuremert-Measure the combustion gas species with an
concentrations, or flow rates at a position in the exhaust dudghstrument having an accuracy of at leas0.1 vol % for
where the exhaust is mixed uniformly so that there is a nearlgarbon dioxide and=0.02 vol % for carbon monoxide. A
uniform velocity across the duct section. suitable output range is from 0 to 1 vol % for carbon monoxide

6.4.1.5 To ensure uniform mixing of the exhaust, provide aand from 0 to 6 vol % for carbon dioxide. Take the combustion
straight section of duct before the measuring system having gas sample from the end of the sampling line. Calculate the
length equal to at least eight times the inside diameter of théme delay, including the time constant of the instrument, from
duct. If a measuring system is positioned at a distance of leghe test room; it is a function of the exhaust duct flow rate. It
than 8 diameters, demonstrate the achievement of equivalesghall be a maximum of 60 s (see Annex A2 for further details).
results. 6.7 Smoke Obscuration Measurement

6.5 Instrumentation in Exhaust Duct 6.7.1 Install an optical system for measurement of the light

6.5.1 The following specifications are minimum require- obscuration across the centerline of the exhaust duct. Deter-
ments for exhaust duct instrumentation. Additional informationmine the optical density of the smoke by measuring the light
is given in Annex A2. transmitted with a photometer system consisting of a white

6.5.2 Flow Rate—Measure the flow rate in the exhaust duct light source and a photocell/detector or a laser system for
by means of a bidirectional probe, or an equivalent measuringhneasurement of light obscuration across the centerline of the
system, with an accuracy of at leas6 % (see Annex A2 for exhaust duct.
further details). The response time to a stepwise change of the 6.7.2 One photometer system found suitable consists of a
duct flow rate shall not excdes s toreach 90 % of the final lamp, lenses, an aperture, and a photocell (see Fig. 10 and

value. Annex A2 for further details). Construct the system so that soot
deposits on the optics during a test do not reduce the light
Guide g A Opening & 400 transmission by more than 5 %.
i 5000  Guide f 6.7.3 Alternatively, instrumentation constructed using a 0.5
— +1 n Pitot tube vanes~\ —A R to 2.0-mW helium-neon laser, instead of a white light system,
S NS \L. j-/-.---l- - is also acceptable (see Fig. 10 and Annex A2, as well as Fig. 11
EQ}}'-E"‘P E::Z;‘:tc‘:‘ft g 4065,99, platos : zg and A2.4, for further details). It has been shown that white light
system 2mmx500x300 | o and laser systems will provide similar results (see R2{§)).
Gas analysis Hood of 2mm 2
To exhaust steel plates | e 7 Test S .
gas cleaning g4p450n|;192440/, —_8 B . |1es pecimen
Frame of steel : 7.1 As the test specimen, use an actual manufactured
B x 3.2 mattress, or prototype thereof, in the configuration of its

intended use.

Stesl plates . i .
7.1.1 Use the foundation in tests of mattresses intended for

1000 x 2440 Dimensions in millimeters

AN foptionsh use with a foundation.
# 240 T #340 7.1.2 If the foundation consists exclusively of metallic
4gStesl plates Details of exhaust system components, it is acceptable to replace it, for the test, by the
Section A_A A & min aasmm bed frame described ip 7.4. . ' '
Cross Section of Guide Vanes 7.2 The mattress size to be tested is twin, which has the
FIG. 8 Design of Hood and Exhaust System following dimensions: 0.97 by 1.89 m (38%mem
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To Optional H,0,
HCI, THC Analyzers

Analyzzer*
s Flow
ampler Controller
Waste
Regulator E Outflow
Eicl’t%tr 7 um Filter
Desiccant. CO, Rotameter
Pump - Removal
Separation Media
Chamber v NOTE: Rotameter is on outlet
Drain To CO,and CO of O, analyzer
Analyzers
*To include absolute
pressure transducer
FIG. 9 Schematic of Gas Train
oxygen consumption. The value of net heat of combustion for
methane is 50.0 MJ/kg, and that for propane is 46.5 MJ/kg.
Wall of Position the burner in the same location that the test specimen
exhaust duct ; :
N “a is to be placed during the test. Measure the gas flow rate at a

Aperature

pressure of 101+ 5 kPa (standard atmospheric pressure,
measured at the flow gage) and a temperature of ZyC.
8.2.2 Asuitable calibration burner is a sand diffusion burner

with a 0.3 by 0.3-m (12 by 12-in.) top surface and a 0.15-m
Smoke I Detector (6-in.) depth. Construct such a gas burner with a 25-mm (1-in.)
particles thick plenum. Alternatively, use a minimum 100-mm (4-in.)

layer of Ottawa sand to provide the horizontal surface through
. which the gas is supplied. This type of burner is shown in Fig.
FIG. 10 Optical System Using a White Light 12. The gas supply to the burner shall be propane, of the same
quality as that used for the ignition burner, or methane. The gas
size mattresses have varying thicknesses. for the burner flame shall not be premixed with air. Me.ter the
7.2.1 If the intended use of the product requires a sizilow rate of gas, and keep it constant throughout the calibration

different from twin, the test specimen used shall be the siz est.

representative of the intended use. Report the dimensions of 8-2-3 Another suitable calibration burner is a pipe, with an
the test specimen. inner diameter of 106 1.5 mm (4 in.), supplied with gas from

7.3 In all respects, the prototype test specimen shall refle@eneath (ISO 9705). The gas for the burner flame shall not be
the construction of the actual mattress that it is intended t@remixed with air.
represent. 8.2.4 Obtain a minimum of two calibration points. Obtain a
7.4 Support the test specimen by means of a metal be@wer heat release rate value of 40 kW and then a higher heat
frame. Construct the bed frame of heavy angle-section irorfelease rate value of 160 kW. Approximate propane flow rates
with all joints welded and with sinusoidal no-snag type springsfor any required heat release rate value are estimated using the
7.5 Ensure that the top surface of the test specimen is nd@llowing constant: 1.485 kW min/L, determined at a pressure

more than 0.9 m (35.4 in.) from the floor. of 101 £ 5 kPa (standard atmospheric pressure, measured at
the flow gage) and a temperature of 205°C.
8. Calibration 8.2.5 Take measurements at least once every 6 s, and start 1

8.1 Calibrate all instruments carefully with standard sourcegnin prior to ignition of the burner. Determine the average rate
after initial installation. Among the instruments to be calibratedof heat release over a period of at least 1 minHytife oxygen
are load cells or weighing platforms, smoke meters, flow oiconsumption method an@)(calculating the heat release rate
velocity transducers, and gas analyzers. Perform recalibratidifom the gas mass flow rate and the net heat of combustion.
tests on the entire system, for example, using standard outpilihe difference between the two values shall not exceed 5 %.
burners. This comparison shall be made only after steady-state condi-

8.2 Heat Release tions have been reached.

8.2.1 Perform the calibration of the heat release instrumen- 8.2.6 Perform a calibration test in accordance with to 8.5
tation in the exhaust duct by burning propane or methane gawior to each continuous test series. Perform a full basic
and comparing the heat release rates calculated from thmalibration on a new system or when modifications are intro-
metered gas input and those calculated from the measuretliced. Documents
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