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ﬁplw Designation: E 2058 — 02

<’
INTERNATIONAL
Standard Test Methods for
Measurement of Synthetic Polymer Material Flammability
Using a Fire Propagation Apparatus (FPA) 1
This standard is issued under the fixed designation E 2058; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilone] indicates an editorial change since the last revision or reapproval.
1. Scope suitable for materials that, on heating, melt sufficiently to form

1.1 This fire-test-response standard determines and quang-liquid pool. _ _ _
fies synthetic polymer material flammability characteristics, 1.7 Values stated are in Sl units. Values in parentheses are
related to the propensity of materials to support fire propagaf©r information only. _
tion, by means of a fire propagation apparatus (FPA). Material 1.8 This standard is used to measure and describe the
flammability characteristics that are quantified include time tg€SPonse of materials, products, or assemblies to heat and flame

ignition (), chemical (QOuren), and convective Q) heat under controlled conditions, but does not by itself incorporate

release rates, mass loss ratem| and effective heat of all factors required for fire hazard or fire risk assessment of the
combustion (EHC). materials, products or assemblies under actual fire conditions.
1.2 The following test methods, capable of being performed 1.9 This standard does not purport to address all of the
separately and independently, are included herein: safety concerns, if any, assquated with its use. It is the
1.2.1 Ignition Test to determinet, for a horizontal speci- re_spon5|blllty of the user of thls standard to establlsh appro-
men: priate safety and health practices and determine the applica-
1.2.2 Combustion Testo determiné,,o,, Qo M, and EHC bility of regulatory limitations prior to usef-or specific hazard
from burning of a horizontal specimen; and, statements, see Section 7.

1.2.3 Fire Propagation Testto determineQ,..,from burn-
ing of a vertical specimen.

1.3 Distinguishing features of the FPA include tungsten- 2:1 ASTM Standards:
quartz external, isolated heaters to provide a radiant flux of up E 176 Terminology of Fire Standartls

to 65 kW/n? to the test specimen, which remains constant E 906 Test Method for Heat and Visible Smoke Release

whether the surface regresses or expands; provision for com- _Rates for Materials and Produgts , L
bustion or upward fire propagation in prescribed flows of E 1321 Test Method for Determining Material Ignition and

normal air, air enriched with up to 40 % oxygen, air oxygen _Flame Spread Propertes .

vitiated, pure nitrogen or mixtures of gaseous suppression E 1354 Test Method for Heat and Visible Smoke Release

agents with the preceding air mixtures; and, the capability of ~Rates for Materials and Products Using an Oxygen Con-

measuring heat release rates and exhaust product flows gener- SUumption Calorimetér o _

ated during upward fire propagation on a vertical test specimen E 1623 Test Method for Determination of Fire and Thermal

0.305 m high. Parametgrs of Materlals,_Products, and Systems Using an
1.4 The FPA is used to evaluate the flammability of syn- Intermediate Scale Calorimeter (ICAL)

thetic polymer materials and products. It is also designed tg Terminology

obtain the transient response of such materials and products to L L )

prescribed heat fluxes in specified inert or oxidizing environ- -1 Definitions—For definitions of terms used in these test

ments and to obtain laboratory measurements of generatigh€thds, refer to Terminology E 176.

rates of fire products (C CO, and, if desired, gaseous 3.2 De_f|n|t|0ns of 'I_'erms Specmc to_ This Standard:

hydrocarbons) for use in fire safety engineering. 3.2.1 fire propagation n—increase in the exposed surface

1.5 Ignition of the specimen is by means of a pilot flame af2'€@ Of the specimen that is actively involved in flaming

a prescribed location with respect to the specimen surface, combustion.
1.6 The Fire Propagation test of vertical specimens is not 3-3 Symbols:

2. Referenced Documents

! These test methods are under the jurisdiction of ASTM Committee EO5 on Fire
Standards and are the direct responsibility of Subcommittee E05.22 on Surface
Burning.
Current edition approved Jan. 10, 2002. Published February 2002. Originally
published as E 2058 — 00. Last previous edition E 2058 — Ola. 2 Annual Book of ASTM Standardgol 04.07.
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Ay = cross sectional area of test section ducf)(m heating system (note that the coating does not itself undergo
S = specific heat of air at constant pressure (kJ/kg K) sustained flaming).
Geo = mass flow rate of CO in test section duct (kg/s) 4.3 The Combustion test method is used to determine the
Ge,, = mass flow rate of CQin test section duct (kg/s) chemical and convective heat release rates when the horizontal
AH.s = effective heat of combustion (kJ/kg) test specimen is exposed to an external radiant heat flux.
K = flow coefficient of averaging Pitot tube [duct gas 4.4 The Fire Propagation test method is used to determine
velocity/(2Apy/p)*4 (-) _ the chemical heat release rate of a burning, vertical specimen
Mioss = ultimate change in specimen mass resulting from qyring upward fire propagation and burning initiated by a heat
. combustion (kg) _ flux near the base of the specimen. Chemical heat release rate
m = mass loss rate of test specimen (kg/s) __is derived from the release rates of carbon dioxide and carbon
My = ?uists(lig‘g’) rate of gaseous mixture in test Section iy qnoxide. Observations also are made of the flame height on
P.. = atmospheric pressure (Pa) the vertical specimen during fire propagation.
Pm = pressure differential across averaging Pitot tube in5 - sjgnificance and Use
test secf[ion duct (Pa) . _ 51 Th test method int | t of existing test
Q = cumulative heat released during Combustion Test _ ~ ese test methods are an integral part of existing tes
(kJ) standard;_ for cable fire propagation and clean room material
Ourern = Chemical heat release rate (kW) fIam_mablllty, 3as well as, in an approval standard for conveyor
Q. = convective heat release rate (kW) peltmg (1-3).° Refs (1-3) use _these test methods because
T, = gas temperature in test section duct before igni- fire-test-response results obtained from the test methods cor-
tion (K) relate with fire behavior during real-scale fire propagation tests,
Ty = gas temperature in test section du€j ( as discussed in X1.4
t = time (s) 5.2 The Ignition, Combustion, or Fire Propagation test
tign = ignition time (s) method, or a combination thereof, have been performed with
At = time between data scans (s) materials and products containing a wide range of polymer
Xco, = measured carbon dioxide analyzer reading orcompositions and structures, as described in X1.7.
mole fraction of carbon dioxide (-) 5.3 The Fire Propagation test method is different from the
Xco = measured carbon monoxide analyzer reading ortest methods in the ASTM standards listed in 2.1 by virtue of
mole fraction of CO (-) producing laboratory measurements of the chemical heat
3.4 Superscripts: release rate during upward fire propagation and burning on a
vertical test specimen in normal air, oxygen-enriched air, or in
. . 1 oxygen-vitiated air. Test methods from other standards, for
o _ Eg}[ol:gﬁ tmgéso)f the specimen example, Test Method E 1321, which yields measurements
- .g P during lateral/horizontal or downward flame spread on mate-
3.5 Subscripts: rials and Test Methods E 906, E 1354, and E 1623, which yield
measurements of the rate of heat release from materials fully
- ; involved in flaming combustion, generally use an external
- }ﬁ?;ﬁﬁfg{ duet radiant flux, rathergthan the fIamesg from tﬁ/e burning material
! itself, to characterize fire behavior.
4. Summary of Test Method 5.4 These test methods are not intended to be routine quality

_control tests. They are intended for evaluation of specific
4.1 Three separate test methods are composed herein, ajigymaility characteristics of materials. Materials to be ana-

are used independgr_uly in conjunction_ with a Fire Propggatioq’yzed consist of specimens from an end-use product or the
Apparatus. The Ignition and Combustion test methods involV§ 3 rjoys components used in the end-use product. Results from
the use of horizontal specimens subjected to a controlleqe japoratory procedures provide input to fire propagation and

exterr12al radiant heat flux, which can be set from O up t0 65 growth models, risk analysis studies, building and product
kW/m~. The Fire Propagation test method involves the use ansigns and materials research and development.

vertical specimens subjected to ignition near the base of the
specimen from an external radiant heat flux and a pilot flameg. Apparatus
Both the Combustion and Fire Propagation test methods can beg 1 generaf

performed using an inlet air supply that is either normal air or 6.1.1 Where dimensions are stated in the text or in figures,

other gaseous mixtures, such as air with added nitrogen or 8y shall be considered mandatory and shall be followed
enriched with up t0 40 % oxygeh. ) _within a nominal tolerance of= 0.5 %. An exception is the

4.2 The Ignition test method is used to determine the timgase of components meant to fit together, where the joint
required for ignition,t,y,, of horizontal specimens by a pilot tplerance shall be appropriate for a sliding fit.

flame as a function of the magnitude of a constant, externally 612 The apparatus (see overview in Fig. 1 and exploded
applied radiant heat flux. Measurements also are made of time

required until initial fuel vaporization. The surface of these

specimens is Coa_ted with a thin |ayer of black paint tq E€NSUIe = The poldface numbers in parentheses refer to the Iistﬁreferences at the en%of
complete absorption of the radiant heat flux from the infraredhis standard. ocuments

Document Sharing Hub

Full document details: ASTM E2058-02


http://www.avadocuments.com/doc/astm-e2058-02
http://www.avadocuments.com/doc/astm-e2058-02

: .S .
NOTICE: This standard has either been superseded and replaced by a new version or discontinued.
Contact ASTM International (www.astm.org) for the latest information.

BARE STAINLESS STEEL DUCT

A £ 2058
“afl
O

TO BLOWER & ROOF
BLAST GATE & LINEAR

ACTUATOR CONTROL

152mmDIA COATED STAINLESS
STEEL TEST SECTION

3 PORTS-120° APART,
ONE PORT-AVERAGING PITOT TUBE FOR
MASS FLOW RATE MEASUREMENT

2 PORTS-180° APART

)

279

153

152

3 PORTS-120° APART

L

76|76

ONE PORT-THERMOCOUPLE PROBE
ONE PORT-PRODUCT SAMPLING PROBE

152mm DIA COATED
STAINLESS STEEL MIXING DUCT

GAS MIXING
89mmDIA ORIFICE

)

152-610mm DA COATED
STAINLESS STEEL INTAKE FUNNEL

72mm DIA QUARTZ EXTENSION PIPE
STAINLESS STEEL CONNECTOR

72mm DIA QUARTZ PIPE

914

191m

260

FOUR.INFRA-RED HEATERS
EACH W/152-203rvm. 500 WATT LAMPS
24imm x 81mm x 81mm

3mm ALUMINUM PLATE
165mm x 292mm

n

S ALUMINOM. MOUNTING
PLATE 454mmx 5rmm

6mm ADJUSTABLE STEEL
ANGLE BRACKET

229

ol |

264

( /

":17

701

73178

100mm DIA ALUMINUM LOAD PLATFORM
BO6MMDIA ALUMINUM CYLINDER

225mm DIA WATER COOLED
SHIELD W/PNUEMATIC PISTON

216mm DIA ALUMINUM AIR
DISTRIBUTION BOX

191

LR

\

\_ ./

YCINET AR SUPPLY

6mmDIA STAINLESS STEEL PILOT TUBE ————————]
O6mmDIA STAINLESS STEEL SHAFT —4m4mMm 1

139

790

N

]

LOAD CELL

A

STEEL FRAME
MEMBERS

296

3.4m

Full document details: ASTM E2058-02

MAIN VIEW
ALL DIMENSIONS ARE mm UNLESS NOTED

FIG. 1 Main View

w

Documents

Document Sharing Hub


http://www.avadocuments.com/doc/astm-e2058-02
http://www.avadocuments.com/doc/astm-e2058-02

S
NOTICE: This standard has either been superseded and replaced by a new version or discontinued.
Contact ASTM International (www.astm.org) for the latest information.

Ay E 2058

views in Figs. 2 and 3) shall consist of the following compo- consist of a gas sampling system and gas analysis instruments,
nents: an infrared heating system, a load cell system, adescribed in 6.6.1-6.6.4
ignition pilot flame and timer, a product gas analysis system, a 6.6.1 Gas Sampling-The gas sampling arrangement is
combustion air distribution system, a water-cooled shield, aghown in Fig. 4. This arrangement consists of a sampling probe
exhaust system, test section instruments, calibration instrun the test section duct, a plastic filter (5-micron pore size) to
ments, and a digital data acquisition system. prevent entry of soot, a condenser operating at temperatures in
6.2 Infrared (IR) Heating SystemThe IR Heating Systefn  the range —5°C to 0°C to remove liquids, a tube containing an
shall consist of four 241-mm long heaters (see different viewsndicating desiccant (10-20 mesh) to remove most of the
in Figs. 1-3) and a power controller. remaining moisture, a filter to prevent soot from entering the
6.2.1 IR Heaters—Each of four IR heaters shall contain six analyzers, if not already removed, a sampling pump that
tungsten filament tubular quartz lamps in a compact reflectofransports the flow through the sampling line, a system flow
body that produces up to 510 kW/rof radiant flux in front of  meter, and manifolds to direct the flow to individual analyzers
the quartz window that covers the lamps. The reflector body i$CO, CO, O,, and hydrocarbon gas). The sampling probe,
water cooled and the lamp chamber, between the quarthade of 6.35-mm (0.25-in.) O.D. stainless steel tubing inserted
window and reflector, is air cooled for prolonged life. The through a test section port, shall be positioned such that the
emitter of each lamp is a 127-mm long tungsten filament in apen end of the tube is at the center of the test section. The
argon atmosphere enclosed in a 9.5-mm outer diameter clegampling probe is connected to a tee fitting that allows either
quartz tube. The emitter operates at approximately 2205°Gample or calibration gas to flow to the analyzer, and the excess
(4000°F) at rated voltage, with a spectral energy peak at 1.1fp waste.

micron. Wavelengths greater than about 2-microns are ab- .62 carbon Dioxide/Carbon Monoxide AnalyzerShe
sorbed by the quartz bulb envelope and heater front windowarhon dioxide analyzer shall permit measurements from 0 to
which are air cooled. o 15000 ppm and the carbon monoxide analyzer shall permit
6.2.2 Power Controller—The controller shall maintain the measurements from 0 to 500 ppm concentration levels. Drift
output voltage required by the heater array despite variations igha|l be not more thart 1 % of full scale over a 24-h period.

load impedance through the use of phase angle power contrpkecision shall be 1% of full-scale and the 10 to 90 % of
to match the hot/cold resistance characteristics of the tungstefy||-scale response time shaleld s orless.

quartz lamps. The controller also shall incorporate average g g 3 Inlet-Air Oxygen Analyzes-This analyzer shall have a
voltage feedback to linearize the relationship between th§q i 90 9% of full-scale response time @ s or less, an

voltage set by the operator and the output voltage to the 'ampﬁccuracy of 1 % of full-scale, a drift of not more than 50
6.3 Load Cell System-The load cell system, shown in Figs. ppm O, over¥: h and a 0 to 50 %ange.

1-3, shall consist of a load cell, which shall have an accuracy 6.6.4 Optional Product Analyzers for the Combustion

of 0.1 g, and a measuring range of 0-1000 g; a 6':)’S'rT]rq'e:st—An additional oxygen analyzer can be used to measure

diameter stainless steel shaft, at least 330 mm long, resting e depletion of oxygen in the combustion products. This

the Ic_)ad cell support point; a 100-mm diameter, 1.5-mm th'CkanaIyzer should have the same specifications as the inlet-air
aluminum load platform connected to the upper end of the .

: . o analyzer but should have a concentration range of 19 to 21 %.
stainless steel shaft by a collar; and two low friction, ball-

. - ; : hydrocarbon gas analyzer employing the flame ionization
bushing bearings that gg|de the shaft as .'t passes through t ethod of detection can be used to determine the total gaseous
top and bottom, respectively, of the air distribution chamberh drocarbon concentration. This analyzer should have a 10 to
The stainless steel shaft shall incorporate, at the lower end, )

- ; % of full-scale response timd & s or less and multiple
threaded adjustment rod to compensate for horizontal te?anges to permit measurements from a full-scale of 10 ppm
specimens of different thicknesses. methane equivalent to 10 000 ppm

6.4 Ignition.PiIot Flame—The ignition piIot. shall consist of 6.7 Combustion Air Distribution S.ystemThis system shall
an ethylene/air (60/40 by volume) flame adjusted for & 1O_mrTg:on§ist of an air distribution chamber, shown in Fig. 5, and air
length. The pilot flame is anchored at the 50-mm long, ' 9.9,

horizontal end of a 6.35-mm O.D., 4.70-mm |.D. stainless steetUPP!Y Pipes, shown in Figs. 6 and 7. _
tube. In the horizontal tube section, use a four-hole ceramic 6-7-1 Air Distribution Chambe+This aluminum chamber,
insert to produce a stable flame and prevent flashback. TH'0Wn in Fig. 5, shall contain eight discharge tubes arranged in
pilot flame tube shall be able to be rotated and elevated t Circle of 165-mm inside diameter. Each tube shall be
position the horizontal flame at specified locations near th&luminum and built to distribute inlet gases (aip, O, etc.)
specimen, as shown in Figs. 2 and 3. to three sets of screens (stainless steel woven wire cloth of 10,

6.5 Ignition Timer—The device for measuring time to 20, and 30 mesh from bottom to top, respectively), for
sustained flaming shall be capable of recording elapsed time ®foducing a uniform air flow. Inlet air flows downward through
the nearest tenthfd s and have an accuracy of better than 1the eight discharge tubes, disperses on the bottom plate, then
sin1h. rises through the mesh screens toward the aluminum support

6.6 Gas Analysis SystemThe gas analysis system shall cylinder.

6.7.2 Air Supply Pipes-These pipes shall consist of an

4The Model 5208-05 high density infrared heater with Model 500T3/CL/HT a!ummu.m c_yhnder, shown in Figs. 3 and 6 eXtendm.g from the
lamps and Model 664 SCR power controller, manufactured by Research, Inc., P&l d|St”bUI.|0n chamber up to the load platform. This cylmdgr
Box 24064, Minneapolis, MN 55424 is suitable for this purpose. shall contain a step (see Figs. 6 and 7) to sip@®CLHREents
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expose the specimen at the start of a test.
6.9 Exhaust SystemThe exhaust system shall consist of
QUARTZ PIPE the following main components: an intake funnel (Figs. 9 and
EXTENSION 10), a mixing duct (Fig. 11), a test section (Fig. 12), duct
flanges (Fig. 13), and a high temperature blower to draw gases

through the intake funnel, mixing duct and test section at flow
rates from 0.1 to 0.3 Afs (212 to 636 cfm). The intake funnel,

STEESJA(I:NOlr‘\JiSE%:TOR mixing duct and test section shall be coated internally with
fluorinated ethylene propylene (FEP) resin enamel and finish
layers over a suitable primer to form a three layer coating that
shall withstand temperatures of at least 200°C.

(D 6.10 Test Section Instruments
6.10.1 Test Section Thermocouple PrebdA thermocouple
|~ QUARTZ PIFE probe, inserted through a test section port, shall be positioned

such that the exposed, type K measurement bead is at the
center of the test section, at the axial position of the gas
sampling port. Fabricate the thermocouple probe of wire no

larger than 0.254-mm diameter for measurement of gas tem-
perature with a time response (in the specified exhaust flow) of
CERAMIC PAPER no more tha 1 s and an accuracy of 1.0°C.
CASKET SEAL 6.10.2 Averaging  Pitot Probe and Pressure
Transducer—An averaging Pitot probe, inserted through a test

section port 220 to 230 mm downstream of the thermocouple

port, shall measure the mass flow rate of the gas stream using

at least four sets of flow sensing openings, one set facing
ALUMINUM SUPPORT CYLINDER upstream and the second downstream and shall be designed for
compatibility with the test section diameter. Measure the
differential pressure generated by the probe with an electronic
pressure transducer (electronic manometer). The measured
differential pressure is proportional to the square of the flow
rate. Experience has shown that the averaging Pitot probe in
this application is reliable (not susceptible to plugging), while
minimizing pressure losses in the exhaust system.

6.11 Heat-Flux Gage—For calibration of the IR heating
system, use a Gardon type, or equivalent, total heat-flux gage
having a nominal range of 0 to 100 kW#nand a flat, 6 to
8-mm diameter sensing surface coated with a durable, flat-
black finish. The body of the gage shall be cooled by water
above the dew point of the gage environment. The gage shall
be rugged and maintain an accuracy of withir8 % and a
repeatability within 0.5 % between calibrations. Check the
calibration of the heat-flux gage monthly through the use of a
black-body oven calibration facility that compares the gage
response to that of a NIST-traceable optical pyrometer. Alter-
natively, compare the gage output to that of a reference
Above the load platform elevation, the quartz pipe (see Figs. tandard.
and 7) shall supply oxidant to the specimen flame while 6.12 Digital Data Collection SystemDigitally record the
allowing radiant energy from the IR heating system to reachoutput from the CO, CQ hydrocarbon gas, Scombustion and
the specimen surface. The aluminum support cylinder shall b®, inlet-air analyzers, the load cell, the test section duct
rigidly attached to the distribution chamber, but the quartz pipghermocouple, and the electronic pressure transducer at 1 s
shall be removable. intervals. Time shift the data for the gas concentrations to

6.8 Water-Cooled Shield-To prevent the specimen from account for delays within the gas sampling lines and respective
being exposed to the IR heaters during the one minute heat@rstrument response times. The data collection system shall be
stabilization period, there shall be a shield (see Fig. 8jaccurate to within£1°C for temperature measurement and
consisting of two aluminum cylinders welded together with an=0.01 % of full-scale instrument output for all other channels.
inlet and outlet for water circulation. An electrically-actuated, The system shall be capable of recording data for at least 1 h
pneumatic piston shall raise the shield to cover the specimeat 1-s intervals, although test duration typically is between 8
during test preparation and shall lower the shield withis to  and 15 minutes. Bocuments
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FIG. 6 Exploded View of Quartz Pipe Assembly
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