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1. Scope

1.1 These test methods are designed to evaluate the shear
stiffness, shear strength, and ductility of a wall assembly,
including applicable shear connections and hold-down connec-
tions, under quasi-static cyclic (reversed) load conditions.

1.2 These test methods are intended for wall assemblies
constructed from wood or metal framing with solid sheathing
or other bracing methods or structural insulated panels.

1.3 The values stated in inch-pound units are to be regarded
as standard. The values given in parentheses are mathematical
conversions to SI units that are provided for information only
and are not considered standard.

1.4 This standard does not purport to address all of the
safety concerns, if any, associated with its use. It is the
responsibility of the user of this standard to establish appro-
priate safety and health practices and determine the applica-
bility of regulatory limitations prior to use.

2. Referenced Documents

2.1 ASTM Standards: >

D 2395 Test Methods for Specific Gravity of Wood and
Wood-Based Materials

D 4442 Test Methods for Direct Moisture Content Measure-
ment of Wood and Wood-Based Materials

D 4444 Test Methods for Use and Calibration of Hand-Held
Moisture Meters

E 564 Practice for Static Load Test for Shear Resistance of
Framed Walls for Buildings

E 575 Practice for Reporting Data from Structural Tests of
Building Constructions, Connections, and Assemblies

E 631 Terminology of Building Constructions

2.2 International Organization for Standardization Stan-

dard:

! These test methods are under the jurisdiction of ASTM Committee E06 on
Performance of Buildings and are the direct responsibility of Subcommittee E06.11
on Horizontal and Vertical Structures/Structural Performance of Completed Struc-
tures.

Current edition approved May 1, 2005. Published July 2005. Originally approved
in 2001. Last previous edition approved in 2002 as E 2126 — 02a.

2 For referenced ASTM standards, visit the ASTM website, www.astm.org, or
contact ASTM Customer Service at service @astm.org. For Annual Book of ASTM
Standards volume information, refer to the standard’s Document Summary page on
the ASTM website.

ISO 16670:2003 Timber Structures—Joints Made with Me-
chanical Fasteners—Quasi-static Reversed-cyclic Test
Method?

3. Terminology

3.1 For definitions of terms used in this standard, see
Terminology E 631.

3.2 Definitions of Terms Specific to This Standard:

3.2.1 ductility factor, monotonic (u), n—the ratio of the
ultimate displacement (4,,) and the yield displacement (A,;,;,)
observed in monotonic test.

3.2.2 ductility ratio, cyclic (D), n—the ratio of the ultimate
displacement (A,) and the yield displacement (A ,,,,) observed
in cyclic test. '

3.2.3 elastic shear stiffness (K.) (see 9.1.4, Fig. 2), n—the
resistance to deformation of a wall in the elastic range before
the first major event (FME) is achieved, which can be
expressed as a slope measured by the ratio of the resisted shear
load to the corresponding displacement.

3.2.4 envelope curve (see Fig. 1), n—the locus of extremi-
ties of the load-displacement hysteresis loops. The envelope
curve contains the peak loads from the first cycle of each phase
of the cyclic loading. Wall displacement in the positive
direction produces a positive envelope curve; the negative wall
displacement produces a negative envelope curve. The positive
direction is based on outward movement of the hydraulic
actuator.

3.2.5 equivalent energy elastic-plastic (EEEP) curve (see
9.1.4, Fig. 2), n—an ideal elastic-plastic curve circumscribing
an area equal to the area enclosed by the envelope curve
between the origin, the ultimate displacement, and the dis-
placement axis. For monotonic tests, the observed load-
displacement curve is used to calculate the EEEP curve.

3.2.6 failure limit state, n—the point on the envelope curve
corresponding to the last data point with the absolute load
equal or greater than 10.8 P, as illustrated in Fig. 2a.

3.2.7 failure load (P,), n—the load corresponding to the
failure limit state.

3.2.8 first major event (FME), n—the first significant limit
state to occur (see limit state).

3 Available from American National Standards Institute (ANSI), 25 W. 43rd St.,
4th Floor, New York, NY 10036.
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FIG. 1 Examples of Observed Hysteresis Curve and Envelope Curves for Method C (continued)

3.2.9 limit state, n—an event that demarks the two behavior
states, at which time some structural behavior of the element or
system is altered significantly.

3.2.10 stabilized response, n—Iload resistance that differs
not more than 5 % between two successive cycles at the same
amplitude.

3.2.11 strength limit state (see Fig. 2), n—the point on the
envelope curve corresponding to the maximum absolute dis-
placement A, at the maximum absolute load (P,,,,,;) resisted
by the assembly.

3.2.12 ultimate displacement, cyclic (A,), n—the displace-
ment corresponding to the failure limit state in cyclic test.

3.2.13 ultimate displacement, monotonic (4,,), n—the dis-
placement corresponding to the failure limit state in monotonic
test.

3.2.14 yield limit state, n—the point in the load-
displacement relationship where the elastic shear stiffness of
the assembly decreases 5 % or more. For assemblies with
nonlinear ductile elastic response, the yield point (A ;.4 Pye10)
is permitted to be determined using the EEEP curve (see 9.1.4).

eak

4. Summary of Test Method

4.1 The elastic shear stiffness, shear strength and ductility of
walls are determined by subjecting a wall assembly to full-
reversal cyclic racking shear loads. This is accomplished by
anchoring the bottom edge of the wall assembly to a rigid base

assembly is allowed to displace in its own plane. As the wall
assembly is racked to specified displacement increments, the
racking (shear) load and displacements are continuously mea-
sured (see 8.7).

5. Significance and Use

5.1 These test methods are intended to measure the perfor-
mance of walls subjected to earthquake loads. Since these
loads are cyclic, the loading process simulates the actions and
their effects on the walls.

6. Wall Assembly

6.1 General—The typical wall assembly consists of a frame
on which the elements comprising the wall, including the
sheathing (or diagonal bracing members, if applicable) are
placed. The elements shall be fastened to the frame in a manner
to conform to 6.2. Elements used to construct wall assemblies
may be varied to permit anticipated failure of selected ele-
ments.

6.2 Connections—The performance of framed walls is in-
fluenced by the type, spacing, and edge distance of fasteners
attaching sheathing to framing and spacing of the shear
connections and hold-down connectors to the rigid base. All of
these connections shall be consistent with the types used in
actual building connections.

6.3 Frame Requirements—The frame of the wall assembly

and applying a force parallel to the top of the wall. The test

shall consist of materials representative oﬂgclumm‘c,
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FIG. 2 Performance Parameters of Shear-Wall Assembly: (A) Last Point at P, = 0.8 P,

the actual building construction. The connections of these
members shall be consistent with those intended in actual
building construction.

6.3.1 For wood framing members, record the species and
grade of lumber used; moisture content of lumber at the time of
fabrication and testing, if more than 24 h passes between these
operations (see Test Methods D 4442, Method A or B; or
D 4444, Method A or B); and specific gravity of the lumber
(see Test Methods D 2395, Method A).

6.3.2 For steel or other metal framing members, record the
material specifications and thickness.

6.4 Structural Insulated Panel—The panel is a prefabri-
cated assembly consisting of an insulating core of 1.5 in. (38
mm) minimum sandwiched between two facings. The assem-
bly is constructed by attaching panels together and to top and
bottom plates or tracks.

6.5 Wall Size—The wall assembly shall have a height and
length or aspect (height/length) ratio that is consistent with
intended use requirements in actual building construction (see
Fig. 3).

7. Test Setup

7.1 The wall assembly shall be tested such that all elements
and sheathing surfaces are observable. For assemblies such as
framed walls with sheathing on both faces of framing or
frameless structural insulated panels, the assemblies are dis-

bottom of the wall shall be attached to a rigid base as specified
in 6.2. The test apparatus shall support the wall assembly as
necessary to prevent displacement from the plane of the wall,
but in-plane displacement shall not be restricted.

8. Procedure

8.1 Number of Tests—A minimum of two identical wall
assemblies shall be tested to determine the elastic shear
stiffness and shear strength of a given construction. These
values shall be calculated in accordance with 3.2 and 9.1. For
analysis, the mean values are permitted to be based on the
results of two walls if the parameters are within 10 % of each
other. Otherwise, the mean values shall be based on the results
of at least three walls.

8.2 Apply racking shear load horizontally in the plane of the
wall to the top of the wall assembly (along the axis) (Fig. 4)
using a programmable double-acting hydraulic actuator with
load cell. The cyclic displacement of the actuator shall be
controlled to follow a cyclic displacement procedure described
in either 8.3 (Method A), 8.4 (Method B), or 8.5 (Method C).

8.3 Method A (Sequential-Phased Displacement Proce-
dure):

8.3.1 Sequential Phased Displacement (SPD) Loading
Protocol—Displacement-controlled loading procedure that in-
volves displacement cycles grouped in phases at incrementally
increasing displacement levels. The cycles shall form either a

mantled after tests to permit observation of all elements. The

sinusoidal wave or a triangular Wave.DBﬁ]'nws
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