S
NOTICE: This standard has either been superseded and replaced by a new version or discontinued.
Contact ASTM International (www.astm.org) for the latest information.

QH].p DESignation: E 241 - 00 An American National Standard

Standard Guide for

Limiting Water-Induced Damage to Buildings *

This standard is issued under the fixed designation E 241; the number immediately following the designation indicates the year of
original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval. A
superscript epsilonej indicates an editorial change since the last revision or reapproval.

1. Scope C 717 Standard Definitions of Terms Relating to Building
1.1 This guide concerns building design, construction, com- _Seals and Sealants

1.2 This guide addresses the need for systematic evaluation Insulatior? _ _
of factors that can result in moisture-induced damage to a C 1193 Standard Guide for Use of Joint Sealants _
building or its components. Although of great potential impor- D 1079 Standard Definitions of Terms Relating to Roofing,
tance, serviceability issues which are often, but not necessarily, _\Waterproofing, and Bituminous Materials S
related to physical damage of the building or its components E 331 Test Method for Water Penetration of Exterior Win-
(for example indoor air quality or electrical safety) are not  dows, Curtain Walls and Doors by Uniform Static Air
directly addressed in this guide. Pressure Difference _ _ _

1.3 The emphasis of this guide is on low-rise buildings. E 547 Test Method Water Penetrauo_n of E>§ter|(.)r Windows,
Portions of this guide, in particular sections 5, 6, and 7, may Curtain Walls, and Doors by Cyclic Static Air Pressure
also be applicable to high-rise buildings. Differential o ,

1.4 This standard is not intended for direct use in codes and E 631 Terminology of Building Constructiohs _
specifications. It does not attempt to prescribe acceptable limits E 632 Practice for Developing Accelerated Tests to Aid
of damage. Buildings intended for different uses may have Prediction of the Service Life of Building Components and

different service life expectancies, and expected service lives _Materials' . o
of different components within a given building often differ. E 1105 Test Method for Field Determination of Water

substantially shorter service life expectancies of building @nd Doors by Uniform or Cyclic Static Air Pressure
components or of the entire building than other building _Difference _
owners. Lastly, the level of damage that renders a component E 1643 Practice for Installation of Water Vapor Retarders
unserviceable may vary with the type of component, the degree Used in Contact with Earth or Granular Fills and Concrete
to which failure of the component is critical (for example Slabs o . )
whether failure constitutes a life-safety hazard), and the judge- E 1677 Standard Specification for an Air Retarder Material
ment (i.e. tolerance for damage) of the building owner. For the _©Or System for Low-Rise Framed Building Walls _
reasons stated in this paragraph, prescribing limits of damage E 1745 Specification for Water Vapor Retarders Used in
would require listing many pages of exceptions and qualifiers Contact with Soil or Granular Fill Under Concrete Slabs
and is beyond the scope of this standard. 2.2 Other Documents:

1.5 This standard does not purport to address the safety ASHRAE Handbook of Fundamentals (1997) Chapter 22:
problems associated with its use. It is the responsibility of the ~ Thermal and moisture control in insulated assemblies -
user of this standard to establish appropriate safety and health ~ fundamentals. Amer. Soc. of Heating Refrigerating, and

practices and determine the applicability of regulatory limita- ~ Air Conditioning Engineers, Atlanta, GA. =
tions prior to use. ASHRAE Standard 55, Thermal Environmental Conditions
for Human Occupancy
2. Referenced Documents ASHRAE Standard 62, Ventilation for Acceptable Indoor
2.1 ASTM Standards: Air Quality _
C 168 Terminology Relating to Thermal Insulating Materi- ASHRAE Technical Data Bulletin Vol. 10 Number 3. Rec-
al ommended Practices for Controlling Moisture in Crawl

Spaces, Amer. Soc. of Heating Refrigerating and Air
Conditioning Engineers, Atlanta, GA., 1994.
1 This guide is under the jurisdiction of ASTM Committee E06 on Building ~ Bateman, R. Nail-On Windows: Installation & Flashing
Constructions and is the direct responsibility of Subcommittee E06.41 on Air

Leakage and Ventilation.
Current edition approved June 10, 2000. Published August 2000. Originally ——————

published as E 241-64T. Last previous edition E 241-90. 3 Annual Book of ASTM Standardéol 04.11.
2 Annual Book of ASTM Standardgol 04.06. 4 Annual Book of ASTM Standardgol 14.02.
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Procedures for Windows & Sliding Glass Doors. DTA, 3.3.1 ventilation n—the intentional introduction of air from
Inc., Mill Valley, CA. 1995. the outside of a building.

Connolly, J. “Humidity and Building Materials” in Proceed-  3.3.2 infiltration, n—the uncontrolled flow of outdoor air
ings: Bugs, Mold & Rot Il (W. Rose and A. TenWolde, into a building through cracks and other unintentional openings
eds). National Institute of Building Sciences, Washingtonand through the normal use of exterior doors for entrance and
DC. 1993. egress.

Lstiburek, J. and J. Carmody. “Moisture Control Handbook: 3.3.3 exfiltration, n—the uncontrolled flow of indoor air out
New, Low-rise, Residential Construction”, prepared forof a building through cracks and other unintentional openings
U. S. Dept. of Energy. 1991. and through the normal use of exterior doors for entrance and

Trechsel, H. (ed.) “Moisture Control in Buildings” Ameri- egress.
can Society for Testing and Materials, ASTM MNL 18, 3.4 Definitions of Terms Specific to This Standard:

‘West Conshohocken, PA, 1994. 3.4.1 air leakage n—infiltration or exfiltration, in other

Timusk, J., Seskus, A., and K. Linger. 1992. A systemSyords uncontrolled air flow into or out of a building through
approach to extend the limit of envelope performance. Incracks and other unintentional openings and through normal
Proceedings: Thermal Performance of the Exterior Enveyse of exterior doors for entrance and egress.
lopes of Buildings V. Amer. Soc. of Heating, Refrigerat- 3 4 2 puilding componentn—an inclusive term to collec-
ing, and Air-Conditioning Engineers (ASHRAE), Atlanta, jyely refer to building materials, products, or assemblies.

GA. 3.4.3 capillary break n—a term applied to a material, most
3. Terminology commonly a synthetic membrane material, used to limit liquid

3.1 Standard Definitions-Refer to Terminologies C 168, Water transfer by diffusion or capillary suction from wet
C 717, D 1079, and E 631 for definitions of general termsground or from a wet or damp building component to another
Three definitions from C 168 are reiterated (verbatim) inbuilding component that can absorb liquid water.
3.1.1-3.1.3. 3.4.3.1 Discussior—Capillary breaks may also be com-
3.1.1 vapor retarder (barrier) n—a material or system that Posed of corrosion-resistant sheet metal, asphalt impregnated
adequately impedes the transmission of water vapor undé@nd coated felt, or where lesser degrees of resistance to
specified conditions. capillary transfer are required, asphalt-impregnated felt.
3.1.1.1 Discussion—For low-rise residential construction,  3.4.4 critical moisture contentn—a moisture condition
materials or components with a water vapor permeance ndgtarameter. This parameter is expressed as a moisture content
exceeding one perm are generally considered vapor retarddgyel above which immediate or virtually immediate damage
(see Practice C 755). will occur to a building component at a given temperature,
3.1.2 water vapor permeancar—the time rate of water such that the level of damage is deemed unacceptable.
vapor transmission through unit area of fiat material or 3.4.5 critical cumulative exposure time—a moisture con-
construction induced by unit vapor pressure difference betweedition parameter, this parameter is expressed as a time sum
two specific surfaces, under specified temperature and humigvhen moisture conditions are above a level that results in

ity conditions. cumulative damage to a building component, such that the
3.1.2.1 Discussior—Permeance is a performance evaluationlevel of cumulative damage is deemed unacceptable.
and not a property of a material. 3.4.5.1 Discussior—cumulative damage to a component

3.1.3 water vapor permeabilityn—the time rate of water may occur over a range of moisture and temperature combi-
vapor transmission through unit area of flat material of unitnations, and damage is frequently more rapid at some combi-
thickness induced by unit vapor pressure difference betweemations than at others. The differing rate of damage accumu-
two specific surfaces, under specified temperature and humidation at different sets of conditions is accounted for with
ity conditions. intensity factors, which are discussed in Chapter 26 of ASTM

3.1.3.1 Discussior—Permeability is a property of a mate- MNL 18.
rial. Permeability is the arithmetic product of permeance and 3.4.6 durability, n—in constructions, the capacity of a
thickness. building component or a construction to remain serviceable as

3.2 Other definitions found in ASTM Standards: intended with usual and customary operation and maintenance

3.2.1 air retarder, n—a material or system in building during the designed service-life under anticipated internal and
construction that is designed and installed to reduce air leakaggxternal environments.
either into or through an opaque wall or across a ceiling. 3.4.7 flashing n—a term applied to elements, most com-

NoTe 1—Source of this definition is ASTM D 1677. monly fabricated of sheet metal, but which may also be
fabricated of synthetic materials, used at interruptions and
Ef:rminations of water shedding systems of roofs and walls, and
Intended to prevent intrusion of liquid water at these points.

3.4.8 limit, v—to keep the value or level of some parameter,

Note 2—Source of this definition is ASTM D 1677. which is recognized as being problematic or potentially prob-

3.3 Consensus Definitions from Other Sourcéke follow-  lematic, below a value or level which is deemed to be
ing definitions are taken verbatim from the ASHRAE Hand-objectionable.
book of Fundamentals (1997). 3.4.9 limit state n—a value which ex@@@uim@ﬁlﬁs

3.2.2 opaque wall n—exposed areas of a wall that enclose
conditioned space, except openings for windows, doors an
building service systems.
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condition parameter, generally a critical moisture content or @mples of constructions or circumstances to avoid. The ex-
critical cumulative exposure time, that is deemed to be at thamples listed are not all-inclusive. Lastly, field check lists are
border of what is acceptable, and beyond which an unacceptiiven. The checklists are not intended for use as is, but as
able level of damage to a building component may beguides for development of checklists which may vary with
expected. specific building designs and climates.
3.4.10 perm n—the time rate of water vapor migration b . . .
diffusion Itohrough a material or component ezual togl grain gep' Moisture Sources and Migration
hour, square foot, inch of mercury vapor pressure difference. In 5.1 Moisture sources for buildings can be broadly classified
Sl units, one perm is 57.2 ng/(BsBM?). as follows: (1) surface runoff of precipitation from land areas,
3.4.11 serviceability n—in a construction, the capacity of a (2) ground water or wet soil, (3) precipitation or irrigation
building component or a construction to perform the func-water that falls on the building, (4) indoor humidity, (5)

tion(s) for which it was designed and constructed. outdoor humidity, (6) moisture from use of wet building
3.4.12 water or moisturen—water as liquid, vapor, or solid materials or construction under wet conditions and (7) errors,
(ice, frost, or snow) in any combination or in transition. accidents and maintenance problems associated with indoor
o plumbing. At a given instant of time the categories are distinct
4. Significance and Use from each other. Water can change phase and can be trans-

4.1 Moisture degradation is frequently a significant factorported over space by various mechanisms. Water may therefore
that either limits the useful life of a building or necessitatesbe expected to move between categories over time, blurring the
costly repairs. Examples of moisture degradation include: 1jlistinctions between categories. Chapter 8 of ASTM MNL 18
decay of wood-based materials, 2) spalling of masonry causearovides quantitative estimates of potential moisture load from
by freeze-thaw cycles, 3) damage to gypsum plasters byarious sources.
dissolution, 4) corrosion of metals, 5) damage due to expansion 5.1.1 High indoor humidity during winter is often a major
of materials or components (by swelling due to moisturecause of moisture problems in cold or temperate climates.
pickup, or by expansion due to corrosion, hydration, or delayed/oisture-induced damage may be expected unless the building
ettringite formation), 6) spalling and degradation caused by salts designed to tolerate the levels of indoor humidity that occur
migration, 7) failure of finishes and 8) creep deformation andn use. Conversely, moisture induced damage may be expected
reduction in strength or stiffness. unless indoor humidity is kept within limits that the building

4.1.1 Moisture accumulation within construction compo-will tolerate. Buildings should be designed and built so as to
nents or constructions may adversely affect serviceability of @olerate indoor humidity levels commensurate with their in-
building, without necessarily causing immediate and seriousended use. For some buildings, (for example: those intended
degradation of the construction components. Examples of sudor habitation by persons with certain medical conditions or
serviceability issues are: 1) indoor air quality, 2) electricalthose housing swimming pools or textile production equip-
safety, 3) degradation of thermal performance of insulationsnent), the levels of indoor humidity which the building should
and 4) decline in physical appearance. Mold or mildew growthbe expected to tolerate are moderately high, even if the
can influence indoor air quality and physical appearance. Witlbuilding is located in a cold climate. Conversely however, most
some components, in particular interior surface finishes, moltuildings are not designed nor built to tolerate high indoor
or mildew growth may limit service life of the component. humidities during winter. It is therefore unreasonable to expect
Moisture conditions that affect serviceability issues can fresuch buildings to perform adequately if operated at high indoor
quently be expected, unless corrected, to eventually result inumidities during winter.
degradation of the building or its components. This guide does 5.1.1.1 The potential for indoor humidity to cause damage
not attempt however to address serviceability issues that couldepends on the local climate. Occupant density, that is number
be corrected by cleaning and change in building operation, andf occupants per given unit of space, and occupant activities
that would not require repair or replacement of components térequently have a large influence on indoor humidity levels.
return the building (or portions or components of the building)Among occupant activities that influence indoor humidity,
to serviceability. cooking, bathing and laundry activities, and use of unvented

4.2 Prevention of water-induced damage must be considccombustion appliances are those most likely to be significant.
ered throughout the construction process including the varioulir exchange between the living space and the exterior can
stages of the design process, construction, and building consignificantly lower indoor humidity levels during winter in
missioning. It must also be considered in building operatiortemperate climates. Control of indoor humidity is discussed in
and maintenance, and when the building is renovated, rehabilgreater detail in 8.3 and its subsections.
tated or undergoes a change in use. 5.1.1.2 Mathematical evaluation tools (see 7.1.2 and 7.1.3)

4.3 This guide is intended to alert designers and builderszan be used to identify if a given building design in a given
and also building owners and managers, to potential damagetimate will tolerate a given level of indoor humidity, or
that may be induced by water, regardless of its source. Thialternatively, to estimate tolerable indoor relative humidities
guide discusses moisture sources and moisture migratiofor a given building design and climate.

Limit states (or specific moisture conditions that are likely to 5.1.2 Although use of dry building materials is preferable,

impact construction or component durability), and designwet building materials are commonly used. With some building
methods are also cursorily discussed. Examples of practicenaterials (for example cast-in-place concrete) a wet initial
that enhance durability are listed and discussed, as are egendition is an inherent characteristic of tﬂawmﬁtlg
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unavoidable. The influence of moisture from wet building port mechanism that is capable of moving large amounts of
materials must not be overlooked. With proper design, conmoisture, namely movement of water vapor by air movement.
struction and operation, moisture from wet building materialsUnplanned pressurization or depressurization of buildings or
can, within limits, be dissipated without causing damage. portions of buildings by air handlers can result in substantial
5.1.2.1 When wood frame walls are constructed with wetmoisture accumulations in the building envelope.
building materials or under wet conditions, the walls should be 5.5 Moisture can typically be removed (dried) to the exte-
allowed to dry by evaporation before they are enclosed. Walfior or the interior by three mechanisms: (1) liquid flow by
designs that permit more rapid dissipation of moisture cargravity (drainage) or capillary suction, (2) movement of water
accommodate being enclosed at higher moisture conditiorgapor by air movement (ventilation), or (3) water vapor
than can wall designs with lower capacity to dissipate moisdiffusion by vapor pressure differences.
ture. Computer models (7.1.2) can be helpful in predicting 5.5.1 Where condensation of water vapor or water leaks can
drying rate in walls enclosed at higher than ideal moisturedccur, weep paths to drain liquid water to a place where it can
contents. be dissipated are often effective. Converting liquid water to
5.2 Strategies to prevent or control moisture accumulatiofy@por, and dissipating the vapor by air movement may also be
in buildings fall into three broad categories: 1) limit moisture Practical.
sources, 2) minimize moisture entry into the building O6. Limit States
building envelope, and 3) remove moisture from the building o N . ]
or building envelope. Moisture control strategies that combine 6-1 Identification of conditions that must be avoided in
these approaches are usually most effective. order to prevent degradation of building components is an
5.3 Moisture can migrate by a variety of moisture transporiMPortant step in making design or operating decisions. How-
mechanisms. A comprehensive treatment of moisture transpo?f’er’ precise gwdelmes for |dent|f|ca_t|on of such condmons. are
and storage may be found in Chapter 1 of the ASTM |vlanmgenerally lacking. Rather rough estimates based on empirical

MNL 18. The following mechanisms are most significant in exgezm_arrjce aredoften used. . N , ated
building constructions and are listed in order of potential ©6-2 Time and temperature are factors that are inter-relate

magnitude: 1) liquid flow by gravity, air pressure, surfaceWith moisture level in the degradation of building components.

tension, momentum and capillary suction, 2) movement 0]:I'he moisture/temperature/time combinations that result in

water vapor by air movement, 3) water vapor diffusion bymaterial degradation furthermore vary with the type of mate-
vapor pressure differences. These transport mechanisms cﬁﬂlj For example, V‘rIIOOd.W'” not decay, even at eIe\t/)atIed
deliver moisture into the building or the building envelope, in m0|srure cogtent when its temperatured_rs near 2{ Oelow
which cases it is desirable that they be controlled. Thes§€€Zing, and even at temperature conditions conducive to

transport mechanisms can also act to remove moisture from tfEcay, wood can withstand intermittent wettings of short
building or building envelope, in which cases they may be use uratu_)n to elevated moisture contents.wrthout decay becoming
to promote drying established. Conversely, masonry units can generally be ex-

5.3.1 In control of moisture delivery to the building or pected to withstand elevated moisture conditions at tempera-

o ; tures above freezing for extended time periods (conditions
building envelope, the transport mechanisms that have thender which wood decay might be expected), but suffer

potential for moving the greatest amounts of moisture should!

. . . . damage if frozen in a saturated condition.
(where practical) be controlled first. In promotion of drying of 6.2 1 Manv materials or constructions have threshold water
the building or building envelope, the transport mechanisms "™ y

that have the potential for moving the greatest amounts oﬁ;ont.er'rts below WhiCh dererioration may be sl_ow.enoug'h to be
moisture should (where practical) be utilized first negligible for designed life expectancy. As |nd|cat_ed in 6.1
5.4 Building assemblies can become wet in three ways: (1 hese threshold values are often rather rough estimates. See

. : . onnolly (Nat'l Inst. of Bldg. Sci., 1993) for estimates.
moisture can enter from the exterior, (2) moisture can enter 6.2.2 The concepts of critical moisture content and critical
from the interior, or (3) the assembly can start out wet as W

. . . o mulative exposure time (see Definitions) are discussed in
result of using wet building materials or building under WetChapter 26 of ASTM MNL 18. Although these concepts are
conditions. :

. . o , generally recognized by building scientists, organized use of
5.4.1 Moisture typically enters building assemblies from thejnase as limit states by designers has not yet become a
exterior through three mechanisms: (1) liquid flow by graVity'weII-recognized practice.
air pressure, surface tension, mom_entum, or capillary suction, g 3 A |imit state is frequently based on avoidance of damage
(2) movement of water vapor by air movement, or (3) wateti, 5 component as the result of its getting wet. A limit state may
vapor diffusion by vapor pressure differences. also be based on avoidance of damage to a component as a
5.4.2 Moisture typically enters building assemblies from theresult of moisture conditions in an adjacent component. For
interior through two mechanisms: (1) movement of waterexample, limiting moisture-induced dimensional change of
vapor by air movement, or (2) water vapor diffusion by vaporplywood sheathing may be critical to prevent cracking of
pressure differences. stucco cladding.
5.4.3 Operation of mechanical equipment has not always ) )
been recognized for its potential influence on moisture transfer/- Design Evaluation Tools
This potential influence should not be overlooked. Most 7.1 Means for evaluating the design of building envelopes
notably, air handling equipment can induce a moisture transfrom the perspective of moisture manage@@@am@mgd
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