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Standard Specification for
Chlorinated Poly(Vinyl Chloride) (CPVC) Plastic Pipe,
Schedules 40 and 80 *

This standard is issued under the fixed designation F 441/F 441M; the number immediately following the designation indicates the year
of original adoption or, in the case of revision, the year of last revision. A number in parentheses indicates the year of last reapproval.
A superscript epsilonej indicates an editorial change since the last revision or reapproval.

This standard has been approved for use by agencies of the Department of Defense.

1. Scope 1.5 The following safety hazards caveat pertains only to the

1.1 This specification covers chlorinated poly(vinyl chlo- test methods portion, Section 8, of this specificatidinis
ride) (CPVC) pipe made in Schedule 40 and 80 sizes angtandard does not purport to address all of the safety concerns,
pressure-rated for water (see appendix). Included are criterfh@ny, associated with its use. Itis the responsibility of the user
for classifying CPVC plastic pipe materials and CPVC plasticOf this standard to establish appropriate safety and health
pipe, a system of nomenclature for CPVC plastic pipe, andPractices and determine the applicability of regulatory limita-

requirements and test methods for materials, workmanshiﬁi,ons prior to use A specific precautionary statement is given

dimensions, sustained pressure, burst pressure, flattening, afdNote 6.

extrusion quality. Methods of marking are also given. 2 Referenced Documents

Note 1—The CPVC pipe covered by this specification was covered 2 1 ASTM Standards:

previously in Specification D 1785. . D 618 Practice for Conditioning Plastics and Electrical
Note 2—The sustained and burst pressure test requirements, and the Insulating Materials for Testirfg

pressure ratings in the appendix, are calculated from stress values obtained . . . .
from tests made on pipe 2 in. [50 mm] and smaller. However, tests on D 1598 Test Method for Time-to-Failure of Plastic Pipe

larger pipe have shown these stress values to be valid. Under Constant Internal PreS§§Jre . .
1.2 The products covered by this specification are intended D 1999 Test Method for Short-Time Hydraulic Failure Pres-

- gt e - - : f Plastic Pipe, Tubing, and Fittirfgs
for use with the distribution of pressurized liquids only, which sure o . . .
are chemically compatible with the piping materials. Due to D 1600 Terminology for Abbreviated Terms Relating to

, . . ; Plasticg

inherent hazards associated with testing components and sys- e - .

tems with compressed air or other compressed gases someP é784 Spe(;:mcauzn fc(:)LIngld P(ﬁy(\ﬁnly ! Chlo|r|d((a:)r]$P\(§)
manufacturers do not allow pneumatic testing of their products. ~~9MPOUNds -an orinated Poly(Viny oride)

, s CPVC) Compounds
Consult with specific product/component manufacturers for ( e , .
: o : : ; ; D 1785 Specification for Poly(Vinyl Chloride) (PVC) Plas-
the ecific testing procedures prior to pneumatic testing.
Ir Specilic testing pr tres prior to pneumatc testing tic Pipe, Schedules 40, 80, and $20

Note 3—Pressurized (compressed) air or other compressed gases D 2122 Test Method for Determining Dimensions of Ther-
contain large amounts of :_stored energy which present serious saftey moplastic Pipe and Fittin@s
hazards should a system fail for any reason. D 2837 Test Method for Obtaining Hydrostatic Design
1.3 The text of this specification references notes, footnotes, Basis for Thermoplastic Pipe Materidls
and appendixes which provide explanatory material. These F 412 Terminology Relating to Plastic Piping Systéms
notes and footnotes (excluding those in tables and figures) shall 2.2 Federal Standard:
not be considered as requirements of the specification. Fed. Std. No. 123 Marking for Shipment (Civil Agenciés)
1.4 The values stated in either inch-pound units or Sl units 2.3 Military Standard:
are to be regarded separately as standard. Within the text, theMIL-STD-129 Marking for Shipment and Storete
Sl units are shown in brackets. The values stated in each 2.4 NSF Standards:
system are not exact equivalents; therefore, each system shallStandard No. 14 for Plastic Piping Components and Related
be used independently of the other. Combining values from the  Material$
two systems may result in nonconformance with the specifi- Standard No. 61 for Drinking Water Systems
cation.

2 Annual Book of ASTM Standardéol 08.01.
1 This specification is under the jurisdiction of ASTM Committee F-17 on Plastic ~ * Annual Book of ASTM Standardéol 08.04.
Piping Systems and is the direct responsibility of Subcommittee F17.25 on Vinyl “ Available from Standardization Documents Order Desk, Bldg. 4 Section D, 700

Based Pipe. Robbins Ave., Philadelphia, PA 19111-5094, Attn: NPODS.
Current edition approved May 10, 1999. Published July 1999. Originally ° Available from the National Sanitation Foundation, P.O. Box 1468, Ann Arbor,
published as part of D 1785 — 74. Last previous edition F 441 — 97. MI 48106.
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Components—Health Effeéts cipher shall be used before the number. Thus a complete
] material code shall consist of four letters and four figures for
3. Terminology CPVC plastic pipe materials (see Section 5).

3.1 Definitions—Definitions are in accordance with Termi- L
nology F 412, and abbreviations are in accordance with Terd- Classification
minology D 1600, unless otherwise specified. The abbreviation 4.1 Genera—This specification covers CPVC pipe made
for chlorinated poly(vinyl chloride) is CPVC. from one (see X1.2) CPVC plastic pipe material in Schedule 40

3.2 Definitions of Terms Specific to This Standard: and 80 sizes.

3.2.1 hydrostatic design stressthe estimated maximum 4.2 Hydrostatic Design StressesThis specification covers
tensile stress the material is capable of withstanding continUcPVC pipe made from CPVC plastic as defined by hydrostatic
ously with a high degree of certainty that failure of the pipedesign stresses which have been developed on the basis of
will not occur. This stress is circumferential when internallong-term tests (see appendix).
hydrostatic water pressure is applied. 5 Materials

3.2.2 pressure rating (PR)-the estimated maximum water ~*
pressure the pipe is capable of withstanding continuously with 5-1 Generai—Chlorinated poly(vinyl chloride) plastics used
a high degree of certainty that failure of the pipe will not occur.to make pipe meeting the requirements of this specification are

3.2.3 relation between dimensions, design stress, and pres:ategorized by means of two criteria, namet) ghort-term
sure rating—The following expression, commonly known as Strength tests and2) long-term hydrostatic strength tests at
the 1SO equatioff, is used in this specification to relate Poth 73 and 180°F [23 and 82°C].

dimensions, hydrostatic design stress, and pressure rating: 5.2 Basic Materials—This specification covers CPVC pipe
2S/P= (Dg/t) — 1 made from compounds meeting the requirements of Class
- (0]

23447 as defined in Specification D 1784. The materials shall

where: have Hydrostatic Design Stress (HDS) listings equal to or
S = hydrostatic design stress, psi [MPa], greater than 2000 psi [13.80 MPa] at 73°F [23°C] and 500 psi
P = pressure rating, psi [MPa], [3.45 MPa] at 180°F [82°C] when evaluated in accordance
D o = average outside diameter, in. [mm], and with Test Method D 2837.

t = minimum wall thickness, in. [mm].

. . . . . Note 4—Mechanical strength, heat resistance, flammability, and
3.2.4 standard thermoplastic pipe materials desIgnatlonchemical resistance properties are covered in Specification D 1784.

code—The pipe materials designation code shall consist of the _
abbreviation CPVC for the type of plastic, followed by the ©-3 Rework Material—The manufacturers shall use only
ASTM type and grade in Arabic numerals and the design stred§€ir own clean rework pipe material and the pipe produced
in units of 100 psi (0.7 MPa) with any decimal figures dropped.Sha” meet all the requirements of this specification.

When the design stress code contains less than two figures,ga Requirements

6.1 Dimensions and Tolerances
61SO R 161-1960, Pipes of Plastics Materials for the Transport of Fluids 6.1.1 Dimensions and tolerances shall be as _Shown in Table
(Outside Diameters and Nominal Pressures) Part 1, Metric Series. 1 and Table 2 when measured in accordance with Test Method

TABLE 1 Outside Diameters and Tolerances for CPVC Plastic Pipe, Schedules 40 and 80, in. [mm]

Tolerances

Maximum Out-of-Roundness
(maximum minus minimum diameter)

Schedule 40 sizes Schedule 40 sizes

31/2in. and over, 3in. and less;
Nominal Pipe Schedule 80 sizes Schedule 80 sizes
Size Outside Diameter 8 in. and over 6 in. and less
1/41[8] 0.540 [13.7] +0.004 [0.10] 0.016 (0.41)
3/8[10] 0.675 [17.1] +0.004 [0.10] 0.016 (0.41)
1/2[15] 0.840 [21.3] +0.004 [0.10] 0.016 (0.41)
3/4[20] 1.050 [26.7] +0.004 [0.10] 0.020 (0.51)
11[25] 1.315 [33.4] +0.005 [0.13] 0.020 (0.51)
11/4([32] 1.660 [42.2] +0.005 [0.13] 0.024 (0.61)
11 /2 [40] 1.900 [48.3] +0.006 [0.15] 0.024 (0.61)
2 [50] 2.375 [60.3] +0.006 [0.15] 0.024 (0.61)
21/2([65] 2.875 [73.0] +0.007 [0.18] 0.030 (0.76)
3 [80] 3.500 [88.9] +0.008 [0.20] e 0.030 (0.76)
31/21[90] 4.000 [101.6] +0.008 [0.20] 0.100 (2.54) 0.030 (0.76)
4 [100] 4.500 [114.3] +0.009 [0.23] 0.100 (2.54) 0.030 (0.76)
5 [125] 5.563 [141.3] +0.010 [0.25] 0.100 (2.54) 0.060 (1.52)
6 [150] 6.625 [168.3] +0.011 [0.28] 0.100 (2.54) 0.070 (1.78)
8 [200] 8.625 [219.1] +0.015 [0.38] 0.150 (3.81) 0.090 (2.29)
10 [250] 10.750 [273.1] +0.015 [0.38] 0.150 (3.81) 0.100 (2.54)
12 [300] 12.750 [323.9] +0.015 [0.38] 0.150 (3.81) =20 (3,09)
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