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National foreword

This British Standard has been prepared under the direction of the Power Electrical Engineering Standards Committee.
It is identical with IEC 787 : 1983 “Application guide for the selection of fuse-links of high-voltage fuses for transformer
circuit applications’, published by the International Electrotechnical Commission (IEC).

Terminology and conventions. The text of the international standard has been approved as suitable for publication as a
British Standard without deviation. Some terminology and certain conventions are not identical with those used in British
Standards; attention is drawn especially to the following.

The comma has been used in figure 1 as a decimal marker. In British Standards it is current practice to use a full point on
the baseline as the decimal marker.

Wherever page numbers are quoted, they are IEC page numbers.
Cross-references

International standard Corresponding British Standard

IEC 2821 :1974 BS 2692 Fuses for voltages exceeding 1000 V a.c.
Part 1 : 1975 Current limiting fuses

Clause 2 Clause 2 (Technically equivalent)

6.1 6.1 (Technically equivalent)

7.2 7.2 (Technically equivalent)

18.1 18.1 (Technically equivalent)

The reference to IEC 282-1 in clause 1 can be taken as a reference to BS 2692 : Part 1. In clause 3, the tolerances specified
with reference to 18.9 of IEC 282-1 for I, and /¢, | are included in 18.9 of BS 2692 : Part 1, although the complete

clause is not technically equivalent with 18.9 of IEC 282-1.

The Technical Committee has reviewed the provisions of IEC 420, to which reference is made in the text, and has decided
that they are acceptable for use in conjunction with this standard.

Compliance with a British Standard does not of itself confer immunity from legal obligations.
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AMD 5118
Amendment No. 1 to IEC 787 : 1983

Amendment No. 1
published and effective from 29 August 1986
to BS 6553 : 1984 (IEC 787 : 1983)

Guide for selection of fuse links of high-voltage
fuses for transformer circuit applications

NOTE. This amendment implements Amendment No. 1 to IEC 787.

Revised text

AMD 5118 National foreword
August 1986 In line 3 of paragraph 1, insert after ‘(IEC)’: ‘as amended by Amendment No. 1 : 1985’.

AMD 5118 New clause 6
August 1856 After clause 5 insert a new clause 6 as follows.
6. Selection of current ratings of fuse-links for transformer circuit applications

The manufacturer of fuse-links intended for transformer circuit protection shall
make available recommendations for current ratings of fuse-links for given kVA
ratings of transformers.

The information should preferably be given in tabular form. The transformer
ratings quoted should preferably be selected from the R 10 series and should
cover a range appropriate to the range of fuse-links concerned.

The current ratings of fuse-links chosen for each transformer size should be
governed by the criteria given in Items @) and b) of Clause 4.
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