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BS 6683 : 1985

Foreword

This British Standard has been prepared under the direction
of the Piping Systems Components Standards Committee.

Since the incorrect use of valve types may result in operat-
ing problems which adversely affect system safety and
efficiency, the valve industry recognizes that it will benefit
all concerned if information can be made conveniently
available to those responsible for installing and using vaives
to help them avoid such problems.

Valves are of many types and are used in a wide variety of
service conditions. Having correctly selected a valve,

its satisfactory performance depends on proper packing
and protection during handling and storage, installation
and operation, and adequate maintenance.

This standard presents information which should help users
to avoid the most obvious causes of trouble. The standard
does not include requirements but is intended to make the
user more aware of the problems that can arise. Advice
regarding a particular application should be obtained from
the manufacturer of the valve. It has not been possible to
include every consideration related to the satisfactory use
of valves, and, especially in abnormal or unusual circum-
stances, the possible need for other considerations and
precautions should be recognized.

Observance of the recommendations and precautions given
in this standard will provide increased assurance of satis-
factory valve performance.

It is intended that this standard should be used in conjunc-
tion with the appropriate valve product standards (see 1.1).
In addition, this standard may be used to provide guidance
for the installation and use of valves not covered by
product standards.

Sections of this standard have been based on MSS SP92
‘Valve user guide’ by kind permission of the Manufacturer’s
Standardization Society of the Valves and Fittings Industry
Incorporated.

Compliance with a British Standard does not of itself
confer immunity from legal obligations.

Documents

Document Sharing Hub

Full document details: BS 6683:1985


http://www.avadocuments.com/doc/bs-6683-1985
http://www.avadocuments.com/doc/bs-6683-1985

AMD 6604

published and effective from 30 April 1991

! Amendment No. 1
||
to BS 6683 : 1985

STANDARDS

Guide to installation and use of valves

Revised text

AMD 6604 Clause 2.5 Fire-tested

April 1991 Delete the first paragraph and the first sentence of the second paragraph.

In the second paragraph, delete ‘A.1 of BS 5146 : Part 1 : 1974’ and substitute ‘appendix A
of BS 6755 : Part 2 : 1987.

AMD 6604 Clause 4.4 Flanged joint assembly

April 1991 In item (g) of the list, delete ‘BS 4504 : Part 2’ and substitute ‘BS 4504 : Section 3.3
AMD 6604 Publications referred to

April 1991

Delete the existing list of publications and substitute the following.

‘Publications referred to

BS 1414  Specification for steel wedge gate valves (flanged and butt-welding ends) for the petroleum, petrochemical and allied industries
BS 1868 Specification for steel check valves (flanged and butt-welding ends) for the petroleum, petrochemical and allied industries
BS 1873  Specification for steel globe and globe stop and check valves (flanged and butt-welding ends) for the petroleum, petrochemical
and allied industries
BS 4504 Circular flanges for pipes, valves and fittings (PN designated)
Part 3 Steel, cast iron and copper alloy flanges
Section 3.3 Specification for copper alloy and composite flanges
BS 5150 Specification for cast iron wedge and double disk gate valves for general purposes
BS 5151  Specification for cast iron gate (parallel side) valves for general purposes
BS 5162  Specification for cast iron globe and globe stop and check valves for general purposes
BS 5153  Specification for cast iron check valves for general purposes
BS 5154  Specification for copper alloy globe, globe stop and check, check and gate valves
BS 5155  Specification for butterfly valves
BS 5156 Specification for diaphragm valves
BS 51567  Specification for steel gate (parallel slide) valves for general purposes
BS 5158  Specification for cast iron and carbon steel plug valves for general purposes
BS 5159  Specification for cast iron and carbon steel ball valves for general purposes
BS 5160 Specification for flanged steel globe valves, globe stop and check valves for general purposes
BS 5163  Specification for predominantly key-operated cast iron gate valves for waterworks purposes
BS 5351  Specification for steel ball valves for the petroleum, petrochemical and allied industries
BS 5362  Specification for steel wedge gate, globe and check valves 50 mm and smaller for the petroleum, petrochemical and altied
industries
BS 56353 Specification for plug valves
BS 6364 Specification for valves for cryogenic service
BS 6755 Testing of valves
Part 2 Specification for fire type-testing requirements’
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BS 6683 : 1985
Guide. Section one

Section one. General

1.1 Scope

This British Standard provides important guidance on the
handling, storage, installation, and operation and mainte-
nance of valves.

This standard applies to the installation and use of valves
complying with the following valve product standards:

BS 1414 BS 5152 BS 5157 BS 5351
BS 1868 BS 5153 BS 5158 BS 5352
BS 1873 BS 5154 BS 5159 BS 56353
BS 5150 BS 5155 BS 5160 BS 6364
BS 5151 BS 5156 BS 5163

NOTE. The titles of the publications referred to in this standard
are listed on the inside back cover.
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