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15 February 1993
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National foreword

This British Standard has been prepared under the direction of the Power
Electrical Engineering Standards Policy Committee. It implements CENELEC
Harmonization Document HD 548.3 S1 which is identical with IEC 44-3:1980,
published by the International Electrotechnical Commission (IEC).

A British Standard does not purport to include all the necessary provisions of a
contract. Users of British Standards are responsible for their correct application.

Compliance with a British Standard does not of itself confer immunity
from legal obligations.

Summary of pages

This document comprises a front cover, an inside front cover, pages 1 and ii,
the HD title page, pages 2 to 12, an inside back cover and a back cover.

This standard has been updated (see copyright date) and may have had
amendments incorporated. This will be indicated in the amendment table on the

inside f ‘
inside front cover Documents
B m Sharing Hub
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HARMONIZATION DOCUMENT HD 548.3 S1
DOCUMENT D’HARMONISATION
HARMONISIERUNGSDOKUMENT September 1992

UDC 621.314.21
Descriptors: Instrument transformer, voltage transformer, current transformer, combined transformer, specification, test, marking

English version

Instrument transformers
Part 3: Combined transformers

(IEC 44-3:1980)

Transformateurs de mesure MeBwandler
Troisieme partie: Transformateurs combinés Teil 3: Kombinierte Wandler
(CEI 44-3:1980) (IEC 44-3:1980)

This Harmonization Document was approved by CENELEC on 1992-06-16.
CENELEC members are bound to comply with the CEN/CENELEC Internal
Regulations which stipulate the conditions for implementation of this
Harmonization Document on a national level.

Up-to-date lists and bibliographical references concerning such national
implementation may be obtained on application to the Central Secretariat or
to any CENELEC member.

This Harmonization Document exists in three official versions (English,
French, German).
CENELEC members are the national electrotechnical committees of Austria,
Belgium, Denmark, Finland, France, Germany, Greece, Iceland, Ireland, Italy,
Luxembourg, Netherlands, Norway, Portugal, Spain, Sweden, Switzerland and
United Kingdom.

CENELEC

European Committee for Electrotechnical Standardization
Comité Européen de Normalisation Electrotechnique
Européaisches Komitee fur Elektrotechnische Normung

Central Secretariat: rue de Stassart 35, B-1050 Brussels

© 1992 Copyright reserved to CENELEC members
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Documents

Foreword Contents
The CENELEC questionnaire procedure, performed Page
for finding out whether or not the International Foreword 9
Standard IEC 44-3:1980 could be accepted without .
Section 1. General
textual changes, has shown that no common )
modifications were necessary for the acceptance as 1 Scope and Object 3
Harmonization Document. 2 Definition 3
The reference document was submitted to the Section 2. Limits of error
CENELEC members for formal vote and was 3 General 3
approved by CENELEC as HD 548.3 S1 .
on 16 June 1992. 4 Mut}lal influence . 3
The following dates were fixed: 5 ) Limits of temperature rise 3
— latest date of announcement Section 3. Type tests
of the HD at national level  (doa) 1992-12-01 6 Impulse voltage test 4
— latest date of publication of 7 Temperature-rise test 4
an identical national 8 Tests for accuracy 4
standard ' (dop) 1993-06-01  gection 4. Routine tests
T latefifc (tia te of z&./lthollrawal of 9 Verification of terminal and rating
conflicting nationa lat ki 6
standards (dow) 1993-06-01 platle markings
10 Power-frequency tests 6
For.products which have complied with the relevant 11 Measurement of partial discharges 6
national standard before 1993-06-01, as shown by
p . . 12 Test for accuracy 7
the manufacturer or by a certification body, this ) )
previous standard may continue to apply for Section 5. Marking
production until 1998-06-01. 13 Terminal markings
Annexes designated “normative” are part of the 14 Rating plate markings 7
body of .the standard. In this standard, Annex ZA is Appendix A The mutual influence of current
normative. and voltage transformers 10
Annex ZA (normative) Other international
publications quoted in this standard
with the references of the relevant European
publications 12
Figure 1 — Geometrical construction
of the circuit 7
Figure 2 — Measurement 2 8
Figure 3 — Measurement 3 8
Figure 4 — Error diagram of a voltage
transformer class 0.2 8
Figure 5 — Error diagram of a current
transformer class 0.2 at 5 % of rated current 9
Figure A.1 — Current conductor and magnetic
field influencing a voltage transformer 11
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