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National foreword

This British Standard has been prepared under the direction of the Power
Electrical Engineering Standards Policy Committee. It is identical with
IEC 519-4 : 1977 Safety in electro-heat installations Part 4 : Particular
requirements for arc furnace installations, published by the International
Electrotechnical Commission (IEC).

It is being published at the request of the British Technical Committee on
Electroheat (PEL/87), taking into account that IEC 519-1 General requirements
has been ratified by the European Committee for Electrotechnical
Standardization (CENELEC) and published as a European Standard (EN), and
has been published as BS EN 60519-1 Safety in electroheat installations Part 1 :
General requirements.

Technical Committee PEL/87 considers this standard to be a guide to good safety
practices. It is currently being reviewed by IEC to bring it into line with the latest

technology.
Cross-reference

International standard Corresponding British Standard

IEC 519-1 : 1984 BS EN 60519 Safety in electroheat installations
Part 1 : 1993 General requirements
(Identical)

Compliance with a British Standard does not of itself confer immunity from
legal obligations.
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