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National foreword

This British Standard is the official English language version of
EN 12098-4:2005.

The UK participation in its preparation was entrusted to Technical Committee
RHE/16, Performance requirements for control systems, which has the
responsibility to:

— aid enquirers to understand the text;

—  present to the responsible international/European committee any
enquiries on the interpretation, or proposals for change, and keep
UK interests informed;

— monitor related international and European developments and
promulgate them in the UK.

A list of organizations represented on this committee can be obtained on
request to its secretary.

Cross-references

The British Standards which implement international or European
publications referred to in this document may be found in the BSI Catalogue
under the section entitled “International Standards Correspondence Index”, or
by using the “Search” facility of the BSI Electronic Catalogue or of British
Standards Online.

This publication does not purport to include all the necessary provisions of a
contract. Users are responsible for its correct application.

Compliance with a British Standard does not of itself confer immunity
from legal obligations.

Summary of pages

This document comprises a front cover, an inside front cover, the EN title page,
pages 2 to 32, an inside back cover and a back cover.

The BSI copyright notice displayed in this document indicates when the
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Foreword

This European Standard (EN 12098-4:2005) has been prepared by CEN/TC 247 "Building automation control and
building management", the secretariat of which is held by SNV.

This European Standard shall be given the status of a national standard, either by publication of an identical text or
by endorsement, at the latest by March 2006, and conflicting national standards shall be withdrawn at the latest by
March 2006.

This European Standard is one of a series of product standards for "Controls for heating systems". It considers
Definitions, Functionality, Requirements, Test methods, and Documentation electrical heating controls with
optimum start or optimum start-stop functions. This European Standard consists of the following parts:

Part 1: Outside temperature compensated control equipment for hot water heating systems;

Part 2: Optimum start-stop control equipment for hot water heating systems;

Part 3: Outside temperature compensated control equipment for electrical heating systems;

Part 4: Optimum start-stop control equipment for electrical systems;

Part 5: Start-stop schedulers for heating systems.

No existing European Standard is superseded.

The position of this European Standard in the series of standards for mechanical building services is illustrated
below:

Mechanical building services

C . Ventilation and
Heating systems ontr_ol for mechamcal air conditionin
gsy building services co 9
systems
|
| | | |
Controls for Individual zone Building management System neutral data
heating systems control for products and systems for transmission for
HVAC applications HVAC applications HVAC applications

Outside Optimum start- Outside

Optimum start-

temperature stop control temperature stop control Start-Stop
compensated equipment for hot compensated equipment for schedulers for
control equipment . control equipment : .
for hot water water heating for electrical heating e}ectncal heating systems
. systems heating systems
heating systems systems
|
| | | | |
| Definitions | [ Functionality | | Requirements | [ Testmethods | | Documentation

HVAC = Heating, Ventilation, Air Conditioning.

According to the CEN/CENELEC Internal Regulations, the national standards organizations of the following
countries are bound to implement this European Standard: Austria, Belgium, Cyprus, Czech Republic, Denmark,
Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, ltaly, Latvia, Lithuania, Luxembourg, Malta,
Netherlands, Norway, Poland, Portugal, Slovakia, Slovenia, Spain, Sweden, Switzerland and Unitemm ents
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Introduction

Equipment which controls the heating supply in buildings according to outside and/or room temperature is
necessary to reduce the energy consumption and minimise energy cost of heating plants and maintain comfort
level.
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Figure 1 - Example of start-stop optimiser. It can control main electrical supply to the central, zone or room
level, it can send data to zone or room controllers

Fixed switching times for intermittent scheduling, may not lead to energy saving, minimum cost and comfort
optimisation. A start-stop optimiser schedules switching times in relation with measured variables and tariff (see
Figure 1). Its function brings a high level of energy saving without reduction of desired comfort. It can complete a
main controller like an outside temperature controller (OTC) according to EN 12098-3.

The optimum start-stop function is easy to programme because the user sets the time at which comfort conditions
should apply, rather than the switch-on or switch-off times of the plant.
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occupation
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*OSS : Optimum Start - Stop

Figure 2 - Example of relation between occupation, heating and room temperature
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NOTE 1 Optimum start-stop function is illustrated by Figure 2. Heating periods are different from scheduled occupation
periods. These differences, due to thermal inertia, depend mainly on heating loads related with temperatures differences. A
start-stop optimiser controls these switchings, using outside and/or room temperatures or their differences in relation to
setpoints.

Adaptive functions are easier to commission because they require fewer installation parameters to be introduced
and no readjustment.

Additionally, a tariff compensated start controller modify the beginning of the optimum start period with respect to
the electrical energy tariff time, as illustrated in Figure 3.

Tariff Hight
price Low
level —_—
Nominal
Schedule occupation period
occupation
periods
Main
controller
Heating Start function Stop
operation % T I
Room
temperature °C
?g i \
16
14 A

24 4 8 12 16 20 24
0 Hour of day 0

Figure 3 - A tariff compensated optimiser shift the start period at the end of the lower tariff level period to
minimise cost

Included in this European Standard are the main equipment characteristics which assist in reaching these energy
saving, minimum costs and comfort objectives.

Characteristics which are directly tested include:
e accuracy of sensors;

e part load characteristics.

Characteristics which are required to be indicated by the manufacturer include:

e time constants.

Other characteristics of the equipment are tested indirectly by measuring responses dependent on them, for
example:

e differential;
e dead band.

NOTE 2  This European Standard, therefore, conforms to the requirements and objectives of the interpretative document n° 6
"Energy Economy and Heat Retention" relating to the Construction Product Directive (89/106/EEC).
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1 Scope

This European Standard applies to electronic equipment which controls electrical heating. In this European
Standard, equipments are tested to verify conformity with technical characteristics of the materials given by the
manufacturer.

NOTE 1 It describes optimal start-stop heating functions. It does not include controls for storage functions and controls for
lowest energy cost by controlling the charging of the heating system.

The particular equipment to which this European Standard applies covers both:
e stand-alone start optimisers or start-stop optimisers, taking priority to the main controller during periods;

e controllers which contain an integrated optimum start or an optimum start-stop control function;
e Electrical equipment which includes this function, may includes other.

NOTE 2  Electrical heating systems able to be controlled by these devices (e.g.: direct heating, mixed heating systems
including base and supplement, type of emitters, type of storage heating systems, floor heating...) are indicated in the technical
documents of the manufacturer. Instructions to adapt the parameters of devices to the systems to which they apply are indicated
in these documents. The optimum start-stop function can be integrated within a main control device such as an outside
temperature compensated (OTC) controller. In this case the controller would be expected to meet both EN 12098-3 and this
document.

It applies both to adaptive and fixed parameters control functions and sets minimum acceptable standards for
functions, performance and documentation.

Additional functions, e.g.:
- adaptive functions,

- tariff compensated function, for cost optimisation applicable for more complex tariffs, including more than two
levels,

- function taking account other measures and other parameters introduced supplementary parameters

should be able to be the object of requirements and test method as complement to this European Standard.

Safety systems and heating control systems remain unaffected by this European Standard. The actuators are not
covered in this European Standard.

This European Standard does not cover heat emitters.
This control equipment can be connected to a data network.

Input and output signal can be processed by analogue or digital techniques.

2 Normative references

The following referenced documents are indispensable for the application of this document. For dated references,
only the edition cited applies. For undated references, the latest edition of the referenced document (including any
amendments) applies.

EN 12098-1:1996, Controls for heating systems - Part 1: Outside temperature compensated control equipment for
hot water heating systems

EN 12098-3:2002, Controls for heating systems - Part 3: Outside temperature compensated control equipment for
electrical heating systems

EN 60529, Degrees of protection provided by enclosures (IP code) (IEC 60529:1989)
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EN 60730-1, Automatic electrical controls for household and similar use — Part 1: General requirements (IEC
60730-1:1999, modified)

EN 60730-2-1, Automatic electrical controls for household and similar use — Part 2: particular requirements for
electrical controls for electrical household appliances (IEC 60730-2-1:1989, modified)

EN 60730-2-7, Automatic electrical controls for household and similar use — Part 2: Particular requirements for
timers and time switches (IEC 60730-2-7:1990, modified)

EN 60730-2-9, Automatic electrical controls for household and similar use — Part 2: Particular requirements for
temperature sensing controls (IEC 60730-2-9:2000, modified)

EN 60730-2-11, Automatic electrical controls for household and similar use — Part 2: Particular requirements for
energy controllers (IEC 60730-2-11:1993)

IEC 60038, IEC standard voltages

3 Terms and definitions

For the purposes of this European Standard, the terms and definitions given in EN 12098-1:1996 and the following
apply.

3.1

start-stop optimiser

control device which performs optimum start-stop functions, start function should be tariff compensated. It consists
of the electronic controller, sensors and output signals, but does not include the actuating equipment (see Figure 3).

Main Controller, e.g. : Outside Temperature Compensated

control equipement, according to EN 12098-3 [R—
Start-Stop Reference

Optimiser variables
P DO O

Start-Stop-Optimiser, according to EN 12098-4

Priority K_D Set pOint
selector CIP Optimiser ] References
&-0—1a functions | q___________ O variables Operating modes
Sensors controller

Actuating ¢

equipment

: HEAT

HEAT emitters

emitters

Figure 4 - Examples of control equipment for heating systems

It overrides signal(s) issued by a controller, from switch-off time to beginning of nominal occupation period. Start-
stop optimisers and control functions can be included in a single device.

The optimum stop function is optional; a start optimiser performs an optimum start function and a fixed switch-off
time function
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3.2

optimum start

function, which controls the switch-on time such that the room temperature reaches the nominal room temperature
from a lower level (e.g. reduced or stand-by room temperature), at a predefined time

NOTE It can lead to switch to the maximal available power.

3.3

tariff compensated optimum start

added function to optimum start function for which the predefined time, ending the optimum start period should be,
either:

e beginning of nominal occupation period

or

o ftariff rising time

automatically chosen with respect to the lowest user energy cost

34

adaptive optimum start

An added function to optimum start function, which recalculates the parameters used to determine the switch-on
time, based on variation of the measured room temperature as feedback information.

3.5

optimum stop

function controls the switch-off time, anticipates the end of nominal occupation period in reference to the room
temperature, such that the natural fall of the room temperature during nominal occupation period is kept within
acceptable limits satisfying comfort needs

3.6

adaptive optimum stop

added function to optimum stop, which recalculates the parameters used to determine the switch-off time, based on
variation of the measured room temperature as feedback information

3.7

actuating equipment

equipment providing the means by which the controller affects the heat emitters (according to EN 12098-3:2002,
3.2). See Figure 4

3.8

output signals

signals generated by the optimiser for either:

- heating power

or

- main controller characteristics heating curve
or

- temperature settings

3.9

reference variable(s) of the optimiser

for optimum start function: the outside temperature or the room temperature, or both, used to determine the switch-
on time, with or without other influencing variables. See 3.2.

For optimum stop function: the room temperature used to determine the switch-off time, with or without other
influencing variables. See 3.3

3.10

outside temperature
reference variable sensor measuring outside temperature of the building (according to EN 12098-3:2002, 3.6.).
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3.11

nominal room temperature

resulting room temperature in the building arising in nominal operation of the controller. It is dependant on the
design of the heating system and can be different for individual rooms (according to EN 12098-3:2002, 3.8)

3.12

reduced room temperature

reduced room temperature compared with the nominal room temperature resulting from operation at a reduced set
point (according to EN 12098-3:2002, 3.9)

3.13
stand-by room temperature
room temperature resulting from switching off the heating (according to EN 12098-3:2002, 3.10)

Note 1  If frost protection function is active, stand by temperature should be accepted above freezing point.

3.14
beginning of nominal occupation period
user programmed time for which the expected nominal room temperature set point should apply

3.15
tariff rising time
time for witch the electricity cost rises. This information is sent automatically to the optimiser by the energy provider

3.16

switch-on time

point in time at which the controller starts up the heating or modifies the set point in order to reach the nominal
room temperature (according to EN 12098-3:2002, 3.12).

This time is automatically determined by the tariff compensated optimum start function.
The switch on time is a variable based on the user programmed beginning of nominal occupation period

3.17

end of nominal occupation period

The user programmed time for which the nominal temperature should decrease under the nominal room
temperature

3.18

switch-off time

point in time at which the controller switches off the heating or modifies the set point in order to reach the reduced
temperature (according to EN 12098-3:2002, 3.13)

This time is automatically determined by the optimum stop function.
For an optimum stop function, the switch-off time is a variable based on the user programmed end of nominal
occupation period

3.19
nominal occupation period
operating period during which nominal room temperature should apply

3.20
optimum start period
operating period between the switch-on time and the beginning of nominal occupation period

3.21

optimum stop period
operating period between the switch-off time and the end of nominal occupation period
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