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National foreword

This British Standard is the official English language version of 
EN 12255-15:2003.

The UK participation in its preparation was entrusted to Technical Committee 
B/505, Waste water engineering, which has the responsibility to: 

A list of organizations represented on this committee can be obtained on 
request to its secretary.

Cross-references
The British Standards which implement international or European 
publications referred to in this document may be found in the BSI Catalogue 
under the section entitled “International Standards Correspondence Index”, or 
by using the “Search” facility of the BSI Electronic Catalogue or of British 
Standards Online.

This publication does not purport to include all the necessary provisions of a 
contract. Users are responsible for its correct application.

Compliance with a British Standard does not of itself confer immunity 
from legal obligations.

— aid enquirers to understand the text;

— present to the responsible international/European committee any 
enquiries on the interpretation, or proposals for change, and keep the 
UK interests informed;

— monitor related international and European developments and 
promulgate them in the UK.

Summary of pages

This document comprises a front cover, an inside front cover, the EN title page, 
pages 2 to 16, an inside back cover and a back cover.

The BSI copyright notice displayed in this document indicates when the 
document was last issued.
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Foreword

This document (EN 12255-15:2003) has been prepared by Technical Committee CEN/TC 165 “Waste water
engineering”, the secretariat of which is held by DIN.

This European Standard shall be given the status of a national standard, either by publication of an identical
text or by endorsement, at the latest by June 2004, and conflicting national standards shall be withdrawn at
the latest by June 2004.

It is the fifteenth Part prepared by the Working Groups CEN/TC 165/WG 42 and 43 relating to the general
requirements and processes for treatment plants for a total number of inhabitants and population equivalents
(PT) over 50. EN 12255 with the generic title "Wastewater treatment plants" consists of the following Parts:

¾  Part 1: General construction principles

¾  Part 3: Preliminary treatment

¾  Part 4: Primary settlement

¾  Part 5: Lagooning processes

¾  Part 6: Activated sludge process

¾  Part 7: Biological fixed-film reactors

¾  Part 8: Sludge treatment and storage

¾  Part 9: Odour control and ventilation

¾  Part 10: Safety principles

¾  Part 11: General data required

¾  Part 12: Control and automation

¾  Part 13: Chemical treatment — Treatment of wastewater by precipitation/flocculation

¾  Part 14: Disinfection

¾  Part 15: Measurement of the oxygen transfer in clean water in aeration tanks of activated sludge plants

¾  Part 16: Physical (mechanical) filtration

NOTE For requirements on pumping installations at wastewater treatment plants, provided initially as Part 2:
Pumping installations for wastewater treatment plants, see EN 752-6 Drain and sewer systems outside buildings — Part
6: Pumping installations.

The parts EN 12255-1, EN 12255-3 to EN 12255-8 and EN 12255-10 and EN 12255-11 were implemented
together as a European package (Resolution BT 152/1998).

Annex A is normative.

According to the CEN/CENELEC Internal Regulations, the national standards organizations of the following
countries are bound to implement this European Standard: Austria, Belgium, Czech Republic, Denmark,
Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Luxembourg, Malta, Netherlands,
Norway, Portugal, Slovakia, Spain, Sweden, Switzerland and the United Kingdom.
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1 Scope

This European Standard specifies the non-steady state measurement of the oxygen transfer rate and the
oxygen transfer efficiency of aeration systems in activated sludge aeration tanks (see EN 12255-6) when filled
with clean water.

NOTE 1 This is known as the clean water test.

NOTE 2 Since the method is based on completely mixed tanks or tanks with evenly distributed aerators or diffusers
test results from certain aeration installations can be incorrect.

NOTE 3 Under process conditions with mixed liquor the oxygen transfer rate and the oxygen transfer efficiency can be
different from the clean water test results. This is expressed by the a -factor.

2 Normative references

This European Standard incorporates by dated or undated reference, provisions from other publications.
These normative references are cited at the appropriate places in the text, and the publications are listed
hereafter. For dated references, subsequent amendments to or revisions of any of these publications apply to
this European Standard only when incorporated in it by amendment or revision. For undated references the
latest edition of the publication referred to applies (including amendments).

EN 1085, Wastewater treatment — Vocabulary.

EN 25814, Water quality — Determination of dissolved oxygen — Electrotechnical probe method
(ISO 5814:1990).

3 Terms and definitions

For the purposes of this European Standard, the terms and definitions given in EN 1085 and the following
apply.

3.1
standard oxygen transfer rate (SOTR, kg/h)
mass of oxygen transferred per hour at standard conditions (water temperature T = 20 °C, barometric
pressure p = 1 013 hPa, zero dissolved oxygen concentration), to an aeration tank filled with clean water
(Volume V, m³) equipped with an aeration device or system and operated at a specified aeration setting. It is
obtained as:

100020,20 SL CakVSOTR ··= (1)

3.2
standard aeration efficiency (SAE, kg/kWh)
ratio of standard oxygen transfer rate and total wire power uptake (P, kW) measured during the test

3.3
specific standard oxygen transfer efficiency (SSOTE, %/m)
percent oxygen absorbed per metre diffuser submergence (hD, m). SSOTE may also be expressed in
g/(m³·m)1

                                                     

1 The volume expressed in m3 is applicable to standard conditions (dry air, zero humidity, p=1013 hPa, T=0°C), see also
3.9.
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