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European foreword 

This document (EN 13141-3:2017) has been prepared by Technical Committee CEN/TC 156 “Ventilation for 
buildings”, the secretariat of which is held by BSI. 

This European Standard shall be given the status of a national standard, either by publication of an identical 
text or by endorsement, at the latest by December 2017, and conflicting national standards shall be 
withdrawn at the latest by March 2019. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of patent 
rights. CEN shall not be held responsible for identifying any or all such patent rights. 

This document supersedes EN 13141-3:2004. 

In comparison to EN 13141-3:2004 the following changes have been made: 

— reduction of the scope to exclude air extraction range hoods with fan already taken into account in 
EN 61591 developed by IEC/TC 59 “Performance of household and similar electrical appliances”; 

— adding of a specific clause concerning performance test of odour extraction (see Clause 7) instead of 
making reference to EN 61591. 

EN 13141 consists of the following parts, under the general title Ventilation for buildings ― Performance 
testing of components/products for residential ventilation: 

— Part 1: Externally and internally mounted air transfer devices 

— Part 2: Exhaust and supply air terminal devices 

— Part 3: Range hoods for residential use without fan 

— Part 4: Fans used in residential ventilation systems 

— Part 5: Cowls and roof outlet terminal devices 

— Part 6: Exhaust ventilation system packages used in a single dwelling 

— Part 7: Performance testing of a mechanical supply and exhaust ventilation units (including heat 
recovery) for mechanical ventilation systems intended for single family dwellings 

— Part 8: Performance testing of un-ducted mechanical supply and exhaust ventilation units (including 
heat recovery) for mechanical ventilation systems intended for a single room 

— Part 9: Externally mounted humidity controlled air transfer device 

— Part 10: Humidity controlled extract air terminal device 

— Part 11: Supply ventilation units 

According to the CEN-CENELEC Internal Regulations, the national standards organisations of the following 
countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Croatia, Cyprus, Czech 
Republic, Denmark, Estonia, Finland, Former Yugoslav Republic of Macedonia, France, Germany, Greece, 
Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, 
Portugal, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden, Switzerland, Turkey and the United Kingdom. 

Full document details: BS EN 13141-3:2017

http://dx.doi.org/10.3403/BSEN13141
http://dx.doi.org/10.3403/02976301
http://dx.doi.org/10.3403/02976301
http://dx.doi.org/10.3403/01137380U
http://dx.doi.org/10.3403/01137380U
http://www.avadocuments.com/doc/bs-en-13141-3-2017
http://www.avadocuments.com/doc/bs-en-13141-3-2017

