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Foreword 

This document (EN 1365-1:2012) has been prepared by Technical Committee CEN/TC 127 “Fire safety in 
buildings”, the secretariat of which is held by BSI. 

This European Standard shall be given the status of a national standard, either by publication of an identical 
text or by endorsement, at the latest by April 2013, and conflicting national standards shall be withdrawn at the 
latest by April 2013. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of patent 
rights. CEN [and/or CENELEC] shall not be held responsible for identifying any or all such patent rights. 

This document supersedes EN 1365-1:1999. 

This document has been prepared under a mandate given to CEN by the European Commission and the 
European Free Trade Association. 

The main changes with respect to the previous edition are listed below: 

a) the introduction of mechanical loading into the test specimen; 

b) changes as a consequence of the modifications in EN 1363-1. 

EN 1365, Fire resistance tests for loadbearing elements, consists of the following parts: 

 Part 1: Walls; 

 Part 2: Floors and roofs; 

 Part 3: Beams; 

 Part 4: Columns; 

 Part 5: Balconies and walkways; 

 Part 6: Stairs. 

According to the CEN/CENELEC Internal Regulations, the national standards organisations of the following 
countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Croatia, Cyprus, Czech 
Republic, Denmark, Estonia, Finland, Former Yugoslav Republic of Macedonia, France, Germany, Greece, 
Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, 
Romania, Slovakia, Slovenia, Spain, Sweden, Switzerland, Turkey and the United Kingdom. 
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Introduction 

The purpose of this test is to measure the ability of a representative specimen of a loadbearing wall to resist 
the spread of fire from one side to another and to maintain its loadbearing capacity. It is applicable to internal 
and external walls.  

Caution 

The attention of all persons concerned with managing and carrying out this fire resistance test is drawn to the 
fact that fire testing may be hazardous and that there is a possibility that toxic and/or harmful smoke and 
gases may be evolved during the test. Mechanical and operational hazards may also arise during the 
construction of the test elements or structures, their testing and disposal of test residues. 

An assessment of all potential hazards and risks to health should be made and safety precautions should be 
identified and provided. Written safety instructions should be issued. Appropriate training should be given to 
relevant personnel. Laboratory personnel should ensure that they follow written safety instructions at all times. 
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1 Scope  

This European Standard specifies a method of testing the fire resistance of loadbearing walls. It is applicable 
to both internal and external walls. The fire resistance of external walls can be determined under internal or 
external exposure conditions.  

The fire resistance performance of loadbearing walls is normally evaluated without perforations such as doors, 
glazing or fire resistant ducts. If it can be demonstrated that the design of the opening is such that load is not 
transmitted to the perforation, then the perforation need not be tested in the loaded condition. If perforations 
are to be included, the effects of these will need to be separately established. 

This test method is not applicable to non-separating loadbearing walls which, in short widths, can be tested as 
columns to EN 1365-4. 

This European Standard is used in conjunction with EN 1363-1:1999. 

2 Normative references 

The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated references, 
the latest edition of the referenced document (including any amendments) applies. 

EN 1363-1:1999, Fire resistance tests  Part 1: General requirements 

EN 1363-2, Fire resistance tests  Part 2: Alternative and additional procedures 

EN ISO 13943:2010, Fire safety  Vocabulary (ISO 13943:2008) 

3 Terms and definitions 

For the purposes of this document, the terms and definitions given in EN 1363-1:1999 and 
EN ISO 13943:2010 together with the following apply. 

3.1 
loadbearing wall 
wall designed to support an applied load 

3.2 
internal wall 
wall which provides fire separation and which may be exposed separately to a fire from either side 

3.3 
external wall 
wall forming the external envelope of a building which may be exposed separately to an internal or an external 
fire 

3.4 
insulated wall 
wall, which satisfies both the integrity and insulation criteria for the anticipated fire resistance period 

3.5 
uninsulated wall 
wall which satisfies the integrity and, where required, the radiation criteria for the anticipated fire resistance 
period, but which is not intended to provide insulation  

Note 1 to entry:  Such a loadbearing wall may consist entirely of uninsulated fire resistant panels 

EN 1363-1.

EN 1363-1, Fire resistance tests — Part 1: General requirements

For the purposes of this document, the terms and definitions given in EN 1363-1 and  
EN ISO 13943:1010 together with the following apply.
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3.6 
plinth 
form of construction that reduces the height of the opening by raising the support base to accommodate the 
test specimen 

3.7 
separating wall 
wall provided within a building or between adjoining buildings to prevent the transfer of fire from one side to 
the other 

4 Test equipment 

4.1 General 

In addition to the test equipment specified in EN 1363-1:1999, and if applicable EN 1363-2, the following is 
required. 

4.2 Test frame 

A test frame designed to accommodate the test specimen and apply the required test load. Examples of test 
frames which may be used for this purpose are shown in Figures 1 and 2. 

4.3 Loading equipment 

The load to the test specimen may be applied by means of loading jacks located either at the top or the 
bottom of the frame.  

Where the loading is applied by a rigid beam, it shall be of sufficient stiffness to ensure uniform vertical 
deflection along the test specimen. Where the load is applied individually to studs within the wall the loading 
system shall allow for maintenance of constant load at each loading point. 

5 Test conditions 

5.1 Furnace atmosphere 

The heating and pressure conditions and the furnace atmosphere shall conform to those given in 
EN 1363-1:1999. 

5.2 Loading and restraint 

The load and restraint shall conform to the requirements given in EN 1363-1:1999. 

6 Test specimen 

6.1 Size 

If, in practice, the height or width of the construction is 3 m or smaller, then that dimension of the test 
specimen shall be tested at full size. If any dimension of the construction is greater than 3 m, then that 
dimension shall be tested at not less than 3 m.  

In addition to the test equipment specified in EN 1363-1, and if applicable EN 1363-2, the following is 
required.

The heating and pressure conditions and the furnace atmosphere shall conform to those given in 
EN 1363-1.

EN 1363-1.
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6.2 Number 

The number of test specimens shall be as given in EN 1363-1:1999. However, where information is required 
under different exposure conditions additional tests shall be undertaken for each situation using separate test 
specimens. 

6.3 Design 

The test specimen shall be fully representative of the construction intended for use in practice. 

The test specimen should be designed to obtain the widest applicability of the test result when considered in 
conjunction with the direct and extended field of application rules. Some design features which influence fire 
performance that should be included can be derived from the field of direct application, see Clause 13.  

The test specimen shall only contain a mixture of different designs providing this is representative of end use 
applications. 

Where the test specimen can incorporate at least two full width boards, a full size board shall be adjacent to 
an edge. When it is not possible to incorporate two full size boards into the test specimen, the single full size 
board shall be located in the centre of the specimen, with smaller boards of equal width on each side. The 
smaller boards shall not be less than 500 mm wide. Where the smaller boards would be less than 500 mm 
wide, only one shall be used (see Figure 3). 

If the element incorporates horizontal joints in practice, then the test specimen shall incorporate a horizontal 
joint. This joint shall be located between 350 mm and 650 mm in from the top edge and shall be on the outer 
layer on the unexposed face. 

6.4 Construction 

The test specimen shall be constructed as described in EN 1363-1:1999. 

6.5 Verification 

Verification of the test specimen shall be carried out as described in EN 1363-1:1999. 

7 Installation of test specimen 

7.1 General 

The test construction shall be mounted in such a way that the whole of its exposed face (including edge 
conditions) shall be exposed to the heating conditions. 

7.2 Supporting construction  

If the size of the test specimen is smaller than the opening in the test frame then it shall be installed in the test 
frame using one of the following approaches: 

a) Where the height of the test specimen is smaller than the height of the test frame opening, a plinth shall 
be provided to reduce the opening to the required height.  

b) Where the width of the test specimen is less than the opening in the test frame, the opening may be 
reduced with a suitable construction attached to the inside vertical faces of the test frame, but with a 
clearance of between 25 mm to 50 mm from the vertical edges of the test specimen. 

In either case above the use of a suitable construction shall not influence the overall performance of the test 
specimen.  

The number of test specimens shall be given in EN 1363-1. However, where information is required 
under different exposure conditions additional tests shall be undertaken for each situation using separate test 
specimens.

EN 1363-1.

EN 1363-1.
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