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BRITISH STANDARD

National foreword

This British Standard is the UK implementation of EN 13828:2025. It
supersedes BS EN 13828:2003, which is withdrawn.

The UK participation in its preparation was entrusted to Technical
Committee B/504/-/14, Valves and fittings for buildings & devices to
prevent pollution by backflow.

Alist of organizations represented on this committee can be obtained on
request to its committee manager.

Contractual and legal considerations

This publication has been prepared in good faith, however no
representation, warranty, assurance or undertaking (express or
implied) is or will be made, and no responsibility or liability is or will be
accepted by BSI in relation to the adequacy, accuracy, completeness or
reasonableness of this publication. All and any such responsibility and
liability is expressly disclaimed to the full extent permitted by the law.

This publication is provided as is, and is to be used at the
recipient’s own risk.

The recipient is advised to consider seeking professional guidance with
respect to its use of this publication.

This publication is not intended to constitute a contract. Users are
responsible for its correct application.

© The British Standards Institution 2025
Published by BSI Standards Limited 2025

ISBN 978 0 539 251319
ICS 23.060.10; 23.060.20

Compliance with a British Standard cannot confer immunity from
legal obligations.

This British Standard was published under the authority of the
Standards Policy and Strategy Committee on 28 February 2025.

Amendments/corrigenda issued since publication

Date Text affected
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European foreword

This document (EN 13828:2025) has been prepared by Technical Committee CEN/TC 164 “Water
supply”, the secretariat of which is held by AFNOR.

This European Standard shall be given the status of a national standard, either by publication of an
identical text or by endorsement, at the latest by August 2025, and conflicting national standards shall be
withdrawn at the latest by August 2025.

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CEN shall not be held responsible for identifying any or all such patent rights.

This document will supersede EN 13828:2003.

EN 13828:2025 includes the following significant technical changes with respect to EN 13828:2003:

— Scope has been revised;

— Tables 1, 2 and 4 were revised;

— Clause 2 has been updated;

— end connections were extended;

— full bore and half bore sizes were adapted;
— design requirements updated;

— test methods updated;

— marking updated.

Any feedback and questions on this document should be directed to the users’ national standards body.
A complete listing of these bodies can be found on the CEN website.

According to the CEN-CENELEC Internal Regulations, the national standards organisations of the
following countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Croatia,
Cyprus, Czech Republic, Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland,
Italy, Latvia, Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Republic of North
Macedonia, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden, Switzerland, Tiirkiye and the United
Kingdom.
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Introduction

With respect to potential adverse effects on the quality of water intended for human consumption, caused
by the product covered by this document:

— This document provides no information as to whether the product may be used without restriction
in any of the member states of the EU or EFTA;

— It should be noted that, while awaiting the adoption of the verifiable European criteria, existing
national regulations concerning the use and/or the characteristics of this product remain in force.

— The requirements with regard to the drinking water quality are specified in national regulations.
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1 Scope

This document applies primarily to copper alloy and stainless steel ball valves with dimensions DN 6 to
DN 100, for installations in buildings for potable water supply up to PN16 and a maximum distribution
temperature of 65 °C. Occasional excursions up to 90 °C are permitted for a period of 1 h maximum.

The ball valves are classified by their nominal pressure being either PN10 or PN16.
This document specifies:

— the requirements of the materials and the design of ball valves;
— the mechanical, hydraulic and acoustic requirements of ball valves;
— the test methods to verify the requirements of ball valves;

— the marking requirements of ball valves.
2 Normative references

The following documents are referred to in the text in such a way that some or all of their content
constitutes requirements of this document. For dated references, only the edition cited applies. For
undated references, the latest edition of the referenced document (including any amendments) applies.

Sanitary tapware - General specification for electrodeposited coatings of Ni-Cr

EN 1254-2, Copper and copper alloys - Plumbing fittings - Part 2: Compression fittings for use with copper
tubes

EN 1254-3, Copper and copper alloys - Plumbing fittings - Part 3: Compression fittings for use with plastics
and multilayer pipes

EN 1254-4, Copper and copper alloys - Plumbing fittings - Part 4: Threaded fittings

EN 1254-6, Copper and copper alloys - Plumbing fittings - Part 6: Push-fit fittings for use with metallic tubes,
plastics and multilayer pipes

EN 1254-7, Copper and copper alloys - Plumbing fittings - Part 7: Press fittings for use with metallic tubes

EN 1254-8, Copper and copper alloys - Plumbing fittings - Part 8: Press fittings for use with plastics and
multilayer pipes

EN 1254-20, Copper and copper alloys - Plumbing fittings - Part 20: Definitions, thread dimensions, test
methods, reference data and supporting information

EN ISO 3822-1, Acoustics - Laboratory tests on noise emission from appliances and equipment used in water
supply installations - Part 1: Method of measurement (1SO 3822-1)

EN ISO 3822-3, Acoustics - Laboratory tests on noise emission from appliances and equipment used in water
supply installations - Part 3: Mounting and operating conditions for in-line valves and appliances
(IS0 3822-3)

EN ISO 5211, Industrial valves - Part-turn actuator attachments (ISO 5211)

EN ISO 6509-1, Corrosion of metals and alloys - Determination of dezincification resistance of copper alloys
with zinc — Part 1: Test method (1SO 6509-1)

Documents
6 Document Sharing Hub

Full document details: BS EN 13828:2025


https://doi.org/10.3403/00265414U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/01267723U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/01267735U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/01922176U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30213588U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
https://doi.org/10.3403/30213591U?&urlappend=%26utm_campaign=pdfdoi%26utm_source=pdfdoi%26utm_medium=pdf
http://www.avadocuments.com/doc/bs-en-13828-2025
http://www.avadocuments.com/doc/bs-en-13828-2025

EN 13828:2025 (E)

EN IS0 9227, Corrosion tests in artificial atmospheres - Salt spray tests (1SO 9227)
3 Terms and definitions

For the purposes of this document, the following terms and definitions apply.
ISO and IEC maintain terminological databases for use in standardization at the following addresses:

— IEC Electropedia: available at https://www.electropedia.org/
— ISO Online browsing platform: available at https://www.iso.org/obp

3.1

ball valve

valve in which a ball, operated manually or via an actuator, rotates around an axis perpendicular to at
least one of the directions of flow; the ball has a hole where in open position the water will flow through,
in a straight or angled line

Note 1 to entry: Ball valves have a normal operating position of either fully open or fully closed. Ball valves will be
opened or closed by a single turn through 90°.

Note 2 to entry: The following types are covered:
— straight pattern ball valves;

— angle pattern ball valves;

— three way valves (1 inlet, 2 outlets).

3.2

nominal size

DN

nominal size of the ball valves is related to the size of the connection ends

Note 1 to entry: See Table 1.

Note 2 to entry: For valves provided with connection ends in different sizes, the nominal size (DN) of the smallest
connection end is leading and determines the minimum bore of the ball (Table 2 and Table 3).

4 Designation

The designation of a ball valve comprises:

— Design of the body (straight, angled or three way);
— type and material;

— nominal size (DN);

— bore (full or reduced);

— nominal pressure (PN);

— end connections;

— acoustic group (if applicable);

— number of this document, i.e. [EN 13828.

EXAMPLE Straight pattern ball valve (S) of copper alloy, DN 25, PN 16, with threads Rp 1 on both sides,
acoustic group 1, according to EN 13828,
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5 Design characteristics
5.1 Materials
5.1.1 General

All materials coming into contact with water intended for human consumption shall present no health
risk nor cause any change to the water in terms of quality, appearance, smell or taste.

NOTE While awaiting the adoption of verifiable European criteria for testing materials in contact with water
intended for human consumption, existing national regulations concerning the use and/or the characteristics of
these products remain in force.

5.1.2 Body materials

5.1.2.1 General

All parts of the body shall be made of a copper alloy or stainless steel.

5.1.2.2 Dezincification resistant copper alloy

Copper-zinc alloys containing more than 15 % zinc are subjected to dezincification when submitted to
water capable of dezincification. In the countries where the use of products made of dezincification
resistant materials is required, the materials used shall guarantee a dezincification depth less than
200 pm. For this purpose, materials shall be tested in accordance with EN ISO 6509-1 and the product
shall be marked in compliance with the indications according to Clause 9.

5.1.3 Corrosion resistance

The materials shall be corrosion resistant or protected against corrosion. The materials used shall not
have an adverse effect on each other.

When tested to the neutral salt spray (NSS) test according to for a duration of (96 + 1) h, no
corrosion which could impair the device’s operation shall be revealed by visual examination
(disregarding possible salt deposits). After the test, the valve shall not show any internal and/or external
leakage when being tested according 6.8.

5.1.4 Anti corrosive layer of the ball

Applied metallic anticorrosive protection layers shall fulfil the requirements of .
For this purpose, a separate ball shall be tested.
5.2 Connection ends

5.2.1 General

Connection ends shall comply with EN 1254 (all parts) with the exception of EN 1254-1 and EN 1254-4
(ends for capillary soldering or capillary brazing to copper tubes). Examples of connection ends are
shown in Table 1.

Valves with threaded connection ends shall have flats on the body which, when used for fitting, shall
accommodate commercially available tools.

The connection ends as applied shall be suitable (and approved as such) for the nominal pressure of the
valve.
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