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Foreword 

This European Standard (EN 14384:2005) has been prepared by Technical Committee CEN/TC 192 “Fire 
service equipment”, the secretariat of which is held by BSI, in cooperation with CEN/TC 164 "Water supply" 
and CEN/TC 69 “Industrial Valves”. 

This European Standard shall be given the status of a national standard, either by publication of an identical 
text or by endorsement, at the latest by January 2006, and conflicting national standards shall be withdrawn at 
the latest by January 2006. 

This European Standard has been prepared under a mandate given to CEN by the European Commission 
and the European Free Trade Association, and supports essential requirements of EU Directive(s). 

For relationship with EU Directive(s), see informative Annex ZA, which is an integral part of this European 
Standard. 

This is one of a series of standards for fire hydrants. 

This is the first edition of this European Standard. 

No International Standard exists for pillar fire hydrants. 

According to the CEN/CENELEC Internal Regulations, the national standards organizations of the following 
countries are bound to implement this European Standard: Austria, Belgium, Cyprus, Czech Republic, 
Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, 
Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Slovakia, Slovenia, Spain, Sweden, Switzerland 
and United Kingdom. 
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Introduction 

The purpose of a fire hydrant installation is to provide a connection (i.e. hydrant) to the water main to which 
the firefighter can connect firefighting equipment. Pillar fire hydrants consist of one or more valves and 
connection outlets in a column shape, which emerges from below ground level, intended primarily to supply 
water for firefighting and also may be used by water utilities (as defined in 3.3). 

This European Standard is in conformity with the general requirements already established by CEN/TC 164 in 
the field of water supply. 

In respect of potential adverse effects on the quality of water intended for human consumption caused by the 
product covered by this European Standard: 

1) this European Standard provides no information as to whether the product may be used without 
restriction in any of the Member States of the EU or EFTA, 

2) it should be noted that, while awaiting the adoption of verifiable European criteria, existing national 
regulations concerning the use and/or the characteristics of this product remain in force. 
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1 Scope 

This European Standard specifies the minimum requirements, test methods, marking and evaluation of 
conformity for pillar hydrants for fire fighting purposes: 

 to be installed in a water distribution system; 

 sizes DN 80, DN 100 and DN 150; 

 suitable for an allowable operating pressure, PFA, of PN 16 with or without drain facility; 

 having vertical or horizontal, flanged, socket or spigot inlet; 

 with one or two outlets and having outlets to national requirements; 

 globe (screw down) or gate valve type. 

This European Standard also provides for the evaluation of conformity of the pillar fire hydrants to the 
requirements of this European Standard. 

This European Standard applies to fire hydrants for potable and non potable water and for filtered water. 
Additional requirements may apply for other liquids. 

Couplings connected to outlets are outside the scope of this European Standard and should conform to 
national requirements. 

2 Normative references 

The following referenced documents are indispensable for the application of this European Standard. For 
dated references, only the edition cited applies. For undated references, the latest edition of the referenced 
document (including any amendments) applies. 

EN 681-1, Elastomeric seals — Material requirements for pipe joint seals used in water and drainage 
applications — Part 1: Vulcanized rubber 

EN 1074-1:2000, Valves for water supply — Fitness for purpose requirements and appropriate verification 
tests — Part 1: General requirements 

EN 1074-2:2000, Valves for water supply — Fitness for purpose requirements and appropriate verification 
tests — Part 2: Isolating valves 

EN 1074-6:2004, Valves for water supply — Fitness for purpose requirements and appropriate verification 
tests — Part 6: Hydrants 

EN 1092-1, Flanges and their joints — Circular flanges for pipes, valves, fittings and accessories, PN 
designated — Part 1: Steel flanges 

EN 1092-2, Flanges and their joints — Circular flanges for pipes, valves, fittings and accessories, PN 
designated — Part 2: Cast iron flanges 

EN 1503-1, Valves — Materials for bodies, bonnets and covers — Part 1: Steels specified in European 
Standards 

EN 1503-3, Valves — Materials for bodies, bonnets and covers — Part 3: Cast irons specified in European 
Standards 

 EN ISO 9001:2000, Quality management systems — Requirements (ISO 9001:2000) 

Full document details: BS EN 14384:2005

http://dx.doi.org/10.3403/02610873U
http://dx.doi.org/10.3403/01950656
http://dx.doi.org/10.3403/01950668
http://dx.doi.org/10.3403/02981355
http://dx.doi.org/10.3403/02593156U
http://dx.doi.org/10.3403/01113757U
http://dx.doi.org/10.3403/02154685U
http://dx.doi.org/10.3403/02154701U
http://dx.doi.org/10.3403/02170704
http://dx.doi.org/10.3403/02170704
http://www.avadocuments.com/doc/bs-en-14384-2005
http://www.avadocuments.com/doc/bs-en-14384-2005


EN 14384:2005 (E) 

6 

3 Terms and definitions 

For the purposes of this European Standard, the following terms and definitions apply. 

3.1 
hydrant 
connection to a water supply system including an isolating valve 
[EN 1074-6:2004] 

3.2 
fire hydrant 
hydrant designed to supply water for fire fighting during all phases of the fire 

3.3 
pillar fire hydrant 
fire hydrant with column shape, which emerges from below ground level, intended primarily to supply water for 
firefighting and also may be use by water utilities 

3.4 
dry pillar fire hydrant 
pillar fire hydrant, the column of which empties automatically when the main valve is closed 

3.5 
wet pillar fire hydrant 
pillar fire hydrant, the column of which remains full of water 

3.6 
break system 
mechanism which allows the above ground part of the hydrant to separate from the below ground part when 
subjected to impact whilst maintaining the seal of the main valve 

3.7 
obturator 
movable component of the valve whose position in the fluid flow path permits, restricts or obstructs the fluid 
flow (see EN 736-2) 

3.8 
loose obturator 
device for controlling flow out of a pipeline but which prevents flow into a pipeline 

3.9 
shell 
pressure-containing envelope of the valve 

NOTE It normally comprises the body and, when included in the design, a bonnet or cover and the body bonnet or 
body cover joint (see EN 736-2). 

3.10 
DN nominal size 
alphanumeric designation of the size of pipework components used for reference purposes. It comprises the 
letters DN followed by a dimensionless round number which is loosely related to the effective dimensions, in 
millimetres, of the bore or external diameter of the end connections 
[EN 1074-1:2000] 

3.11 
PN nominal pressure 
alphanumeric designation used for reference purposes and related to a combination of numerical and 
dimensional characteristics of a component of a pipe system. It comprises the letters PN followed by a 
dimensionless round number 
[EN 1074-1:2000] 
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3.12 
allowable maximum operating pressure PMA 
maximum hydrostatic pressure including surge that a component can withstand from time to time in service 
[EN 1074-1:2000] 

3.13 
allowable operating pressure PFA 
maximum hydrostatic pressure that a component can withstand continuously in service 
[EN 1074-1:2000] 

3.14 
allowable test pressure PEA 
maximum hydrostatic pressure that a newly installed component can withstand for a relatively short duration 
when either fixed above ground level or laid and backfilled underground in order to ensure the integrity and 
tightness of the pipeline (see EN 1074-1) 

3.15 
flow coefficient Kv (Cv) 
rate of flow in cubic metres per hour that will cause a differential pressure of one bar through the fire hydrant 
(see EN 736-3) 

4 Design requirements 

4.1 Dimensions 

Dimensions (see Figure 1) shall be as follows: 

 H ≥ 300 mm. 

The nominal outlet angle a shall be 60° ≤ a ≤ 90°. 

All the outlets shall be within an included nominal angle b of 180°, and shall allow all the hose couplings to be 
fitted at the same time. 

The tolerances on the nominal angles a and b shall be ± 5°. 

General dimensions shall be measured according to 5.2. 
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