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National foreword

This British Standard is the official English language version of
EN 14518:2005.

The UK participation in its preparation was entrusted to Technical Committee
RHE/2, Ventilation for buildings, heating and hot water services, which has the
responsibility to:

— aid enquirers to understand the text;

—  present to the responsible international/European committee any
enquiries on the interpretation, or proposals for change, and keep
UK interests informed;

— monitor related international and European developments and
promulgate them in the UK.

A list of organizations represented on this committee can be obtained on
request to its secretary.

Cross-references

The British Standards which implement international or European
publications referred to in this document may be found in the BSI Catalogue
under the section entitled “International Standards Correspondence Index”, or
by using the “Search” facility of the BSI Electronic Catalogue or of British
Standards Online.

This publication does not purport to include all the necessary provisions of a
contract. Users are responsible for its correct application.

Compliance with a British Standard does not of itself confer immunity
from legal obligations.

Summary of pages

This document comprises a front cover, an inside front cover, the EN title page,
pages 2 to 14, an inside back cover and a back cover.

The BSI copyright notice displayed in this document indicates when the
document was last issued.

Amendments issued since publication
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This European Standard was approved by CEN on 25 March 2005.

CEN members are bound to comply with the CEN/CENELEC Internal Regulations which stipulate the conditions for giving this European
Standard the status of a national standard without any alteration. Up-to-date lists and bibliographical references concerning such national
standards may be obtained on application to the Central Secretariat or to any CEN member.

This European Standard exists in three official versions (English, French, German). A version in any other language made by translation
under the responsibility of a CEN member into its own language and notified to the Central Secretariat has the same status as the official
versions.

CEN members are the national standards bodies of Austria, Belgium, Cyprus, Czech Republic, Denmark, Estonia, Finland, France,
Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Slovakia,
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Foreword

This European Standard (EN 14518:2005) has been prepared by Technical Committee CEN /TC 156,
"Ventilation for buildings", the secretariat of which is held by BSI.

This European Standard shall be given the status of a national standard, either by publication of an
identical text or by endorsement, at the latest by December 2005, and conflicting national standards
shall be withdrawn at the latest by December 2005.The other standards dealing with chilled beams
and chilled ceilings are:

N 14240  Ventilation for buildings — Chilled ceilings — Testing and rating
prEN 15116 Ventilation in buildings — Chilled beams — Testing and rating of active chilled beams
According to the CEN/CENELEC Internal Regulations, the national standards organizations of the
following countries are bound to implement this European Standard: Austria, Belgium, Cyprus, Czech
Republic, Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy,

Latvia, Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Slovakia, Slovenia,
Spain, Sweden, Switzerland and United Kingdom.
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1 Scope

This European Standard specifies test conditions and methods for the determination of the cooling
capacity of chilled beams or other similar systems with free convection, i.e. without forced air flow.
Also included is the method to determine local air velocity and temperature below the beam.

The purpose of the standard is to give comparable and repeatable product data.

The test method applies to all types of convector cooling systems using any medium as energy
transport medium.

NOTE The result is valid only for the specified test set up. For other conditions, (i.e. different positions of
heat loads, inactive ceiling elements around the test objects or forced flow into or around the test object), the
producer should give guidance based on full scale tests.

This standard refers to water as the cooling medium throughout, however, wherever water is written,

any other cooling medium can also be used in the test. Where air is the transport medium this air may
not be discharged into the test room.

2 Normative references

The following referenced documents are indispensable for the application of this document. For dated
references, only the edition cited applies. For undated references, the latest edition of the referenced
document (including any amendments) applies.

N 12792:2003, Ventilation for buildings - Symbols, terminology and graphical symbols

N 13182, Ventilation for buildings — Instrumentation requirements for air velocity measurements in
ventilated spaces

N 14240:2004, Ventilation for buildings — Chilled ceilings — Testing and rating

N ISO 7724, Ergonomics of the thermal environment - Instruments for measuring physical quantities
SO 7726:1994

3 Terms, definitions and symbols

3.1 Terms and definitions

For the purposes of this European Standard, the terms and definitions given in EN 12792:2003 and the
following apply.

3141
chilled beam
convector cooled with water and mounted under the ceiling of the test room with suspended ceiling

NOTE This standard deals with passive beams, i.e. convectors with free convection only.

3.1.2
test room
room in which the test object is mounted
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