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Foreword 

This document (EN 15767-3:2010) has been prepared by Technical Committee CEN/TC 192 “Fire service 
equipment”, the secretariat of which is held by BSI. 

This European Standard shall be given the status of a national standard, either by publication of an identical 
text or by endorsement, at the latest by March 2011, and conflicting national standards shall be withdrawn at 
the latest by March 2011. 

EN 15767 consists of the following parts, under the general title "Portable equipment for projecting 
extinguishing agents supplied by fire fighting pumps — Portable monitors": 

 Part 1: General requirements for portable monitor assemblies; 

 Part 2: Water nozzles; 

 Part 3: Foam devices. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of patent 
rights. CEN [and/or CENELEC] shall not be held responsible for identifying any or all such patent rights. 

According to the CEN/CENELEC Internal Regulations, the national standards organizations of the following 
countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Croatia, Cyprus, Czech 
Republic, Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, 
Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Romania, Slovakia, Slovenia, Spain, 
Sweden, Switzerland and the United Kingdom. 

Full document details: BS EN 15767-3:2010

http://www.avadocuments.com/doc/bs-en-15767-3-2010
http://www.avadocuments.com/doc/bs-en-15767-3-2010


BS EN 15767-3:2010
EN 15767-3:2010 (E) 

4 

1 Scope 

1.1 In addition to the requirements given in EN 15767-1, this part of this European standard applies to 
devices designed for aspirating air and projecting low expansion foam and, in some cases, inducting foam 
concentrate. It specifies requirements for safety, performance, classification and designation, as well as test 
methods, instructions for use and maintenance and marking. 

1.2 This European Standard is only applicable to foam devices which are manufactured after its date of 
publication. 

2 Normative references 

The following referenced documents are indispensable for the application of this document. For dated 
references, only the edition cited applies. For undated references, the latest edition of the referenced 
document (including any amendments) applies. 

EN 15767-1:2009, Portable equipment for projecting extinguishing agents supplied by fire fighting pumps — 
Portable monitors — Part 1: General requirements for portable monitor assemblies 

EN 15767-2, Portable equipment for projecting extinguishing agents supplied by fire fighting pumps — 
Portable monitors —  Part 2: Water nozzles 

3 Terms and definitions 

For the purposes of this document, the terms and definitions given in EN 15767-1:2009 and the following 
apply. 

3.1 
foam concentrate 
liquid which is diluted with water to produce foam solution 

[EN 1568-1:2008, 3.7] 

3.2 
foam solution 
solution of foam concentrate in water 

[EN 1568-1:2008, 3.8] 

3.3 
foam device 
device designed for aspirating air and projecting foam and, in some cases, inducting foam concentrate 

NOTE Several types of foam devices are described from 3.3.1 to 3.3.4. 

3.3.1 
foam cannon 
device that transforms the foam solution pressure into velocity and mixes air with the foam solution to produce 
a coherent stream of firefighting foam in a tube 

3.3.2 
self-inducting nozzle 
nozzle as described in EN 15767-2 equipped with a self-inducting system 
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3.3.3 
pick-up tube 
non collapsible tube for transferring the foam concentrate to the inducting system 

3.3.4 
foam attachment 
device fitted to a water nozzle or a self-inducting nozzle that mixes air with the foam solution to produce 
firefighting foam 

3.4 
inducting system 
device for mixing foam concentrate with water at a set rate 

3.5 
self-inducting system 
inducting system integrated into a foam device 

3.6 
spreader 
device to modify the shape of the foam stream into a flat spray 

3.7 
induction rate 
ratio of foam concentrate to the foam solution 

3.8 
metering device 
device controlling the induction rate 

3.9 
maximum flow 
Qmax 
maximum combination of flow and pressure under which the foam device can be operated  

NOTE The value of the maximum flow is given by the manufacturer. 

3.10 
expansion 
expansion value 
expansion ratio 
ratio of the volume of foam to the volume of the foam solution from which it was made 

[EN 1568-1:2008, 3.2] 

3.11 
low expansion foam 
foam which has an expansion ratio less than 20 

[EN 1568-1:2008, 3.3] 
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4 Requirements 

4.1 Mechanical characteristics 

4.1.1 Mass  

The foam device shall have a maximum mass as specified in Table 1. The maximum mass does not apply to 
seawater-resistant foam devices. 

Table 1 — Maximum mass 

Qmax 

l/min 

Maximum mass of the 
foam device 

kg 

< 2 000 4 

2 000 - 4 000 8 

4 000 – 8 000 12 

> 8 000 20 
 

4.1.2 Operating and handling elements 

The torques necessary to move the operating elements shall not exceed the values given in  
Table 2 at pressures up to the nominal pressure. 

Table 2 — Maximum torques 

Type of operating element Torque 
N⋅m 

Lever 20 

Valve handle 15 

Rotating operating elements 15 

 

4.1.3 Flow adjustment positions 

The flow settings of the foam device equipped with selectable flowrate shall be clearly identifiable by visual 
means. 

4.1.4 Jet adjustment positions 

The different jet positions of a foam device equipped with adjustable jet positions shall be clearly marked. 

4.2 Materials 

When tested in accordance with Clause 5 materials shall conform to Clause 4. 

The foam device shall pass the heat and frost tests specified in 5.3. 
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