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Foreword 

This document (EN 15879-1:2011) has been prepared by Technical Committee CEN/TC 113 “Heat pumps 
and air conditioning units”, the secretariat of which is held by AENOR. 

This European Standard shall be given the status of a national standard, either by publication of an identical 
text or by endorsement, at the latest by August 2011, and conflicting national standards shall be withdrawn at 
the latest by August 2011. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of patent 
rights. CEN [and/or CENELEC] shall not be held responsible for identifying any or all such patent rights. 

According to the CEN/CENELEC Internal Regulations, the national standards organizations of the following 
countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Croatia, Cyprus, Czech 
Republic, Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, 
Lithuania, Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Romania, Slovakia, Slovenia, Spain, 
Sweden, Switzerland and the United Kingdom. 
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1 Scope 

This European Standard specifies the terms and definitions, test conditions, test procedures and requirements 
for the rating and performance of direct exchange-to-water ground coupled heat pumps with electrically driven 
compressors, used for space heating and/or cooling. Brine can be used instead of water. 

This European Standard applies to factory-made units with horizontal in-ground collectors. In the case of units 
consisting of several parts, this standard applies only to those designed and supplied as a complete package. 

Water-to-direct exchange and direct-exchange-to-direct exchange ground coupled heat pumps are covered by 
EN 15879-2. 

Direct exchange-to-air ground coupled heat pumps and air-to-direct exchange heat pumps are covered by 
EN 15879-3. 

This European Standard does not apply to units using transcritical cycles, e.g. with CO2 as refrigerant. 

2 Normative references 

The following referenced documents are indispensable for the application of this European Standard. For 
dated references, only the edition cited applies. For undated references, the latest edition of the referenced 
document (including any amendments) applies. 

EN 12102:2008, Air conditioners, liquid chilling packages, heat pumps and dehumidifiers with electrically 
driven compressors for space heating and cooling ― Measurement of airborne noise ― Determination of the 
sound power level 

EN 14511-1:2007, Air conditioners, liquid chilling packages and heat pumps with electrically driven 
compressors for space heating and cooling ― Part 1: Terms and definitions 

EN 14511-3, Air conditioners, liquid chilling packages and heat pumps with electrically driven compressors for 
space heating and cooling ― Part 3: Test Methods 

EN 60204-1, Safety of machinery ― Electrical equipment of machines ― Part 1: General requirements 
(IEC 60204-1:2005, modified) 

EN 60335-2-40, Household and similar electrical appliances ― Safety ― Part 2-40: Particular requirements 
for electrical heat pumps, air-conditioners and dehumidifiers (IEC 60335-2-40:2002, modified) 

EN 61000-3-11, Electromagnetic compatibility (EMC) ― Part 3-11: Limits; Limitation of voltage changes, 
voltage fluctuations and flicker in public low-voltage supply systems; Equipment with rated current ≤ 75 A and 
subject to conditional connection (IEC 61000-3-11:2000) 

3 Terms and definitions 

For the purposes of this document, the terms and definitions given in EN 14511-1:2007 and the following 
apply. 

3.1 
direct exchange ground coupled heat pump 
heat pump which consists of an in-ground heat exchanger and a heat pump module 

3.2 
in-ground heat exchanger 
heat exchanger buried in the ground that consists of a series of parallel loops, each consisting of a single 
tube, in which the refrigerant is circulating for a direct heat exchange with the ground 

Full document details: BS EN 15879-1:2011

http://dx.doi.org/10.3403/30138984
http://dx.doi.org/10.3403/30161614
http://dx.doi.org/10.3403/03041896U
http://dx.doi.org/10.3403/00295095U
http://dx.doi.org/10.3403/01036976U
http://dx.doi.org/10.3403/02223251U
http://dx.doi.org/10.3403/02223251
http://dx.doi.org/10.3403/30161614
http://www.avadocuments.com/doc/bs-en-15879-1-2011
http://www.avadocuments.com/doc/bs-en-15879-1-2011


BS EN 15879-1:2011
EN 15879-1:2011 (E) 

6 

NOTE 1 The in-ground heat exchanger is connected to the heat pump module through vapour and liquid refrigerant 
lines. 

NOTE 2 The in-ground heat exchanger is specified by the number and length of the parallel loops and the diameter of 
the single tubes. 

3.3 
heat pump module 
assembly containing the refrigerating circuit components including the compressor, the expansion device, the 
indoor heat exchanger, all auxiliary components, control and safety devices and the refrigerant lines excluding 
the in-ground heat exchanger 

3.4 
brine-bath temperature 
temperature of the brine which is maintained in the bath where the in-ground heat exchanger tubes are 
immersed, and which is calculated as the mean value of the brine at the inlet and outlet of the bath 

4 Classification 

The units are denominated in such a way that the heat transfer medium for the outdoor heat exchanger is 
given first, followed by the heat transfer medium for the indoor heat exchanger (see Table 1). 

Table 1 ― Designation of direct exchange-to-water (brine) heat pumps 

Outdoor heat 
exchanger 

Indoor heat 
exchanger Designation Classification 

In-ground heat 
exchanger 

Water Direct exchange-to-water units DX / water 

Brine Direct exchange-to-brine units DX / brine 

 

5 Test conditions 

5.1 Environmental conditions and electrical power supply requirements 

The test shall be carried out under the environmental conditions around the heat pump module specified in 
Table 2. 

For all units, electrical power, voltage and frequency shall be given by the manufacturer. 

Table 2 ― Environmental conditions 

Type Measured quantity Environmental conditions 

DX / water or DX / brine to be 
installed outdoors – heating 

operation 
Air dry bulb temperature 0 °C to 7 °C 

DX / water or DX / brine to be 
installed outdoors – cooling 

operation 
Air dry bulb temperature 25 °C to 35 °C 

DX / water or DX / brine to be 
installed  indoors – heating or 

cooling operation 
Air dry bulb temperature 15 °C to 30 °C 
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5.2 Rating conditions 

For the rating tests, the appropriate test conditions shall be applied in accordance with: 

Table 3 for the heating mode; 

Table 4 for the cooling mode. 

Table 3 ― Rating conditions for the heating mode 

  In-ground heat 
exchanger Indoor heat exchanger 

  Bath 
temperature 

(°C) 

Inlet 
temperature 

(°C) 

Outlet 
temperature 

(°C) 

 
 
 
 
 

Standard 
rating 

conditions 

DX / water or DX / brine for 
low heating temperature 

applications 
4 30 35 

DX / water or DX / brine for 
medium heating 

temperature applications 
4 40 45 

DX / water or DX / brine for 
high heating temperature 

applications 
4 47 55 

DX / water or DX / brine for 
very high heating 

temperature applications 
4 55 65 

Application 
rating 

conditions 

DX / water or DX / brine for 
low heating temperature 

applications 
4 25 30 

DX / water and DX / brine 
for low heating temperature 

applications 
1,5 30 35 

DX / water and DX / brine 
for medium heating 

temperature applications 
1,5 40 45 
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