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EN 16755:2017 (E)

European foreword

This document (EN 16755:2017) has been prepared by Technical Committee CEN/TC 175 “Round and 
sawn timber”, the secretariat of which is held by AFNOR.

This European Standard shall be given the status of a national standard, either by publication of an 
identical text or by endorsement, at the latest by April 2018, and conflicting national standards shall be 
withdrawn at the latest by April 2018.

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CEN shall not be held responsible for identifying any or all such patent rights.

This document supersedes CEN/TS 15912:2012.

This document includes the corrigendum EN 16755:2017/AC:2018 which adds the above 
superseding note.

According to the CEN-CENELEC Internal Regulations, the national standards organizations of the 
following countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, Croatia, 
Cyprus, Czech Republic, Denmark, Estonia, Finland, Former Yugoslav Republic of Macedonia, France, 
Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta, Netherlands, 
Norway, Poland, Portugal, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden, Switzerland, Turkey and 
the United Kingdom.
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Introduction

Fire-retardant treatments may considerably improve the reaction to fire properties of wood products 
and these may result in wood products having the highest fire performance characteristics achievable 
with any combustible product. However, the reaction to fire performance may be reduced by exposure 
to wet and/or humid conditions [11] and the ability of the treated products to continue to perform even 
when exposed to these conditions needs to be demonstrated.

Two aspects of the reaction to fire durability of fire-retardant wood products need to be considered. 
One is the risk for high moisture content and migration of the fire-retardant chemicals within the wood 
product and salt crystallization on the product surface that may fall off and reduce the improved fire 
properties. These hygroscopic properties of the treated wood product can be evaluated by exposure to 
high relative humidity.

The other aspect is the risk for decreased fire performance due to loss of the fire-retardant chemicals by 
leaching in exterior applications, e.g. facade claddings. Maintained fire performance after weathering 
needs to be verified.

This standard is based on the Technical Specification CEN/TS 15912, on a Nordtest standard [20] and 
on experience from North America [10, 9].
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1	 Scope

This European Standard describes the characteristics for fire-retardant treated wood products.

NOTE 1	 It is based on maintaining performance undiminished throughout the desired service life in the 
anticipated conditions of use.

The European Standard prescribes the classification requirements for the durability of the reaction 
to fire performance of fire-retardant treated wood products to be used in interior and exterior end 
use conditions.

This European Standard applies to wood which has been treated during a production process with fire 
retardant products applied either by a penetration process or by a superficial process, such as with a 
film forming or intumescent fire retardant coating. It covers fire-retardant treated products that are 
coated with an ordinary paint.

Mechanical properties and biological durability of fire-retardant treated wood products are not covered 
by this European Standard.

NOTE 2	 This standard can be used for other manufactured wood products.

This standard covers wood products. It doesn’t cover wood-based panels.

NOTE 3	 Wood based panels for construction are described in EN 13986.

2	 Normative references

The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated 
references, the latest edition of the referenced document (including any amendments) applies.

EN  927‑3, Paints and varnishes  — Coating materials and coating systems for exterior wood  — Part  3: 
Natural weathering test

EN  927‑6, Paints and varnishes  — Coating materials and coating systems for exterior wood  — Part  6: 
Exposure of wood coatings to artificial weathering using fluorescent UV lamps and water

EN  13238, Reaction to fire tests for building products  — Conditioning procedures and general rules for 
selection of substrates

EN  13501‑1, Fire classification of construction products and building elements  — Part  1: Classification 
using data from reaction to fire tests

EN 13823, Reaction to fire tests for building products — Building products excluding floorings exposed to 
the thermal attack by a single burning item

ISO 5660‑1, Reaction-to-fire tests — Heat release, smoke production and mass loss rate — Part 1: Heat 
release rate (cone calorimeter method) and smoke production rate (dynamic measurement)

3	 Terms and definitions

For the purposes of this document, the following terms and definitions apply.

3.1
service classes
​
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3.1.1
dry condition
DRF INT1
moisture content in the materials corresponding to a temperature of 20 °C and the relative humidity of 
the surrounding air exceeding 65 % only for a few weeks per year

NOTE In Eurocode EN 1995‑1‑1 as Service class 1.

3.1.2
humid condition
DRF INT2
moisture content in the material corresponding to a temperature of 20 °C and a relative humidity of the 
surrounding air exceeding 85 % only for a few weeks per year

NOTE In EN 1995‑1‑1 defined as Service class 2.

3.2
ordinary paint
non-fire retardant paint

4	 Symbols and abbreviations

The symbols for DRF Classes INT1, INT2 and EXT are the following ones:

Figure 1 — Proposed symbols for classes

5	 Requirements

5.1	 Wood products and non-fire-retardant coating systems

The treatment manufacturing process and application rate declared by the producer shall be declared 
by the manufacturer of the final product. Actual fire-retardant retention shall be expressed in kg/m3 
of the final wood product, or in kg/m2 for surface treated products. Values shall be given for products 
conditioned at (50 ± 5)% relative humidity at (23 ± 2) °C (as for fire testing) according to EN 13238.

For products in DRF Classes INT and EXT procedures for maintenance shall be provided by the 
manufacturers regarding:

—	 type of maintenance;

—	 interval of maintenance;

—	 time until to the first maintenance/recoating (if relevant);

—	 coating system to be used initially and at maintenance (if relevant).

Verification of DRF Class EXT obtained without a coating system (with an ordinary paint) is valid also 
for the same product coated, provided that the coating does not reduce the reaction to fire performance.

The maintained fire performance of a coated product (with an ordinary paint) may be verified by fire 
testing according to EN 13823 or ISO 5660‑1.

Verification of DRF Class EXT is valid for thicker wood products than verified, but not for thinner.
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5.2	 Reaction to fire performance

5.2.1	 Initial classification for reaction to fire

Classification testing for reaction to fire performance shall be performed. The products shall fulfil 
a specified fire performance according to a recognized reaction to fire standard. The recognized 
standards are for construction products EN 13501‑1 and for maritime application the IMO Code FTP [12].

5.2.2	 Reaction to fire performance before and after accelerated or natural weathering

5.2.2.1	 General

Reaction to fire performance before and after weather exposure shall be performed according to 5.2.2.2.

The weather exposure shall be performed according to an accelerated procedure, see Annex  B, or 
according to EN  927‑6 or natural weathering according to EN  927‑3. If there is a contestation, the 
reference test method is EN 927‑3 with fire testing according to EN 13823 before and after weathering.

For the accelerated weathering, it is essential that the exposed samples are large enough to be fire 
tested. Thus, minimum width is 100 mm (minimum according to ISO 5660‑1).

For the accelerated weathering, it is also essential that the exposed samples are large enough to fulfil 
the cutting requirements in 5.2.2.2.3 and Annex B.

For the natural weathering, it is essential that the exposed samples are large enough to be fire tested 
either by European standards or by small scale testing, see 5.2.2.2.2 and 5.2.2.2.3.

It is recommended that the natural weathering according to EN 927‑3 is extended for at least one year 
as specified in EN 927‑3, since experience shows that the fire performance may degrade during up to 
10 years [21, 20].

For the natural weathering, exposure at 45° slope is recommended.

Natural weathering at relevant conditions for the specific end use is most desirable, but such data 
are usually not available. It is recommended that a set of the products going through an accelerated 
weathering procedure is also exposed to natural weathering, in order to gain experience on the 
relationship between accelerated and natural weathering.

Additional variations of the product, e.g. additional coating systems (with ordinary paints), could 
preferably be evaluated at the same time. Examples of weathering studies are given in [21, 20].

5.2.2.2	 Testing for reaction to fire performance

5.2.2.2.1	 General

The reaction to fire performance after weathering shall be tested according to one of the following 
two procedures:

5.2.2.2.2	 Fire performance testing according to European standards

The preferred test method is the same as for the initial classification according to 5.2.1, i.e. EN 13823. 
At least one replicate may be used for the fire testing after weathering. The same mounting conditions 
shall be used for the fire testing before and after weathering.

5.2.2.2.3	 Fire performance according to small scale testing

Alternatively, fire testing may be performed in small scale according to the cone calorimeter ISO 5660‑1. 
This alternative is justified by correlation studies with methods for classification test methods of many 
product, e.g. [21, 22, 23]. Some data on limited correlation are also available [19].
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