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BRITISH STANDARD

National foreword

This British Standard is the UK implementation of EN 16798-15:2017.

BSI, as a member of CEN, is obliged to publish EN 16798-15:2017 as a
British Standard. However, attention is drawn to the fact that during the
development of this European Standard, the UK committee voted against
its approval as a European Standard.

The technical reasoning behind the UK committee’s response relates to:

a) The apparent imposition of specific requirements on
National authorities

b) Calculation procedure is stated valid when there are no dynamic
effects. However, the UK committee is of the opinion that there will
be dynamic effects for phase change materials (PCM) over longer
time periods

c¢) The UK committee is of the opinion that calculation cannot represent
all likely geometries, particularly PCM and water, and there is no
provision for use of product test results to characterise heat storage.

Users may wish to consider these issues when specifying products.

The UK participation in its preparation was entrusted to Technical
Committee RHE/2, Ventilation for buildings, heating and hot
water services.

A list of organizations represented on this committee can be obtained on
request to its secretary.

This publication does not purport to include all the necessary provisions
of a contract. Users are responsible for its correct application.

© The British Standards Institution 2018
Published by BSI Standards Limited 2018

ISBN 978 0 580 85875 8
1CS 91.120.10; 91.140.30

Compliance with a British Standard cannot confer immunity from
legal obligations.

This British Standard was published under the authority of the
Standards Policy and Strategy Committee on 30 November 2018.

Amendments/corrigenda issued since publication

Date Text affected
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European foreword

This document (EN 16798-15:2017) has been prepared by Technical Committee CEN/TC 156
“Ventilation for buildings”, the secretariat of which is held by BSI.

This European Standard shall be given the status of a national standard, either by publication of an
identical text or by endorsement, at the latest by December 2017 and conflicting national standards
shall be withdrawn at the latest by December 2017.

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. CEN [and/or CENELEC] shall not be held responsible for identifying any or all such patent
rights.

This document has been prepared under a mandate given to CEN by the European Commission and the
European Free Trade Association.

This standard has been produced to meet the requirements of Directive 2010/31/EU 19 May 2010 on
the energy performance of buildings (recast), referred to as “recast EPDB”.

For the convenience of Standards users CEN/TC 156, together with responsible Working Group
Conveners, have prepared a simple table below relating, where appropriate, the relationship between
the ‘EPBD’ and ‘recast EPBD’ standard numbers prepared by Technical Committee CEN/TC 156
“Ventilation for buildings”.

EPBD EN Recast EPBD EN Title
Number Number
Energy performance of buildings - Ventilation for buildings -
Part 1: Indoor environmental input parameters for design
EN 16798-1 and assessment of energy performance of buildings
addressing indoor air quality, thermal environment, lighting
and acoustics (Module M1-6)

Energy performance of buildings - Ventilation for buildings -
Part 2: Interpretation of the requirements in EN 16798-1 -
Indoor environmental input parameters for design and

N/A CEN/TR 16798-2 assessment of energy performance of buildings addressing
indoor air quality, thermal environment, lighting and
acoustics (Module M1-6)

Energy performance of buildings - Ventilation for buildings -
EN 16798-3 Part 3: For non-residential buildings - Performance

EN 13779 requirements for ventilation and room-conditioning systems
(Modules M5-1, M5-4)

Energy performance of buildings - Ventilation for buildings -
Part 4: Interpretation of the requirements in EN 16798- 3 -

N/A CEN/TR 16798-4 For non-residential buildings - Performance requirements
for ventilation and room-conditioning systems (Modules M5-
1, M5-4)
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Energy performance of buildings - Ventilation for buildings -
Part 5-1: Calculation methods for energy requirements of

ventilation and air conditioning systems (Modules M5-6, M5-
N1524 EN 16798-5-1 8, M6-5, M6-8, M7-5, M7-8) — Method 1: Distribution and
generation

Energy performance of buildings - Ventilation for buildings -
Part 5-2: Calculation methods for energy requirements of

N 1524 EN 16798-5-2 ventilation systems (Modules M5-6.2, M5-8.2) — Method 2:
Distribution and generation

Energy performance of buildings - Ventilation for buildings -
Part 6: Interpretation of the requirements in EN 16798-5-1

N/A CEN/TR 16798-6 and EN 16798-5-2 - Calculation methods for energy
requirements of ventilation and air conditioning systems
(Modules M5-6, M5-8, M 6-5, M6-8 , M7-5, M7-8)

Energy performance of buildings - Ventilation for buildings -
N 1524 EN 16798-7 Part 7: Calculation methods for the determination of air flow
= i rates in buildings including infiltration (Module M5-5)

Energy performance of buildings - Ventilation for buildings -
Part 8: Interpretation of the requirements in EN 16798-7 -
Calculation methods for the determination of air flow rates in
buildings including infiltration - (Module M5-5)

N/A CEN/TR 16798-8

Energy performance of buildings - Ventilation for buildings -
N 15243 EN 16798-9 Part 9: Calculation methods for energy requirements of
cooling systems (Modules M4-1, M4-4, M4-9) - General

Energy performance of buildings - Ventilation for buildings -
Part 10: Interpretation of the requirements in EN 16798-9 -

N/A CEN/TR 16798-10 Calculation methods for energy requirements of cooling
systems (Module M4-1,M4-4, M4-9) - General

Energy performance of buildings - Ventilation for buildings -
N 15243 EN 16798-13 Part 13: Calculation of cooling systems (Module M4-8) -
Generation

Energy performance of buildings - Ventilation for buildings -
N 15243 CEN/TR 16798-14 Part 14: Interpretation of the requirements in EN 16798-13 -
Calculation of cooling systems (Module M4-8) - Generation

Energy performance of buildings - Ventilation for buildings -

N/A EN 16798-15 Part 15: Calculation of cooling systems (Module M4-7) -
Storage
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Energy performance of buildings - Ventilation for buildings -
N/A CEN/TR 16798-16 Part 16: Interpretation of the requirements in EN 16798-15 -
Calculation of cooling systems (Module M4-7) - Storage

EN 15239 and Energy perforrr_lance of.buildin.gs - Ventilfatic?n for buildings -
EN 15240 EN 16798-17 Part 17: Guidelines for inspection of ventilation and air-
conditioning systems (Module M4-11, M5-11, M6-11, M7-11)

Energy performance of buildings - Ventilation for buildings -
Part 18: Interpretation of the requirements in EN 16798-17 -
Guidelines for inspection of ventilation and air-conditioning
systems (Module M4-11, M5-11, M6-11, M7-11)

N/A CEN/TR 16798-18

According to the CEN-CENELEC Internal Regulations, the national standards organizations of the
following countries are bound to implement this European Standard: Austria, Belgium, Bulgaria,
Croatia, Cyprus, Czech Republic, Denmark, Estonia, Finland, Former Yugoslav Republic of Macedonia,
France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta,
Netherlands, Norway, Poland, Portugal, Romania, Serbia, Slovakia, Slovenia, Spain, Sweden, Switzerland,
Turkey and the United Kingdom.
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Introduction

This European Standard is part of a series of standards aiming at international harmonization of the
methodology for the assessment of the energy performance of buildings, called “set of EPB standards”.

All EPB standards follow specific rules to ensure overall consistency, unambiguity and transparency.

All EPB standards provide a certain flexibility with regard to the methods, the required input data and
references to other EPB standards, by the introduction of a normative template in Annex A and Annex B
with informative default choices.

For the correct use of this standard a normative template is given in Annex A to specify these choices.
Informative default choices are provided in Annex B.

The main target groups of this standard are all the users of the set of EPB standards (e.g. engineers,
regulators, programmers).

Use by or for regulators: In case the standard is used in the context of national or regional legal
requirements, mandatory choices may be given at national or regional level for such specific
applications. These choices (either the informative default choices from Annex B or choices adapted to
national / regional needs, but in any case following the template of this Annex A) can be made available
as national annex or as separate (e.g. legal) document (national data sheet).

NOTE So in this case:
— the regulators will specify the choices;

— the individual user will apply the standard to assess the energy performance of a building, and thereby use
the choices made by the regulators.

Topics addressed in this standard can be subject to public regulation. Public regulation on the same
topics can override the default values in Annex B of this standard. Public regulation on the same topics
can even, for certain applications, override the use of this standard. Legal requirements and choices are
in general not published in standards but in legal documents. In order to avoid double publications and
difficult updating of double documents, a national annex may refer to the legal texts where national
choices have been made by public authorities. Different national annexes or national data sheets are
possible, for different applications.

It is expected, if the default values, choices and references to other EPB standards in Annex B are not
followed due to national regulations, policy or traditions, that:

— national or regional authorities prepare data sheets containing the choices and national or regional
values, according to the model in Annex A. In this case the national annex (e.g. NA) refers to this
text;

— or, by default, the national standards body will consider the possibility to add or include a national
annex in agreement with the template of Annex A, in accordance to the legal documents that give
national or regional values and choices.

Further target groups are parties wanting to motivate their assumptions by classifying the building
energy performance for a dedicated building stock.

More information is provided in the Technical Report accompanying this standard (CEN/TR 16798-16
[4])-
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CEN/TC 156 deals with ventilation and air conditioning systems in buildings. Subjects covered by
CEN/TC 156 are:

e energy performance calculation for ventilation, air conditioning and cooling systems;
e inspection of ventilation and air conditioning systems;
e installation and commissioning of ventilation and air conditioning systems.

This standard gives the methods applicable to calculate the energy performance of the cooling storage
systems.

Documents

Document Sharing Hub

Full document details: BS EN 16798-15:2017


http://www.avadocuments.com/doc/bs-en-16798-15-2017
http://www.avadocuments.com/doc/bs-en-16798-15-2017

EN 16798-15:2017 (E)

1 Scope

This European Standard specifies a calculation method for the energy performance of storage systems
used for ventilation systems. It takes into account the energy performance of storage systems using
water from phase change material (PCM) to store cooling energy. This standard presents a general
method applicable to the different technologies of water-based storage systems or PCM related controls
systems. It does not cover the cooling emission, distribution and generation that are covered by
EN 15316-2, EN 15316-3 and EN 16798-13 respectively.

The standard covers typically hourly time steps but can be adapted to different time steps accordingly
with the scenarios used for energy use and energy delivered or to bin method.

A simplified method is provided for monthly or annual time step.
This standard does not cover:

— the cooling emission, distribution and generation systems; or
— sizing or inspection of such storage systems.

Table 1 shows the relative position of this standard within the set of EPB standards in the context of the
modular structure as set out in EN ISO 52000-1:2017.

NOTE 1 In CEN ISO/TR 52000-2 the same table can be found, with, for each module, the numbers of the
relevant EPB standards and accompanying Technical Reports that are published or in preparation.

NOTE2  The modules represent EPB standards, although one EPB standard might cover more than one module
and one module might be covered by more than one EPB standard, for instance a simplified and a detailed method
respectively. See also Clause 2 and Tables A.1 and B.1.
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Table 1 — Position of this standard (in casu M4-7) within the EPB set of standards
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