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National foreword

This British Standard is the official English language version of
EN 1866:2005. It supersedes BS EN 1866:1999 which is withdrawn.

The UK participation in its preparation was entrusted to Technical Committee
FSH/2, Fire extinguishers, which has the responsibility to:

— aid enquirers to understand the text;

—  present to the responsible international/European committee any
enquiries on the interpretation, or proposals for change, and keep UK
interests informed;

— monitor related international and European developments and
promulgate them in the UK.

A list of organizations represented on this committee can be obtained on
request to its secretary.

Cross-references

The British Standards which implement international or European
publications referred to in this document may be found in the BSI Catalogue
under the section entitled “International Standards Correspondence Index”, or
by using the “Search” facility of the BSI Electronic Catalogue or of British
Standards Online.

This publication does not purport to include all the necessary provisions of a
contract. Users are responsible for its correct application.

Compliance with a British Standard does not of itself confer immunity
from legal obligations.

Summary of pages

This document comprises a front cover, an inside front cover, the EN title page,
pages 2 to 38, an inside back cover and a back cover.

The BSI copyright notice displayed in this document indicates when the
document was last issued.
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Foreword

This document (EN 1866:2005) has been prepared by Technical Committee CEN/TC 70 “Manual means of
fire fighting equipemnt”, the secretariat of which is held by AFNOR.

This European Standard shall be given the status of a national standard, either by publication of an identical
text or by endorsement, at the latest by June 2006, and conflicting national standards shall be withdrawn at
the latest by June 2006.

This document has been prepared under a mandate given to CEN by the European Commission and the
European Free Trade Association, and supports essential requirements of EU Directive 97/23/EC.

For relationship with EU Directive 97/23/EC, see informative Annex ZA, which is an integral part of this
document.

This document supersedes EN 1866:1998.

This document is included in a series of European Standards planned to cover:

a) class of fire (EN 2);

b) portable fire extinguishers (EN 3);

EN 3 consists of the following parts, under the general title "Portable fire extinguishers™:

— Part 3: Construction, resistance to pressure, mechanical tests

— Part 6: Provisions for the attestation of conformity of portable fire extinguishers in accordance with
EN 3 part 1 to part 5

— Part 7° Characteristics, performance requirements and test methods

— Part 81): Construction resistance to pressure and mechanical tests for extinguishers with a maximum
allowable pressure equal or lower than 30 bar

— Part 91): Additional requirements for CO, extinguishers

— Part 10 "): Provisions for the attestation of conformity for portable fire extinguishers

According to the CEN/CENELEC Internal Regulations, the national standards organizations of the following
countries are bound to implement this European Standard Austria, Belgium, Cyprus, Czech Republic,
Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, Lithuania,
Luxembourg, Malta, Netherlands, Norway, Poland, Portugal, Slovakia, Slovenia, Spain, Sweden, Switzerland
and United Kingdom.

1) i
Under preparation. Documents
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1 Scope

This document specifies the rules of design, type testing and inspection during manufacturing, ratings and
classification of mobile fire extinguishers and test method to be used. It applies to mobile fire extinguishers
with a total mass above 20 kg. This document is limited to water based and powder mobile extinguishers with
a maximum allowed pressure PS of 30 bar. This document applies to mobile fire extinguishers with a nominal
content of 50 kg (powder) and 45 | or 50 | (water, water based and foam) that are manoeuvred by an operator
on foot only.

It does not cover fire tests for class C fires, but powder extinguishers are effective on this type of fire. Class D
fires are considered to be a very specialist application and are not included in this document, but may be
made the object of national specification.

NOTE This document does not specify any metallic materials which comply with the essential requirements of the
Directive 97/23EEC (PED). Materials that successfully pass the essential requirements of the PED may be used.

2 Normative references

The following referenced documents are indispensable for the application of this document. For dated
references, only the edition cited applies. For undated references, the latest edition of the referenced
document (including amendments) applies.

EN 3-7, Portable fire extinguishers — Part 7: Characteristics, performance requirements and test methods

EN 287-1, Qualification test of welders - Fusion welding - Part 1: Steels

EN 287-2, Approval testing of welders — Fusion welding — Part 2: Aluminium and aluminium alloys

EN 288-4, Specification and approval of welding procedures for metallic materials — Part 4: Welding procedure
tests for the arc welding of aluminium and its alloys

EN 1320, Destructive tests on welds in metallic materials — Fracture test

EN 1418, Welding personnel — Approval testing of welding operators for fusion welding and resistance weld
setters for fully mechanized and automatic welding of metallic materials

EN 10204, Metallic products — Types of inspection documents

EN 13133, Brazing — Brazer approval

EN 13134, Brazing — Procedure approval

EN 13445-1, Unfired pressure vessels — Part 1: General

EN 13445-2, Unfired pressure vessels — Part 2: Materials

EN 13445-3, Unfired pressure vessels — Part 3: Design

EN 13445-4, Unfired pressure vessels — Part 4: Fabrication

EN 13445-5, Unfired pressure vessels — Part 5: Inspection and testing

EN ISO 4892-2, Plastics — Methods of exposure to laboratory light sources — Part 2: Xenon-arc sources (ISO
4892-2:1994)

EN ISO 15609-1, Specification and qualification of welding procedures for metallic materials — Welding
procedure specification — Part 1: Arc welding (ISO 15609-1:2004)
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EN 1SO 15614-1, Specification and qualification of welding procedures for metallic materials — Welding
procedure test — Part 1: Arc and gas welding of steels and arc welding of nickel and nickel alloys (ISO 15614-
1:2004)

ISO 9227, Corrosion tests in artificial atmospheres — Salt spray tests

3 Terms and definitions
For the purposes of this document, the following terms and definitions apply.

3.1
pressure at maximum operating temperature, Py,

(pressure experimentally measured)
pressure measured in the extinguisher after stabilisation during at least 24 h at maximum operating
temperature 7,,,,, (= 60 °C) and for cartridge operated extinguishers, the maximum pressure is the maximum

pressure recorded for 0,5 s during a period of 3 min, excluding the first 5 s after release of the propellant gas

3.2

body

shell of the mobile fire extinguisher not fitted with its accessories but fitted with all its welded parts
NOTE Previous 3.3. deleted, cartridge extinguisher etc. and renumbered.

33

maximum allowable pressure, PS

(Maximum declared pressure)

maximum pressure for which the equipment is designed, as specified by the manufacturer and which is in any
case greater than or equal to Py,

3.4
charge of an extinguisher
mass or volume of the extinguishing media contained in the wheeled fire extinguisher

NOTE Expressed as a volume (in litres) for water, water based and foam extinguishers and as a mass (kilograms) for
powder extinguishers.

3.5

closure

component, other than a safety device or pressure indicator, subject to the internal pressure and used to close
off and seal the body

3.6

fire extinguisher pressure vessel

assembly of parts to comprise the pressure retaining part of a fire extinguisher which can include a body,
operating device, filling cap, closure, valve, hose

3.7

duration of operation

time during which the extinguishing media is discharged, without any interruption in the discharge and with the
valve fully opened not including the residual propellant gas

3.8

fire extinguisher

appliance containing an extinguishing medium which can be expelled by the action of internal pressure and be
directed on to a fire

NOTE This pressure may be stored pressure (stored pressure extinguisher) or obtained by the release of an
propellant gas from a separate cylinder (cartridge extinguisher).
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3.9
extinguishing media
substance contained in the extinguisher which causes extinction

3.10

mobile fire extinguisher

extinguisher that is designed to be transportable and operated by hand that has a total mass of more than
20 kg and which is mounted on wheels

NOTE Two bodies can be combined to form a single unit subject to the limits given in Table 1. In this document the
mobile fire extinguisher is called “extinguisher”.

3.11

propellant gas

gas in a liquefied or compressed state, which provides the internal pressure used to expel the extinguishing
media

312
propellant container
gas cylinder that fits into or is attached to the extinguisher and which contains the propellant

3.13
residual charge
mass or volume of the extinguishing medium remaining after continuous discharge including all propellant gas

3.14
water based extinguisher
extinguisher containing water only or water with additives

NOTE This includes foam extinguishers.

3.15
powder extinguisher
extinguisher containing fire extinguishing powder

3.16
bursting pressure P,
maximum pressure measured during a bursting test

3.17
T,

max
maximum operating temperature declared by the manufacturer

3.18
Tmin
minimum operating temperature declared by the manufacturer
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4 Symbols and abbreviations

For the purposes of this document, the following symbols and abbreviations apply:

PS
PT

D

DN

max
P tmax

min

maximum allowable pressure in bar;
test pressure in bar;

nominal external diameter of the body, or the largest external value of the perpendicular section of the
axis, in mm;

diameter in mm for circular products submitted to pressure or the diameter in mm of the equivalent
flow section for non-circular parts;

bursting pressure in bar;

maximum operating temperature, in °C;
pressure at maximum operating temperature, in bar;

minimum operating temperature, in °C.

5 Description of an extinguisher

An extinguisher is described by the type of extinguishing medium it contains. At present, there are:

— powder extinguishers;

— water extinguishers;

— water based and water with additives extinguishers;

— foam extinguishers.

NOTE

Water based extinguishers may be produced with or without a low freeze depressant.

Water based extinguishers, including foam, containing different proportions of low freeze depressant shall be
treated as separate and distinct models especially for the purpose of testing the range of operating
temperatures (see 6.1.1), electrical conductivity (see 11.3), and fire ratings.

Components of extinguisher

A wheeled fire extinguisher consists of the following components:

— body;

— body fittings, which are attached to or screwed to the body, and include the following:

cylinder for propellant (not applicable for stored pressure extinguishers);
control device;
hose assembly;

head assembly; this also constitutes the main closure (see 6.9.6.1);
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— operating device;
— wheels and a handle.

NOTE The head assembly, operating device and control device(s) may be separate or may be incorporated in a
single unit.

6 Requirements
6.1 Effective range of operating temperatures

6.1.1 General

Extinguishers shall be able to operate between 7., and T

Tmax  all extinguishers shall be 60 °C or higher;

Tmin all powder extinguishers shall be - 20 °C, - 30 °C or lower;

Trin water based extinguishers shall be +5°C, 0°C, -5°C, -10°C, -15°C, -20°C, -25°C,
- 30 °C or lower. For water based extinguishers without any protection against freezing. T,
shall be + 5 °C.

Tmax @nd T, claimed by the manufacturer shall be used for the tests.

6.1.2 Requirements

After the test described in D.6, the requirements for all extinguishers are as follows:
— they shall operate satisfactorily;

— discharge shall commence within 10 s of the opening of the control valve;

— discharge duration shall be according D.2 and not be less than the value applicable given in Table 3 and
Table 4;

— residual charge remaining in the extinguisher after one single and complete discharge including full
decompression shall be as given in Table 5.
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6.2 Filling specifications

6.2.1 Nominal charges

Nominal charges of extinguishers shall be equal to one of the values given in the Table 1 depending on to the
nature of the extinguishing media.

Table 1 — Nominal charges for extinguishing media

. Water, water based and
Powder in kg foam in |
50 45 or 50

6.2.2 Filling tolerances

The actual charge of the extinguisher shall be equal to the nominal charge within the tolerances given in
Table 2.

Table 2 - Filling tolerances on nominal charges

. Water, water based
Powder in kg .
and foam in |
+2% + 0%
5%

For the charge of the propellant cartridge, the tolerance shall be +0, —5 % in mass for CO, and for
compressed gases + 0, — 5 % in pressure at 20 °C.

6.3 Duration of operation, residual mass and discharge range
6.3.1 Duration of operation

6.3.1.1  Powder extinguishers

When determined in accordance with D.2, the duration of operation of type | (short duration time) and type |
(long duration time) powder extinguishers shall be as given in Table 3.

Table 3 — Duration time for 50 kg powder extinguishers

Duration time in s

Type
Min Max
I 30 50
Il 50 70
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