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European foreword 

This document (EN 378-3:2016+A1:2020) has been prepared by Technical Committee CEN/TC 182 
“Refrigerating systems, safety and environmental requirements”, the secretariat of which is held by DIN. 

This European Standard shall be given the status of a national standard, either by publication of an 
identical text or by endorsement, at the latest by April 2021, and conflicting national standards shall be 
withdrawn at the latest by April 2021. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of 
patent rights. CEN shall not be held responsible for identifying any or all such patent rights. 

This document includes Amendment 1 approved by CEN on 17 August 2020. 

This document supersedes !EN 378-3:2016". 

The start and finish of text introduced or altered by amendment is indicated in the text by tags !". 

EN 378 consists of the following parts under the general title “Refrigerating systems and heat pumps — 
Safety and environmental requirements”: 

— Part 1: Basic requirements, definitions, classification and selection criteria; 

— Part 2: Design, construction, testing, marking and documentation; 

— Part 3: Installation site and personal protection; 

— Part 4: Operation, maintenance, repair and recovery. 

The main changes in part 3 with respect to the previous edition are listed below: 

— harmonisation as far as possible with ISO 5149:2014 and ISO 817:2014; 

— clarification of when to use of 'special machinery room', and modify to “separate refrigeration 
machinery room”; 

— consideration of requirements for 2L refrigerants; 

— inclusion of Clause 6 additional measures to support !EN 378-1:2016+A1:2020", C.3; 

— modification of requirements for sprinkler systems. 

According to the CEN/CENELEC Internal Regulations, the national standards organizations of the 
following countries are bound to implement this European Standard: Austria, Belgium, Bulgaria, 
Croatia, Cyprus, Czech Republic, Denmark, Estonia, Finland, Former Yugoslav Republic of Macedonia, 
France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, Lithuania, Luxembourg, Malta, 
Netherlands, Norway, Poland, Portugal, Romania, Slovakia, Slovenia, Spain, Sweden, Switzerland, 
Turkey and the United Kingdom. 
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Introduction 

The introduction of EN 378-1 is applicable. 
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1 Scope 

This European Standard specifies the requirements for the safety of persons and property, provides 
guidance for the protection of the environment and establishes procedures for the operation, 
maintenance and repair of refrigerating systems and the recovery of refrigerants. 

The term “refrigerating system” used in this European Standard includes heat pumps. 

This Part 3 of the European Standard is applicable to the installation site (plant space and services). It 
specifies requirements on the site for safety, which may be needed because of, but not directly 
connected with, the refrigerating system and its ancillary components. 

This standard applies: 

a) to refrigerating systems, stationary or mobile, of all sizes except to vehicle air conditioning systems 
covered by a specific product standard e.g. ISO 13043; 

b) to secondary cooling or heating systems; 

c) to the location of the refrigerating systems; 

d) to replaced parts and added components after adoption of this standard if they are not identical in 
function and in the capacity. 

Systems using refrigerants other than those listed in of !EN 378-1:2016+A1:2020", Annex E are 
not covered by this standard. 

This standard does not apply to goods in storage. 

This standard is not applicable to refrigerating systems which were manufactured before the date of its 
publication as a European Standard except for extensions and modifications to the system which were 
implemented after publication. 

This standard is applicable to new refrigerating systems, extensions or modifications of already existing 
systems, and for existing stationary systems, being transferred to and operated on another site. 

This standard also applies in the case of the conversion of a system for another refrigerant type, in 
which case conformity with the relevant clauses of parts 1 to 4 of the standard shall be assessed. 

2 Normative references 

The following documents, in whole or in part, are normatively referenced in this document and are 
indispensable for its application. For dated references, only the edition cited applies. For undated 
references, the latest edition of the referenced document (including any amendments) applies. 

!EN 378-1:2016+A1:2020, Refrigerating systems and heat pumps - Safety and environmental 
requirements - Part 1: Basic requirements, definitions, classification and selection criteria" 

EN 378-2:2016, Refrigerating systems and heat pumps — Safety and environmental requirements — 
Part 2: Design, construction, testing, marking and documentation 

EN 1363 (all parts), Fire resistance tests 

EN 1364 (all parts), Fire resistance tests for non-load bearing elements 

EN 1365 (all parts), Fire resistance tests for load bearing elements 

EN 1366-1, Fire resistance tests for service installations — Part 1: Ventilation ducts 
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