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National foreword

This British Standard is the UK implementation of EN 50152-3-3:2016.
It supersedes BS EN 50152-3-3:2001 which is withdrawn.

The UK participation in its preparation was entrusted by Technical
Committee GEL/9, Railway Electrotechnical Applications, to Subcommittee
GEL/9/3, Railway Electrotechnical Applications - Fixed Equipment.

A list of organizations represented on this committee can be obtained on
request to its secretary.

This publication does not purport to include all the necessary provisions of
a contract. Users are responsible for its correct application.
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legal obligations.
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European foreword 

This document (EN 50152-3-3:2016) has been prepared by SC 9XC “Electric supply and earthing systems 
for public transport equipment and ancillary apparatus (Fixed installations)” of CLC/TC 9X “Electrical and 
electronic applications for railways”. 

The following dates are fixed: 

• latest date by which the existence of 
this document has to be announced 
at national level 

(doa) 2016-10-25 

• latest date by which this document has to be 
implemented at national level by publication of 
an identical national standard or by 
endorsement 

(dop) 2017-04-25 

• latest date by which the national standards 
conflicting with this document have to 
be withdrawn 

(dow) 2019-04-25 

This document supersedes EN 50152-3-3:2001. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of patent 
rights. CENELEC shall not be held responsible for identifying any or all such patent rights. 

This standard was revised to reflect the latest versions of standards referenced and to remove text already 
included in the EN 61869 Series. The structure of the document was adapted to that of EN 50152-1 and 
EN 50152-2. Ratings have been added to provide designations in line with other railway standards e.g. 
EN 50124. Tests requirements have been detailed to meet operating conditions of railway applications. 
Partial discharge voltages have been specified in Table 2. 

This standard has to be read in conjunction with EN 61869-1:2009 and EN 61869-3:2011. 

Where a particular clause/subclause of EN 61869-3 is not mentioned in this standard, that clause/subclause 
applies as far as reasonable. Where requirements relate exclusively to three-phase systems or to voltages 
outside those in use in traction systems, they are not applicable. Where this standard states “addition” or 
“replacement”, the relevant text of EN 61869-3 is to be adapted accordingly. 

The numbering of clauses in EN 61869 Series is similar to that in the EN 50152 Series. 

Where terms defined in EN 61869-1 and EN 61869-3 conflict with definitions of the same terms as given in 
IEC 60050-811:1991 or of the other railway applications documents listed in the normative references, the 
definitions in EN 61869-1 and EN 61869-3 are to be used. 

NOTE The suffix N which appears in this standard for rated values is not present in EN 61869–1 and EN 61869–3. 

References in subclauses of EN 61869-1 and EN 61869-3 have to be replaced by references to applicable 
subclauses in this standard as far as reasonably possible. 
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