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Standards Online.

This publication does not purport to include all the necessary provisions of a 
contract. Users are responsible for its correct application. 

Compliance with a British Standard does not of itself confer immunity 
from legal obligations.

— aid enquirers to understand the text;

— present to the responsible international/European committee any 
enquiries on the interpretation, or proposals for change, and keep UK 
interests informed;

— monitor related international and European developments and 
promulgate them in the UK.
Summary of pages

This document comprises a front cover, an inside front cover, the EN title page,  
pages 2 to 29 and a back cover.

The BSI copyright notice displayed in this document indicates when the 
document was last issued.
Amendments issued since publication

Amd. No. Date Comments
:2006

http://dx.doi.org/10.3403/02111302
http://dx.doi.org/10.3403/02870267
http://www.avadocuments.com/doc/bs-en-50200-2006
http://www.avadocuments.com/doc/bs-en-50200-2006


  
EUROPEAN STANDARD EN 50200 
NORME EUROPÉENNE  

EUROPÄISCHE NORM May 2006 
 

CENELEC 
European Committee for Electrotechnical Standardization 

Comité Européen de Normalisation Electrotechnique 
Europäisches Komitee für Elektrotechnische Normung 

 
Central Secretariat: rue de Stassart 35, B - 1050 Brussels 

 
 
© 2006 CENELEC -  All rights of exploitation in any form and by any means reserved worldwide for CENELEC members. 

 Ref. No. EN 50200:2006 E 
 

ICS 13.220.40; 29.060.20 Supersedes EN 50200:2000
 
 

English version 
 
 

Method of test for resistance to fire  
of unprotected small cables  

for use in emergency circuits 
 

 
 
Méthode d'essai de résistance au feu  
des câbles de petites dimensions  
sans protection pour utilisation  
dans les circuits de secours 
 

 Prüfung des Isolationserhaltes im 
Brandfall von Kabeln mit kleinen 
Durchmessern für die Verwendung in 
Notstromkreisen bei ungeschützter 
Verlegung 
 

 
 
 
 

This European Standard was approved by CENELEC on 2006-03-01. CENELEC members are bound to comply 
with the CEN/CENELEC Internal Regulations which stipulate the conditions for giving this European Standard 
the status of a national standard without any alteration. 
 
Up-to-date lists and bibliographical references concerning such national standards may be obtained on 
application to the Central Secretariat or to any CENELEC member. 
 
This European Standard exists in three official versions (English, French, German). A version in any other 
language made by translation under the responsibility of a CENELEC member into its own language and notified 
to the Central Secretariat has the same status as the official versions. 
 
CENELEC members are the national electrotechnical committees of Austria, Belgium, Cyprus, the Czech 
Republic, Denmark, Estonia, Finland, France, Germany, Greece, Hungary, Iceland, Ireland, Italy, Latvia, 
Lithuania, Luxembourg, Malta, the Netherlands, Norway, Poland, Portugal, Romania, Slovakia, Slovenia, Spain, 
Sweden, Switzerland and the United Kingdom. 
 

Full document details: BS EN 50200:2006

http://dx.doi.org/10.3403/02111302U
http://dx.doi.org/10.3403/02111302
http://www.avadocuments.com/doc/bs-en-50200-2006
http://www.avadocuments.com/doc/bs-en-50200-2006


EN 50200:2006 – 2 – 
 

Foreword 
 
This European Standard was prepared by Working Group 10 of the Technical Committee CENELEC TC 20, 
Electric cables. This edition is a consolidation of the original text of EN 50200:2000 approved on 1999-08-01 
and the text of the draft amendment prepared by WG 10 and agreed at 115 BT (D115/055, confirmed by 
D116/162 at 116th Technical Board (BT)) to go forward to the Unique Acceptance Procedure at which a 
positive vote was achieved. 
 
This consolidated text was submitted to the formal vote and was approved by CENELEC as EN 50200 on 
2006-03-01. 
 
This European Standard supersedes EN 50200:2000. 
 
The following dates were fixed: 
 
 – latest date by which the EN has to be implemented 
  at national level by publication of an identical 
 
 

 national standard or by endorsement (dop) 2007-03-01 

 – latest date by which the national standards conflicting 
  with the EN have to be withdrawn (dow) 2009-03-01 
 
This European Standard was originally prepared under Mandate M/117, given jointly to CEN and CENELEC 
by the Commission of the European Communities and the European Free Trade Association, and supports 
Essential Requirement No.2 "Safety in case of fire" of the Construction Products Directive. 
 
The cable is tested in a representative installed condition, under conditions of minimum bending radius, and 
the test is based upon a constant temperature attack at a minimum test temperature of 830 °C. This is 
typical of the gas temperature reached after 30 min exposure to the time/temperature conditions prescribed 
in EN 1363-1. 
 
The test method in this document includes exposure to fire with mechanical shock under 
specified conditions and satisfies the requirements of Mandate M/117 for the PH classification. 
The standard also includes (Annex E) a means of applying a water spray to the cable during the 
test, which is not required under Mandate M/117. 
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1 Scope 

This European Standard specifies the test method for cables designed to have intrinsic resistance to fire 
and intended for use as emergency circuits for alarm, lighting and communication purposes. 
 
This standard is applicable to cables, for emergency circuits, of rated voltage not exceeding 600/1 000 V, 
including those of rated voltage below 80 V, and for emergency circuit optical cables. 
 
NOTE   Although test procedures for electronic data and communication cables and optical fibre cables are given in 
this document, these areas are under active development and the given procedures may be subject to future review. 

 
This standard is not applicable to cables intended for use in public telecommunications networks. 
 
The test method is limited to cables with an overall diameter not exceeding 20 mm.  
 
The test method, which is based on the direct impingement of flame from a propane burner giving a 
constant temperature attack of a notional 842 °C, can be used for cables for emergency circuits required to 
comply with Subclause 4.3.1.4.6 (a) of the Interpretative Document for Essential Requirement No. 2 'Safety 
in Case of Fire' (94/C62/01) of the Construction Products Directive (89/106/EEC).  In such cases the test 
method only applies, for metallic conductor cables, to those with conductor sizes up to and including 
2,5 mm2.  For optical cables, only the 20 mm diameter limit applies. 
 
This standard includes (Annex D) a means of linking the measured survival time to the fire resistance 
classification for these cables, as required by Subclause 4.3.1.4.6(a) of 94/C62/01. 
 
The standard also includes (Annex E) a means of applying a water spray to the cable during the test.  
Although there is no requirement under the Construction Products Directive for cables to withstand water 
spray when assessing resistance to fire, such a requirement may be a feature of particular product 
standards. 
 

2 Normative references 

The following referenced documents are indispensable for the application of this document. For 
dated references, only the edition cited applies. For undated references, the latest edition of the 
referenced document (including any amendments) applies. 
 
HD 60269-3-1  Low-voltage fuses Part 3-1: Supplementary requirements for fuses for use by 

unskilled persons (fuses mainly for household and similar applications) 
Sections I to IV: Examples of types of standardized fuses  

  (IEC 60269-3-1:2004, modified) 
 
EN 60584-1  Thermocouples - Part 1: Reference tables (IEC 60584-1) 
 
EN 60695-4  Fire hazard testing - Part 4: Terminology concerning fire tests (IEC 60695-4) 
 
IEC 60793-1-4 1995 Optical fibres - Part 1: Generic specification - Section 4: Measuring methods 

for transmission and optical characteristics 
 

3 Definitions 

For the purposes of this standard the definitions given in EN 60695-4 apply. 
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4 Duration of survival 

4.1 Time 

The duration of survival, measured in minutes, to the point of failure shall be recorded for each cable tested 
up to a maximum survival time of 120 min. 
 
4.2 Point of failure 

The criteria for determining the point of failure shall be as follows: 
 
a) Electric power and control cables of rated voltage up to 600/1 000 V 
 
 1) The voltage is not maintained during the test duration, as indicated by fuse failure or by 

interruption of the circuit breaker. 
 
 2) A conductor ruptures during the test duration, as indicated by the lamp extinguishing. 
 
NOTE   The test procedure given in 9.2.1 connects the neutral core to earth. This may not be appropriate if the cable 
is designed for use on systems where the neutral is not earthed. If required by the cable standard, it is permissible for 
the neutral conductor to be tested as if a phase conductor. Where a metallic sheath, armour or screen acts as a 
neutral conductor, it shall always be connected to earth. 

 
b) Electric data and communications cables with no rated voltage 
 
 1) The voltage is not maintained during the test duration, as indicated by fuse failure or by 

interruption of the circuit breaker. 
 
 2) A conductor ruptures during the test duration, as indicated by the lamp extinguishing. 
 
c) Optical fibre cables 
 
 1) The maximum increase in attenuation exceeds the value given in the cable standard during the 

test duration. 
 
In the case of cables in a) and b), failure by either one of the criteria listed shall be sufficient to show a 
failure for that cable. 
 

5 Test environment 

The test shall be carried out in a suitable chamber with facilities for disposing of any noxious gases resulting 
from the burning.  Sufficient ventilation shall be available to sustain the flame for the duration of the test. 
 
The chamber and test apparatus shall be at (25 ± 15) °C at the start of each test. 
 
The same ventilation and shielding conditions shall be used in the chamber during both the verification and 
cable test procedures. 
 
NOTE 1   The test given in this standard may involve the use of dangerous voltages and temperatures.  Suitable 
precautions should be taken against shock, burning, fire and explosion risks that may be involved and against any 
noxious fumes that may be produced. 
 
NOTE 2   An example of a suitable chamber is the 3 m smoke cube as specified in EN 61034-1. 
 
NOTE 3   Shields, such as those as described in EN 61034-1, may need to be placed in an appropriate position to 
protect the burner from draughts that may influence the flame geometry. 
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6 Test apparatus 

6.1 Test equipment 

The test equipment consists of the following: 
 
a)  a vertical wall, on to which the cable is mounted, comprising a board manufactured from heat 

resisting non-combustible material fastened to steel supports as described in 6.2; 
 
b)  a continuity checking arrangement as described in 6.3; 
 
c)  a source of heat comprising a horizontally mounted ribbon burner as described in 6.4; 
 
d) a shock producing device as described in 6.5; 
 
e) a general arrangement of the test equipment is shown in Figures 1, 2 and 3. 
 
6.2 The wall and its mounting 

The wall consists of a board of heat resisting non-combustible and non-metallic material fastened rigidly to 
two horizontal steel supports, one at the top of the board and the other at the bottom.  Vertical supports may 
also be used.  The board is approximately 900 mm long, 300 mm high and 9 mm thick, and the total mass 
of the wall (i.e. board and steel supports) shall be (10 ± 0,5) kg. Ballast, if required, shall be placed inside 
the steel supports. 
 
Guidance on the choice of suitable material for the wall is given in Annex A. 
 
NOTE 1   Supports made from square section steel tube approximately 25 mm  x 25 mm and approximately 1 m long 
have been found to be suitable 
 
NOTE 2   The top support should be fastened to the board so that its upper face is slightly above the upper edge of the 
board, so that the shock producing device impacts on the support and not the board. 
 
Each support shall have a horizontal hole at each end, the exact position and diameter being determined by 
the particular supporting bush and supporting framework used.  The wall shall be fastened to a rigid support 
by four bonded rubber bushes fitted between the horizontal steel supports of the wall and the support 
framework, as shown in Figure 1, so as to allow movement under impact. 
 
NOTE 3   A typical rubber bush which has been found to be suitable is shown in Figure 4. 
 
In order to check the mounting of the wall, the static deflection following application of a load to the centre of 
the upper support of the wall shall periodically be measured.   
 
The values of load and deflection shall comply with the following: 
 
   Load (kg)  Deflection (mm) 
 
   25 ± 0,2   1,5 ± 0,3 
 
6.3 Continuity checking arrangement 

6.3.1 Electric power and control cables with rated voltage up to 600/1 000 V 

During the test a current for continuity checking is passed through all conductors of the cable and this shall 
be provided by a three phase star connected or single phase transformer(s) of sufficient capacity to maintain 
the test voltage up to the maximum leakage current allowable. 
 
NOTE 1   Due note should be taken of the fuse characteristics when determining the power rating of the transformer. 
 
This current is achieved by connecting, at the other end of the sample, a suitable load and indicating device 
(e.g. lamp) to each conductor, or group of conductors. 
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NOTE 2   A current of 0,25 A at the test voltage, through each conductor or group of conductors, has been found to be 
suitable. 
 
6.3.2 Electric data and communication cables with no rated voltage 

During the test a current for continuity checking is passed through all conductors of the cable and this shall 
be provided by a three phase star connected or single phase transformer(s) of sufficient capacity to maintain 
the test voltage up to the maximum leakage current allowable. 
 
NOTE 1   Due note should be taken of the fuse characteristics when determining the power rating of the transformer. 
 
This current is achieved by connecting, at the other end of the sample, a suitable load and indicating device 
(e.g. lamp) to each conductor, or group of conductors. 
 
NOTE 2   A current of 0,25 A at the test voltage, through each conductor or group of conductors, has been found to be 
suitable. 
 

6.3.3 Optical fibre cables 

At the conclusion of the test, check each fibre (or those fibres indicated in the relevant cable specification as 
fire resistant) for continuity. 
 
6.4 Source of heat 

The source of heat shall be a ribbon type propane gas burner with a nominal burner face length of 500 mm 
with Venturi mixer.  A centre-feed burner is recommended. The nominal burner face width shall be 10 mm.  
The face of the burner shall have three staggered rows of drilled holes, nominally 1,32 mm in diameter and 
drilled on 3,2 mm centres, as shown in Figure 5.  Additionally, a row of small holes milled on each side of 
the burner plate, to serve as pilot holes for keeping the flame burning, is permitted. 
 
Guidance on the choice of recommended burner systems is given in Annex A. 
 
Mass flow meters should be used as the means of controlling accurately the input flow rates of fuel and air 
to the burner. 
 
NOTE   Rotameter type  flow meters may be used as an alternative, but are not recommended. Guidance on their use, 
and the application of appropriate correction factors, may be found in Annex B. Figure 6 shows an example of a 
rotameter type system. 
 
By reference to the wall the burner shall be positioned centrally at a horizontal distance of (40 ± 2) mm from 
the burner face to the wall as shown in Figures 2 and 3.  The burner shall be positioned in the test chamber 
such that it is at least 200 mm above the floor of the chamber or any solid mounting table and 500 mm from 
any chamber wall. 
 
The flow rates used for the test at reference condition (1 bar and 20 °C) shall be as follows: 
 
Propane: (5 ± 0,2) l/min 
Air:  (80 ± 4) l/min 
 
The burner and control system shall be subject to verification following the procedure given in Clause 7. 
 
For the purposes of this test, the air shall have a dew point not higher than 0 °C. 
 
6.5 Shock producing device 

The shock producing device consists of a mild steel round bar (25 ± 0,1) mm in diameter and (600 ± 5) mm 
long.  The bar is freely pivoted about an axis parallel to the wall, which is in the same horizontal plane as, 
and (200 ± 5) mm away from, the upper edge of the wall.  The axis divides the bar into two unequal parts of 
length (400 ± 5) mm and approximately 200 mm respectively; the longer section impacting the wall.  The bar 
drops under its own weight from an angle of 60° to the horizontal to strike the upper steel support of the wall 
at its midpoint as shown in Figure 1 and Figure 3. 
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7 Verification procedure for source of heat 

7.1 The flame temperature shall be measured using two 1,5 mm mineral insulated, stainless steel 
sheathed thermocouples Type K to EN 60584-1, mounted on the test wall as shown in Figure 7.  The 
thermocouple tips shall be (10 ± 0,5) mm in front of the test wall.  The horizontal line of the thermocouples 
shall be approximately 100 mm above the bottom of the wall. 
 
Position the burner (40 ± 2) mm horizontally from the wall and (65 ± 10) mm vertically below the centre line 
of the thermocouple as shown in Figure 3. 
 
Ignite the burner and adjust the gas and air supplies to those given in 6.4. 
 
7.2 Monitor the temperature as recorded by the thermocouples over a period of 10 min to ensure 
conditions are stable. 
 
7.3 The verification procedure shall be considered satisfied if 
 
a) the average of the readings from the two thermocouples over the 10 min period falls 

within the requirement of (830 + 40,  -0) °C and 
 b) the maximum difference between the averaged readings for each of the two 

thermocouples over the 10 min period does not exceed 40 °C.         
At least one measurement shall be made on each thermocouple every 30 sec in order to obtain the     
average. 
 
NOTE   The actual method of obtaining the average thermocouple reading over the period is not specified but it is 
recommended that a recorder with averaging facilities is used in order to damp the variability caused by point 
measurement. 

 
7.4 If the verification is not successful, the flow rates shall be altered within the tolerances given in 6.4 
and/or distances altered within the tolerances given in 7.1 and a further verification carried out. 
 
7.5 The positions established for successful verification shall be recorded (see 9.1.2). 
 
7.6 If no successful verification can be achieved within the tolerances given, then the burner system shall 
be considered as incapable of providing the source of heat required by this standard.  
 

8 Test sample 

8.1 Sample preparation 

8.1.1 Electric power and control cables with rated voltage up to 600/1 000 V 

The sample to be tested shall be a piece of cable not less than 1 200 mm long with approximately 100 mm 
of sheath and outer coverings removed at each end.  At each end of the cable, each conductor shall be 
suitably prepared for electrical connections, and the exposed conductors shall be spread apart to avoid 
contact with each other. 
 
8.1.2 Electric data and communication cables with no rated voltage 

The sample to be tested shall be a piece of cable not less than 1 200 mm long with approximately 100 mm 
of sheath or outer coverings removed at each end.  At each end of the cable, each conductor shall be 
suitably prepared for electrical connections, and the exposed conductors shall be spread apart to avoid 
contact with each other. 
 
8.1.3 Optical fibre cables 

The sample to be tested shall be a piece of cable (at least 5 m) sufficiently long that the two ends emerge 
from the test chamber, with approximately 100 mm of sheath or outer coverings removed at each end.  For 
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