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National foreword

BRITISH STANDARD

This British Standard is the UK implementation of EN 50341-2-24:20109.

This standard, together with the following list of National
Normative Aspect standards, supersedes BS EN 50423-3:2005 and
BS EN 50341-3:2001.

Country Origin Ref

Code

AT Austrian National Committee BS EN 50341-2-1

BE Belgian National Committee BS EN 50341-2-2:2019

CH Swiss National Committee BS EN 50341-2-3

DE German National Committee BS EN 50341-2-4:2019

DK Danish National Committee BS EN 50341-2-5:2017

ES Spanish National Committee BS EN 50341-2-6:2017

FI Finnish National Committee BS EN 50341-2-7:2015

FR French National Committee BS EN 50341-2-8:2017

GB British National Committee BS EN 50341-2-
9:2017+A1:2018

GR Greek National Committee BS EN 50341-2-10

IE Irish National Committee BS EN 50341-2-11

IS Iceland National Committee BS EN 50341-2-12:2018

IT [talian National Committee BS EN 50341-2-
13:2017+A1:2017

LU Luxemburg National Committee No NNA available

NL Nederland’s National Committee ~ BS EN 50341-2-15:2019

NO Norwegian National Committee BS EN 50341-2-16:2016

PT Portuguese National Committee BS EN 50341-2-17

SE Swedish National Committee BS EN 50341-2-18:2016

CZ Czech National Committee BS EN 50341-2-19:2015

EE Estonian National Committee BS EN 50341-2-20:2018

PL Polish National Committee BS EN 50341-2-22:2016

SI Slovak National Committee BS EN 50341-2-23:2016

RO Romanian National Committee BS EN 50341-2-24:2019

BS EN 50423-3:2005 and BS EN 50341-3:2001 will be withdrawn upon
publication of the rest of the series.
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The UK participation in its preparation was entrusted to Technical
Committee PEL/11, Overhead Lines.

Alist of organizations represented on this committee can be obtained on
request to its secretary.

This publication does not purport to include all the necessary provisions
of a contract. Users are responsible for its correct application.

© The British Standards Institution 2020
Published by BSI Standards Limited 2020

ISBN 978 0 539 13463 6
ICS 29.240.20

Compliance with a British Standard cannot confer immunity from
legal obligations.

This British Standard was published under the authority of the Standards
Policy and Strategy Committee on 30 April 2020.

Amendments/corrigenda issued since publication

Date Text affected
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European foreword

1. The Romanian National Committee (NC) is identified by the following address:

Romanian Standards Association (ASRO)
21-25, Mendeleev Street, 010362,
Bucharest, Romania

Tel: +40 213 101 730

Fax: + 40 213 160 870

email: asro@asro.ro

wWww.asro.ro

Name of the relevant technical body: Romanian Technical Committee no 165 “Overhead
electrical lines” (ASRO/CT 165 - Linii electrice aeriene);
Attention: Secretary of ASRO/CT 165 — Standardisation Division

2. The Romanian NC has prepared the present EN 50341-2-24 (Part-2-24), listing the Romanian
National Normative Aspects under its sole responsibility and duly passed this document through
the CENELEC and CLC/TC 11 procedures.

NOTE The Romanian NC takes full responsibility for the satisfactory technically correct
co-coordination of the present EN 50341-2-24 with EN 50341-1:2012. Any quality control/assurance checks
necessary have been performed. However, it should be noted that such quality control/assurance has been
performed under the general responsibility of the Romanian NC pursuant to national laws and regulations.

3. Part-2-24 is normative in Romania and informative for the other countries.

4. Part-2-24 shall be read in conjunction with EN 50341-1:2012 (Part 1). All clause numbers used
in the present Part-2-24 correspond to the numbering in Part 1. Specific sub-clauses that are
prefixed "RO” shall be read as amendments to the relevant text in Part 1. All requests for
clarification relating to the application of Part-2-24 in relation to Part 1 shall be sent to the
Romanian NC who will, in co-operation with CLC/TC 11, clarify the requirements.

Where no reference is made in this Part-2-24 to a specific sub-clause, then Part 1 shall apply.

5. For the "boxed values" defined in Part 1, any amended values, which are defined in Part-2-24,
shall be taken into consideration in Romania. However, any boxed value, whether in Part 1 or in
Part-2-24, shall not be amended in the direction of greater risk in a Project Specification.

6. The Romanian regulations and standards relating to the overhead electrical lines exceeding
A.C. 1 kV, which are specifically used in the present Part 2-24, are listed in the sub-clauses
2.1/R0O.2.1.1 t0 2.1/R0O.2.1.4.

NOTE All national standards referred to in the present Part-2-24 will be replaced by the related European
Standards as they become available and are declared applicable by the Romanian NC and therefore
reported to the secretariat of CLC/TC 11.
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0 Introduction

0.7 Language
(ncpt) RO.1 Language
This standard is published in English and Romanian languages.

1 Scope

1.1 General
1.1 RO.1 General

(ncpt)  This Part 2-24 gives the requirements for planning, design and construction of overhead electrical
lines with nominal voltages exceeding A.C. 1 kV operating at 50 Hz frequency.

The present Part 2-24 is not applicable for existing overhead electrical lines unless specifically
required by Project Specification. The power installations of overhead lines, that are in different
stages of design or construction, can be finalised in conformity with the standards in force at
project beginning.

For the application of this standard for specific requirements relaring to modernization, increasing
safety and transport capacity of existing overhead lines, reference shall be specified in the Project
Specification. At the same time, the correlation between relevant regulations and associated
standards shall be established in the Project Specifications.

The extension of existing electrical lines is considered as new overhead lines, except the junction
points that shall be detailed in the Project Specifications.

1.2 Field of application
1.2 RO.1 Overhead electrical lines with insulated conductors

(ncpt) This Part 2-24 is applicable for the design and construction of overhead electrical lines with
insulated conductors where the internal and external clearances can be smaller than those
specified in Part 1 (SR EN 50341-1:2013).

2 Normative references, definitions and symbols
21 Normative references
2.1 RO.1 Application of normative references in Part 1

(A-dev) The normative references in Part 1 (SR EN 50341-1:2013) are applicable, unless otherwise
specified in this Part 2-24. In Romania, for purpose of Part 2-24, the Eurocodes series given in
sub-clause 2.1 of Part 1, that are adopted as national standards, shall mandatory apply.

2.1 RO.2 References to Romanian national laws, regulations and standards

(A-dev) The following national acts and normative documents contain provisions for planning, design,
construction and mounting of the overhead electrical lines. These national acts and normative
documents (technical regulations, standards and codes of practice) are referred to in the text in
such way that some or all their content constitute requirements of this Part 2-24 and are
indispensable for its application. At the time of publication, the editions indicated were valid.

Having in view that all normative documents are subject to revision, the parties to agreements

based on this standard shall investigate the possibility of using the latest edition of referenced
documents.
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21 RO. 2.1.1 National laws and regulations
(A-dev) The following normative acts are national laws and regulations.

Reference Title

Low No. 107:1996 The low of waters (with subsequent modifications and additions); Legea
apelor (cu modificarile si completarile ulterioare)

Law No. 123/2012 Law on Electricity and Natural Gases (with subsequent modifications and
additions); Legea energiei electrice si a gazelor naturale (cu modificarile
si completdrile ulterioare)

Low No. 137:1995 The low of environment protection (with subsequent modifications and
additions); Legea protectiei mediului (cu modificérile si completarile
ulterioare)

Ordinance Ordinance concerning legal status of roads; Ordonanta privind regimul

No. 43/1997 juridic al drumurilor

Ordinance Government Emergency Ordinance on Environmental Protection,

No. 195/2005 (approved with amendments and completions by Law no. 265/2006, as

subsequently amended and supplemented); Ordonanfa de urgentd a
Guvernului privind protectia mediului (aprobata cu modificari si completari
prin Legea nr. 265/2006, cu modificarile si completarile ulterioare)

Decree No. 237/1978 Decree for the establishment of normatives concerning systematization,
location, construction, and repairing work of the overhead electrical lines
passing through forests and over agricultural lands; Decret pentru
stabilirea normativelor privind sistematizarea, amplasarea, construirea,
repararea liniilor electrice care trec prin paduri si terenuri agricole

ANRE National Energy Regulatory Authority (ANRE) - Order no. 49/2007 for
Order No. 49/2007 amending and completing the Technical Norm regarding the delimitation
of the protection and safety areas related to the energy capacities -
approved by the Order of the President of the National Energy Regulatory
Authority no. 4/2007; Ordinul nr. 49/2007 pentru modificarea i
completarea Normei tehnice privind delimitarea zonelor de protectie si de

sigurantd aferente capacitdtilor energetice - aprobatd prin Ordinul
pregedintelui Autoritétii Nationale de Reglementare in Domeniul Energiei
nr. 4/2007

Order No. 135/2010 Ministry of Environment and Forests — Order concerning the Approval of
methodology for the implementation of environmental impact assessment
for public and private projects; Ministerul Mediului si Padurilor — Ordin
privind Aprobarea metodologiei de aplicare a evaluarii impactului asupra
mediului pentru proiecte publice si private

M.A.P.M. Ministry of Waters and Forests - Order concerning the Approval of the

Order No. 860/2002 Environmental Impact Assessment Procedure and Environmental
Agreement; Ministerul Apelor si Padurilor - Ordin privind Aprobarea
Procedurii de evaluare a impactului asupra mediului si de emitere a
acordului de mediu

M.A.P.M. Ministry of Waters and Forests - Order concerning the Approval of

Order. No. 863/2002 methodological guides applicable to the stages of the environmental
impact assessment framework-procedure; Ministerul Apelor  si
Padurilor - Ordin privind Aprobarea ghidurilor metodologice aplicabile
etapelor procedurii-cadru de evaluare a impactului asupra mediului
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2.1 RO.2.1.2 Technical regulations

(A-dev) The following normative documents are national technical regulations.

Reference Title

NTE 001/03/00 Insulation selection, insulation coordination and protection of electrical power
installations against lightning overvoltages; Normativ privind alegerea izolatiei,
coordonarea izolatiei si protectia instalatiilor electroenergetice impotriva
supratensiunilor

NTE 003/04/00 Normative for construction of overhead transmission lines with nominal voltages
exceeding 1000 V (NTE 003/04/00 is under revision); Normativ pentru constructia
liniilor aeriene de energie electricé cu tensiuni peste 1000 V (NTE 003/04/00 este
in curs de revizuire);

NTE 007/08/00 Design and execution of electric cable networks; Normativ pentru proiectarea si
executarea refelelor de cabluri electrice

PE 022/87 General requirements for design of electrical grids; Prescriptii generale de
proiectare a retelelor electrice

PE 101/85 Normative for construction of electrical installations of connexions and
transformers with voltages exceeding 1 kV; Normativ pentru constructia
instalatiilor electrice de conexiuni si transformare cu tensiuni peste 1 kV

PE 101A/85 Guidelines for setting the clearances concerning the coexistences of the electric
power installations with nominal voltages exceeding 1 kV with other
constructions; Instructiuni  privind stabilirea distantelor normate privind
amplasarea instalatiilor energetice cu tensiunea peste 1 kV in raport cu alte
constructii

PE 103/92 Design and checking for electric power installations at mechanical and thermal
stresses in conditions of short circuit currents; Instructiuni pentru dimensionarea si
verificarea instalatiilor electroenergetice la solicitdri mecanice si termice, in
conditiile curentilor de scurtcircuit

PE 116/94 Normative for tests and measurements performed on electrical installations and
equipments. Normativ de incercdri si mdsuréri la echipamente si instalatii
electrice

PE 125/89 Guidelines concerning coexistence coordination of the electrical installations

of 1 + 750 kV and telecommunication lines; Instructiuni privind coordonarea
coexistentei instalatiilor electrice de 1+750 kV cu liniile de telecomunicatii

PE 127/83 Rules on technical exploitation of overhead electrical lines; Regulament de
exploatare tehnicéa a liniilor electrice aeriene

ID17 Normative concerning the design, execution, checking and commissioning of
electrical installations in the areas with explosion hazard (Petro- and Chemistry
Industry Minister); Normativ pentru proiectarea, executia, verificarea i
receptionarea de instalatii electrice in zone cu pericol de explozie (Ministerul
Industriei Chimiei si Petrochimiei)

C 170/2007 Normative concerning corrosion protection of elements from reinforced concrete
and prestressed concrete located in aggressive atmospheric environments;
Normativ privind protectia anticoroziva a elementelor din beton armat si beton
precomprimat situate in medii agresive atmosferic
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M 34/80 Technical norms concerning the safety areas of aeronautic lands, developed by
Civil Aviation Department; Norme tehnice privind zonele de sigurantd ale
terenurilor de aeronautica, elaborate de Departamentul Aviatiei Civile

2.1 RO.2.1.3 Codes of practice

(ncpt) The following documents are recommended to be used as codes of practice for design and
construction of overhead electrical lines.

Reference

I.LI-Ip4/17-2012

1.LI- Ip 28-1994

1RE-Ip30-2004

1E Ip 35/1-2004

1LI-1p38

1.E-Ip 38 /1989

1.E-Ip 69-1991

1.LI-Ip 33-1983

3RE-Ip41-1992

Title

Design and execution of medium voltage overhead lines equipped with twisted
pair cables, hanging wire included or self support; indrumar de proiectare si
executie pentru linii electrice aeriene de medie tensiune cu cabluri torsadate cu
sau fara fir purtator

Design concerning the coexistence conditions of overhead electrical lines with
telecommunications networks; Indreptar de proiectare privind conditiile de
coexistenta a liniilor de energie electrica cu liniile de telecomunicatii

Design and execution of earthing systems; Indreptar de proiectare Si executie a
instalatiilor de legare la pdmant

Design of medium voltage networks with earthed neutral through the resistance;
Indreptar de proiectare pentru retele de medie tensiune cu neutru legat la pdmant
prin rezistentd

Design of high voltage overhead lines — Proximities and crossings of high
voltage overhead lines of 110+400 kV to the other installations; Indreptar pentru
proiectarea liniilor electrice de inalta tensiune - Apropieri si traversari ale liniilor
electrice de inalta tensiune de 110+400 KV fata de alte instalatii

Use of land surfaces required for thermal power plants, electrical grids and district
heating grids; Indreptar pentru folosirea suprafetelor de teren necesare pentru
termocentrale, retele electrice si retele de termoficare

Selection of optimal solutions of warning systems of towers and conductors of
overhead electrical lines; Indreptar pentru alegerea solutiilor optime de balizare a
stalpilor si conductoarelor liniilor electrice aeriene

Design and construction of overhead electrical lines with nominal voltage of
110kV, 220 kV and 400 kV in the areas with strong meteorological phenomena;
Instructiuni de proiectare si constructii pentru linii electrice aeriene de 110 kV,
220 kV si 400 KV in zone cu fenomene meteorologice intense

Design and operation concerning the protection against influences determinated
by the proximities between overhead electrical lines; Instructiuni de proiectare si
exploatare privind protectia impotriva influentelor datorate apropierilor dintre liniile
electrice aeriene
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RO.2.1.4 Romanian standards

The following normative documents are Romanian standards and European/international

standards adopted as national standards.

Reference

SR 438-1:2012

SR 438-2:2012

SR 438-3:2012

SR 832:2008

SR 2970:2005

SR 6290:2004

SR EN 50182

SR EN 50183

SR EN 50522:2011

SR EN 50326:2004

SR EN 60038:2012

SR IEC 60479 series

SR EN 60889:2002

SR EN 61232:2002

SR EN 61284:2000

Full document details: BS EN 50341-2-24:2019

Title

Steel products for concrete reinforcement - Part 1: Hot rolled structural steel.
Grades and quality technical requirements;

Produse de otel pentru armarea betonului - Partea 1: Otel beton laminat la
cald. Marci si conditii tehnice de calitate

Steel products for concrete reinforcement - Part 2: Cold drawn round wire;
Produse de otel pentru armarea betonului - Partea 2: Sarma rotunda trefilata

Steel products for reinforcement of concrete - Part 3: Welded fabric;
Produse de otel pentru armarea betonului - Partea 3: Plase sudate

Influences of electrical installations of high voltage on the communication
networks - Prescriptions; Influente ale instalatiilor electrice de inalta tensiune
asupra liniilor de telecomunicatii - Prescriptii

Precast columns of reinforced and prestressed concrete for overhead electrical
lines - General technical requirements for quality; Stalpi prefabricati din beton
armat si beton precomprimat pentru linii electrice aeriene - Conditii tehnice
generale de calitate

Crossings between overhead transmission lines and telecommunication lines;
Incrucisari intre liniile de energie electrica si liniile de telecomunicatii

Conductors for overhead lines - Round wire concentric lay stranded conductors;
Conductoare pentru linii aeriene - Conductoare cu sarme rotunde cablate in
straturi concentrice

Conductors for overhead lines - Aluminium-magnesium-silicon alloy wires;
Conductoare pentru linii electrice aeriene - Sarme de aliaj de aluminiu-
magneziu-siliciu

Earthing of power installations exceeding 1 kV a.c.; Legarea la padmant a
instalatiilor electrice cu tensiuni alternative mai mari de 1 kV

Conductors for overhead lines - Characteristics of greases;
Conductoare pentru linii aeriene - Caracteristici ale produselor de protectie

CENELEC standard voltages; Tensiuni standardizate de CENELEC

Effects of current on human body beings and livestock;
Efectele curentului electric asupra omului si animalelor domestice

Hard-drawn aluminium wire for overhead line conductors;
Sérma de aluminiu trasa la rece in stare de ecruisare tare pentru
conductoarele liniilor aeriene

Aluminium-clad steel wires for electrical purposes;
Sarme de otel acoperite cu aluminiu pentru utilizare electrica

Overhead lines - Requirements and tests for fittings;
Linii electrice aeriene - Prescriptii si incercéri pentru accesorii
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SR EN 61140

SR EN 60071-1

SR EN 61936-1:2011

SR EN 62004:2010

SR EN 62209-1:2017

SR EN ISO 898 series

SR EN ISO 1461:2009

SR HD 60364 series

SR IEC 60888

SR ISO 3864-1:2016

STAS 4068/1-82

STAS 4068/2-87

STAS 4273-83

STAS 6482/1-73

STAS 6482/2-80

Full document details: BS EN 50341-2-24:2019
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Protection against electric shock - Common aspects for installation and
equipment; Protectie impotriva socurilor electrice - Aspecte comune in
instalatii si echipamente electrice

Insulation co-ordination - Part 1: Definitions, principles and rules;
Coordonarea izolatiei - Partea 1: Definitii, principii si reguli

Power installations exceeding 1 kV a.c. - Part 1: Common rules;
Instalatii electrice cu tensiuni alternative nominale mai mari de 1 kV -
Partea 1: Reguli comune

Thermal resistant aluminium alloy wire for overhead line conductor;
Sérme de aliaj de aluminiu rezistente la caldura pentru conductoarele liniilor
electrice aeriene

Measurement procedure for the assessment of specific absorption rate of
human exposure to radio frequency fields from hand-held and
body-mounted wireless communication devices - Part 1: Devices used next
to the ear (Frequency range of 300 MHz to 6 GHz); Procedurd de masurare
pentru evaluarea ratei de absorbtie specifice pentru expunerea umana la
campuri de radiofrecventa produse de dispozitive de comunicatie fara fir,
tinute in ména sau purtate in apropierea corpului. Partea 1: Dispozitive
utilizate in apropierea urechii (Domeniu frecventa de la 300 MHz la 6 GHz)

Mechanical properties of fasteners made of carbon steel and alloy steel;
Caracteristici mecanice ale elementelor de asamblare executate din otel
carbon gi otel aliat

Hot dip galvanized coatings on fabricated iron and steel articles -
Specifications and test methods; Acoperiri termice de zinc pe piese fabricate
din fonta si otel - Specificatii si metode de incercare

Low-voltage electrical instalations; Instalatii electrice de joasa tensiune

Zinc-coated steel wires for stranded conductors; Sdrme de otel zincate
pentru conductoare cablate

Graphic symbols - Security signs and colours - Part 1: Design principles for
safety signs and safety marks; Simboluri grafice - Culori $i semne de
securitat - Partea 1: Principii de proiectare pentru semne de securitate si
marcaje de securitate

Maximum water discharges and storage - Determination of maximum water
discharges and storage of watercourses; Debite si volume maxime de apa -
Determinarea debitelor si volumelor maxime ale cursurilor de apéa

Maximum water discharges and storages - Yearly probabilities of maximum
water discharges and storages under normal and special working conditions:
Debite si volume maxime de apa. Probabilitdtile anuale ale debitelor gi
volumelor maxime in conditii normale si speciale de exploatare

Water constructional works - Integrating with importance classes;
Constructii hidrotehnice - Incadrarea in clase de importanta

Steel wires and wire products for prestressed concrete - Rules for
quality control; Sarme de otel si produse din sarméa pentru beton
precomprimat - Reguli pentru verificarea calitatii

Steel wires and wire products for prestressed concrete - Steel wire;
Sérme de otel si produse din sdrma pentru beton precomprimat -
Sarma neteda
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STAS 6482/3-80 Steel wires and wire products for prestressed concrete - Deformed wire;
Sérme de otel si produse din sdrma pentru beton precomprimat - Sdrma
ampentata

STAS 6482/4-80 Steel wires and wire products for prestressed concrete - Strands;

Sérme de otel si produse din sdrma pentru beton precomprimat -Toroane

STAS 8074-76 Crossings between the contact wires of tramways and trolleybuses and the
overhead electrical lines or overhead telecommunication lines -
Requirements; Incruciséri intre liniile de contact pentru tramvaie si troleibuze
si linii electrice aeriene sau linii aeriene de telecomunicatii - Prescriptii

STAS 10128-86 Protection against corrosion of above ground steel buildings -
Classification of aggressive environments; Protectia contra coroziunii a
constructiilor supraterane din otel - Clasificarea mediilor agresive

STAS 10166/1-77 Protection against corrosion of above ground steel buildings - Mechanical
preparation of surfaces; Protectia contra coroziunii a constructiilor din otel
supraterane - Pregétirea mecanica a suprafetelor

STAS 10702/1-83 Protection against corrosion of above ground steel buildings - Protection
coatings - General technical requirements; Protectia contra coroziunii a
constructiilor din otel supraterane - Acoperiri protectoare - Conditii tehnice
generale

2.2 Definitions

For purpose of this standard, in addition to the terms and definitions given in Part 1 (SR EN 50341-1),
the following terms and definitions apply.

2.2 RO.1

(ncpt)  overhead electrical line
overhead line (in a broad sense; OHL)
ensemble of electrical installations mounted in open air above ground, which serves for
transmission and distribution of electrical energy, being composed by conductors, insulators
(including fittings and clamps), earthing systems and structural elements (foundations and
supports, either towers or poles)

Note 1 to entry: From constructive point of view, the overhead electrical lines can be: single circuit lines,
doubile circuit lines or multiple circuit lines.

[IEV 60050-601, definition 601-03-04 modified]

2.2 RO.1.1

(ncpt) line section
portion of an overhead electrical line composed by one or more spans in which the line
maintains its direction (see Figure 2/RO1)

2.2 RO.1.2

(ncpt)  section
line portion composed by one or more spans situated between two consecutive tension
supports (see Figure 2/RO1)

[IEV 60050-466, definition 466-03-11 modified]
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- Portions of an overhead electrical line situated between the supports 1 and 3 or 3 and 9 are straight lines;
- The supports 1, 3, 6 and 9 may be the angle tension supports or angle suspension supports;
- Portions of an overhead electrical line situated between two angle supports are line sections;
- Le—nominal span;

- Li@=1..n— real spans;

- Lv—wind span;

- Lw— weight span;

- Lp—virtual span;

- hi (i=1...n) — difference in levels;

- fa—conductor sag corresponding to nominal span;

- ha — height of conductor’s attachment;

- hg — minimum ground clearance;

- 2a — angle between two adjacent straight lines.

fn

hc\
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Le

Figure 2/R0O.1 — Graphical explanation for the concept of line section,
span and difference in levels
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RO.1.3

approval of emplacement (line route)

written replay given by the grid operator at request of an applicant, which specifies its
position on the proposed location of solicited line route

RO.1.4

right of way for overhead electrical line

land area situated along the overhead electrical line and airspace above it, which imposes
restrictions in terms of overhead line coexistence with natural elements, objects, buildings
and their related facilities; the right of way includes the protection area and safety area

RO.1.5

maintenance corridor of overhead electrical line

land strip non-arranged along the line route situated between the existing permanent access
roads into the area, allowing pedestrian access of operating personnel

RO.1.6

working corridor of overhead electrical line

land strip, which can be temporary occupied, located close to the overhead electrical line
axis, and usually between the assembly platforms required for installation of conductors,
the access of machinery and transport of mounting materials

RO.1.7
crossing and under-crossing
those crossings where the line over-cross or under-cross an object

RO.1.8

crossing of overhead electrical line with an object

that situation where, on horizontal projection, at least one phase conductor, in normal or
deviated position, crosses an object

RO.1.9
proximity of overhead line to an object
that situation of proximity when the overhead line doesn't cross an object

RO.1.10

difference in levels, h;

distance vertically measured between the attachment points of conductor at two successive
supports (see Figure 2/R0O.1)

[IEV 60050-466, definition 466-03-05 modified]

RO.1.11

span, L;

distance horizontally measured between the axes of two consecutive supports
(see Figure 2/R0O.1)

[IEV 60050-466, definition 466-03-01 modified]
RO.2
tower / pole

part of the support consisting of body, earthwire peak(s) and crossarms

Note 1 to entry: Constructions of metal, reinforced concrete, wood or other materials used to sustain the
components of overhead electrical lines above the ground.

[IEV 60050-466 modified by combination of definitions 466-08-01 and 466-07-01]
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RO.2.1

nominal span, L,

conventional span at which the conductors’ attachment points are on the same horizontal
level; the terrain is flat; the minimum admissible ground clearance corresponds to the
maximum sag resulted as optimal value from technical-economic calculations. The rated span
corresponds to the normal (nominal) height of supports (see Figure 2/RO.1)

RO.2.2

virtual span L, of an inclined span

distance from the place where the horizontal from one of the attachment points of conductors
crosses the real curve of the conductor or its extension, as the considered point is inferior or
superior to the attachment point of conductor at the adjacent support (see Figure 2/R0O.1)

RO.2.3

wind span, L,

half of the sum of real adjacent spans of a support, which influences the horizontal loads
acting on support due to wind pressure on conductors (see Figure 2/R0O.1).

RO.2.4

weight span, L,,

half of the sum of virtual adjacent spans of a support, which influences the vertical loads acting
on support due to weight of conductors (see Figure 2/R0O.1)

RO.2.5

spans for design of supports

wind spans L, and weight spans L,, adopted for dimensioning of supports, bassed on all
locations’ coverage criteria from the overhead line route, taking into consideration the
technical-economic criteria corresponding to the meteorological zones (for dimensioning of
normal supports, the design spans are commonly adopted):

Lv=(1,056...11) Leand Lw= (1,4 ... 1,6) - Le

RO.2.6

span limited by distance between phases, L

real span between two consecutive towers where is realised a maximum allowable
conductor sag, by the minimum internal existing clearance between phase conductors or
between phase conductors and earthwires. Usually,

L= (1,2...1,3) - Lo

RO.3

foundation surface of support of an overhead electrical line

land surface determined by the geometric figure resulted from support foundation perimeter
above the ground, including anchors

RO.4

conductors of an overhead electrical line

metal wires strengths between their fixing points at supports (towers/poles or other special
structures) of the overhead lines, under voltages, or not

RO.4.1

pre-insulated conductors

conductors covered with insulation material to protect conductors against accidental contacts
with the other conductors
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2.2 RO.4.2

(ncpt) insulated conductors
conductors with protective coverings of insulation material to protect against permanent
contacts with the other insulated conductors and/or earthing elements

2.2 RO.4.3
(ncpt) twisted conductors
insulated conductors that are twisted together (insulated conductor bundles)

2.2 RO.4.4
(ncpt) conductor tension, T
conductor strength multiplied with actual conductor section, in different operating conditions

2.2 RO.4.5
(ncpt) horizontal conductor tension, T,
value of tension in the point where the tangent at conductor curve is horizontal

2.2 RO.4.6

(ncpt) conductor sag in a certain point
distance vertically measured between the respective point on conductor curve and the line
which joins the two attachment points of the conductor.

When the suspension is performed by tension strings, the suspension points are considered
at the attachment of insulator strings with the elements of supports.

The conductor sags can have different values in a certain point depending on the existing
meteorological conditions at certain moment (for example: maximum sag, minimum sag,
average sag).

The greater conductor sag can be considered in the middle of the span (see Figure 2/R0O.1).
The maximum conductor sag is the maximum value between the sag corresponding to the
case f) in sub-clause 4.12.2 RO.1, temperature of ice forming (-5 °C) with ice depots (without
wind) and the sag in conformity with the <case €) in sub-clause
4.12.2 RO.1, and maximum temperature (75 °C) for conductor design or maximum
temperature (40 °C) for OPGW design, without wind and ice.

2.2 RO.5

(ncpt) design of an overhead electrical line
2.2 RO.5.1

(ncpt) protection area

adjacent area of a power objective, extended in space, where are introduced interdicts
regarding the people access and construction categories

2.2 RO.5.2

(ncpt) safety area
adjacent area of an electrical power objective extended in space, where are established
restrictions or interdicts to ensure normal operation and to avoid any danger to persons,
goods and environment; safety area includes also the protection area

2.2 RO.5.3
(ncpt) frequent traffic area
areas situated:
e inside the buildable perimeter of localities;
e Iinside house yards outside the buildable perimeter of localities;
e inside industrial, agricultural, transport, military units etc. outside the localities,
including a sector of 15 m from the unit fence, except the electrical power objectives
(substations, power stations):
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e outside the localities where can frequently appear many people, for example: the
places intended to recreation and tourism, stops, campings, and public transport
stations,

Note 1 to entry: The enclosed spaces where is admitted only the access for special qualified service
staff, and the areas close to the roads and highways outside the localities are not considered frequent
traffic areas.

RO.5.4
reduced traffic area
zones that are not included in the category of frequent traffic areas

RO.5.5

road area

portion of road reservation plus two lateral strips, on each of its sides, named safety areas,
and protection areas respectively. The width of road area is established by lay-out plans or
construction projects of modernization and modification of the roads, that are prepared in
conformity with the norms established by law

RO.5.6

access road

land strip with the width of 2,75 m which is temporary occupied for the access of transport
facilities to the working corridor of the overhead line

RO.5.7

working platform of an overhead electrical line

land surface around the supports, necessary for the execution of new works of
modernization, refurbishment and maintenance of overhead lines

RO.5.8

special portions of line route

those line route portions where occour the co-existence of overhead electrical line with
natural elements, objects, objectives, installations, and constructions etc. situated in
electric line vicinity or with which the line intersects

In these circumstances, the overhead electrical line can be constructed in such way that,
on the one hand, to ensure a good behaviour during its operation and, on the other hand,
to meet the necessary conditions for the co-existence with different elements and their
optimal operation.

RO.5.9

normal land

land outside inhabited areas, accessible to transport and agricultural machinery (except
for roads) or to pedestrian circulation only

RO.5.10

rough land

land accessible only to pedestrian circulation or it is totally inaccessible (for example, cliffs,
caves etc.)

RO.5.11

exceptional or mandatory cases

those cases where, for technical and economic reasons, the stipulations of standard (or
normative) cannot apply

RO.5.12

environmental aggressiveness

environmental condition where the environment is contaminated or not with substances,
when the corrosion effect occurs on the metal components of overhead transmission lines
in operating condition
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