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European foreword 

1 The Spanish National Committee (NC) is identified by the following address: 

 Asociación Española de Normalización (UNE) 
 c/Génova, 6 
 E 28004 Madrid 
 Spain 
  
 Tel. nº:  + 34 915 294 900 
 Fax nº:  + 34 91 310 45 96 
 Email: info@une.org 

 
Name of the relevant technical body: AEN/CTN 207/SC 7-11 “Líneas eléctricas aéreas” (Overhead 
power lines) 

2 The Spanish NC and its technical body AEN/CTN 207/SC 7-11 “Overhead power lines” has prepared 
this Part 2-6 of EN 50341, listing the Spanish National Normative Aspects (NNA) under its sole 
responsibility, and duly passed it through the CENELEC and CLC/TC 11 procedures. 

 NOTE: The Spanish NC also takes sole responsibility for the technically correct co-ordination of this EN 50341-2-
6 with EN 50341-1. It has performed the necessary checks in the frame of quality assurance/control. However, it 
is noted that this quality control has been made in the framework of the general responsibility of a standards 
committee under the national laws/regulations. 

3 This Part 2-6 is normative in Spain and informative in other countries. 

4 This document shall be read in conjunction with Part 1 (EN 50341-1). All clause numbers used in this 
NNA correspond to those of Part 1. Specific sub-clauses that are prefixed “ES”, are to be read as 
amendments to the relevant text in Part 1. Any necessary clarification regarding the application of this 
combined NNA in conjunction with Part 1 shall be referred to the Spanish NC who will, in co-operation 
with CLC/TC 11, clarify the requirements. 

 When no reference is made in this NNA to a specific sub-clause, then Part 1 applies. 

5 In case of “boxed values” defined in Part 1, amended values (if any), which are defined in this NNA, 
shall be taken into account in Spain. 

 However, any “boxed value”, whether in Part 1 or in this NNA, shall not be amended in the direction of 
greater risk in a Project Specification. 

6 The national Spanish standards/regulations related to overhead electrical lines exceeding 1 kV A.C. 
are listed in sub-clause 2.1/ES.1 and ES.2. 

 NOTE: All national standards referred to in this NNA will be replaced by the relevant European Standards as 
soon as they become available and are declared by the Spanish NC to be applicable and thus reported to the 
secretary of CLC/TC 11. 

7 The Spanish NC declares, in accordance with sub-clause 4.1 of Part 1, that “Approach 3” shall be 
used in Spain to stablish numerical values of actions. 
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1 The Spanish National Committee (NC) is identified by the following address: 

 Asociación Española de Normalización (UNE) 
 c/Génova, 6 
 E 28004 Madrid 
 Spain 
  
 Tel. nº:  + 34 915 294 900 
 Fax nº:  + 34 91 310 45 96 
 Email: info@une.org 

 
Name of the relevant technical body: AEN/CTN 207/SC 7-11 “Líneas eléctricas aéreas” (Overhead 
power lines) 

2 The Spanish NC and its technical body AEN/CTN 207/SC 7-11 “Overhead power lines” has prepared 
this Part 2-6 of EN 50341, listing the Spanish National Normative Aspects (NNA) under its sole 
responsibility, and duly passed it through the CENELEC and CLC/TC 11 procedures. 

 NOTE: The Spanish NC also takes sole responsibility for the technically correct co-ordination of this EN 50341-2-
6 with EN 50341-1. It has performed the necessary checks in the frame of quality assurance/control. However, it 
is noted that this quality control has been made in the framework of the general responsibility of a standards 
committee under the national laws/regulations. 

3 This Part 2-6 is normative in Spain and informative in other countries. 

4 This document shall be read in conjunction with Part 1 (EN 50341-1). All clause numbers used in this 
NNA correspond to those of Part 1. Specific sub-clauses that are prefixed “ES”, are to be read as 
amendments to the relevant text in Part 1. Any necessary clarification regarding the application of this 
combined NNA in conjunction with Part 1 shall be referred to the Spanish NC who will, in co-operation 
with CLC/TC 11, clarify the requirements. 

 When no reference is made in this NNA to a specific sub-clause, then Part 1 applies. 

5 In case of “boxed values” defined in Part 1, amended values (if any), which are defined in this NNA, 
shall be taken into account in Spain. 

 However, any “boxed value”, whether in Part 1 or in this NNA, shall not be amended in the direction of 
greater risk in a Project Specification. 

6 The national Spanish standards/regulations related to overhead electrical lines exceeding 1 kV A.C. 
are listed in sub-clause 2.1/ES.1 and ES.2. 

 NOTE: All national standards referred to in this NNA will be replaced by the relevant European Standards as 
soon as they become available and are declared by the Spanish NC to be applicable and thus reported to the 
secretary of CLC/TC 11. 

7 The Spanish NC declares, in accordance with sub-clause 4.1 of Part 1, that “Approach 3” shall be 
used in Spain to stablish numerical values of actions. 
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1 Scope 
 
1.1 General 
 
(ncpt) ES.1 General 

 
This NNA is applicable to any new line between two points, A and B, its modifications and 
extensions. 

 
1.2 Field of application 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 08, sub-clause 6.3.2 

 
The design and construction of overhead lines with covered conductors and voltages greater than 
45 kV shall respect the same electrical clearances as of overhead lines with bare conductors of the 
same voltage. 

 
2 Normative references, definitions and symbols 
 
2.1 Normative references 
 
(A-dev) ES.1 National normative regulations 

 
Royal Decree (RD) 223/2008, of 15th February 2008, approving the Regulation on technical and 
safety conditions for high voltage electrical lines and its Supplementary Technical Instructions ITC-
LAT 01 to 09 
 
Royal Decree (RD) 337/2014, of 9th May 2014, approving the Regulation on technical and safety 
conditions for high voltage power installations and its Supplementary Technical Instructions ITC-
RAT 01 to 23 
 
Royal Decree (RD) 614/2001, of 8th June 2001, establishing the minimum health and safety 
requirements for the protection of workers against the electrical risk 
 
Royal Decree (RD) 1955/2000, of 1st December 2000, regulating the activities of transmission, 
distribution, marketing and supply of electrical energy and the procedures for the authorization of 
installations 
 

(ncpt) ES.2 National normative standards 
 
UNE 207016 “HV and HVH type concrete poles for overhead electrical lines” 
 
UNE 207017 “Lattice steel towers for distribution overhead electrical lines” 
 
UNE 207018 “Plate metallic supports for overhead electrical lines” 
 

2.3 Symbols 
 
(ncpt) ES.1 Additional symbols 

 
 asom minimum insulator set discharge gap, defined as shortest distance in straight line 

between live parts and earthed parts 
 AT wind exposed pole area projected in a wind direction perpendicular plane in m2 
 CS minimum security factor defined for each element and load case 
 D  clearance between same or different circuits’ phase conductors in metres 
 F  maximum sag in metres, for load cases defined in sub-clause 3.2.3 
 K  coefficient depending on the conductors’ wind oscillation, it shall be selected from Table 

5.8/ES.1 
 K’  coefficient depending on overhead lines nominal voltage. K’ = 0,85 for special category 

lines and K’ = 0,75 for other overhead lines 
 L  suspension set length in metres. For conductors attached to the pole with strain or post-

insulator sets L = 0 
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 VV reference wind velocity in km/h 
 
3 Basis of design 
 
3.2 Requirements of overhead lines 
 
3.2.2 Reliability requirements 
 
(A-dev) ES.1 RD 223/2008, clause 16 
 

For private overhead lines, a competent licensed technician, with the authorization of overhead 
line’s owner, may adopt in emergency situations the recommended provisional steps, immediately 
advising to the competent Administration body, which shall set the period to restore the regulation 
conditions. 

 
(ncpt) ES.2 Reliability levels 
 

The minimum reliability level shall be 1. Actions for wind and ice are defined in section 4. 
 
3.2.5 Strength coordination 
 
(snc) ES.1 Strength coordination 
 

Strength coordination is obtained by matching the security factors (CS) associated to each 
component and system of the overhead line. 

 
3.6 Design values 
 
3.6.2 Design value of an action  
 
(A-dev) ES.1 Design value of an action 
 

Actions shall not be affected by partial factors. 
 
3.6.3 Design value of a material property 
 
(A-dev) ES.1 Partial factor for a material property 
 

The partial factor for a material property shall be: 
 

Xd = XK / CS 
 

Where: 
 

Xd is the design value of the material property 
XK is the characteristic value of the material property 
CS is the minimum security factor for each element and load case defined in sub-clause 

4.13/ES.1 
 
3.7 Partial factor method and design formula 
 
3.7.2 Basic design formula 
 
(snc) ES.1 Basic design formula 
 

When considering a limit state of rupture or excessive deformation of a component, element or 
connection, it shall be verified that: 

 
Rd / Ed ≥ CS 

 
Where: 
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1 Scope 
 
1.1 General 
 
(ncpt) ES.1 General 

 
This NNA is applicable to any new line between two points, A and B, its modifications and 
extensions. 

 
1.2 Field of application 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 08, sub-clause 6.3.2 

 
The design and construction of overhead lines with covered conductors and voltages greater than 
45 kV shall respect the same electrical clearances as of overhead lines with bare conductors of the 
same voltage. 

 
2 Normative references, definitions and symbols 
 
2.1 Normative references 
 
(A-dev) ES.1 National normative regulations 

 
Royal Decree (RD) 223/2008, of 15th February 2008, approving the Regulation on technical and 
safety conditions for high voltage electrical lines and its Supplementary Technical Instructions ITC-
LAT 01 to 09 
 
Royal Decree (RD) 337/2014, of 9th May 2014, approving the Regulation on technical and safety 
conditions for high voltage power installations and its Supplementary Technical Instructions ITC-
RAT 01 to 23 
 
Royal Decree (RD) 614/2001, of 8th June 2001, establishing the minimum health and safety 
requirements for the protection of workers against the electrical risk 
 
Royal Decree (RD) 1955/2000, of 1st December 2000, regulating the activities of transmission, 
distribution, marketing and supply of electrical energy and the procedures for the authorization of 
installations 
 

(ncpt) ES.2 National normative standards 
 
UNE 207016 “HV and HVH type concrete poles for overhead electrical lines” 
 
UNE 207017 “Lattice steel towers for distribution overhead electrical lines” 
 
UNE 207018 “Plate metallic supports for overhead electrical lines” 
 

2.3 Symbols 
 
(ncpt) ES.1 Additional symbols 

 
 asom minimum insulator set discharge gap, defined as shortest distance in straight line 

between live parts and earthed parts 
 AT wind exposed pole area projected in a wind direction perpendicular plane in m2 
 CS minimum security factor defined for each element and load case 
 D  clearance between same or different circuits’ phase conductors in metres 
 F  maximum sag in metres, for load cases defined in sub-clause 3.2.3 
 K  coefficient depending on the conductors’ wind oscillation, it shall be selected from Table 

5.8/ES.1 
 K’  coefficient depending on overhead lines nominal voltage. K’ = 0,85 for special category 

lines and K’ = 0,75 for other overhead lines 
 L  suspension set length in metres. For conductors attached to the pole with strain or post-

insulator sets L = 0 
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 VV reference wind velocity in km/h 
 
3 Basis of design 
 
3.2 Requirements of overhead lines 
 
3.2.2 Reliability requirements 
 
(A-dev) ES.1 RD 223/2008, clause 16 
 

For private overhead lines, a competent licensed technician, with the authorization of overhead 
line’s owner, may adopt in emergency situations the recommended provisional steps, immediately 
advising to the competent Administration body, which shall set the period to restore the regulation 
conditions. 

 
(ncpt) ES.2 Reliability levels 
 

The minimum reliability level shall be 1. Actions for wind and ice are defined in section 4. 
 
3.2.5 Strength coordination 
 
(snc) ES.1 Strength coordination 
 

Strength coordination is obtained by matching the security factors (CS) associated to each 
component and system of the overhead line. 

 
3.6 Design values 
 
3.6.2 Design value of an action  
 
(A-dev) ES.1 Design value of an action 
 

Actions shall not be affected by partial factors. 
 
3.6.3 Design value of a material property 
 
(A-dev) ES.1 Partial factor for a material property 
 

The partial factor for a material property shall be: 
 

Xd = XK / CS 
 

Where: 
 

Xd is the design value of the material property 
XK is the characteristic value of the material property 
CS is the minimum security factor for each element and load case defined in sub-clause 

4.13/ES.1 
 
3.7 Partial factor method and design formula 
 
3.7.2 Basic design formula 
 
(snc) ES.1 Basic design formula 
 

When considering a limit state of rupture or excessive deformation of a component, element or 
connection, it shall be verified that: 

 
Rd / Ed ≥ CS 

 
Where: 
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Ed is the total design value of the effect of actions, such as internal force or moment, or a 

representative vector of several internal forces or moments, as defined in sub-clause 
3.7.2 of the main body 

Rd is the corresponding structural design resistance, as defined in sub-clause 3.7.2 of the 
main body 

CS is the minimum security factor for each element and load case defined in clause 
4.13/ES.1 

 
4 Actions on lines 
 
4.1 Introduction 
 
(snc) ES.1 Introduction 
 

Due to the lack, in general, of official statistical data, in Spain Approach 3 shall be used to stablish 
the numerical values of actions. 

 
4.2 Permanent loads 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.1 
 

Vertical loads on account of own weight of each element shall be taken into account: conductors, 
insulators, fittings, ground wires – if they exist –, poles and foundations. 

 
4.3 Wind loads 
 
4.3.1 Field of application and basic wind velocity 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2 
 

A minimum reference wind velocity of 120 km/h (33.3 m/s) shall be considered, except in lines with 
voltages of 220 kV and above, or lower voltages which are considered part of the transmission grid, 
in which a minimum reference wind velocity of 140 km/h (38.89 m/s) shall be considered. 

 
This reference wind velocity (VV) shall mean horizontal, acting perpendicular to the areas 
concerned. 

 
4.3.5 Wind forces on any overhead line component 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2.4 
 

In the case of a flat surface, the wind force, QWx, shall be at least: 
 

x
V

Wx AVQ ⋅





⋅=

2

120
100  daN 

 
Where: 

 
VV is the reference wind velocity in km/h. 
Ax is the area of the flat surface projected in a perpendicular plane to the wind direction, in 

m2 

 
(A-dev) ES.2 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2.5 
 

In the case of a cylindrical surface, the wind force, QWx, shall be, at least: 
 

x
V

Wx AVQ ⋅





⋅=

2

120
70  daN 
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Where: 
 

VV is the reference wind velocity in km/h. 
Ax is the area of the cylindrical surface projected in a perpendicular plane to the wind 

direction, in m2 

 
(A-dev) ES.3 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2.1 
 

The wind force over conductors in a suspension pole, in the transversal direction of the line, for 
each conductor of the bundle shall be, at least, the following: 

 
QWc_V = qp · d · (L1 + L2) / 2 daN 

 
Where: 

 
qp is the wind pressure, with the following value: 

 
2

120
60 






⋅= VV

 daN/m2 for conductors d ≤ 16 mm 

 
2

120
50 






⋅= VV

 daN/m2 for conductors d > 16 mm 

VV is the reference wind velocity in km/h. 
d is the conductor or sub-conductor diameter, in m. In the case of combined wind and ice 

load, the thickness of the ice shall be considered, for which a reference value of 7.500 
N/m3 is recommended for the specific volumetric weight of ice.  

L1, L2 are the lengths of the adjacent spans, in m. 
 
Any possible shade effects between conductors, even in the case of phase bundle conductors, 
shall be neglected. 

 
For the wind forces over poles with angle, the influence of the direction change and the lengths of 
the adjacent spans shall be taken into account. 

 
(A-dev) ES.4 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2.2 
 

The wind forces over the insulator sets shall be taken into account. The force value shall be, at 
least, the following: 

 

ins
V

Wins AVQ ⋅





⋅=

2

120
70  daN 

 
Where: 

 
VV is the reference wind velocity in km/h. 
Ains  is the area of the insulator set projected horizontally in a vertical plane parallel to the axis 

of the insulator set. 
 
(A-dev) ES.5 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2.3 
 

The total force value of the wind over a lattice tower shall be, at least, the following: 
 

T
V

Wt AVQ ⋅





⋅=

2

120
170  daN 

 
Where: 

 
VV is the reference wind velocity in km/h. 
AT is the area of the tower projected in a perpendicular plane to the wind direction, in m2 
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Ed is the total design value of the effect of actions, such as internal force or moment, or a 

representative vector of several internal forces or moments, as defined in sub-clause 
3.7.2 of the main body 

Rd is the corresponding structural design resistance, as defined in sub-clause 3.7.2 of the 
main body 

CS is the minimum security factor for each element and load case defined in clause 
4.13/ES.1 

 
4 Actions on lines 
 
4.1 Introduction 
 
(snc) ES.1 Introduction 
 

Due to the lack, in general, of official statistical data, in Spain Approach 3 shall be used to stablish 
the numerical values of actions. 

 
4.2 Permanent loads 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.1 
 

Vertical loads on account of own weight of each element shall be taken into account: conductors, 
insulators, fittings, ground wires – if they exist –, poles and foundations. 

 
4.3 Wind loads 
 
4.3.1 Field of application and basic wind velocity 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2 
 

A minimum reference wind velocity of 120 km/h (33.3 m/s) shall be considered, except in lines with 
voltages of 220 kV and above, or lower voltages which are considered part of the transmission grid, 
in which a minimum reference wind velocity of 140 km/h (38.89 m/s) shall be considered. 

 
This reference wind velocity (VV) shall mean horizontal, acting perpendicular to the areas 
concerned. 

 
4.3.5 Wind forces on any overhead line component 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2.4 
 

In the case of a flat surface, the wind force, QWx, shall be at least: 
 

x
V

Wx AVQ ⋅





⋅=

2

120
100  daN 

 
Where: 

 
VV is the reference wind velocity in km/h. 
Ax is the area of the flat surface projected in a perpendicular plane to the wind direction, in 

m2 

 
(A-dev) ES.2 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2.5 
 

In the case of a cylindrical surface, the wind force, QWx, shall be, at least: 
 

x
V

Wx AVQ ⋅





⋅=

2

120
70  daN 
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Where: 
 

VV is the reference wind velocity in km/h. 
Ax is the area of the cylindrical surface projected in a perpendicular plane to the wind 

direction, in m2 

 
(A-dev) ES.3 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2.1 
 

The wind force over conductors in a suspension pole, in the transversal direction of the line, for 
each conductor of the bundle shall be, at least, the following: 

 
QWc_V = qp · d · (L1 + L2) / 2 daN 

 
Where: 

 
qp is the wind pressure, with the following value: 

 
2

120
60 






⋅= VV

 daN/m2 for conductors d ≤ 16 mm 

 
2

120
50 






⋅= VV

 daN/m2 for conductors d > 16 mm 

VV is the reference wind velocity in km/h. 
d is the conductor or sub-conductor diameter, in m. In the case of combined wind and ice 

load, the thickness of the ice shall be considered, for which a reference value of 7.500 
N/m3 is recommended for the specific volumetric weight of ice.  

L1, L2 are the lengths of the adjacent spans, in m. 
 
Any possible shade effects between conductors, even in the case of phase bundle conductors, 
shall be neglected. 

 
For the wind forces over poles with angle, the influence of the direction change and the lengths of 
the adjacent spans shall be taken into account. 

 
(A-dev) ES.4 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2.2 
 

The wind forces over the insulator sets shall be taken into account. The force value shall be, at 
least, the following: 
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




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Where: 

 
VV is the reference wind velocity in km/h. 
Ains  is the area of the insulator set projected horizontally in a vertical plane parallel to the axis 

of the insulator set. 
 
(A-dev) ES.5 RD 223/2008, ITC-LAT 07, sub-clause 3.1.2.3 
 

The total force value of the wind over a lattice tower shall be, at least, the following: 
 

T
V

Wt AVQ ⋅





⋅=
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170  daN 

 
Where: 

 
VV is the reference wind velocity in km/h. 
AT is the area of the tower projected in a perpendicular plane to the wind direction, in m2 
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4.4 Wind forces on overhead line components 
 
(snc) ES.1 Wind forces on overhead line components 
 

Due to the use in Spain of an alternative method to define the wind forces on overhead line 
components (Approach 3), the structural factors described in sub-clause 4.4 are not applicable. 

 
4.5 Ice loads 
 
4.5.2 Ice forces on conductors 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.3 
 
 In Spain the ice load per length of the conductor, I (in daN per linear metre), shall be, at least: 
 

• In zones with an altitude over the sea up to 500 m, I = 0 
• In zones with an altitude over the sea between 500 and 1.000 m, I = 1,8 √𝑑𝑑𝑑𝑑 
• In zones with an altitude over the sea higher than 1.000 m, I = 3, 6 √𝑑𝑑𝑑𝑑 

 
Where: 

 
d is the conductor diameter, in mm. 
 

 
4.7 Temperature effects 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.2.1 
 
   In Spain, the following design situations shall be taken into account: 
 

a) Minimum temperature, without other climatic action: 
 Not relevant. 
b) Extreme wind velocity at next temperature: 

• In zones with an altitude over the sea less than 500 m, T = -5 ºC 
• In zones with an altitude over the sea between 500 and 1.000 m , T = -10 ºC 
• In zones with an altitude over the sea more than 1.000 m, T = -15 ºC  

 
c) Minimum temperature combined with a reduced wind velocity: 

Not relevant. 
d) Ice load at next temperature: 

• In zones with an altitude over the sea between 500 and 1.000 m , T = -15 ºC 
• In zones with an altitude over the sea more than 1.000 m, T = -20 ºC  

 
e) Ice load combined with a reference wind velocity of, at least, 60 km/h, at next temperature: 

• In zones with an altitude over the sea between 500 and 1.000 m , T = -15 ºC 
• In zones with an altitude over the sea more than 1.000 m, T = -20 ºC  
This situation shall only be taken into account in overhead lines with voltages of 220 kV and 
above, or lines with less voltage that belong to the transmission grid. 

 
4.8 Security loads 
 
4.8.1 General 
 
(snc) ES.1 General 
 
 The security loads shall be taken into account in Spain for lines of nominal voltage up to 45 kV.  
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4.8.2 Torsional loads 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.5 
 

The breakage of (one or more) conductors of a single phase or ground wire shall be taken into 
account. This load shall be applied in a point producing the most unfavourable situation for any 
element of the pole, taking into account the torsion produced in the case this load is eccentric. In 
poles placed in a point in which the trace of the line suffers a direction change, the resultant load 
due to the tension angle of conductors and ground wires shall be additionally taken into account. 

 
• Conductor breakage in poles with suspension sets. 

One sided load shall be taken into account, corresponding to the breakage of just one 
conductor or ground wire. 
This load could be reduced by special devices adopted to this purpose and due to the deviation 
of the suspension insulator set, but in this last case the minimum value to take into account 
shall be 50% of the broken conductor tension with one or two conductors per phase, the 75% of 
the broken conductor tension with three conductors per phase and 100% of the broken 
conductor tension in lines with four or more conductors per phase. 

• Conductor breakage in poles with strain sets. 
One sided load shall be taken into account, corresponding to the breakage of just one 
conductor or ground wire without any reduction of its tension. 

• Conductor breakage in anchor poles. 
The load corresponding to the breakage of a ground wire or conductor shall be taken into 
account in lines with one conductor per phase, with no reduction of its tension and, in lines with 
bundles the breakage of a ground wire or all the conductors of the bundle, but supposed those 
with a 50% tension reduction, without any other reduction. 

• Conductor breakage in dead end poles. 
The load corresponding to the breakage of a ground wire or conductor shall be taken into 
account in lines with one conductor per phase and in lines with bundles the breakage of a 
ground wire or all the conductors of the bundle. In both cases without any reduction of its 
tension. 

• Conductor breakage in special poles. 
It shall be considered depending on the purpose of each circuit installed in the pole, considering 
the load producing the most unfavourable situation for any element of the pole.  

 
4.8.3 Longitudinal loads  
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.4 
 

The unbalanced loads to be considered are applied in the conductor and ground wire attach point 
and shall take into account, therefore, the torsional loads that could be produced. 
 
In poles placed in a point in which the trace of the line suffers a direction change, in addition, the 
resultant load due to the tension angle of conductors and ground wires shall be taken into account. 

 
• Unbalance in poles with suspension sets. 

For lines with nominal voltage over 66 kV a longitudinal load equivalent to 15% the one sided 
tension of all conductors and ground wires shall be considered. 
For lines with nominal voltage up to and 66 kV a longitudinal load equivalent to 8% the one 
sided tension of all conductors and ground wires shall be considered. This load may be 
considered spread out in the axis of the pole at the height of the attach points of conductors and 
ground wires. 

• Unbalance in poles with strain sets. 
For lines with nominal voltage over 66 kV a longitudinal load equivalent to 25% the one sided 
tension of all conductors and ground wires shall be considered. 
For lines with nominal voltage up to and 66 kV a longitudinal load equivalent to 15% the one 
sided tension of all conductors and ground wires shall be considered. This load may be 
considered spread out in the axis of the pole at the height of the attach points of conductors and 
ground wires. 

• Unbalance in anchor poles. 
A longitudinal load equivalent to 50% the one sided tension of all conductors and ground wires 
shall be considered. 
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4.4 Wind forces on overhead line components 
 
(snc) ES.1 Wind forces on overhead line components 
 

Due to the use in Spain of an alternative method to define the wind forces on overhead line 
components (Approach 3), the structural factors described in sub-clause 4.4 are not applicable. 

 
4.5 Ice loads 
 
4.5.2 Ice forces on conductors 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.3 
 
 In Spain the ice load per length of the conductor, I (in daN per linear metre), shall be, at least: 
 

• In zones with an altitude over the sea up to 500 m, I = 0 
• In zones with an altitude over the sea between 500 and 1.000 m, I = 1,8 √𝑑𝑑𝑑𝑑 
• In zones with an altitude over the sea higher than 1.000 m, I = 3, 6 √𝑑𝑑𝑑𝑑 

 
Where: 

 
d is the conductor diameter, in mm. 
 

 
4.7 Temperature effects 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.2.1 
 
   In Spain, the following design situations shall be taken into account: 
 

a) Minimum temperature, without other climatic action: 
 Not relevant. 
b) Extreme wind velocity at next temperature: 

• In zones with an altitude over the sea less than 500 m, T = -5 ºC 
• In zones with an altitude over the sea between 500 and 1.000 m , T = -10 ºC 
• In zones with an altitude over the sea more than 1.000 m, T = -15 ºC  

 
c) Minimum temperature combined with a reduced wind velocity: 

Not relevant. 
d) Ice load at next temperature: 

• In zones with an altitude over the sea between 500 and 1.000 m , T = -15 ºC 
• In zones with an altitude over the sea more than 1.000 m, T = -20 ºC  

 
e) Ice load combined with a reference wind velocity of, at least, 60 km/h, at next temperature: 

• In zones with an altitude over the sea between 500 and 1.000 m , T = -15 ºC 
• In zones with an altitude over the sea more than 1.000 m, T = -20 ºC  
This situation shall only be taken into account in overhead lines with voltages of 220 kV and 
above, or lines with less voltage that belong to the transmission grid. 

 
4.8 Security loads 
 
4.8.1 General 
 
(snc) ES.1 General 
 
 The security loads shall be taken into account in Spain for lines of nominal voltage up to 45 kV.  
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4.8.2 Torsional loads 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.5 
 

The breakage of (one or more) conductors of a single phase or ground wire shall be taken into 
account. This load shall be applied in a point producing the most unfavourable situation for any 
element of the pole, taking into account the torsion produced in the case this load is eccentric. In 
poles placed in a point in which the trace of the line suffers a direction change, the resultant load 
due to the tension angle of conductors and ground wires shall be additionally taken into account. 

 
• Conductor breakage in poles with suspension sets. 

One sided load shall be taken into account, corresponding to the breakage of just one 
conductor or ground wire. 
This load could be reduced by special devices adopted to this purpose and due to the deviation 
of the suspension insulator set, but in this last case the minimum value to take into account 
shall be 50% of the broken conductor tension with one or two conductors per phase, the 75% of 
the broken conductor tension with three conductors per phase and 100% of the broken 
conductor tension in lines with four or more conductors per phase. 

• Conductor breakage in poles with strain sets. 
One sided load shall be taken into account, corresponding to the breakage of just one 
conductor or ground wire without any reduction of its tension. 

• Conductor breakage in anchor poles. 
The load corresponding to the breakage of a ground wire or conductor shall be taken into 
account in lines with one conductor per phase, with no reduction of its tension and, in lines with 
bundles the breakage of a ground wire or all the conductors of the bundle, but supposed those 
with a 50% tension reduction, without any other reduction. 

• Conductor breakage in dead end poles. 
The load corresponding to the breakage of a ground wire or conductor shall be taken into 
account in lines with one conductor per phase and in lines with bundles the breakage of a 
ground wire or all the conductors of the bundle. In both cases without any reduction of its 
tension. 

• Conductor breakage in special poles. 
It shall be considered depending on the purpose of each circuit installed in the pole, considering 
the load producing the most unfavourable situation for any element of the pole.  

 
4.8.3 Longitudinal loads  
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.1.4 
 

The unbalanced loads to be considered are applied in the conductor and ground wire attach point 
and shall take into account, therefore, the torsional loads that could be produced. 
 
In poles placed in a point in which the trace of the line suffers a direction change, in addition, the 
resultant load due to the tension angle of conductors and ground wires shall be taken into account. 

 
• Unbalance in poles with suspension sets. 

For lines with nominal voltage over 66 kV a longitudinal load equivalent to 15% the one sided 
tension of all conductors and ground wires shall be considered. 
For lines with nominal voltage up to and 66 kV a longitudinal load equivalent to 8% the one 
sided tension of all conductors and ground wires shall be considered. This load may be 
considered spread out in the axis of the pole at the height of the attach points of conductors and 
ground wires. 

• Unbalance in poles with strain sets. 
For lines with nominal voltage over 66 kV a longitudinal load equivalent to 25% the one sided 
tension of all conductors and ground wires shall be considered. 
For lines with nominal voltage up to and 66 kV a longitudinal load equivalent to 15% the one 
sided tension of all conductors and ground wires shall be considered. This load may be 
considered spread out in the axis of the pole at the height of the attach points of conductors and 
ground wires. 

• Unbalance in anchor poles. 
A longitudinal load equivalent to 50% the one sided tension of all conductors and ground wires 
shall be considered. 
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For lines with nominal voltage up to and 66 kV, this load may be considered spread out in the 
axis of the pole at the height of the attach points of conductors and ground wires. 

• Unbalance in dead end poles. 
A longitudinal load equivalent to 100% the one sided tension of all conductors and ground wires 
shall be considered. 

• Very pronounced unbalance in poles. 
In poles of any type which have a pronounced unbalance load of adjacent spans, the conductor 
tension unbalance shall be analysed in the most unfavourable situations of them. If the result of 
this analysis is more unfavourable than the values fixed previously, the resulting values shall 
apply. 

• Unbalance in special poles. 
In case of special poles, the designer shall assess the most unfavourable unbalance load which 
the conductors and ground wires can produce over the pole, taking into account the purpose of 
each of those circuits. This load shall be applied in the point producing the most unfavourable 
situation for any element of the pole. 

 
4.12 Load cases 
 
4.12.1 General 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.5.3 
 

For lines with nominal voltage over 66 kV, in suspension poles and angle poles with suspension 
sets and strain sets with conductors with rated tensile strength less than 6600 daN, the 
consideration of torsional loads defined in sub-clause 4.8.2/ES.1 may be neglected when the 
following conditions are confirmed simultaneously: 
 
a) Conductors and ground wires have a security factor greater than 3. 
b) The security factor of poles and foundations in load case 5b is the correspondent to cases 1a, 

2a and 3. 
c) Anchor poles are installed every 3 km (maximum). 

 
4.12.2 Standard load cases 
 
(snc) ES.1 Standard load cases 
 

In Spain there are no climatic conditions associated to load cases 2b, 2c and 2d defined in Table 
4.6 of the main body. Therefore, reduction factors applied to ice load per length defined in sub-
clause 4.12.2 may have the next values: 

α = 1;   α1 = 1;   α2 = 1;   α3 = 1;   α4 = 1 
 
4.13 Partial factors for actions 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.5.4 
 

Normal load cases shall be 1a, 2a, 2b, 2c, 2d, 3 and 4 defined in Table 4.6 of the main body. 
 
Abnormal load cases shall be 5a y 5b defined in Table 4.6 of the main body. 

 
The security factor CS of poles shall be, at least, the following: 
 
• Metallic elements: the security factor to the yield stress shall not be less than 1,5 for normal 

load cases and 1,2 for abnormal load cases. 
• When the mechanical strength of complete poles is verified by a full scale test, the previous 

values may be reduced to 1,45 and 1,15 respectively. 
• Reinforced concrete elements: The security factor of poles and reinforced concrete elements 

shall be the mentioned in standard UNE 207016. In abnormal load cases the security factor 
may be reduced 20%.  

• Wooden elements: The security factors shall not be less than 3,5 for normal load cases and 2,8 
for abnormal load cases. 

• Guys: The wires or bars used in guys shall have a security factor not less than 3 for normal load 
cases and 2,5 for abnormal load cases. 

BS EN 50341-2-6:2017
Spain - 13 - EN 50341-2-6:2017 
 
 
(A-dev) ES.2 RD 223/2008, ITC-LAT 07, clause 5.3 
 

In some situations such as crossings and parallelisms with other lines or with communication 
routes or over urban zones, and with the intention of reducing the probability of accident increasing 
the security of the line, the security factors in normal load cases shall be a 25% bigger than the 
ones mentioned in clause 4.13/ES.1. 
 
This increase of the security factor is not applicable to lines of 220 kV and above or lower than 220 
kV which belong to the transmission grid, because the mechanical strength of poles is determined 
taking into account a minimum reference wind velocity of 140 km/h and a combined load case of 
ice and wind. 

 
5 Electrical requirements 
 
5.2 Currents 
 
5.2.1 Normal current 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07 
 

The maximum current densities under permanent rating conditions shall not exceed the values 
indicated in the following table. 

 
If the project includes a study of temperatures attained in the conductors, taking into account 
climatological conditions and load line, different values may be acceptable. 
 

 Table 5.2.1/ES.1 – Conductor current density 
 

Rated  
cross section 

mm2 

Current density 
 

Amperes/mm2 

 Copper Aluminium Aluminium alloy 
 

10 
15 
25 
35 
50 
70 
95 
125 
160 
200 
250 
300 
400 
500 
600 

 
8,75 
7,60 
6,35 
5,75 
5,10 
4,50 
4,05 
3,70 
3,40 
3,20 
2,90 
2,75 
2,50 
2,30 
2,10 

 
-- 

6,00 
5,00 
4,55 
4,00 
3,55 
3,20 
2,90 
2,70 
2,50 
2,30 
2,15 
1,95 
1,80 
1,65 

 

 
-- 

5,60 
4,65 
4,25 
3,70 
3,30 
3,00 
2,70 
2,50 
2,30 
2,15 
2,00 
1,80 
1,70 
1,55 

 
The values shown in the previous table refer to materials having the following values of resistivity at 
20ºC:  

 
• Copper 0,017241 Ω.mm2/m,  
• Harden aluminium 0,028264 Ω.mm2/m,  
• Aluminium alloy 0,03250 Ω.mm2/m.  

 
For galvanized steel a resistivity of 0,192 Ω.mm2/m may be considered and for aluminium clad 
steel 0,0848 Ω.mm2/m. 
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For lines with nominal voltage up to and 66 kV, this load may be considered spread out in the 
axis of the pole at the height of the attach points of conductors and ground wires. 

• Unbalance in dead end poles. 
A longitudinal load equivalent to 100% the one sided tension of all conductors and ground wires 
shall be considered. 

• Very pronounced unbalance in poles. 
In poles of any type which have a pronounced unbalance load of adjacent spans, the conductor 
tension unbalance shall be analysed in the most unfavourable situations of them. If the result of 
this analysis is more unfavourable than the values fixed previously, the resulting values shall 
apply. 

• Unbalance in special poles. 
In case of special poles, the designer shall assess the most unfavourable unbalance load which 
the conductors and ground wires can produce over the pole, taking into account the purpose of 
each of those circuits. This load shall be applied in the point producing the most unfavourable 
situation for any element of the pole. 

 
4.12 Load cases 
 
4.12.1 General 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.5.3 
 

For lines with nominal voltage over 66 kV, in suspension poles and angle poles with suspension 
sets and strain sets with conductors with rated tensile strength less than 6600 daN, the 
consideration of torsional loads defined in sub-clause 4.8.2/ES.1 may be neglected when the 
following conditions are confirmed simultaneously: 
 
a) Conductors and ground wires have a security factor greater than 3. 
b) The security factor of poles and foundations in load case 5b is the correspondent to cases 1a, 

2a and 3. 
c) Anchor poles are installed every 3 km (maximum). 

 
4.12.2 Standard load cases 
 
(snc) ES.1 Standard load cases 
 

In Spain there are no climatic conditions associated to load cases 2b, 2c and 2d defined in Table 
4.6 of the main body. Therefore, reduction factors applied to ice load per length defined in sub-
clause 4.12.2 may have the next values: 

α = 1;   α1 = 1;   α2 = 1;   α3 = 1;   α4 = 1 
 
4.13 Partial factors for actions 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07, sub-clause 3.5.4 
 

Normal load cases shall be 1a, 2a, 2b, 2c, 2d, 3 and 4 defined in Table 4.6 of the main body. 
 
Abnormal load cases shall be 5a y 5b defined in Table 4.6 of the main body. 

 
The security factor CS of poles shall be, at least, the following: 
 
• Metallic elements: the security factor to the yield stress shall not be less than 1,5 for normal 

load cases and 1,2 for abnormal load cases. 
• When the mechanical strength of complete poles is verified by a full scale test, the previous 

values may be reduced to 1,45 and 1,15 respectively. 
• Reinforced concrete elements: The security factor of poles and reinforced concrete elements 

shall be the mentioned in standard UNE 207016. In abnormal load cases the security factor 
may be reduced 20%.  

• Wooden elements: The security factors shall not be less than 3,5 for normal load cases and 2,8 
for abnormal load cases. 

• Guys: The wires or bars used in guys shall have a security factor not less than 3 for normal load 
cases and 2,5 for abnormal load cases. 
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(A-dev) ES.2 RD 223/2008, ITC-LAT 07, clause 5.3 
 

In some situations such as crossings and parallelisms with other lines or with communication 
routes or over urban zones, and with the intention of reducing the probability of accident increasing 
the security of the line, the security factors in normal load cases shall be a 25% bigger than the 
ones mentioned in clause 4.13/ES.1. 
 
This increase of the security factor is not applicable to lines of 220 kV and above or lower than 220 
kV which belong to the transmission grid, because the mechanical strength of poles is determined 
taking into account a minimum reference wind velocity of 140 km/h and a combined load case of 
ice and wind. 

 
5 Electrical requirements 
 
5.2 Currents 
 
5.2.1 Normal current 
 
(A-dev) ES.1 RD 223/2008, ITC-LAT 07 
 

The maximum current densities under permanent rating conditions shall not exceed the values 
indicated in the following table. 

 
If the project includes a study of temperatures attained in the conductors, taking into account 
climatological conditions and load line, different values may be acceptable. 
 

 Table 5.2.1/ES.1 – Conductor current density 
 

Rated  
cross section 

mm2 

Current density 
 

Amperes/mm2 

 Copper Aluminium Aluminium alloy 
 

10 
15 
25 
35 
50 
70 
95 
125 
160 
200 
250 
300 
400 
500 
600 

 
8,75 
7,60 
6,35 
5,75 
5,10 
4,50 
4,05 
3,70 
3,40 
3,20 
2,90 
2,75 
2,50 
2,30 
2,10 

 
-- 

6,00 
5,00 
4,55 
4,00 
3,55 
3,20 
2,90 
2,70 
2,50 
2,30 
2,15 
1,95 
1,80 
1,65 

 

 
-- 

5,60 
4,65 
4,25 
3,70 
3,30 
3,00 
2,70 
2,50 
2,30 
2,15 
2,00 
1,80 
1,70 
1,55 

 
The values shown in the previous table refer to materials having the following values of resistivity at 
20ºC:  

 
• Copper 0,017241 Ω.mm2/m,  
• Harden aluminium 0,028264 Ω.mm2/m,  
• Aluminium alloy 0,03250 Ω.mm2/m.  

 
For galvanized steel a resistivity of 0,192 Ω.mm2/m may be considered and for aluminium clad 
steel 0,0848 Ω.mm2/m. 
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